
In the Matter of: 

COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

CITY OF LIBERTY GAS COMPANY ) 
) 
) CASE NO. 2017-00053 

ALLEGED FAILURE TO COMPLY ) 
WITH KRS 278.495 AND 49 C.F.R. PART 192 ) 

ORDER 

City of Liberty Gas Company ("Liberty Gas') is a city-owned gas system engaged 

in the distribution of natural gas at retail and, pursuant to KRS 278.495(2), is subject to 

Commission jurisdiction. 

· KRS 278.495(2)(a) authorizes the Commission to regulate the safety of natural 

gas facilities that are owned or operated by any city, and used to distribute natural gas 

at retail. In addition, KRS 278.495(2) authorizes the Commission to enforce the 

minimum safety standards adopted by the United States Department of Transportation 

("USDOT'') pursuant to federal pipeline safety laws, 49 U.S.C. Section 60101, et seq., 

and amendments thereto. KRS 278.992(1) establishes the penalties for violations of 

any minimum safety standard adopted by the USDOT pursuant to federal pipeline 

safety laws. 

The USDOT adopted minimum safety standards for periodic leakage control 

programs for gas distribution systems located within a business district and outside a 

business district. 49 C.F.R. Section 192.723(b)(1) requires that a leakage survey must 

be conducted for gas distribution systems located within a business district "at intervals 

not exceeding 15 months, but at least once each calendar year." 49 C.F.R. Section 



192.723(b)(2) requires that a leakage survey be conducted for gas distribution systems 

located outside a business district "as frequently as necessary, but at least once every 5 

calendar years at intervals not exceeding 63 months.'; However, 49 C.F.R. Section 

192.605(a) requires a utility to prepare and follow written procedures for conducting 

operations and maintenance activities, including periodic leakage surveys, in its 

operating and maintenance plan ("O&M Plan"). Because the time-based requirements 

for conducting leakage .surveys in 49 C.F.R. Section 192.723(b)(1 )-(2) are minimum 

requirements, when a utility prepares an O&M Plan that establishes a shorter interval 

for conducting a leakage survey than the regulations require, the shorter interval 

established in the O&M Plan controls. Relevant to this matter, Liberty Gas's O&M Plan 

required leakage surveys to be conducted outside its business districts every three 

years. 1 

On December 1. 2016, the Commission entered an Order in Case No. 2016-

00391, ("December 1, 2016 Order") which initiated an investigation to review Liberty 

Gas's compliance with the leakage survey requirements pursuant to federal minimum 

safety standards and Liberty Gas's O&M Plan.2 The December 1, 2016 Order is 

attached as Appendix A to this Order. 

As set forth in the December 1, 2016 Order, Liberty Gas was cited in a 

Commission Staff periodic inspection for failure to perform and document leakage 

surveys in 2007 and 2009.3 In the periodic regulatory compliance inspection conducted 

1 See Appendix A. 

2 Case No. 2016-00391, Investigation in to City of Liberty Gas Company Compliance with KRS 
278.495 and49 C.F.R. Part 192(Ky. PSC Dec.1, 2016). 

3 December 1, 2016 Order, Appendices G and H. 
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in 2012, the Commission investigator found that Liberty Gas had timely conducted 

periodic leakage surveys as required ("2012 Inspection Reporf').4 

On July 13, 2015, Commission Staff submitted to the Commission an Inspection 

Report ("2015 Inspection Reporf') that alleged, among other deficiencies, that Liberty 

Gas failed to comply with periodic leakage survey requirements, as follows: 

1. 49 C.F.R. Section 192.723(b)(1) Distribution Systems: 
Leakage Surveys. A leakage survey with leak detector 
equipment must be conducted in business districts . . . at 
intervals not exceeding 15 months, but at least once each 
calendar year. 

The 2015 Inspection Report contained a finding that Liberty Gas had not performed 

leakage surveys in its business districts since 2009. 

2 .. 49 C.F.R. Section 192.605(a) Procedural Manual for 
Operations, Maintenance, and Emergency Operations -
General. Each operator shall prepare and follow for each 
pipeline, a manual of written procedures for conducting 
operations and maintenance activities. 

\ 
The 2015 Inspection Report contained a finding that Liberty Gas's O&M Plan required 

leakage surveys to be. conducted outside its business districts every tnree years, and 

that Liberty Gas had not conducted leakage surveys outside its business districts since 

2009. 

On August 18, 2015, a cover letter and copy of the 2015 Inspection Report were 

mailed to Liberty Gas.5 On September 21, 2015, Liberty Gas filed its response stating 

that it would schedule .Heath Consultants ("Heath") t() perform leakage surveys both 

4 /d., Appendix F. 

5 /d., Appendix B. · 
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inside and outside the business district before the end of 2015, and that Liberty Gas 

planned to contract with Heath to perform annual leakage surveys.6 

On June 23, 2016, Commission Staff conducted a follow-up inspection of Liberty 

Gas and subsequently submitted to the Commission an Inspection Report ("2016 

Inspection Report") finding that Liberty Gas had failed to correct the two deficiencies 

regarding conducting leakage surveys inside and outside Liberty's business district. On 

September 6, 2016, a cover letter and copy of the 2016 Inspection Report were mailed 

to Liberty Gas? On September 16, 2016, Liberty Gas filed its response, confirming that 

leakage surveys had not been conducted since 2009, and providing a copy of the 

leakage survey conducted by Heath inside and outside Liberty's business district on 

July 19~21, 2016.8 Liberty Gas asserted that the failure to conduct the leakage surveys 

since 2009 was an oversight and that it was taking steps to ensure that future leakage 

surveys were conducted at intervals that complied with federal minimum safety 

standards and Liberty Gas's O&M Plan. 

Due to the discrepancy between the 2012 Inspection Report, the 2015 and 2016 

Inspection Reports, the Commission Executive Director wrote to Liberty Gas on August 

22, 2016, requesting a copy of all leakage surveys conducted both in and outside 

Liberty's business district since 2009. In response, Liberty Gas faxed a copy of the 

2016 leak survey report conducted by Heath. After a second request was made to 

Liberty Gas to ensure that all leakage surveys had been forwarded to the Commission, 

6 /d., Appendix C. 

7 ld., Appendix D. 

8 /d., Appendix E. 

-4- Case No. 2017-00053 



Liberty Gas faxed leakage survey recaps for 2011, 2012, 2013, and 2014 ("Leakage 

Survey Recaps") that were conducted by Liberty Gas employees.9 In its responses to a 

data request filed in Case No. 2016-00391 ("Response to Data Request"), Liberty Gas 

stated that the Leakage Survey Recaps were based upon pipeline patrolling 10 and were 

not based upon leakage surveys. Liberty Gas further stated that an employee had 

misunderstood the difference between patrolling and leakage surveys, and erroneously 

filled out the incorrect form.11 

Based upon its review of the 2012, 2015, and 2016 Inspection Reports and 

Liberty Gas's Response to Data Request, and being otherwise sufficiently advised, the 

Commission finds that prima facie evidence exists that Liberty Gas has failed to comply 

with periodic leakage survey regulations in accordance with 49 C.F.R. Section 

192.723{b)(1), 49 C.F.R. Section 192.723(b)(2), and 49 C.F.R. Section 192.605(a). The 

Commission further finds that a formal investigation into Liberty Gas's compliance with 

federal requirements for periodic leakage surveys that is the subject matter of the 2012, 

2015, and 2016 Inspection Reports should be conducted. 

The Commission, on its own motion, HEREBY ORDERS that: 

1. Liberty Gas shall submit to the Commission a written response to the 

allegations contained in the Staff Report within 20 days of the date of this Order. 

9 /d., Appendix I. 

10 See 49 C.F.R. Section 192.721. Pipeline patrolling is an inspection of natural gas pipelines to 
identify irregularities that are or can become a hazard so that they can be repaired. Its minimum safety 
requirement differs from the requirement of leakage surveys, which are conducted to identify natural gas 
leaks. 

11 Case No. 2016-00391, Liberty Gas Response to December 1, 2016 Order Appendix A Request 
for Information (filed Dec. 21, 2016), paragraphs 1-3. 
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2. Liberty Gas shall appear on March 29, 2017, at 2:00p.m. Eastern Daylight 

Time, in Hearing Room 1 of the Commission's offices at 211 Sower Boulevard, in 

Frankfort, Kentucky, for the purpose of presenting evidence concerning the alleged 

violations of 49 C.F.R. Section 192.723(b)(1 ), 49 C.F.R. Section 192.723(b)(2), and 49 

C.F.R. Section 192.605(a), and showing cause why it should not be subject to the 

penalties prescribed in KRS 278.992(1) for these alleged violations. 

3. The March 29, 2017 hearing shall be recorded by videotape only. 

4. At the scheduled hearing in this matter, Liberty Gas shall also present 

evidence on the adequacy, safety, and reasonableness of its practices related to 

conducting periodic leakage surveys of its gas distribution system as they relate to the 

facts of this case and whether such practices require revision as related to this incident. 

By the Commission 

-
ENTERED 

FEB 0 S 20\7 
KENTUCKY PUBLIC 

SERVICE COMMISSION 

Case No. 201 7-00053 



APPENDIX A 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 2017-00053 DATED FEB 0 6 ZQ17 



COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Matter of: 

INVESTIGATION INTO COMPLIANCE OF 
CITY OF LIBERTY GAS COMPANY WITH 
KRS 278.495 and 49 CFR'Part 192 : 

ORDER 

) 
) CASE NO. 
) 2016-00391 

The Commission, on its own motion, finds that a formal investigation should be 

conducted to examine the City of Liberty Gas Company's ("Liberty Gas") compliance 

with periodic leakage survey_ requirements· in accordance with federal and state 

regulatio_ns. As a municipal gas distribution system, Liberty Gas falls under the 

.Commission's jurisdiction over municipal gas facilities pursuant to KRS 278.040, KRS 

278.495, and KRS 278.992. 

KRS 278.495(2)(a) authorizes' the Commission to regulate the safety of natural 

gas facilities which are owned or operated by any city, and used to distribute natural gas 

at retail. In addition, the. Commission enforces the minimum safety standards adopted 

by the United States Department of Transportation pursuant to federal pipeline safety 

laws, 49 U.S.C., Section 60101, et seq.; and amendments thereto, pursuant to KRS . 

278.495(2) and KRS 278.992(1). 

Federal regulations set minimum requirements for 'periodic leakage control 

programs_ for gas distribution systems, such a~ Liberty Gas. For gas distribution 

systems located within a business district, 49 CFR, Section 192.723(b)(1), provides th~t 

a leakage survey in business districts be conducted at least once each calendar year, 

but at intervals not exceeding 15 months. For gas distribution systems located outside 



a business district, 49 CFR, Section 192.723(b)(2), provides that a leakage survey be 

con9ucted "as frequently as necessary,~ but at least every five years at intervals not 

exceeding 63 months. However, 4:9 CFR, Section 192.605(a), states that a utility must 

prepare and follow written procedures for periodic leakage surveys in its operating and 

maintenance plan. When the pperation and maintenance plan establishes a shorter 

interval for conducting a leakage survey than a regulation requires, the shorter interval 

controls. 

On July 6-10, 2Q15, Commission investigator Steve Samples conducted a 

periodic regulatory compliance inspection of Liberty Gas. The inspection report issued 

July 13, 2015 (''2015 Inspection Report"), noted seven deficiencies of 49 CFR Part 192. 

Of the seven deficiencies, two were related to failure to comply with periodic leakage 

·survey requirements, as follows: 

1. 49 CFR Section 192.723(b)(1) Distribution Systems: 
Leakage Surveys. A leakage survey with leak detector 
equipment must be conducted in business districts . . . at 
intervals not exceeding 15 months, but at least once each 
calendar year. 

The 2015 Inspection Report contained a finding that Liberty Gas had not performed 

leakage surveys in its business districts since 2009. 

2, 49 · CFR Section 192.605(a) Procedural Manual for 
Operations, Maintenance, and Emergency Operations -
General. Each operator shall prepare .and follow for each 
pipeline, a . manual of written procedures for conducting 
operations and maintenance activities. 

The 2015 inspection Report contained a finding that Liberty Gas's Operation and 

Maintenance Manual requires leakage surveys be conducted outside its business 

districts every three years, and that Liberty Gas had not conducted leakage surveys 

outside its business districts since 2009. 
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On August 18, 2015, a cover letter and copy of the 2015 Inspection Report were 

sent to Liberty Gas. Liberty Gas was requested to respond by September 18, 2015, 

outlining corrective actions for the cited deficiencies. A copy of the August 18, 2015 

letter and 2015 Inspection Report are attached as Appendix B. Liberty Gas filed its . 

response in a letter dated September 16, 2015, that was received by the Commission 

on September 21, 2015. A copy of Liberty Gas's September 16, 2015 response is 

attached as Appendix C. Liberty Gas stated that it had hired Heath Consultants 

("Heath") to perform leakage surveys both inside and outside the business district 

before the end of 2015 to cure those two deficiencies. Liberty Gas further slated that it 

would schedule Heath to perform leakage surveys inside the business district on an 

annual basis and outside the business district every three years to ensure the leakage 

surveys were performed according to regulations and Liberty Gas's Operations and 

Maintenance Manual. 

Mr. Samples conducted a follow-up inspection of Liberty Gas on June 23, 2016, 

to ascertain and verify compliance actions taken by Liberty Gas in order to correct the 

seven deficiencies noted in the 2015 Inspection Report. As noted in th~ follow-up 

inspection report ("2016 Inspection Report"), Liberty Gas had corrected five of the 

deficienci~s cited in the 2015 Inspection Report, but had failed to correct the two 

deficiencies regarding conducting leakage surveys inside and outside Liberty's business . 

district. 

On September 6, 2016, a cover letter and copy of the 2016 Inspection Report 

were sent to Liberty Gas. Liberty Gas was requested to respond within 30 days with an 

explanation of why the deficiencies occurred and how the deficiencies would be 

remedied and prevented. A copy of the September 6, 20161etter and 2016 Inspection 
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Report are attached as Appendix D. According to the September 6, 2016 letter and 

2016 Inspection Report, the most recent leakage survey records were for a 2009 

leakage survey conducted by Heath both inside and outside Liberty's business district. 

Liberty Gas filed its response on September 16, 2016, confirming that leakage surveys 

had not been conducted since 2009. A copy of Liberty Gas's September 16, 2016 

response, with attachments, is attached as Appendix E. Liberty Gas stated that the 

failure to conduct the leakage surveys since 2009 WaS an oversight and that the task 

was overlooked after the death of the gas supervisor who scheduled leakage surv~ys. 

· Liberty Gas further stated that Heath conducted leakage surveys inside and outside 

Liberty's business district on July 19-21, 2016, and attached a copy of the leakage 

survey report. Lastly, Liberty Gas stated that future scheduling of leakage surveys was · 

set forth in its operations and maintenance plan, and on a cal.endar of gas-related tasks. 

In reviewing the history of Liberty Gas's compliance with periodic leakage survey 

requirements as documented in periodic regulatory compliance inspections performed 

by Commission investigators, Liberty Gas was cited for failure to perform and document 

leak surveys in 2007 and 2009. A copy ofthe 2007 Inspection Report is attached as 

Appendix G,·and a copy of the 2009 Inspection Report is attached as Appendix H. In 
I 

the periodic regulatory compliance inspection conducted in 2012, the Commission 

· investigator found there were no deficiencies and that Liberty Gas timely conducted 

periodic leakage surveys as required ("2012 Inspection ~eport"). 1 A copy of the 2012 

Inspection Report is attached as Appendix F. 

'Ulility Inspection Report, Liberty Gas (Ky. PSC Mar. 27, 2012), Report number 031212, al10 of 
26. 
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Due to the discrepancy between the 2012 Inspection Report, and both the 2015 

and 2016 Inspection Reports regarding the performance of leakage surveys, the 

Commission Executive Director wrote to Liberty Gas on August 22, 2016, requesting a 

copy of all·leakage surveys conducted both in and outside Liberty's · business district 
~ 

since 2009. In r~sponse, Liberty Gas faxed a copy of the 2016 leak survey report 

conducted by Heath. After a second request was made to Liberty Gas to ensure that all 

leakage surveys haq been forwarded to the Commission,. Liberty Gas faxed leakage 

su.rvey recaps for 2011, 2012, 2013, and 2014 ("Leakage Survey Recaps") that appear 

to have been conducted by Liberty Gas employees. A copy ofthe Leakage Survey 

Recaps is attached as Appendix I. 

Based upori its review of 20~2, 2015, and 2016 Inspection Reports, and being 

otherwise sufficiently advised, the Commission finds that a formal investigation should 

.!Je conducted to examine and ascertain Liberty Gas's compliance with periodic" leakage 

survey regulations in accordance with federal and state requirements. 

The Commission, on its own motion, HEREBY ORDERS that: 

1. This investigation is initiated to review LibertY Gas's compliance with the 

leakage survey requirements set forth in 49 CFR, Section 192.723(b)(1), and 49 CFR, 

Section 192.605(a). 

2. a. Liberty Gas, pursuant to 807 KAR 5:001, is to file with the 

Commission the original and ten copies of the information requested .in Appendix A to 

this Order. The information requested is due within 20 days of the date of this order. 

b. Responses to requests for information shall be appropriately 

bound, tabbed and indexed, and shall include the name of the witness responsible for 
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responding to the questions related to the information 'provided, with a copy to all parties 

of record. 

c. Each response shall be answered under oat~! or, for 

representatives of a public or private corporation or a partnership or association or a 

gol(.ernmental agency, be accompanied by a signed certification of the preparer or 

person supervising the preparation of the response on behalf of the entity that the 

response is true and accurate to the best of that person's knowledge, information, and 

belief formed after a reasonable inquirY. 

d. Any party shall make timely amendment to any prior response if it 

obtains information which indicates that the response was incorrect when made or, 

though correct when made, is now incorrect in any material respect. 

e. For. any request to which a party fails or refuses to furnish all.or part 

of the requested information, that party shall provide a written explanation of the specific 

grounds for its failure.to completely and precisely respond. 

f. Any party filing a paper containing personal information shall, in 

accordance with 807 KAR 5:001, Section 4(1 0), encrypt or redact the paper so that the 

personal information cannot be· read. 
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J.~CST 
~QM~ 

Executive Director 

By the Commission 

ENTERED 

DEC 0 I 2016 
KENTUCKY PUBLIC 

SERVICE COMMISSION 

Case No. 2016-00391 



APPENDIX A 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SER,~ICE 
COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 ZOiti 

1. Refer to the Leakage Survey Recaps, which are attached to this Order as 

Appendix I. Provide copies of each gas leak detection survey report represented by the 

Leakage Survey Recaps. 

2. Explain why the Leakage Survey Recaps were not provided to 

Commission Staff during the periodic regulatory compliance inspection of Liberty Gas 

conducted between July 6 and July 10, 2015. 

3. Explain why the Leakage Survey Recaps were not provided to 

Com.mission Staff during the follow-up regulatory compliance inspection of Liberty Gas 

conducted June 23, 2016. 

4. Refer to Liberty Gas's response to the 2015 Inspection Report, Firiding 4 

and 5, attached as Appendix C. Explain why the Leakage Survey Recaps were not 

referenced or provided in Liberty Gas's response: 

5. Explain why leakage surveys were not conducted before the end of 2015, 

as Liberty Gas stated would occur in its response to the 2015 Inspection Report, 

Finding 4 and 5. 

6. Refer to Liberty Gas's response to the 2016 Inspection Report, attached 

as Appendix E, in which Liberty Gas states that "[t]he failure to complete the above 

mentioned leakage surveys were an oversight ..... " 

a. Explain why Liberty Gas confirmed that leakage surveys pad not 

been performed either inside or outside Liberty's business district since 2009. 



b. Explain why the Leakage Survey Recaps were not referenced or 

provided in Liberty Gas's response. 

7. Refer to the Leakage Survey Recap dated June 6, 2011, which indicates a 

Grade 2 leak '{lias detected. .Provide documentation of the repair of the Grade 2 leak 

noted on the June 6, 2011 Leakage Survey Recap. 

8. For each gas leak detection survey conducted in 2Q11, 2012, 2013, and 

2014, identify whicn gas leak detection survey was conducted by Liberty Gas 

employees and which gas leak survey was conducted by a third-party leak detection . . 

company. 
I 

9. For each gas leak defection survey conducted in 2011, 2012, 2013, and 

2014 by Liberty Gas employees: 

a. Identify the employee who conducted the gas leak detection 

survey; 

b. Identify the covered tasks the employee is qualified to perform; 

c. State the dates of _initial qualification and retraining; 

d. Identify the qualification method(s); and 

e. Provide records supporting the qualification of the employee to 

conduct a gas leak detection survey .. 

1 0. For each gas leak detection survey conducted in 2011, 2012, 2013, and 

2014 by a third-party leak detection company: · 

a. Identify the third-party company who performed the gas leak 

detection survey; 

b. 

company; and 

Provide evidence of payment to the third-party leak detection 
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c. Provide records supporting the qualification of the personnel who 

conducted the gas leak detection survey. 

11. . For each gas leak detection survey conducted in 2011 , 2012, 2013, and 

2014 by Liberty Gas employees, identify the survey method. 

12. For each gas leak detection instrument utilized by Liberty Gas employees 

in conducting gas leak detection surveys, provide records for the past five years that 

document: 

a. The . frequency of gas leak detection instrument testing for 

accuracy; 

b. The results of gas leak detection instrument testing for accuracy; 

and 

c. The frequency of gas leak detection instrument calibration. 

13. For each Liberty Gas employee who has conducted a gas leak detection 

survey since 2011, provide documentation of the employee's training on: 

a. Gas leak detection instruments; 

b. Gas leak detection procedures; and 

c. Gas leak classification and action criteria. 

14. Refer to the 2016 Leakage Control Survey performed by Heath between 

July 19 and July 21, 2016, contained in Appendix E. 

a.· Refer to unnumbered page 2, which notes that two Grade 2 leaks 

were detected during the leak survey.··Provide documentation of the repairs of the two 

Grade 2 leaks. 

I 
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b. State what percentage of the business district is included in the July 

19-21, 20161eak survey. 

c. State what percentage of the area outside the business district is 

included in the July 19-21, 2016 leak survey. 

15. Provide copies of each Operating and Maintenance Manual procedure 

pertaining to gas leak detection surveys in effect since 2011, including but not limited to 

survey schedule and survey processes. 

16. Provide documentation that Liberty Gas has contracted with a qualified 

firm to provide future leakage surveys in Liberty's business district and in areas outside 

the business district. 
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APPENDIXB 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 20.16-00391 DATED DEC 0 1 2016 



..... 

. ':. 

" '. ·:· 

,•' 

' .. ,. r 
) . 

Stavs" i. Bsshoar 
o9ve~.or .. · 

.; .. 
. ::.";\:~. ,,·· ,.~,.. . . . 

· Ccmmcnwe.allh ol KepltlckY 

Dav)d L. Annslrorig 
. . ·•· · ·Chai'1Jla.• 

Leonard K. PatqB 
sec~t~ry · 

1 
, 

~nsrgy and,En~lrcnmen) Cabinet 
· .Pu~llc ~r.iJife.cammlsslcn 

· · . , . !' ?11_S....,. Blvd. 

James W. Girdner 
·· Yji:~ Chl!l~an 

/•', . 
· P,.O. BD><615 

.p··F,.nl<lofl. Keil.lucky 4C602.C615 
· Tel~pho.nt (5Q~) 5114·3940 

.fax! (502) 564-34£0 

Daniel E. Logsdon Jr • 
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August .18! 2015 ·, ·' • ,I 

.. •. ., 
i" .·, 

• !, . . . . ·~ 

' .'' 

. ' 

: , ... :. :)~tati' t~m · t!I!{ ~e.n~ky J'u~Jic · se~fc~:ciorrimlssio'ii ·N; ~fr) · Ciiii~t!Cie'd ·a · &ta·n·~ald 
inspection of the natural gas facilities of the City of Liberty Ga~ Sy~tem ('Uberty Gas") during 
thE!. week 'qf July )i-JO, ~1:11~-.·· Lfb~_r!y ·G.a~ :~erv!'!s approxlm!!lely;f!50._ c;t!5tqr!ie,rs in Llbe~; .: 
Kehtuck}i, arid its surrciuridlng area. · The inspection Included a records review,· ·operator 
qualifica!lons. review. aiid a· pipel!ri!l Jaclinies. review, .as 'no(ed in the imclcis~d lnspec!ii:m repqrl 

, Seven ilefi!Jie(ici,e.~ Were documented during this in~[J~ction. ' The p~vfous ilispei:tlon' Was 
· condut;ted en Marcl:l 12, 201,2, ~nd no deficiencies WQre do¢.umeptecl during that Inspection. . 

.:.:,! • • I.' '• ~·· " •, ·:· •• • ' ' ·; '• \:.~. '~·o.: . ' • ,!. ".', '· • • 

. As noied, frye folloll(lng detici~riCie.s were docum~nted duri~~- thi~ !~speotlpn. '. 

Defl~ie~~ie~: ·: · ·; •. ::(' ,; ~· :.:·{.· :. • :.:/:;::\ · .· :-_ . .. · C . ·. . ' ,. ' ':'-· · ·.· .. ·· 
1. 49 CFR §192.465 !al External Corrosion Control: Monitoring 

(a) 'Each pipeline that .fl! under: cathodic piote'ctian must bf! (ested ~t feast Of!CB each 
: . eaten dar iear. but with intervals not 'exceeding 15 months.... . 

FintflDgi .,. ' . . . . . . . 
The inspection found that Liberty Gas had not peifonned cathodic protection monitoring 
tests since .2013. . . · 
(Refer to Question #3, Records -:- Corrosion Control Performance, on Page 38 •of the 
lnspecUon Report.} .. · · · 

2. 49 CFR.§192.i39 (a! Pressure Limjtlng and Regulating Stations: Inspection and 
Testlrig 
(a) Each pressure Rmlting staUon,. relief device (except rupture· discs), and pressure 

regulating station and its equipment must be subjected at Intervals nat exceeding .15 
months, but at least once each ce/end<Jr yegr, to inspections and tests ... 

Finding; · 
The inspection round that Liberty Gas had not Inspected and tested its regulator stations 
slnce2013. · 
(Refer to Question #32, Records - Operations and Maln!enance Pe'rformanca, on Page 
35 of the Inspection Report) 
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City of liberty Gas System 
2015 Natural Gas Standard Inspection 
August 18, 2015 
Page2 

3. 49 CFR §192.747 (a) Valve Maintenance: Distribution Systems 
(a) Each valve, the use of which may be necessa'l:y for the safe operation of a 

distribution system, must be checked and serviced at intervals not exceeding 15 
months, but at least once each calendar year. 

Finding: 
The inspection found that Uberty Gas had not performed Inspections on its critical 
distribution system valves since 2013. 
(Refer to Question #38, Records -Operations and Maintenance Performance, on Page 
36 or the Inspection Report.) 

.. ~-- • . • ~ 'h>t, .r. ~... ... --~ 
4., 49 CFR §192.723'{b)(1) Drstdbutlon Sy'steins: Leakage S'urveys 

(b) (1} A leakage survey with leak detector equipment must be conduc ad .in, busjpess 
- ·' dlstrfcts.~.at intarv~JJQ.t,.exceedfng-15-months, but at least once each year:--

. r Finding: • • • . , _ 
The inspection fmfnd that Uberty Gas h'ad not performe~akage_surveys in its business ' 
districts sin~e- 2009t. , 

------~'(R~eeJ~reeF-r-«:te-~Q~~eesSIIien #26, Records- OpercrtialiS and Matnte-~Pelformancer on P~ge 
34-.of..the lnsp·ectlon Report.) • • ' • ~ , • .,.... .-

5. 49 CFR §192.605 (a) Procedural Manual for Operations, Maintenance, and 
Emergency Operations 
(a) General. Each operator shall prepare and follow for each pipeline, a manual of 

written procedure~ for conducting t;Jperat/Qns and mainte[lanca activities ... 
• ho ~..... ... , 1 

Frnding: . '1.- - • • • · • • • 
- .. • • } • . r 

The inspec ·oi'J found that. Uberty·Gas' Operation and Maintenance Manual requires 
leakage surve s-e~ry 3 years out:sldelts'l5uslness districts--and that Uberty Gas had not 
performed leaRagl! surveys outside its business districts slnce 2009:' 
(Refel' to item #Sr Pr~batile Findings •• O[t Pa~e 3 and"to Ql!estion #26~ Records -
Operations and Ma'1riteoance Peiformarlce, on Page 34of the Inspection Report.) ... 

6. 49 CFR §192.616 (c) Public Awaranes!l 
(c) The operator must follow the general program recommendations, including baseline 

and supplemental requirements of API RP 1162 ... 
Finding: 
The inspection found that Uberty Gas did not deliver its public awareness baseline 
message two (2) times per year as required in API RP 1162. 
(Refer to Question #5, Procedures - Public Awareness Program, on Page 10 and to 
Question #20, Records - Operations and Maintenance Performance, on Page 33 of the 
Inspection Report.) 

An !:qual O::r..rtuo ~~ !:mp'oyor M FlO 
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~3~~~i~~:;~~~~~~c:~i;~~~~~l&~f!~~.~~tr:.~~~(J~?~~:~~~~~~ ~~~~·~~~~~ra~'li~~t~.~Qj~;. ~~:< . 
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. . . . :·. 
. \Cll"•".19~.46,5(a] - ."Tfle _CitV ofJ,!b"!;tY.h~S·~~! ~est~d)~:test pal~t:s lor extem~l o;il'!"•!q~ 11\0Pito~ng ~~~:• ~~.1~. · · ·: • : ,,_,.,~." .. .'" 
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Procedures ;... R.epoi1:ing · . 
······,-_;,·""1-,-:·--_.';"·~; ---:··::...~----7'·>:-~··;· .. ·-·----- '-.. " .. ·;, ... - . , __ . . : .- , ... ~ . __ ... 

. * 1:. Immediate Reporting~ Incidents (detail) r~ uiere a process to Immecllately report Incidents. to the National · 
Resp~m;~ Center? (RPT:RR.!MMEDREPORT.P) (detail) · . -· · ' , . . . · · 

'19f.S(fif(191.7F · -.: .... , ... ,... ·•'· · ·.-.- · ···sat+ .. ··sat·,,- c:onca·rn· unnt· NA· .. Nc· 
X . .:._ ,;:•-:n . , .. 

Nates 

··.• .. ' 

* 2' Incident Reports (detail>' Does the pror;e;s require preparation and filing of an Incident report a~ s~on as'' 
practicable but no later than 30 d~ys-~rt;t ~isCDvery of a reportable Incident? (RPT.RR.!N.CDEmREPORT.P) (detail) . · 

'19L15(a)' .. .. . • Sat+ sat''.' C,onc_ern Unsat' NA NC 
x-:· . . ,,_~~ 

.. :3. supplemi!ntal· incident .Reports c d~taif)ooes the·;,;;,c~ ,.;qu1.:e p~ji~;,.ti~n .~inun9 ot supple;,ental mcident 
reports? (RPT.RR.!NCDENTREpORTSUPP.P) (detail) 

191._1S(cf Sat+ Concern Unsat NA 

!Notes. 

. . . 

.· ~. . .~. ' . 

. ''· . 
. * 4i National Registry of Pipeline and LNG Operators (OPID) (detail)•·ades the process requ,lre the 
· obtaining, and appropriate control; of Operator IdentificationNumben; (OPIDs)? (RPT.RR.OP!O.P).(detall) · ,·· ·: . • ' " 

NC 

_- 191.22 '· ' ' .. ·' · Sot+ Sat·.· ca'i1'c.e'rn. u·nsa't''i' NA Nt:-
·.'. ., .. ,. X .. I 

',< < 

5. Safety Related Condition Reports '(detaii) Doth·~ procedures riiqu1ri ,;poTting of safety-related conditions? 
(RPT RR.SRCR P)(detall) ' . . ' . . . ' ... 

192.60S(a) (1~l.iJ(a)i i91.2S(a)':''l9.1.25(b)) · I Sat+ Sat Concern Unsa~ NA NC .. I ·1:--
K 

~~ote~ 

6~ Offshore Pipeline Condition 'Reports' (detail) Does the process 'require reports io be submitted within 60 days 
alter completing Inspection of underwater pipelines In GOM and Its Inlets? (RPT RR OPCR.P) (detail) · · .. 
191-27(a) (19 1.27(b); 192.612(a)) Sat+ I Sat Concern Unsat NA NC 

I X -I Notes 

L 

'• 
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·2. Normal Operations and Maintenanc;e Procedures - History (detail) Does the process Indude 
requirementS for making construction records, maps and operating history available to apptflprfate operating per.;Onne/1 

(MO.GO.pMHISTdRY.P) (detail) r--"---r'---.,-· -~-,-~-,---,..----, 
192.605(a) {t92.SO~(b)(3)) Sat+ Sat Concern Unsat 'NA NC 
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4. Normal'ciP.erati~ins and' Mainteilan~_Proce:~·iia'esi.., RevriaVi. idetail) D~es'ihi/prtc~ss lridud~·,;;~~-:.. :. ;,.,:" : . ' 
requlremenis /Or per/adjcilily_ ~viii-ifiliijlh'e_ wo/ti C(oti~ il)l bj,~;;it~i1pe'iSo,pi~)o it~,ferlriln'e'i:hi. eireCtfy~R~(air~ 'a!J~f[.J~cy'Gi ilie~.-:; '"' · 
praced~res used I~ nor.mal apera!fans and ma[n~~nce !l!Jd madffylng Ureprpcedures wh~p defld~ndes a_re fa~~~?. .: ,:.· .. · . · · 

.. (Mo.q:~:~.~~F~Fffil~~~~). ~~?-tall)·~·r.:::~.: ;', ;_: ;5 :~: ... : ... :- ·? :{: .:··h·;:<~>.:, ·:: ~~·-:··~ ;i-\i:~~:i:,.;h'~'i.'n~£.:·~fi/:'·.!~. (;,t;Pi~~.C:{i'*':~f.·~:·{.h{:r.~.t:--....· ·: :: 
· i?2.eos(a)(i92.~os(bJ(aJ);}'· .. :.:·:·:· .. ::•;<_:·· .... ·.;t::.,• !l~t-~:. sa.k·c&r.·;,:t;·r.;. uri&at: , •. Nij.···.-·ric'·:'' 

... ·::~~:~>~\~··:: ·~.1· ,.: .... :f·.r:~· ~~~:·:.·· -·~·:. ~:~.- .. ·~ ,v~:.:-:~·~·-·:· -~·· ... ·. ~- ,;·{~. :,. ··_:_;.; ... ~:. ;~: ·{·: . -~:·:.x ·_-;::/ :::~:~: ;~. ·::_!: •. :~~~{t_:.: ';:/· . .- .. .:: . . -~·~·:·. j --,'-::'·(:'-::~ j, ....... 

~:. ---kz; .. ~,':L~:::_:,;;;~-~:;:~::· .. }:~_:z.:;._,:,;"~j~~:~~~J.2:;,; ,,..: 1~7;.-~~;~ ~~):L -:.~~0~":;~\.. ~,_,. . . 
,> '••• ••, .·~·. ~ •• ~·:." ; ~'I ,''·~ .·.,·.• ;• • ' ··~- ... , ••••• ,. • • •• • '' • ;.·. <•o•" • • '.••, 

· 5'. $;.fety Whllii,Mi!I<Jng Repairs (dl$11l.lio~ the pi"Jl<#S ensure ~~.t repair$ ~nfin~d~ [1\ a 5ati,.map~&and •,; •. :;_.. 
·- .. . "'.~~~ ~#!:!!s.l!'. P~~~1~!f!.a!!!;~~ P~l!'-ll:~ -~;,d IJ.rrtP.~rtitt, (~~~p.s_a~.P) (de~JI)_ ~,_,·_::-- .-~i }·;.~~··. \-1-:f:·- ·.J J ·-. \~~ ~~ ~;;~!:~"': :·r.·:' ·..__ ·_i ;. ~~- ., __ 

................... -- .... ···-··~~· .... ::\·:·•·.,.•,··-!········· .-.-.,;- '··- ·-• ... ·. ···~-.~,.- .... ,_..,.,.;.r"ol:··-~.---· 

/ .. : .192;~o5(b)(9) (l92.7lJ(b)}.'; .. :· ·,, ·;: .-:·; '.·./.i.::'>. . , ... ,,, :.'·, Sa.t.+.. · s~t. _Col!c.ern Unsat-• .. "·~~::::'· / l'l·c··· :· ;· 
. , ·.:~·= ·:,.-}}~P:-~z~<<· .. ~_:._:f.X~~-:·~:/~:~::~Pl~-~:~~~-:t·-~;~ ··-~~;:.:.-~.:~~t~~- ·-~~~- ;t~-~~~ ?: :\WP' "~.-~tx:-.-.:· -~-~. · ./-!· :~ ._ ::~:.r .. -f-:~: ·t~;;':~-~~.;~~ · F\· ~t:·~ ~:; · 
' .. : .. · 

. . .. ~ . .. . . . . .- ... f~.. ~· . . . ~ .. . . ; . - , .... ,. . . : .. . . .· . . . -~ ' . ·-. .. ·.-
7 .~ G;~s .Qdor ResponsE!· (r;laiitall)' odiis''tlie'P.roi:e;;.< ii;qiirre prompt i-esppnsi: 11:1 tile repart·o;a ga~.aiJpr Inside or riearii .. 
b~!ldlrigl\f>!D:G~.C)~D9.~!'J~detaii):•J· . .,o.·:·: . ::.; · .• · \i!.< •.:·,'·.· ''t(•··:.: .. \~.,.·. ' . .' ,:'<·.'';::;~.:·/·.\-',• · ... ' .. ·. 
'i9~:6'Qs(li{(t~2.shsti,icfi)j·<', '.' .· ·.:; · ... _-. ·>·. sa~t-; ... S:a.t ~oric'.erti tin~ at N~· Nc' · 

••. •.\:-::, .. ~ .. ·_=::· ·-:.'-_;-.··· r--:-;~:- • .. -~\ ···_.-': ··..:-_-•. -·. ~-. ,··!.. ··_· ·;{·~ --~:·.. ·: ·.;r-::·-:, ... ~ 

Notes ':\ 
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•:· .. • /. 
'• 

_; ::~ ! '• ·'·' ·,. 

,·;~ . . ,,,;. 
'· ,·,. :·: ... .... 

· .... 

Nates . 
~. F ' 0 

·.• .: ~ 

. -.. :·. · .r i .. :r.· . ~ . . _ ..... -· . 
.. . _:. ·:::-~ . 

·.".: ·';'" 
.-')'• -. •;' • • , _-:..,::;.._,. : .... ' •• f' ; ··' • :- .. : ·,; .'• ..... ~ ... . : 

·,:.· ·.-;, .·~·, '.. .., ··~ ..... , -~·~-.. • .• ·' . - •\ .:·,i' ·' .... • .. 
_:~ ..... :··,:.-,' .. _· ... · .. ~~ .... ;.-.-.•. _:: · ..... .(·.·.{ ':' · ..... :·.-~( .. 

.... 

... 

. • .l. ••• 

. ~· ..: . . : .. : . ,, 

.._ .. 
.. · -

.. . '. · .. ~:-: .... Procedures - ContinJ.iing Sin1(eilhih¢e 
.. _.:-::;\~!.~~.:-~ .. :\:!~.::·-- .- ·~~::-~·:.'_:·._.~, ....... ~:···: ·.:f~~·:.;·-.~~~1·.'.·.'!.·:;~.·:._' . . • :~ -~-. ' . . .: ~- , .. 

1, Co.,~lnulng SUIVeiiJani:e' (dl!~il) Qoes IIJe,pm~~ l9dude procedures forperform,!ng i;rllftinuln~ SUIY~Iifance of ·'.i<·'•:, ~ , 
. plpelbJe (aclfWf!S, and ~/so (or recond/tlanln,!i, pf!a~lng ~~t. or .t:Wudng tlJe MAO!' {n a plpf'lln,e segment that [s det~rm!ned,f:o,be I~ , 
, , .. unsa~s(a~ty ~·~~!~o~,but~.~:~hf~ ~~.'n.i,?-'~f.~!e hazai)'~!~ts? (MO.GO.c;oN,TSURVEI~LANCe.P){d~t;l!l) _ · ,',·' '' . • 

• . 1~Mg,sceJ.,\192.iil~(a);_ ~~,2,61~.1~!U~~:~'W~l.1,~~.2.~o.3.f71J;, .. sa~t _ ._.s.~_~:: _ · .c;R!ii:.~rn: _,~!'.!'.~-~ .... c<N~-i.···• .tl.C: , .•.. 
: · .. ::. •· ·..:. ·· •. ~ct · ... :· ·=.. . r:_ .~'f ~·~ =>· ... ·· .. '· ~;-· :.:.) :·:··~=~~ :i·r~::r··''.: -~ f ··-;_;~ · • ;-:tx:. ·. ··s· · ._;\-!:-~~·=i:-~.· ..... ~ -~·;.~~~/ :·;~ ·. ;,_,· ··:· · 

Sat+ Sat c;ancern Unsat ~A NC 
.•. 1-'==-+--=="-+7'.:..::..~"+_:_:=::.:..+-_:.:.c..-lf--"'--'--1 

X •• 

· ·.·. Nates-.:·.; :-. :; ~· . 

;, ... ,; .. -~. ' '•.· ' •. ''• -. ~-· 
' '' l 

. Pr«;Jce~u-I'Ei_s :- Eml!·rgency' 
. ... . . .... ., ·-: ... .· ·i· . . . 

. • 
; ·.· ·· .. • $ : .... • ''1· .. ;, ' 

1, Receiving Notices '(detail): lla~ ibe ,;,;,iJiency plan lndude proced~re5 far receiving, ldentlfr;~g;·and dassl~ng 
notices of events whldl need Immediate response? (;P.ERG.NO'IlteS.P) (detail) · : .. ' ' ' ' 

,l9Z.615_(a)(1) _. Sat+ Sat Concern Unsat NA NC 
... 

X .- :\·. •" ,_ 

Nates 
. ~ .. ; ' < ". 

·, ··' 
.• 

.. ·. 
2. Emergency Response Communication (detail) Does the emergency plan Include procedures far establishing 
a'nd maintaining adequatE means af communleiltlan. with appropriate fire, poHce, and other pubflr:: officials? (EP.ERG.COMMSYS.P) 
(~etall) · ' 

192.615(a) (19Z.615(a)(2)) c;;,-ce~n I Unsat 
---

Sat+ sat NA NC - ·----
X' J 

'Nates-· 

------
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- . 
-- _._ -·-. 

. •. . - ··-- ' 

* :3. EmergenCy R~spti~s:e ·(detail) Does the !'ll'ei9•ncy plan lndude prociidu.r~s tOr makln!(a prompt ·and Offective 
· response. tp·a n.otlce of each-type. of emergency,; lndu.d;rig:gas.detected_Inslde.ar: near: a.b~Jfdlng, a fire Or explosion near or difectly 

Involving a pipeline facility; or a natural qlsaster? (EP.ERG.RESPONSE.P) (detail) . . --. . · • '· ·• ., · ·. . · · · 

1~-~·~1:(•).~£~~·~15(~~3)! t97:~1~(~!.\11); !n.61S(b)(1)) ... ~t..:"-+ S:t Con.i:ern ill1sa t N,A N i: 

Notes 

4. Emergency Response (detail) Doei the process Include prot:edures for ensuring the availability of personnel, 
equ/pmen~ tools, and materials as needed at the scene of an emergency? (EP.ERG.REAO!NESS.P) (detail) 

19Z.615(a) (192.61S(a)(4)) ~at+ _Sat Concern Unsat· No!' NC 

l( I Notes: · ·. · ... 
5. Eniergencv.Respor#;e ~ .A.ctlorii; (c!eta_il) ooes the ep~f9'!11cy pfa.n:lndude proc~dutjs FOr taking actions directed ·· 
toward protecting people first and then' property? [EP.ERG.PUBUCPRIORITY.P) (detail) . . .. ·. 

192.6l5(a) (192.615(a)(S)). Sat+ Sat Co'ncern 'Unsat N.A \ NC' 

l( i 
!Nates .'· .. L 

. ' 
--------~--:....,~-'-'--'-"''-"-~--...::·'c2''~-:..;,.· ...,...:~--""·'·'~·· -7---,·.:.:.. .. ·::,.• ·::,.· '--' ~__,..-l 

. 6. Emergency Response (detail) Does th~ emergency plim 'include procedures for the. emergency shutdown or press;;re 
reduction in' any section of pipeline system nece5sary to minimize Mzards to life; or prtip'ert-{7 (EP.ERG.PRESSIIEDUCESO.P) (detail) 

192.615(a) (192.615(a)(6J) .. .. . . . .. sat+ Sat · concern uii.~~t NA NC • 
l( 

!Notes 

7. Emergency Response - Hazards (detail} Does ihe emergency plan lndude procedures for m~klng safe any actual 
or potentia/hazard to life or property? (EP.ERG.PUBUCHAZ.P) (detail) · · · · 

..·.' 

192.60S(a) (192.6!5(~)(7)) _____ l Sat+- s;,t .. :· C,oo\cern Unsa·t NA ·. N.C ;-;],, 

[Notes 
_, . 

... --
s; Public Official Notification (detail) Does the emergency plan lndutie procedures for notifYing appropriate public 
off/dais of gas pipeline emergendes·and eootrflnatfng with thf!!fl. both planned responses arid actual sisponses during an ~ 
emergeni:y? (EP ERG AUTHORITIES P) (detail) . 

192,61S(a) C;92.61S(a)(B)) Sat+ Sat Concern u.nsai:: NA -1 NC 
l( ... i 

Notes· ' ..• 

... .. 
---"-. 
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', 

.· . . i' . 

· ·. 13, Liaison 'With. IIJ.. does the pri>~ :.,;.,.,a ~'-ll"> ._, 
approprlat~ fire, pollee and other public . and uun7 . . (EP.ERG.UAISON,P) (detail) 
192.615(c)(192.615(c)(l); •-- .-;~~ ", ·,,.,.•'' · .- .-.. • '". ·-· : : ... , .... 
19z,s1S(c)(4);'AOB-DS·DJ) ';c ·~:· _, ;-,;~;::~ .. - .• , . ·. ~~t+:·· .:.-~at · 9,a!'~!>rn Uns,at 'NA :; ·-NC: · 

' . .. . . . .... . . 

. . ·.· . " . 
and maln!<JWn!' :liaison with 

X : · .. ·'. . ~ 
. ,l. 

.• l '. .•. . . \. ' ,. 

·. ~. 

. ' .. 
'· . 

. ,, . 

Procedures - Public Awaren~s·s Progra~ 
. . • ~ .. ·:. It,' ' . . . . :: :.·_.,•·, . . ··.: '· :; · .. :· ., .. :~·:-,, .. _'.·, . . . ,. 

1. Public Education Program (detail) Has the continuing public education (awarenesS) progr.Jm been esliJbRshed as 
required? (PD~PA,PROGRAM,P) (detail) . . "' •. 

192.616(a) (192.516(h)) 1-;Sat+ r sat Concern- Unsat NA NC -r -
X , r-·--···--------------------- -·-· 

/Nates . 

I . L-------··----·------------·----·--------·-·--------·---------
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2. Management Support of Public Awareness Program (detail) Does the operator's program documentation 
demonstrate management support? (PD.PA.MGMTSUPPORT.P) (de~ll) 

192.616(a) (API RP 1162 Section 2.5; API RP 1162 Section 7 .1) 1 ,_ -S.:...a_t _+ __ .,..,_s _: _t_ +-lc_o_ n_ c _e _r _n +l-u_n_s_a_t-+1-N--A-+-N_C_-1 

, .. ~ 
3. Asset Identification (detail) Does the program clearly IdentifY the specific pipeline systems and f/Jcl/ltles to be 
lnduded In the program, along with the unique attributes and characteristics of each? (PD.PA.ASSETS.P) (detail) 

192.616(b) (API RP 1162 Section 2.7 Step 4) I Sat+ I S a t lconcern l Un sa t I NA 

I I )( I I I 
' Notes 

N C 

--
4. Audience Identificatlon (detail) Does the program establish methods to identifY the Individual stakeholders in the 
four affected stakeholder audience groups: (I) affected public, (2) emergency offlclals, (3) local public offldafs, and (4) exavators, 
as well as affected munldpalitfes, school districts, businesses, and residents? (PD.PA.AUDIENCEID.P) (detail) 

192.616(d) (192.616(e); 192.616(f); API RP 1162 Section 2.2; 
API RP 1162 Section 3) 

Sat + I Sat Concern Unsat NA I NC 
-· 

I X I 

, .. ~ ------------
-

5. Messages, Delivery Methods, and Frequencies (detail) Does the program define the combination of 
messages, delivery methods, and delivert frequendes to comprehenslllely reach all affected stakeholder audiences In all areas 
where gas Is transported? (PD.PA.MESSAGES.P) (detail) 

192.616(c) (API RP 1162 Section 3; API RP 1162 
RP 1162 Section S} 

Section 4; API Sat + Sa t Concern Un s 111t NA 
I 

N C 
_._ .. -

X I 
·~---

1
Notes 

The baseline public aWl!lreness message was not 

l~--·---
being sent to the customers 2 tlmes per year according to their plan. 

- --
6. Consideration of Supplemental Enhancements (detail) Were relevant f/Jctors considered to determine the 
need for supplemental public awareness program enhancements for each stakeholder audience, as described In API RP 11627 
(PD.PA.SUPPLEMENTAL.P) (detail) 

:-19_2_._61_6_(-c)_(_A-PI.-RP- 1-16_2_S_ectl_ o_n_ 6_ ._2_) __________ t S ilt ~ t-~~}Cc;;c e rn j Un•~=~ NC 

Notes 

7. Other Languages (detail) Does the program require that materials and messages be provided In other languages 
commonly understood by a significant number and concentraHon of non·Engllsh speaking populations In the operator's areas? 
(PD.PA.LANGUAGE.P} (detail) 

192.616(g) (API RP 1162 Section 2.3.1) NA NC 

L.o~:_ _____ ._ -------------·----------------·-- ----~~ 
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·. '' 
Procedures ~Pressure Test . \ . 

.. ' 
.... , :. 

t • ~ • • ~ •• .': '·· . '~ . ·. }' 
' -

~· .. , 
./'. . ' ' 

1. Test Acceptance Criteria arid Procedures (detail) Wen! testacceptance.aiterlaandproceduressuff/dentm 
assure the basis for an acceptable pressure rest? (AR P11 PRESSTESTACCEP P) (detail) •. -- ---·-·· ··-. 19:!.503(a) (192.503(b); 192.503(c); 192.503(d); 192.505(a); 

Can.:ern I Unsat 192.SOS(b); 192.5DS(c); 192.505(d); 192.505(e); 192.507(a); Sat+ sat NA NC 
192.507(b); 192.507(c)) I --· 

X I 
!Notes 

c 

I ·----'------.---------- --.------------.- ------·----
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192.707(a) (l92;7o~(b); 19;t.7U17Cc:J: l~~z.:ro7Cdl: 
~ractices! il4.0,;~,~~ lt;S; ~li''.<!!!'~~~·I.Q,_Pr:<~~j!"'.,J. :l!a~:t 
4-zoJ . . . .. "'" , .. , · f-...:..."'--,cr-~,.:..-"-.;..r'---''-+--"-·...:.;;-'1-·-"-~-+--'--t 

•· ·,~- • • . ,,.,. 1. ;.,·\ •• · .. r .... !;·' . ~ -••. ·. ··",· , 
o ,o: I i , , ~ '·' 

'----:---~_:.:.--'---:-_c_-"--:-~-----c--------:-----'l "· 
'· , •• ·.-·· • ~ ••. ~. • !• 

Proced.u're$ - Transmission ~ecord Keeping . . . ., . ' . . 

1. Transmission Unes Record Keeping (detail) Do~ the pmress lndu'rfe a requirement that the operator ,;,alntaln 
a record of each plpe/aather than pipe" repair, NOT required record; and (as reqUired by subparts L or M) patrol, survey, tnspedfan 
ortest? (MO.GM.RECORDS P) (detail) . . • · 

192.605(b)(l) (192 
192.743(f)) 

I Nates 

I - . 1...------

~ 

,709(a); 192.709(b); 192.709(c); Sat+ i Sat Conc~rn j Unsat 

I .I 

----------~ 

·--
NA NC 

X 

-· 
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,•,c •, 
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:-·, 
,: · .. 

. ' . . i. 
.. 

---~--~'--'}\'. _;,· ... . .... 

Notes .. .,r· 

. ·-· ·.\ ··-. ... 

·. 
':' 

·: ... .. . ..... '. \ 
·.· 

. ... 

.·. 
··. 

' .. 

. -·· 

· ... 

. :· :. . 

' . 
' . '•,.,' 

... 

··. 

': .. ' .. '· 

~i~o:'G~iofiii:\·~iiSs~~i:~r.~> ., ..... .~ ·.; 

z.Pressure 
. gauge's be 

.. _;<' --: : ··";_,· 
. · . . · .. ' 

· · 3 •. Pr!=s~ure Limiting ~IJd. R:_~!SUiat!!19 ·$tat!ohs 
lndude proc:Bdu~ for ens.Urlfig~ either-by testing or 

1.- .•. 

. -~ -::: -~---- :: : . 
. ~-- . :; : ... ·. .:~. •' 

... 
-:: 

.. 
_Procedures·- Valve And vault Maintenance 

' .... . . 

I' 

1. Va!ve Maintenance Transmission Lines (detail) Does the praress Include prucedures for Inspecting and 
partially operating eadr transmission. line valve that might be required In an emergency at lntetvals riot exceeding 15 monthS, but 
at least ani:Ji each calendar year and far taking prumpt remedial a etlan 1r1 r:orrea any valve faurid Inoperable?· · . · 
(MO.GM.VALVEINSPECT.P) (detail) . . 

192.605(b)(l) (192.74S(a); 192.745(b)) sat+ Sat 

-.---
Concern 

-

Un~at 

. ' 
'· 

.' 

--
NA. NC ---

X 

- --
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:~~~~~~~~~5~!~;~~~~~~~~~-;~~--
........ · ·01:. valve Maintana:ncetDistrmutlli.ii. ur\ecr;;detall-): oaes'tii~ J,i'o&ifs 1irer'iirie' -;;fti~diire's'{at-ihsp"'~Ciiil9''1l;;\YR'a;.;~~·-:~~f ~; ,.9(•\ .. : • _r ···.·r,.·;u. ~-··,···(,.· ··-·· ·•·-~ .•• .,...., .. ·,·~ _ _., ··•·•·••···• ·'b·"-'...\i..,,..d .. , ... ~ .• _ .. ,. ~"-- . ·· ... :·-"• •... ':'~.·:· .. · ··,··· .. . ............ , ~~-~ •11!:.\ ~--1·•·"'r~ 
>:-'"-ape!'JMI!lf!lfdl'ui$tri8UI/Qirsf!;flittrvatrtl!'thatmlght- lrliijulred·Jn"air'eine(geno/7JI:'Iilteival!fnat-exifeettlnsrl5·inlinthi;;butat'leiist.""··:·:ft-''' : -· 

·}:c.::·: '~~~~~~\~~~~st1ri;~;~t::.,t~\f!!srt\~~;~:~~~t9t-~r~~~f1Jtr!1I!tiEstt{:l.~:;t;~p;;;;;~;i_~·;L:jJ)_. 
~:--;--l9t6o5(6jrif(r92.747taiTt9~747tf;'fi>~;~~:"" , c. a~· .. -~-s:qttli.iilli'cl!fri. -il'"sirf;' ttttk·-. PN~-:7-~':·+.,~~--

.,._._,_ Procedu .. es·- Vault nspect1on- ··. ' · ·. ·: ·.·. ··· 'Ti · .. •.- _.,,_, ... ·-· -· · \ • .. ,_- ·····: .. · .-:· · ... • •· .. ·, ·-.:· .. · 
r . ·• ... -: ••.. ~-,- ·-··. • .,.f'.,, ·· ... . ~· ··:-. .;!v· •. :).; .. ~ . -~· ~· {, ~ '; ., : ·~· ·.~·: ~·· ·. · .. ·.~, 1 , ~ ~:-:.~·~~~;··, = ·.~:··;·::'·. • ·~:.-~-,·:..~~·:.:(: ·, ·: 1 , .. :~: :' . :· ·,; .• t·· · '.: 
...... -~ ... s-;~- ·~1 '.<;.~ 'Oiiv•: _,. ·,· .. ~~·~~~·(f-;."'~'l..~~···'.·~.;t·~~~· 3·~t.i;~\!.hff:!o'lr.·.bt;:.~ ~s..· .:W!~·~:.~!'•~)r..-.:1-! ~ ·. ·-..~ ,· ... ,. ..... I 0\~l-~1 ·.i'•'j~ .. ~:·~) ... )·.·':!I·~''; n· '!{.·~~·· ·( '! -; :,. : ~ .. ·. ~?"~ -:}1,:';: ... '.; • •• ;.: .• ~J. ..:· :-.", :· ,':. r~f\>t: , n'~rlt-i~·,l'.i'!.~ : :!' ~J'7--:; ~-~;!:); ,,J;I" ·: :~. \'i ~~ ~ • ,o;,.._: ·~ .~ • •: = P r·,·· , :-~: ·--~l.;• ~ ;' ? ~ ·.- ~·~ · .. ~...'.', :· .~ :~ ~ . ..,.:;~" ·'' :• .... ~ . · 

··,", . 1 •. V:~u_l,t~ ~n.sJ:Iect_lqn ,( dat~JI) DO)'~ tli;>'erq~""Ji Pl'f'VI~~ 'ad~quatr; d(r.e~an rorJnseec_t:lng _vaults hav(n_g';,·vafu'!'etrlc \. '' ' .. , 
•.' · .. · lntimial content of 200 cubli: i'eet.(5.~6 cub{<i llietersJ "'more that house pressr!{!l re!Ju/qt/(19/llmit/ng eqill/iment aritf.'ari!..U<' ; ,.; ..... · · 
". . 1' ~----.- ... til' if''f,ijj~. "d ''fth' ·-·"''Jred'l'i ""lt(F$'FG VAiJLTiNSPEci'Flic·p) (d "tliJQ··· "' '· •• , "· ,,. ''' ' .,., ,- .,,,,.,.~, -' ·'> ' 

)i;;7iltt~W1;~f~t~t:~;~~~~r::~&~t~:~i£ C; :·.• 

''(>·~9~~9~~~.l{Ifti:~i;t~~~>~~~#~i~if~Yi}9;~.'f~i(~iJ;:y?H'i'. 1:!!~,t:+;•_ '-t ~WvJ.~· ¢'~1\'c~rn 'til(~~*-- -ti~~. I' _Nc·) . / ··, 

~t;.J!~~I\1ii~ii~!~~~~!:1t~r~t~U1~~· 
,: ... -,:· Procedu·re$.:.~ ca~lke_d: Belt. And Sn•got- Jo,nts:·' ,i.: ,,i'f····):,r· .. ,;,"-;; i·· -~;:.1~.- !'~.;·,-:: -t• •· .. ··' (---~ · ...... : 

··: .; .. •:~ .. :...".·: .,~j.t•\•;'~,;~''.'\·,·~:&~ .. ~ }•'.: ~··}.·$ ··:·.;~~~~ ~ttU'l··:"··~\;;· ~: ~~ ;!:: l,,~f.::,,, ~.·~·;~;,.; ~···.~· l·, ·~ ·:·, •·:\.J(~· . '\• ·, ,.- .. ~·• ·;.:·>~,~. ' . ,, 0:! .;;,:1~\. \.1 ,'·,(, ··~ .':· 
,; .... ,. ·~· ,• .o:. !··"~\:).;, •H1'• -· ·'.1:·,"•": .• •1,1, .f.,;:~,;A,,tiiT;\_~.ry.\ · .tj1fl- .~,r· \,•: .. :.h~.-t: -~~- ;. ~~· '· •,· ... ~>t.l\.')>.·~J l· . . : .. ~·.f(.i~~) .. (. · .,.· \~· :1'••. ~'· •. : ~ :~; t=r-: .:.·, .l~ 1. • , ••• 
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• •••• • ... : .:· :, •••• • • •• ' '. • .:l/1·.l 
1, Wel!llng Procedures (detail) Does the pracess require welding to be peifor(neiJ py qual/fled welders using qualified ., 
welding procedure$ arid are welding pro~ures and quallfYI.ng tests required ID be "rer;ijidecl/n detail? .. · ·. .- ··:. • .-·· .. , • · 

' (oC:WELOPROCEDUiU:.WElD.P) (detail) · _;,~~:.·· •:, ·,1,: ·~ ~ '·:. .' .. !),: • · '· . .; :.··.;~ · .• :;~~/\'1.:•. ,. ,·_· • '. ' .• , ~.; ,t'~ :· · :· · .. ' 

192
, . .2, ~25··,·.·.,; .. ,·1··9;'.2 .• ··2·25-;r.,_(,b')·J· ·.·:-: ;· ;_.:,, ·.> ... :.·· ·~.'.·: .. ;-~~~- '\fh:. . '•,' ".!:'• • ,. .. . • .. • . • ·: ~~-: • -- •. · .... ; . • . • • . ,. . sat+ · "sii"t· · . .- ccincerri. ·~.!Jsii_t, ~ 1'!.1!- :~Nc ;· . ·. 

;ff.··:k·~~~~ ='~·:( ·:·);-~·!:c;~i.·::.--\)';·l.::~/~/:~~:~-~ .··.· .. ~.·. >.:... -· ···: .. ·· · ·. x .. . . .. 

. · :ao~dl~~:.~~~~~.::-":::'~··.·:>})~~'::·'\-:>···<,::.(,::·: ... .": .. ·.·~<::\<:~·,: '_'., . ;·,, I. . . ·.:·: 
· * · 2~ Qu~i.iil~atioii 'i.r Welr;ler$ (d~ta!l} ooes"rl.~ p'roc~ ,.,;quite ;.eiders_ toi;, q~aliflr¢ In acr:PidatJce with API 1104 or. 
the~MEB~IIer&.P.ressufl'Ves,>eiCo~e?(TQ;QUOMCONST,.WELDER.l')(detall) ·., · ....... · .. · ." ..•. . .:· · . • 1, · 

192:#1c;J ci92}~(~);~i92.26?ib>i iii.~2a(~J! i92.3,~s(bJJ · _s,.t"l'. s~t : ~~~C:~~r,j 01-!ns:a~ :·N·" ·: -'fie .. "'· 
~··:~~; .. ~~~· .. :::···\·~\ :.:·_:. ·. ~~ :~.~~~-\:~.:~:;:;.;,' ~ '. (~-~- ~· ,, : _ _.·,_ .. ~ ··.~ .... 

'~~-.,.. • _" •' '.• ·.' • ·.· ,.:. '\·~·.,;f:· ' .. '~:'• :, • ', • I ·• ' •; 

• ~~ weldln?; p~rfonned I~ l~few ~··~· ~e.ldln~ pilicedu"''' ".~:~ed. .· 

3, Qualiflcatll:in 'of -Welders tcir Low Stress Pipe (detail) Does the process l"f"'UI~ weid~. who peiform· .,.;eldlng 
on low stress pipe on Rnes that op~rate ~t < 20% S('IYS to be quallf{ed under S.ectlon ~of !lPPenf/11{ c to P~ 192, ~nd are we/dfiTS 
who petfarm welding on servlce"Rne connection .to·e inaln required to b.e qua/ifled-unrJ.er, Sfil:tloli 0 of Appendix .C to Part 1!12?· 
(TQ QUOMCONST WELDERLOWSTReSS PJ"(deiall) ' · ..... , _ ·'·' . ·. ' · ..... ' ., ,o.-.t•• ' ': :· '·, ,•· • ·., .; : <,: •· 

',. . '. I 

192.227(b) (192.225(a): 192.225(b); 19.2.SD.~(b)) . . ~ ~· ' . . Sat+ Sat concern Unsat· · NA . NC 
~--· 

. ' X 

,,·:· 

4, Limitations on Welders (detail) Does the process. require certain limitations bepla~ on welders? 
(DC WELDERqUAL.WELDERUMITNOT P) (detail) · · · , ' ··· :.• .. ~. -~ - ., ,, -
192.303 (192.229(a); 192.229(b); 192.229(c); 192.229(d)) Sat+ Sat ,.. Cancern Unsat NA NC· 

' 
." 

;:. x · . . .. ·:.;· ·. . 

!Notes 
j -
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5. Welding Weather (detail) Do~s th~ process require welding to be protKted from weathu conditions that would Impair 
the qua/fty of the completed weld? (DC.WELOPROCEDURE.WELDWEATHER.P) (detail) 

192.303 (192.23 1) Sat+ Sat Concern unsat I NA I NC' 
)( I I 

J •·~ 
. . 

6. Miter joints (detail) Does the process prohibit the use of certain mltu joints? (DC.WELDPROCEOURE.MmRJOINT.P) 
(detail) 

192.303 (192.233(a); 192.233(b); 192.233(c)) Sat+ Sat !concern Unsat I NA r·-;c 
l X I I 

!:"~"--- --· 
7. Preparation for Welding (detail) Does the process requfre certain preparations for welding, in accordance with 
§191.2357 (OC.WELDPROCEDURE.WELDPREP.P) (detail) 

192.303 (192.235) 

Notes 

8. Inspection and Test of Welds (detail) Does the process require vlsuaf fnspectlons of welds to be conducted by 
qual/fled fnspectors? (OC.WELDINSP.WELOVISUALQUAL.P) (detail) 

192.303 (192.241(a); 192.24l(b); 192.241(c)) N C 

! Notes 

I 
----------------------------------------------~------------------------------

rl N_o_tes __ ·-·-----------

L 
Procedures - Nondestructive Testing 

1. Nondestructive Test and Interpretation Procedures (detail) Is there a process for nondestructNe testing 
and lntvpretation? (OC.WELDINSP.WELDNOT.P) (detail) 

192.243(a) (192.243(b); 192.243(c); 192.243(~) ; 192.243(e).) L._s_ .. _t_+ _ _ 
1
1

1

_ s_ .. _t,_ +-lc_oncern I Unsat I 
I I --x-1 I 

NA I NC 

l r--
i Notes 
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2, Plastic;: p.ii!'e::.:Qua_llfving ·Jaloifig .,...O~ii~.ll~~ ·c4~i1'j P9~ li."JP.~r;.~~~ui~:~i~StJ.cpipeJ~I~Ing ~ID.cedunis_'~ · .. , · .. 
to be quafified./n.a<;<;~>.~nce wll~ §192,?8_3, ·prtpr to m~klng p/asll~ PIP~ Joints? (cc.r;o,~\!ISTIClCINTP~OCEQ,URfl.P) (det;lll) • · · • 

,. : O>" • ' •'•'~ •"•' O '•'• • ",',o•,':.: :r.-, ,• r • '• • • ' • •-•jo • n, • • 0 1 o '•-'• 
19Z.273{bl (l~Z.:illJJ•l: ·192.;z_s3(b); 192.2B3(c); 19Z:283(dll ··: sat"!'. .sat'. concern unsat NA · NC ·.: .· ' 
.: . :. , ,, .. _:-.::._':!:-.~--~·-.. ' :: ·:.· '. 

1
,1 __ .' ':'. -:::~~:·:-~:~· .• ·' .•.. _., ... •X ;' .. -~. 

~-· ~ . . . . --~~ . 
,E?tes_.;; 

----~-------------~~----~--------------~~--~ ·• 
Prc:~~edureS: ": co:rrQsiof1, .. 9~!1ti'qt, ... ,, . . ·.;.r,.':~-.. ... ~ ·r' ··<'··. · .;,.,. .·~·~-~ .. ·.<-

·•• • . '•·11,1 .••. _:,\~'.'::~- .. _.··-.: ·:,•:.·-'~·-.-- .... __ ,, ...... , .-~ ·• ·.,;..:·. · .• _ .. ·,.:.,. •. ;. ····";. 

1. Corrosion ContrOl Personnel Qualification (detail) Does the piDcess require C:OITDslan amlrol prri~ures to 
be carried aut by, or under lhe dlrei:t!an of, qualified pe/sannel? (rQ.QU.CORROSION.P) {detail) · . · ' . . . -~ 

192.453 (i92.BDS{b)) ·· · Sat+ Sat Concern Unsat N.A _l NC 

X I 
fNotes 

I · .. · ·.: -'.:- .. -.. -~ ... •. • , ... !: ... 
z. New Burled Pipe Coating (detail) Does the process require lhaleach buried or submerged pipeline Installed after 
July 3i, 1971, be prolecled against external COITDslan with an adequate coaling unless exempted by §19:l..455(b)? · 
(TD.COAT.NEWPIPE.P) {detail) 

l92.60S(b){Z) {19Z.4SS{a); 192.461; 192.463; 19Z.483(a)) t Sat+ [S:t !Concern I Unsat E-'N-'A--+_N_c __ i 

·-------· ---------------------
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3. Conversion to Service- Pipe Coating (detail) Does the process require that each burled or submerged pipeline 
that has been converted to gas service and was installed affer July 31, 1971, be protected against ~mal corrosion With an 
adequate coating unless exempted by 192.455(b)7 (TD.COAT.CONVERTPIPE.P) (detail) · 

192.605(b)(2) (192.452(a); 192.455(a); 192.4SS(b}; 
192.461(a)) S a t+ S a t Concern Unsat NA N C 

X 

, ..... ___ _ 
4. Cathodic Protection post July 1971 (detail) Does the pf'fJaSS require that each burled or submerged pipeline 
installed after July 31, 1971, be protected against extemal corrosion with a cathodic protection system within 1 year after 
completion of construction, conversion to service, or becoming jurisdictional onshore gathering? (TD.CP.POST1971.P) (detail) 

192.605(b)(2) ( l 92.4SS(a); 192.457(a ); 192.452(a); Sat+ Sat Concern Unsat NA NC 192.452(b)) 
)( 

! Not es 

L - - - ---· --.. --·-·· --·--·--- ----

-

5. Use of Aluminum (detail) Does the process give adequate guidance for the Installat ion of aluminum In a submerged or 
burled pipeline? (TD.CP.ALUI'oUNUM.P) (detail) 

192.605(b)(2) (192.4SS(e)) 1 NC Sat !Conce r n I Unsat : =-.......-r-- ----t- --1-
NA 

X 

I Notes 

l.___ _____ __,.--- - --------·----
6. Cathodic Protection pre August 1971 (detail) Does the process require that pipelines Installed before August 1, 
1971 (except for cast and ductile Iron lines) which are 1) bare or Ineffectively coated tnJnsmlsslon fines or 2) bare or coated pipes 
In compressor, regulator or meter stations must be cathodlca/ly protected In areas where actfve corrosion Is found in accordanaJ 
with Subpart 1 or Part 192? (TD.CP.PRE197l.P) (detail) 

192.60S(b)(2) (192.457(b)) S at + 
l 
• Sa t 

X 

i Notes J 
7. Examination of Exposed Portions of Buried Pipe (detail) Does the process require that exposed portions of 
burled plpeflne must be examined for externlfl corrosion? (TD.CPEXPOSEO.E)(POSEINSPECT.P} (detail) 

192.60S(b)(2) (192.459) ~ NC 

,·- - --
Notes 

- ---------- -
8. Further Examination of Exposed Portions of Buried Pipe (detail) Does the process require further 
examination of exposed burled pipe If corrosion Is found? (TD.CPEXl'OSEO.E)(POSECORRODE.P} (detail) 

192.60S(b)(2) (192.459) 

F 
I ------ - --------- -----
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14. CorreCtion of Corrosion Control o·eflciench!is (detail) Does the p~oces:S' i-equ1",.e that the operator correct .. 
any identified deficiencies In CDITDslon control? (TD.CPMONITOR.DEFICENCY.P) (detail) . , . . 

192.60S(b)(2) (1~2.46S(d)) . . . Sat+ Sat : lconcernT u~;;:t}---;;A' NC 
·., .. ·.. ,. - -- . I . J. 

l( . • •. -. - ·. 

o I oo 'o'o 

- - - -- ---------.·-------- . .,... ·--=-- - - ------- - ------ -- -- - - -----
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. -~--c,..-· -- ---'"-·- ____ , __ ··-- ··- -- ----· . , -- -~ . ' .. 
·---~-· ·- '·,,.. · ... _ ..... ~ . _:.·. ·. ··--····· .·., --- ··-- .... '""""•' ·----- .. 

' ' ' ·_,. , . ': :·. ' . . _. :··:~---··.. . ' ... ' ~ . -. ·._ ... - . •. . '· . ' . . . . ·. . , ' . ··_ ' .. 
. ·. · . 27; Graphitization 'of Cast Iri:n:i'and Ductile Ir.oil (detail) cioe5 ilie•process give ade.iuatt!gufdani:e for 
. · . l!!medlatiarfofgraphitiZailon ofcastlrorrordactffe'frorYplper(TD:CP;GRAPHmZE;P)'(detall)' · · ·c·.- --c---' ·. ·. • :--. · ·-·· ··, 

·:.. 

· 192.60S(bJ(;j ct9z:4a9(a); 192.4S9(bJ( . · sat+ sat ciin.cern unsai:: . NA' 
· ·:.~ ..... --.~~!.:.,_.. ' · ·_::.:.-.::·:J.!'.:..::~., .. -..... \", ____ ;·-'"· f· , ..... ---~ ~.~~; -,-x 

NC 

f • 

-~Note5 _. .. 

L.~--~--------~~----~---~-------~--------~------~·· .. 
28. Corro~ion Control Records (detail) Does the process Include records ;equfrements for the ccirrosfon control 
aCtivities fisted fn 192.491? (TD:CP.RECORDS.P)(detall) ·; ·:-··• .:--. ·. .. : · , .. ; •. :· '· •. . '· · '"··, ·,: . \' • • .. . ,.· .. . . 

• ..p sat Concern UnSat· ·rlA : 
192.605(b)(2) (192.491(a); 192.491(b); 192.491(c)) sat+ NC 

. .. )( . . 

Note5 .. 
' 

,. . ' 
~--

. -

.·.' . -_,. :- . '·.: '· __ ,.,,-·:. ·.: . ·-. • ..... -.<··' ' ' . ·. ~ . ~·. 

1. Transmission Line Valve'SpaCing (detail} Are·tr.insmissfon fine valves being instaffed.as riiquifed ofl92.179? 
(DC.DPC.VALVESPACE.O) (detail) .•• :. · · ·. : ·. . : · . . · • . · ' ·• · · . ' • 

;92.141 (l92.1'l9(a); 192.179(b); 19~.17~(~); 19i.179(d)). -' .. sat:.O 1 Sat'· concern I Unsat NA J- NC_ · 

_\Not~:. ,. 
. ,' ~ .. ' . 
,, • t. 

·, ., ' .· . .: ·. ". 
. ·.:·: ;'.-· 

·'·· 

· 1·· I " l 

. ·. 

'·-· 

2._ Cathodic Protection Monitoring Criteria (detail) h-e methods -~.'eel rortakln.g CP monitOrl~g re;;dlhgs th~t .. · ••.. 
allow for the appffcatlon of appropriate CP monitoring criteria? (TD.CPMDI\I!TOR.MOIII!TD~CRITERIA.O) (detail)· ' · .. 

192.~63(~): •·. ·- · '.". · Sat+ I. Sat· ... Concern Unsat NA NC'' -' • . 
·- . .:,.-.· _ ... ,,/:: .. f:.x•:.' .. ,.· ... ·,..~ 

!Notes . ·. ·' · 

L' ' . 
---------;-:--·· . -' '. ''•." . . . -, ' . . ,. ' - . ' 

3. Rectifier or other Impressed Current Sources (detail) Are Impressed current sources properly maintained: · 
and aie they functioning properly? (TD.CPMOIII!TOR.CURRENTTEST.O) (detail) · - · ' · 

., . 

. ' 

192.465(b~ Sat+ Sat _concern Unsat NA NC' 

)( 

Notes 
,_ ... 

4. Internal Corrosion Control: Design and C~n~ructiori (192.476) (detail) Does the transmission 
project's design and constr.vctlori comply with 192 476? (DC.DPC INTCDRRODE 0) (detail) · · .. 
192.476{a) (192.476(b); 192.476(c))' Sat+ Sat: c;:oncarn Unsat NA ~ 

X '. 

.. 
Notes. 

. 
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. ·. crc.I\1J'1~1J'1C9~PQ.~N-~·P) (d~tan~ . . ·-:·) ..... ..:-:= \~~-:·.·:··:t·)~-- 1 • • • ., • • • - -~.--~~-:, ~\·.: :. f._. tr~·\";.·~~ .... -.. -:~~ · .•.. ,. ~- ~--.~·'\: -........ .:. ·:~·=-·· .. - · 

·}_~.:i:fsj,(~J'{~9~,1~~~e):,i~~~~:9Ca):_ l?2~~~-~-b~! ~92,4!~(c)t; Saf+ · · s~~ : Co no~!'!' _unsa~ .. N~'·:> _:~~- .· · .. ·,: 
. . . . ·) .'.:' . . .. {; '·., . ..: .. ' ~ . . . . ·~-~·~•' '· ... ·. .. . . . ' ' 

/ . , ri".-.~.-~~:_.~:.:·,:/_._:_~_.\._: .. i1-.~_::.,:.·.: _:-.-i;._: ::~:::·::_.':·.': . I . ., '·v·· )·:·~ =.: ):_-.,_.::-,. /:·; .:~::~_:.;. __ i:.~- ., <?;.::'_:.;: /{_:,;.::~.·~. ·_?~· :: ~·~~ ::~~; 1:.. . ~. :~ .·: :._··: .=:f ·: .. :~. ~ ·:t: 
• I ·,• •.; -.:~..{;.:,:• '·.~ : ., ,• ' ••,• •' 

:. 

s;·'Norinal Qp~~~~ions-.'a~~ M"lnten~pce 'i•roceciJ~, •. Revi~w'(ciejjlii) ~~Ji...,f.i'o~P.•r{QQ.rieJ:· :.;:;;.;P < .. 
knowledgeable ofth~pro~c[ures u~ In norma! ~pera~ons? (Mp.Go:OMet:FECJREVIEW,(J]<(di!tall) :,-,~--.';.>~•';J;•'·' ;·, .• ·· ... :·:. • ": 
192 .. 6o5(b)(8) ·.' ·. · .. · ~-:· :~· ·. ~:~~:·.:::~~ .. '." · :~~:·· .. •,J..t!•~ .sat+ . Sat C0i1ce'r~· u~_Sat -··:·. N·~·;· Nc;:. 

h:·~.· ... ·· ... .. . . ,,. .,. -1.. • ··::: 

,''.f~ ·.:' ,.; A ..... ~.' 

... 
•, . . : 

•... ''-, "I,•' 
;.·. 

.·. ·'·, 

10. Pressure Telemeterlng or Recording Gauges (detail) Are'telemeter/ng orreamlln~ gauges properly 
utilized as reqUired for distribution ~s? (MO.GMOPP.PRESSREGMEICR.O) (detail) - . 

192.741(a) (192.74~(b]; .~92.7~1(c]) . ~~" S.at+ .. S;!t. c~~c~_rn _1/nsat !<!A ~c ,, . .. !.: ... 
• X 

t:t··~ : 
.. -

•. - --~------· - --------
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.. . ,. . _., 
:---·- ·····:::·~:.. · ... :~:- ··-;--· ·-· ~--·-- ;·-··....:..... -:·'·-·. __ ,, ·--· -··· -- .. - - .. - -~ --- -• • • • • 1 • ,_ . . . u: p~~s~~~~ u~iting and ~e"g~l~ting St~ti«?~~ i:ii~pec:tion. an_d Te'Sti~g (detaii)" k, fie(d or benCh teSts 

· ··or ln.spectlons o~regulatfng stations;· pressure limiting statlomfor relief devices adequate? (MO.GMOPP:PRESSREGTEST.O)'(detall)' 

·l92.739(a) (192.739(b); 192.743) s·at.+ Sat'. Concern Unsat• NA NC. • . . . 

Notes ' 

12: Valve Maintenance Transmission Lines (detail) Are field Inspection and paitlal opeiatlon.'of transmission l!n'e 
valVes adequate? (MO.GM.VALVEINSPEC:LO) (detail)··.·' ,,· '·, •,. ·, ,· : . ' . , · :· ·' •: . · . · 

192.745(~) (l9l.74S(b))" .. ·. .: •. :: .. · · . Sat+ Sat Concern Unsat NA I N.C • 
• ' . ' . ,. 'X I 

Notes·. 
' .. 

13: Prevehtion of Accidental-Ignition (detail) Perform observations of wectiid locations tO, verify that adequate 
- • steps have been taken. by the operator- to inlnlmlze the potential fot'accldentallgnltfon. (AR.RMP.lGNmON.O) (detail) · 

192.751(a) (192.75l(b); 192.7si(c))' .·. ·sat+ Sat Concern Unsat · NA NC 
'.-' . . . . .. 

X 

!· . 
• < 

., . ' ' ~ '. . . ' . ·,,. ·. ;' '. ,. . . . . ' ' . ·~ .:' .. 
Records ._ Regulatory Reporting Performance·' 

1. Iin~ediat~ Re~ortin~: · In~ide~ts (cf~.ta II) ci~ ~~~s l~dl~t~ ;/.'m~dl;~ noHfica~o~s .or ;ndiJents were ~a de in· 
accordance with 191.57 (RPT.RR,lMMEOREPORT.R) (detail)·· '· . 

t9;.sca) (191.7(a)) _. ·, . .. Sa_t+ . Sat. Concern Unsal:' NA i NC 

X. •. '• . , ! 
r-----~~------------C~c~-~-·~·------~- .·: . 

l. Notes ..... , 

. ... --' 
2. incident Reports (data llj' o~· fecards indicate ;.po:tabie'fncfdents were Identified and reports w~re sub;,ifted to DDT. 
on Form. 7100.2 (01-2002) within the required tlf!Jeframe? (R~,RR.INCIDENTREPO!\T.R) (detail) . 

191.15(a) · f Sat+ I s;t -~~oncern I Unsat I . NA NC I 

l ~otes _.. . ;·:·--.--·· • ··• ·,, , ,. / . .. . . j 
·. ··. ~· 

3. Supplemental Incident Reports (detail) Do reco",;ts·fndlcate accurate suppl~mentallndd~nt reports were filed 
and within the ~qulred tfmeframe? (RPT:RR lNCIDENTREPORTSUPP R) (detaiQ ' · . 

191.15(c) · ·' Sat+ Sat' Concern Unsat NA 1- NC~-: 
' X i . -

. 
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"1 . • - :· • ~-

abandoned offshore plpi!/lne facilities or·abandoned 
·navigable walerway?. (RPT.AA.NPMSABANDONWATER.R) 

192.72~(~) , . : :<)~~'{_;~, :-::~~ .. -~: ... ~~· ~l~'::·~=·;"~;·,~ ,:·.·;·.":; 1 -~. ~.:;~·:; i~i>; '·· 

~ . . . .· 

.. -- .... 
· .. · 

. . :-· .:.: ·.': 
.:· .~·· i., '.· .• ., 

·.· .. . _·', 

Records - Constru'ction Performance _, 
:. 

0 
l,_:.,: "M ···.• • '• •:• ,' •: .,.·:·.~·::· •' • .::. ;.:-;.·~.~-: ...... ·:,,,.._,: .••',~ '•.'·.:·,~;!., .• • 1 

• .:,~ ,•,,·.:.{-'•~, ~•r.\ I 'I :
0 

1. Welding Procedures ( detiii,l) Do records Indicate weld procedures are being qua/lf!ed'ln ammfance with 192.2257 . 
(DC.WElDPROCfDURE.\YELD.R) (~el:;l)l) . •:· ". ~... · .· ,' •. :,;·-• . ,,. • ... 

192.:ziS(a} C192.225(b)) · · '' · .. Sat+ Sat Can cern Unsat NA J· NC 

X . I 
.. 

!=ding pro~u~ . I ,. 
L-------------------~----~--------~--~~~--~~--~----~--~~ 

. 2. Qualification of Welders (detail) Do records Indicate adequale quallficatfan·~fweld~rs? 
(rQ.QUOMCONST.WElDER.R) (deta)l) . • 
192.227(a) (l92.227(b); 192.229(aJi 192.229(b); 192,229(c); 
192.229(d); 192.328(a); 192,328(b); 192.BD7(a); 192,8D7(b)) Sat+ Sat .. . 1-- --

X 
~---------------

eMs-----------------~------------------

Can cern 
1-' 

Unsat ~u NC . --- -- ,----
--
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3 . Inspection and Test of Welds {detail) Do records lndfcate that fndivlduals who perform visual fnspectfon of 
welding are qualified by appropriate tralnfng and experience, as required by §192.241(a)7 (DC.WELDINSP.WELDVlSUALQUALR) 
(detail) 

192.241(a) (192.241(b); 192.24l(c); 192.807(a); 192.8Q7(b)) l2_at+ I_ S_!.!,_ lcancern I Unut l 
I r x I I l 

NA I NC r---
Nota 

4. Qualification of Nondestructive Testing Personnel (detail) Do records fndicate the qualification of 
nondestJVCtlve testing personnel? (TQ.QUOMCONST.NDT.R) (detail) 

192.243(b)(2) (192.807(a); 192.807(b); 19 
192.328(b)) 

2.328(a); Sat+ Sat Concern Unsat NA NC 

X 

5. Nondestructive Test and Interpretation Procedures (detail) Do records Indicate that NDT Implementation 
Is adequate? (DC.WELDINSP.WELDNDT.R) (detail) 

192.243(a) {192.243{b)(1); 192.243(b) 
192.243(&)) 

(2); 192.243(c); Sat+ Sat ICon"'" I Unoat I NA ! 
X I 

1 

Notes 

6. Transmission Lines Record Keeping (detail) Do records lndlaJte that records are maintained of each 
pTp"'•other than pipe• ~afr, NDT required record, and (as required by wbpart:J tor M) patrol, rurvey, Inspection or test? 
(MO.GM.RECORDS.R) (detail) 

192.605(b)(l) (192.243(f); 192.709(a); 192.709(b); 
192.709(c)) 

NC 

NC Sa t+ I Sat 

-----------------~----~----._.~-----M------~----~----~ 

I Notes 

8 . Plastic pipe - Qualifying Jornlng Procedures (detail) Do reaJrds fncflcate persons making joints in plastic 
pipelines are qualified in accordance with 192.285? (DC.CO.PI..AST1CJOINTQUALR) (detail) 

192.28S(d) (192.28S(a); 192.28S(b); 192 
192.807(b)) 

.28S(c); 192.807(a); Sat + Sat Con c ern Un s at NA NC 

X 

l
Notes 

-------- ------- -
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, ·. :: ... 
. .. 

Nates' ·1!':;: '~!:::.)<' .... _. -~-~;=·:·'.\:~·;7>-:-_~:·'::;:-~ _ _: _'?'-_: i~ :~- :\~· ~'·:·-·: :::·: :~ ::·:::~~~~~~?'::· -~:~:: ...... ~·'.- ·_· :_·::~r:J ~; 
• .• • • ., .. ' ; • . ·-· ·~ -' .·· • \' - ·•' • • • I •, • '" -'••·, 

10;Underground Clearance (detail) Do records lndli:ate pipe is Jnsialled with r;ieilranoes In accordanee wlth.l92.3~," ' '· 
and (If plastic) Installed as to prevent heat ifamage to the pipe? (Dc.r:o;c:~.R.J(detall) . . . . ·. · · .- · . · . ;· <: · • • 

192.32S(ai (~~~}~~(bj;: i~~-3t~-~~?~ <<-· :.·.._-.. 'i·· . •• • : -'~, ::·.·· . ~,a,~~;- :: ~;\;~ ~~:., ~~~-~: . ~-~ ~:~·~: ,1)_.~~-- . ~-~~~~- '· 

No~ 
,. 

~\~: ·. .. ~ .. .. ~ '''•"..·'{ . 

. • . .• ~ .. :. ~- _.-._;;:-;. :.j -~- • _,_ .. ·_ .·, .•• ' __ ·:_·_· ·.·:-; ... · ·_.·_·:_ ··;·~,·- ·~:·_~·-·._!,·.·:_-!··.~--_' ... : ·_.·· ,. 

" • ~=-"' ". ·:-~:,_/'.IJ~~-' • ~ • ~ 

.... ·' .~ 

· . . . 
-· ~·· 

. ·. 

,• 
... ' • . (~ • • .. . .-, • ·~. - • --. . •• . ~-·· -:.u·1 ,', 

11. Depth of Cover • Onshore (detail) Is onshore piping minimum cover as sper;lfled lh l92.32i7 (DC.CO.C:QVER:R) .. _ ,, .... · ·• · · 
cd~~'!L~ -.:.··~---··-:{:: . .:·-~-~:_.!_ ··.-·_;"v-~~--;:',,:.-._..-~ ·-:._::~-- ~.-·._·'.':::··:_=:.·-:·!~:--:h.-.- :· . t.i;:- .. .-· .. b· .• ·~-~ .... :~:::. '-. ::/ .::; : 

19p27(_~~ (19~.32?~~): 1~2.327(c),_192.3~7(dJl,1?2~27(eJt. ,sat+· Sat · Concern Unsat 'NA -;_ NC . . ;; .: 
- .. -.,~;., , ~~~-- ~-·~·!.-:··: ·. ·! ·:..·. ":.·', ~ ·•• ·-. , • .-·':·•'·~-~- ;.,..-'-'-· .. ~.~.. .. ..... l~: :. .·'x ~- ,_, ·:- ~~-';'·.~-.-;1,_.···.·. • ._~.:.·.·•-·,···.·.-.• !.:,;_:-. ~~_;r·.-."'_.·,._~.-;_,-_._, .·:_-.'·, .• ;_-.•. '.·.-,·.·.·.' · ,- .: .- ·,1_\,' • •• . .. :~~:~.·---~ .-•: --~~---·· ·- ... - ;J; ...... :, ... ·.-..~-;·.l·;.·_~ :·:· •• ·: ~.--:,· --~ ~ ..... -

. . . . . . . . . •) . 
12. ~t:V Installatl_on ( dl'!tail) Do re«Jrds Indicate the EFV program .satisfies. th_e f!!'1Uire'!J'!!'IS-'or lnslallatlon ar.,d , : ':' .. : .. ,- • 
perform~~ce~ (~b.G~-~N!!f~LL.R)(d.e~IIJ · · . ,-., ... ,..:.-..:.. ·. ., : ·' · .:- ..... : : . : . ._:_ • • _.,. ,· .. ,. " · ~:._ ··. 

192.3B3(ti) (19l.3Bl(a);l92.381(b);l92:3Bl(c);192.3Bl(d); , ·Sat+· · sat . cance'rn un~_a;~ · NA . ..NC 

•. 2.3-~l(e);-~9~,3-~~(~)-?.g·~:_~a.~(cll ,' , ·: .. . . _. ... ''': .. ;: ·. :;~, ·· . · • < ·~-;,t\f . '·.•;;•: '·.:· ·. . ·., ·:-: ~:·_: · _:·;-:·~·-,; . 

1
.ates~·,,_:·_.·:··.··.''~-·.-,' .· .. ·.-~·~;:.,:. :·, : · .... ~-.·. ·,'._.> '~\·:~:·<·,~.:·_::~.-- . ,_, 

'· .. :!-3, Cathodit Protec:tlon post July 1971 (detail) ad.focol-r!s.dowin_;;t that ead. burled arsubm~ed pipeline. , ,, • 
lnslalled after July 3l, l!17l, has been protected against external cotTDslon with a cathodic protection system within l year after 

·completion of consltUctlon, conversion to service, or becoming Jufisdlctlonij_l onshore gathering? (TD.CP,POST1~7l.R) (d~lall) : .. 

i92.491C~J (i9~.4S5Ca); i92.457(a~-192.4s2(a);192:4s2(b)l_ -~ .'Sat+. S.ai . Can~ern u'nsa~; -~ 'tj'~·-·· ~--
1 X :'.·•· 

jNates 
I 

' . : .. ·~ ... .:·. . .. • •• i. .. ·:~ ... 
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~-

12. Emergency Response Training (detail) Has the operator trained the appropriate operating perso~tiel on 
einergency procedures and verified that the training was effective In acmrdance·wlth its procedures? (EP.ERG.TRAINING.R) (detail) . 
192.605(a) (192.615Cbl(2)) . 

. Sat+ Sat c·ancerp I Unsat NA NC 
.. .. 

' ' 
.... I :· ~· 'I .. X 

Notes 

.. 
--
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13. Liaison with Public Officials (detail) Do records Indicate liaisons established and maintained with ~pproprtate 
fire, pollee and other public offlclals and ut llfty owners In accordance wittrprocedures? (EP.ERG.UAISON.R} (detail) 

192.60S(a) (192.61S(c)(1); 192.615(c)(2); 192.61S(c)(3); Sat+ I Sa t Concern Un s at NA N C 
192.615(c)(4); ADB-05·03) . . t ... ..__...--..--

I x 
Notes 

14, Incident Investigation (detail) Do records Indicate actions Initiated to analyze accidents and failures, including the 
collection of appropriate samples for laboratory examination to determine the causes of the faf/ure and minimize the possibility of 
recurrence, In accordance with its procedures? (EP.ERG.INODENTANALYSIS.R) (detail) · 

r------r~--~------~------~-----r----~ 
192.60S(a) (192.617) N A N C 

E--
15. General -Testing Requirements (detail) Do records Indicate that pressure testing Is conducted In accordance 
with 192.5037 (DC.PT.PRESSTEST.R) (detail) 

192.SOJ(a) (192.503(b); 192.503(c); 19-2-.5-03-(-d)-) ---·-~ I S at + +~-----i~-----+----'f-----!-

L _·------ ·-··------- -----------------
16. Audience Identification Records (detail) Do records IdentifY the IndiVIdual stakeholders In the four affected 
stakeholder audience groups: (1) affected public. (2) emergency officials, (3) focal publfc officials, and (4) excavators, as well as 
affected municipalities, school districts, businesses, and residents to which It sends public awareness materials and messages? 
(PO.PA.AUDTENCEI.D.R) (d~ttall) 

192.616(d) (192.6l6(e); 192.616(r}; API RP 1162 Section 2.2; 
API RP 1162 Section 3) 

Sa t + NA NC 

I F
-------------· .------· ··-

es 
. . 

-~_l 
17. Educational Provisions (detail) Did delivered messages specifically Include provisions to educate the public, 
emergency officials, foaJf public officials, and excavators on: ( 1) Use of a one-call notification system prior to excavation and other 
damage prevention actlvitles; (2) Possible hazards assodated with unintended releases from a gas pipeline fadlity; (3) Physical 
indications of a possible release; (4} Steps to be taken for public safety In the event of a gas plf1ellne release; and (S) Procedures to 
report such an event? (PD.PA.EDUCATE.R) (detail) 

192.616(d) (192.616(t)} I Sa t + 1 S at Icon c ern I U nsat I NA NC 

l I X I l I l 

18. Maximum AJiowabfe Operating pressure (de tail) Do records Indicate determination of the MAOP of pipeline 
segments In accordance wfth 192.619 and limiting of the operating pressure as required? (MO.GOMAOP.MAOPDETERM1NE.R) 
(detail) 

192.709 (192.619; 192.621; 192.623) 

! Notes 

I 

Page 32 of67 

--- _ ... 



,:·:,\~~! ~ .. ~~·· • _:·:~\:.·~.>~:·;/:'~' \ ;I 

. ~· . 

:t .:;~;:,L:~:;:.}·;·i .. {/.:~ \ ::;::: .:· ,~·.;. 
•' = . ,: 

,. .-.. ~.. .. '; ·. . . . .. 
···r,.. • :'"•: ·.· .· .• ···.· .. ·.· .. ,•.'' • ! . ~·; ·i l,i:'!,· ... .··' ' . ' ;."• . . "'. .. 

,..· 

~~~~~~·''"" 
· .. 
. " 

... 
' ... 

; 

' . 
'·• ~ 

.. . • 
... ., . . · .•.. 

.' 

24. Leakage Surveys (detail) Do record~ Indicate leakage surveys 

192.709(c) (192.706; 19;!.706(a); 192.706(bJ) 
;.· •• ~.. • •• ••• '\ .•••• ·~:· ,. •••• !' 

· ... 

Nates , .. 
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35, Meas'ure. Program.:Outreach (detail) In evaluating effectiveness, was ac:tuai prOgram outreach for each . 
stakeholder audience !lacked? (PD.PA,MEASUREOUTREAcH.R) (detail) . '1 '\! ··;, ... ··?; '-., ·• . •. i t\,,l''''· '• ·' ;;,;!,·. :<'''•· ,. ··· · ·. ' 

•: • : ~ •• :· '. • ·,· •• • • ( ' ,1' ' ' • ... • .• ·,· '· • • . • • •. • • ' • • • 

192:616(c)'(APIR_f\ll.~~sec:\lans'.4!iJ'·_' ·, .' . :_ ... .' ·,.' . : ~at+ .. '·sat. i:ari~ei'n: unsai: _NA Nc·. ' 
."i. ·· '.V•:.•:;:.: · 1"".· .··,·.·;_:·;':-'.) '~::::···~ ,· .. , •··1r·· .·•··: 

X 

totes· "•' . .,. ':-- .· · .. - ·. 
..·,;. 

36. Valve 'Maintenance 'Transmission Lines (detaliflio rer:ords lndlr>Jfe proper Inspection and partial operation • 
of transml~(an line valves·thatinay-be requii)H} during an emer!iency,as required arid prompt remedial ~Ctfans taken if necessary? 
(MO.-GM.VALVEINSPECT.R) (detail) -•··· ·," :. · ·'-' "'· • .;-. ' ·"'· :·:. ·:, ' 

192.709(c) (19 
·:·t· 

. 
2.745(a); 192.745(b)) '( ·sat+ J Sat c"ariCerft l'unsat NA NC 

',. 

...• ' 
... ..... 

I I x. 

---·-----~-----
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37. Measure UnderstandabilitY of Message Content {detail) In evaluating program effectiveness, was the 
percen ge ofeac~ SfiiKiliOid'er aiiifrenEefliijf un'(f€;St6o ana refaTned the "Key rnrormatronffiiitftfie messages aerermmedT -
(PD.PA.MEASUREUNDERSTANDAB.IUTY.R) (detail) 

l92.6lG(c) (API R.P 1162 Sectloll 8.4.2) Sat+ Sat Con_cern I Unsat I NA I NC --- ---
I l X 1 

j Notes 

I 
38. Valve Maintenance Distribution Lines (detail) Do records Indicate proper Inspection and partial operation of 
each dlstrlbvtlon system valVe that might be required In an emergency at Intervals not exceeding 15 months, but at least once each 
atlendar year, and prompt remedial action to correct any valve found Inoperable? (MO.GM.DISlVALVElNSPEcr.R) (detail) 

192.603(b) (192.747) Sat+ Sa t Concern Unsat j_ NA I NC 

X J _L_ -,...--·-----
Notes 

I•• "''"'"' of"'"" bolog """"" "'"" .2Jl13. 

39. Vault Inspection (detail) Do records document inspections at the required interval of all vaults having a volumetric 
Internal CDntent of 200 cubfc feet (5.66 cubic meters) or more that house pressure regufatlng/lfmft/ng equipment? 
(FS.FG.VAULTINSPECTFAC.R) (detail) 

r-----r------r------~------~----~-----
192.709(c) (192.749(a); 192.749(b); 192.749(c); 192.749(d)) I Sat+ 1 Sat Icon cern I Unsat J NA -~-

,~-4~ ----~~--~~~~--x--l-

Notes 

40. Measure Desired Stakeholder Behavior {detail) In evafuatlng program effKtlveness, was evaluation made 
of whether appropriate preventive, response, and mitigatiVe behaviors were understood and likely to be exhibited? 
(PD.PA.MEASUREBEHAVIOR.R) {d~tall) 

192.616(c) (API RP 1162 Section 8.4.3~ 

41. Prevention of Accidental Ignition {detail) Do records Indicate personnel followed procedures for mfnlmlzlng 
the danger of accJdentaf Ignition where the presence of gas constituted 6 hazard of fire or explosion? (MO.GM.lGNmON.R) (detzsU) 

192.709 (192.751(a); 192. 751(b); 192. 7Sl(C)) Sat+ 5 a t N A N C 

42. Measure Bottom-Line Results (detail) Were bottom-Une results of the program measured by tracking tlllrd
party incidents and consequences lncludfng: (I) near misses, (2) excavatfon damages resulting In pipeline failures, (3) excavation 
damages that do not resuft In pfpellne failures? (PD.PA.MEASUREBOTTOM.R) (detail) 

.-----~--~---------.------r------r-----, 
192.616(c)(API RP1162Sectlon8.4.4) ! Sat+ I Sa t !concern ! Unsat I NA ! NC 

I i X I I l 1 
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· · 4~: Program Changes (d~l!) Were needed ch~nges pnil/or.modificatlons i:O the prcigram Identified and documented 

bas"id on the results arid findings of the pmgram effectiveness eva/uai:Jons? (PD.PA.CHANGES.RJ (~etall] . ' · • · ... .' 

192.6iq(cj (API RP ll52 sed!on 2.7 IStep 12);'API RP .1162 ·: .. ,;, ;'ii·· '·t+;; :· "ii t . c ' 'c;..,. · u · t ·N'A .. ~·c. 
Se~~;,B.S) '"'· . ..:·~:.>'':··: ·.'::~:· :·;:<~:·;:-..><: '/ \:-~· ·<~ . ::~:·:.:·: r: :~-~: : !)S:~· . .- ;.>· .. 

. .... 

,. 

2. Contractor and Other EntitY Qualification (detail) Are adequate retorrls malnlillned ro;'conl1actor penronnel 
qualifications that contain the required elements? (TQ.OQ.OQI::Ot;ITRACTOR.R) (delaJIJ --·-,-·---r----, 
192.B~7(a) (192.807(b)) · Sat+' Sat !;an cern Unsat NA NC 

X 

·,· : ~ ':- .. • ... ·i·'·:·· •. ....... · .. ,_. 

·: . -:'~- ' ,·. 
. .. 
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, a;· Isaiatia~' frcuii' qt~J.er _Metilliic Str~Ct11res ( ~e~Jq 'oo re~itts ~dequa't.Jv do~;;,ent electrlca/ lsoi~llon'ot f!ach , , , . . 
~urled or S!Jbmers.¢, ~!PE1no..f.IJ1"!. 9.tf!er metallic ~ctures unleps,t/r~y, eler:tifcally (n.~e"!"'nn~ ·~if.~thotJ,("}I{Y,.PtD~ If~ , ;. ,;'!; ;-; : : .. , · 
pipeline and th_e olh,ef ~trlfcture5 as a single unit? ~.CP.EI..EpSP\A'f!:!R) (detail) ·,• .. ;.• < '£•••~• •. •·· :->· .. ; · , .. ,:";' ''#I''''· ,,,.. •,'-·< :.;:, , ···!·. 

~~~:~f~~!t~~=~-~~:.-t·
46

.~~b~~~:fr::~lt_~~~·;;
6

7.~~~~-. .' sat+ ~~-t canc~r·n' ~ns~t ... ~::.-':: ·-Nc ._, 

Nates · . . '>'::>: ,._ .. .\':., ';-: -'". :~.~~-·;·.·.·~~!·.·.,··:_:_·_ .... ).. ., ,-.,.~: .. :-· , ._.,._:.~_;-.'-·:· ·::~'1.:--~·-, __ 

.;: 

·.-.~- .. '\ ',-'_i'; •• ~~!t· .~~- · .. ' :,';: .. ·. ._.-~ . .;:.~·- '"··-''···_\'•. ·;··· -j', ... '_.~ ...... :.· ... _:_:.· ••••• · ••• ·,·: •• ,·.·, .• 
•; 

0 

.',t)' 'o, : •• ~-~~-~·~·' •'o ~·· .!.~.~ ~ ;.'.:,>"··{, ~ •:"',•_;, 
0 0 

,, • ..,• :. • .. • 0 •: • 0 °' 1'.._ r 

. ' ~:. T!!s,t !,~_ads 'Iri$t!ll~~tiP:~ '(de~~ih .i:iirb~i#i iiad/11i~nr:ii¥fiil,J.l~~¥Wit!t~iti~cii~~fq~~oii ila:W,}!;~~r;Ji ·"i: .~, ~; ·. · . . . 
leadsJn;•tall"flln •Cf'Ord.an.ce Vfltl! ~!J/rO{r!enls df Subp~f! .(? (TD,.~P.MONITOR.TESTLEAD.R) (deta.ll)' · I_''); :- · ·' '( :,;;:,-;-. .' •· o .... · ,. · · · · · 

· : '1.?.~·1~1(~) 'C,l$~•~,7ica)~;1~2.47~(~i;;:~~~;4~~(c);.;~~;4_6,~j ':./ · sat:'.{ · ·sa 'i:. · • c illiC:_.;·~ri· ti ~·sat' '. '"A. '<:• ':ti.t.c , ·:. /(l:' :. 
··~:·-.;t'··:·::_~:::~;:. -· ... ,_:~r~-~~~'~J. -' <~.-~·,:::-'_~-t:'·~~~--~···. ;~ · ·:_:~_\·~;:--_;i_. ·· x. ., .:~·; ·=·--· .···_4 ,· ·--·- · ~- •. ,' ·:·-:·: ·-,• 

I Nott;o ::~ :· _-:::; .::· : : :·, ~;~·<:··. .;;_ :: -~:::·. :/~~:~. ' .. r' :_: . ·;:· : .' : ~ : . ·: ;· :-. ,, ' . : : ·. ,· :~ .-::,:: ... : i .. "<~-;?; .. :\' ' ' 
':to; :tn'terferil'iit_~;~~.!'ril~'tS 'cil~t~i!} 'M~cci~.~;,i[};;!tht tfjht.ihe ··Pm,id~.~~tmlnJ~I~;_~-ip~~~iT!~~f.la/~~~' .·~:: · ~. z. 
stray curren.ls when fo!"nd?"(TO,c;PMONr,ro~;INTF_RStJRREJV•~! (q~tal,l). .. '. "·'''.~· .. · . .'~ ·' "· -:. .. ··:': :- · .. ,;,. · .. :,: · · .• . , 

· .. i9i.4~I(cl(192:4iicall -. . ;. ·.,· .. ,.·:'··~at'+ sat . C:11.n.~e.~l! ,uns.~\ ~·.;lil-4,.,:;:.)u:·.~ ',,,,1 ... 'tt '. '.· ,•' ·': .· ·~·::·'./: .. :·.:•·. ', -- '• '"·'' ,. <.", ·:· "· ·X : \. -~~ .. ~~-
... _I otes, .-· .. _...... . ... : ···:. >·:). ::; ··. ··;- .. :.,-··, .. ~- .. >·_. 

- • .... 
. 11. I~tern;:~l 'corrosion (detail) bo recorrfs dowment·i; ~rmslve ga~ Is b~lng traqsported by pip:Uine; T~Ffudlng the 
. lnves/Jgallon·of ~e CDf!ostve ef(ect of the,ga~ r;.~ !ha.plpel{naand •tl'es that·h~~a b'¢.en.: ta/tsr~o. min/mite lnle(l,lal ~rmslon_? · 

(TD.ICP.C08RGAS.R) (detail) · ; , , : ... , .' ;: .·• ;·, · •· ·: ·. '· ,, ·•';'··''< ..... : · . ,. ·' .. ... ';' •l.. ·... ·'-< ,"" ' , .. 
192.49l(c)(;~;:,4;S(a){·.. ':·:.';,_ , , ... ' 7• :· , . , , Sat+ Sat cancer~ Unsai: , NA ,· NC .. , .. , .. .... . : ~.· 

. ' 
.... 

X ... 
Notes 

... ·. 

., 

·,, 

12. Internal ,Corrosion .in Cutou~ Pipe (detail} Do ret:DiT!;· do~m~f exam{n.atl~n of removPf! pip~ 'for evidence of ·,. , · ,. • 
·• 

. ' 

., 

internal a:Jrtoslon? (TO ICP EXAMINE R) (detail) ,. · ' ,·:· . . ", • • 
' . 

192.49l(c) (192.4?S(a); 192.47S(b)) ' ~a_t'+ sat Conc~rn .Unsat .. NA . NC -
X -

!Notes 
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'· 

. _192.l67(b) . , 

Notes 

-:·· ... ... 
11. Compresspr 
unattended p/atfqrin 
will actuate automatically 
When an uncontrolled fire occurs on 

192.157(c)(1) 

~-.. 

t ·--~F~ ,,.~·. ~-· 
~ :'· ..... -~ '· 

··~-~>~--~~~-(. 1'~ ;.~{:~<:--!·.!· 
'/J ,._., ., .• \· '\ •. :· 

:y- • .· 

ESD (detail) Does each 
have an emergency shutda.wn system that 

the MAOP plus J 5 percent and, 2) 
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12 .. Compressor Station Design/Construction- Fire Protection (detail) Do compressor stations have 
aaequa~-ffre protect/On /ad/ilresT(FS:CSSVSPRUl:Cl'II1Fl":"OJTcfetaTIJ • -

192.171(a) r-'"S_•_t_+--r~-s-.-t-1C_o_n_c_e_r_n'_~-U-n_s_a_t_,.....l _N_xA-M 

Notes 
I 
j 
~------------------------------- ----------------------------------------------------.. ---
13. Compressor Station Design/Construction- Over-Speed Protection (detail) Do compressor 
stations ' prime movers other than eledrfca/ lnductlon or synchronous motors have automatlc shutdown devices that will prevent 
over-speed of the prime mover or the unit being driven? {FS.CSSYSPROT.CMPOVSPO.O) (detail} 

192.171(b} Sat+ Sat _Icon cern I Unsat J NA NC 

1 J I X I 

__ j 
14T Compressor Station Design/Construction - lubrication (detail) Do compressor units have shutdown or 
a/arm devices that will operate In the event of Inadequate heating or lubrication? (FS.CSSYSPROT.CMPLUBPROT.O) (detail) 

192.171(c) S•t+ I Sat Icon cern j Unut I NA J NC 

I 1 l l X J ·-
Notes 

-_j 
15. Compressor Station Design/Construction - Gas Engine Shutdown (detail) Are compressor station 
gifs engines that operate with pressure gas fnjectlon equipped so that stoppage of the englnt! will result In the file/ being 
automatically shut off and the engine distribution manifold being vented? (FS.CSSYSPROT.CMPGASENGSO.O) (detail} 

192.171(d} I S•t+ I Sat I Con cern l Unut f NxA 

NC I 
Notes 

---------------------------------------------------------------------J 
16. Compressor Station Design/Construction - Gas Engine Mufflers (detail) Are gas engines In 
compressor stations equipped With mufflers that prevent gas from being trapped In the muffler? 
(FS.CSSYSPROT.CMPGASENGMFLO) (detail) 

192.171(e 

, ..... 
17. Compressor Station Design/Construction- Ventilation (detail) Are compressor station buildings 
ventilated to ensure employees are not endang~ by accumulation of gas In f!ndosed aretJs? (FS.CS.G'1PBLDGVENT.O} (detail} 

192. 173 Sat+ Sat NA NC 

I""" 
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compresSOr statl_ans.kept an . ·z· .......... \, .. . 
~92.605(a) (192.615(b)) . ; . 

:• :·H\ '· 
Nates 

·:· . ... . ,, 

. · .(.:• . ' • .. ' ' 
:•' 

. . ': .. 
\' ., ... 

• .... ·. -~ · .. • . 

~ . 

. ' . 

.. ' 

...... 

~·· . 

~- .. ·. 

. ··... .··: ·:· 
'· .. 

. ,· 
'\ ... .. : 

.. ~ . ·. .., 
•.' 

:: · . 

,t .'j.· 

. :: 

., 

.. ' 
'. 

23, MAOP Recording··( detail) Do pressure recording charts or SCADA records indicate ihat maximum allowable operating 
pressure limits have been maintained In accordance with 192 619? (MO GOMAOP MAOPRECORDING 0) (detail) • · . ,. 
·192.605 

.. . .. 
(b)(l)-(192.619(a); 192.619(c)) 

.. 
Sat+ Sat Concern NA NC Unsat 

x' ., 

-
-

-E 
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.·- .. . , ·:· ... 

_ ,. _ . .. _. __ . ·. ._. ,C!tq~~~n~.A~¥~~~?.rJ<.~:~ct;'lctm~~rj!i~"!L~u~q~(tL~_:_<:.:· :c: .. : :. · ... : ·· 
t92:7o7(a)(CGAilestPractfce~.'v4.o;Pi'i!ctka2·SiCGAeesi: • sat.j;· s~t~ ~once~n unsat N.A' NC ·• 

.· .. Practfces,.v4,0,Practfce.A:20) ____ .. c ... :.c.c · · ........ : ......... " . . .. ...... . . . .. ·o .. 
,, . • • • l . .. y X 

, .. 

25. Pfacenient of ROW Markers (detail) Are line IIJ•rk~rs placed and·malntalned as requl~ior above ground .. 
pipelines? (PO.RW.ROWMARKERABOVE:\)) (detail) . · ' . · 

192.707(cJ (CGA Best Practices, v4.0; PraCtlce2·5;CGA B~ . Sat+' ~ NC 
_Practices, v4oO, PiactJce 4:.20) · f----.;-+-,s_a_t.,... +c:...a_ri_c_e_r_n+u-n_s_a_t.:...t-·-N~A-· -'+---! 

~~~---~-~--------~-------·-··~~~~~~~-~·~~----~~x~~--~-· 

IL, N-ot-es-::. -r.-:--:--:. ..-+. ':-'::-:-::.,-,-,-=-o:-:· .. ~· -':-:.,.--'---;;-" .:...· ~~-:---::""..,..-::"-':::::-:-:-::-:-:-:::-:-<7-:-::-::-:-'---.,--:--.J . .- .. 

z&. cclil1jji-i!55ar siai:iori'oesi9nlcon5truction,~ P.ressiire Relief l<ietaii> ·...,;n, p~";;;:.,n,;l.;,)iimitin9 · 
diwices Inside a compressor stalion designed,_ lnstalled;'and Inspected properly? (FS.CSSVSPROT.CMPREUEF;'OJ (detail) 

19i.t99(192.73l(a); t92.73i(bJi 192.731(c)) .sat+. Sat Can_cern Unsat · NA•c · NC · . . . -
X 

INot~.s 

L__·~~~~:~-:--~~--"~~~~~--~·~,-~~~,~-~·:~-~~~-7 

'• 

' . · .27; Compre~;sor· staticn1s'- Storage ofComb~stible M1tterjal_s (Cifitiinflii-e n.-im;;;~b)#;;Qiii6b~&bie: .. , .. '< · : 
· riiaterfafs stiJied·~s required and abo.Yeiifound'Oll or gaSoline stohlge. tanks lnstalfed at Cti{ilp~!' Statlans'pfcitectfJd In accordance . · .. 

with NFPA /Vo. 30/as .'equl('ed by l92.7.J5(b}7 (DC.COCMP.qtPCOMBUSTIBLE.O) (detail) · • <'· . ·, . ·' . 
192.735(a) (192.7jS(b)) ·Sat+ I . Sat •: Concern !Jrisat·l· · NA· NC 

! . 'I . X 

.. ·.· ' 
. ·.' ., . 

28. Compressor _Station Gas petection (detail) Have adequate gas det<i:,tlon and alarm systems' been installed In 
selected applicable compressor buildings? (FS.CSSYSPROT,CMPGASDET.O) (detail) . . " 

'l92.7j6(aJ (1~i,736(bj)' ·: · · · · · · . ::. ·· sat+ I · sat· Concern Unsat · _NA NC ----.- .. -······---· ...... _. .. -----· .... -- --·-· I 
. . . ··.·. x . 

,_. · .... 
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PHMSA Form 14 Question Set (IA Equivalent) 
PHMSA (OQ) INSPECTION FORM 

Inst~ucnons 

I. Use in conjunction with Unit inspections 
2. Interview the primary operator contact for the Unit inspection. you are CQllducting and ~mer. thci_r responses. Do 

not request the operator substance abuse expert to provide responses to these questions. 
3. Send completed fonn to slanley.kastanas@dot.gov 

Name of Operator City of Liberty Op ID# 

Inspector Steve Samples Unit # 

Date of Inspection 718/15 

Inspection Location City & State Liberty, KY. 

Operator Employee Interviewed Brid2ett Blake Phone# 

Posltionffltle Operations 
Operator Designated Employer Representative (DER), 

Premier Drug Testing 
{a.k..a. Substance Abuse Proeram Manae.er) 

DER Phone# 1606-787-9973 

§199 

.3, . lOl 

.201, .245 

Pipeline Safety Regulations Drug and AJcobol Testing 

1. Does the company have a plan for drug and alcobol te~ting of employee~ and 
contractors performine. or ready to perform, covered functions of operations, 

Does. tilt compauy provide training for supervisors oo the detection of 
potential drug abuse (minimum 60 minutes) and alcohol misuse (minimum 
60 minutes)? 

Does company give covered employees an nplanatioo of the drug & 
alcohol policies and distri bute Information about the Employee Assistance 
Prog.ram, ioeludlng a botllne number? Pro, ide details in Comments below. 

11472 

X 

X 

X 

X 

X 
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l Notes--·-------...------·---~----------

------------· ·. 

·'!. .. 

Sat+ i 
I 

Sat lcancern Unsat 

X . I. 

·.· .• 

., . 

NC . -·' ' . 

-1 NA NC ---i 
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Note&~ ··,.-;.,, ·,.· ... · .... :_:· -~.; ... _-~} ~~_:·-, ::·_-..-~;~~- ~:-' --:··. -:·· . '; :> '. LJ·-·i,":': ·: .· • ,. :~.-- • -~ • ~ t.:r-·· :_· 
• .'. ,· "·.,·'_; J:'"" -.~.,1 ' :-. . . -.~ : .. ,., .. . ;_.:,~·- .. ··· .~ •·· ~- ::- ~-· ., . . -- ·' ... ·--~- .. ., 

.•.• · .. - .• •• ,··-."':' •• ~---:··-.:~·· .. _z ;:., . . • . . . . :- - :~ -~ . ··:- . . ~ . . ... ·; .:_ . •, . 

. ' 

a 19. ~rag !'lim Perlormim~e ~nd Improvement (detail) poes theprooess req~lre evaluati~~ of the OQ · 
8':'- program and Implementation of lmprovf'trlenls to enhance the effer:liveness of the program? (TQ.OQ.PROGRAMEVAL.P) 

·. ~ (de~ll): ~~- ~.r~ -;~: . • r.hl.~ ·~·~.:.~:- ';_" · '. · ·.. : · ·. ;: ! . ; ·, •· ;_ :\ . . ;•:=··,;, •. : ·. - ~-~· ·.,;. ~- ;,'~·,.,, , •• ,.i·:~.L-:~.-:: . i;~,-:) ;~',!·, .... ,·~,.;:f~~---·- .. ·. ;;· · 

r~·~·"'7~ : T<.~· .. , ·:-:·'· .... ·=· ....... ·:···· :,.,. "' .. 
. • .. •'; ~- . • -· 1 

21 •. Management ·of Change-;( detail) Does the ~ prog-,.m Identify how 'changes to procedures, tOol~ 
st;JndarrJs and other elements used by Individuals In pelformlniJ covered tilsks are communicated to the Individuals,. \ 
lndudlng contraCtor Individuals, and how,these Changes are Implemented In the evaluation method(s}z:p:Q.OQ.MQC.P) 
(detciuj _··."· .. >· :~.-.-~::·.----~==-. · :· --~~-~ ')·_~·:.· . .' · ·:·>·i~·:·~---~ '\ ~,-T· .. · ;~ .... ~--~:·-~··._~;_+.·_:·:~~~~--;: _ _-·· .: t> ~- :- ... 
19~:8~5(1) • . . _:':. _1, .. ·· .. ·-,:, Sat+ Sat C!Jncern Unsat N~ NC 

X 

. :-

.'· -~ .. -~ ... ·. . .. :-:::.. .: .. i 
.·. 

22. Notlflc'!ltion of Significant Plan Changes (detail) Does.lhep;..cessrequlreslgnlllrarit OQ_program 
changes to be ld<;ntifled and the Administrator or Stille agency notified? CTQ OQ CHANGENOllFY P) (detail) 

192.8050) \canc;ern 
- - l 

f-~at+ sat Unsat NA NC i -
X I 

jNotes 

I . 
L------------·-·------------------ -~----~-J • • Page 51 of67 
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·' 0 , ~\ • I : '' :./: ,·\ "> ........ : • .::~~~·i, ,:'.~::i:;,,; •:' ,;:y~: -~~~/~~-~i~~~:~~~~::·~~."·: ,..t,:: .... ~:.·.:~.:·:~~:: ~~i~~i~ '~~,~·=,;:t.:,::~·~:~;~!,(/.~~-~;::~·.~/:;' •;,;,;.,:· • ..... :~ • ~_. • : <: ,: 
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. .. . . · ·: : · }<: _·: ·: ·.:..:'• m plemeo.tiH:ion ., ns~ect'ioH';;f36'rm:l:·::'iE::t; : .. }; ·\~-:;/} Y?, ,, .:_ 
· · · . : · .. ~: .:=:~~-~- ~- ·:. := ~ ::~~~/~~:~~~~;~<-}\:::~:~i?Y.~~~~~~-~;h:~--~~f(!;:~ .. ~; f,~;~~:i:::::~f.1i{~~~::.·%:~~~~::·~~~~r.:~~.~g;:~~~~<:~;. · ~·· · .... ~- · 

Thl~lnspectlan form isfortl!~.evaluatlon afa~ !Jper:a!oi'~ lmplemi!ritiltli:inilflts gas distrib~ti<i"n Integrity ... :··.·. . ., 
ma.iaii'eriierit pr~gr~m·'(olMP) 'thtoug)i;-~::~v!ew 'o(li.5::~CQ'~ ·ahd'~ctj~~~':p·~oi;r;e~::cj'ri;P.)P~iina:.'i- '.: .. ~ 

· i~curt_ie~: · ":i'.his insp~i:tl~n ·ipi;Q r~ .,~~pli~~_bi~ ~ :6~ii~~t~·~: 6~h~r ~-~~~:t~~ter: ~ef~r.:arid.~gPi~fiP~ · ·. · · . · ·-, 
.ope~tci;s; th.;, ~a_v~·"~';;~,~-;;ed-~!Jci rm"Pie-me~iecl"'ioji\.\j>:·~"der' §i92:1&ds'i!.J1;~ ;f~fdr'a~~iti~1p'·~~~rhri' _/·-· -· 
• ·... .'~~·"1 • "• • ;• • •': • • •" ':'•'' ', • •• :~ • ;"":• • : I~.-~.._ '. : ' •: ' .:•J -~· • •, • ·• ~:·;;_,~._~'1· \ : '., ,. ,".7 • ".1 •"I' • .~.~", ,j-'l i tii"''; '. ·;.t• • I . l .t. 

· revieW rec.ords arid perforridleld"obserilatiops-regardlng .the lmpleineiltatlon·of the'iliMP,·.~recjulred ··:- , . , 
.. ei~riie~is',J9ilci0i.ng ~ f~)(~~;,y :~;,;·e·6~~ra.ta\"~:o!M~-PI~n. ~~~~~~lli\G·ib\~~6serve··;;_;;ty~~ft'~~~~ llv'~i)~· '·,t; · . , ... · ::··· ·. ,. 

, • •• ·='-"·1 d •. .-~ 
1
~ ! :1-~ •• , •• .,._., -~ - ••.• ·- ~~·:· .• -.. ~ ~.-· .,,_. ,...-.~. , .·~1~·,, ....... l'i,.,.. •• , .... "~·.- ... -~ -.~....-,,,, \l ·····~~ .. , •• \ ... ,, ... , •:I."'!· .... ,._ _.,., ··r~·, .... ( · . ,_... ... . .· :· . . · 

_ _ -~!'Jt~~r,~~_.tcl;_\~ri~ur;e th~~ R~b.~~.~~~~--_haY.e .. ~~~.il~.!?.!)~~e~,:,il'll~r'!!)~ :~hii~~:~;~~'~'~.n, __ ,~#J~~~-'by an":·.>->. , .. _ ...... 
. ·. ~~?~r!~r;c~~1-~.,"=~;~~e~~~\~.~-t~~~~~-1Y._~Y ~'~ l~sp_e!;!qr_ {a?~ i_~rleJ'.',~Ot~t~~!l_-'<~-~~~~·9P ;-~ffl!Mt.i!!. n_~. ( · .-_ ·,: '· ,__- . · · 

m~etrng -t'h!'l-.Procedural requirements In t~e DIMP plan resulttng In an unsatlsfactory'ratlog fur a ; 1 •. · • ' • \,, . 

. : ~~~~~~~~~~,~~,~~~~e~~~_!,?:~~~~~qR;:::~l}~,:~~~x~~::·; -·~ ;:~ :::_~·:_~ ~ ~~; :.r:~---·::;,~.\K~~i);ztr:y {~i.? ~~~· .. :~: ~_;: :: ;:·~ _._,.:. · ; · :·-: , : · . 
. Que~lo~~ ~)t_h"f!>de n;fe"!en~~-~-l!~~I~e ~~-~ ~~e;~~f~~.~ea,~l~:· :·~~ ~~~-~s.f'!~ t~J!~~~N;;:.'?'i~'y~~;-,_:;. ~-. : ..; · 0.:: 
· "U/N" stands for "urisatisfaC:toiy" or ~no"·."N/A""stahds for- "not appllcable"··and ~N/C"-staiids fur "nat .. · . · · ·, 

•: I'·" '::- "• ~···;:,;,;•l:~.~ ·•~.;,;•,",..•:.'•··•· .. ,, '' • , "••~·.,_--.•·,' "; ~·· >' ·~,\·;;::~:}/.:'""·•,:.,•"'·': • ··., ·,. •<' • 

, c~~-ecked': •. )f ~n..item Is ·rii,arkl\d. 1)/N, N/A; or· N/Cj a~ ~-xplani!tlo~ fhust ~e lnclu!le.d in 1~.e: coll)ni.~qts . · :•· ' , ... 
· · ·~;;~i~K · ou~ 't~· fi..ii' h'~;~u~··~h~i~i!t~ri~!~'bi, .. ~a!r~. ·~~-~rii!D'~s-:sys~e~~- t~e;~:ij;~::-r~~~-~-!i~'s·:~~~j~:~t- ';·· · -: · . _, 
.• • _ ... ' • •• •• • ~ .... "-'11' • • • ;. J. ·,-':- '·i' ':. :',.~. ·.;.,· ... :: .•;-,·····'. ~ ·.·· ~ ·~ .• ~. -~-',:' '·\·'~!.,;~ .. "'l·.-· •. 

· ppe,.~qr ls.not.req~lr!!<;t~!l. 'p_~~!l.~ iii! a~IQn,.~n~ so111~ pf -~~-e. qlies~!Pn~ (~que~Jng a:r~vleW. of · 
• •. • • o,. ... ' ;li,....&,~ o••" ~ '" • • I "o,." , ... ,. ~ • • •o ·~ ' :, •;: •. ~ • •• "• •" - • ,.;••, o" o ' 

1 .. -~ .· .. ·~~;;~~;;v~;;i~;,~~;;~;a:-~~tt,;~?~i~; :~;~:;~~..'~7;~;ti~;nr;~;~~~i~{~~f~~J1~~;;.~;i~~; ·. · ' · . 
· · r~te as·"N/fJol';, .!=ar(e~pondl~gly, )f .~he· ~p~t.or had a,cqulred new .)qf~l'lll.~tlo,n .. ~at:Q.ee,~ed, to b~ 

..· 
·· • • -.,.· .:-. 'l.l~' ,., .... ·~.n;- • ;,,., •. · •· ... - -~--- • • ··•• · ·· ··. -··~·.; 1ti"i ... ' '' 

; · · lncl~d~~.!~ ~,h.e}~rea! !dentl~,c~tip~ -~nil_ ~-a~ ~.o,t1 t~.~~ ~h~,r~tlnil '1.~1!!~ ~e !:U/N'!. : .. :· ·: :::~ ·/ ~tt,:, ·.: ;'· 
... .;.:' ·· .• :)~-:_ ,: ... .. _. ·'·:--:· ····: ::·· '.:::;o• ':'~."~':-.. :!~·~'c--;:~·:· ~~·.:_ .... • ~ ............ ~·· -·~·{" .. ~~ .. ... 1.:. 

This lnspe~ion form_ln.ci~_des tw9 types of .activltl~s -~rec~ri:ls revlel(i and fjeldobs_ervatlon a~lvities: .· 
~ 1 •. ,. .: .... • •• >····'•'·•-' ... -.~···r.,• ... : ... ::,· '"': ....... •· ,._. ·.•.;,;: .•. ' ... · 

• ·.The Records .Review "questions· are to ·be performed on reci;lrds ~sed by an operator- for' . ~· 
''1mplerilentin1· ~ iiillliP pia~. Not ·alr"p~rts of thl~· furm rit~v b~· ~ppllcable to a spe~ific:fiec~rds. 
'! -~· ... ,, ••.. :-· • .-.:·.~··:'·,\.'1"• ··-~-· ,;· .. ~~······· .-
R~yleW Inspection, and oQiytho~e applli:able portions of this f9rm.need t~ be c_ompleted. · ·.: 

. •.• . ... . . ....... ,. ~· .. . .i ·. ., ·.· •".1 • .: •• 

• The· Fl~ld OJls!lfVi!tlon. questicins are· ~o b~ .u.s.~fi .. .O.".>~~~~ actlvttie.$. -~.e!~_g._pe(f".l'rf!~fl. b.)",~n 
. ••• • ' •. .• . •• .- '-··· •>iJ·"r-"'··~·-. .. . ,. • •• ~ • .... , •. ~.;: . ..,. '• ,,,., ... 

operator in support of its DIMP. plan. Field Obseiv'at!on_lnspectlrin aCtivities _may also' Include. 
' ·~ • ... • • • •' ' • •. ...,_ ' • • • ' \ ,• • './ • •' ••• • ""' lo '· ,.•, • • • ' ·":, .. :.,, "~' :._.,. 

-·"review· of data, environinerital:condi'tlons, and asSumptions being', used by an''oper'ator",.l.n 
.. :.'• • ••• ···.•.!,"!' \' ~-., .• . •·,. ·•• ·" ···-: • 
. support of itS. D!M~ plan._Not all,parts of this. form .rpay b,e _apP.IIcable to a ~pacific Fl~ld • 

Observation Inspection, and o~ly those ~pplicable ptirti.ons ofthis form nee~ to be coll!pleted~ 
A review of applicable· Operations and M~intenante · (O&M) ari~ ·DIMP. proa:sses. a~!l P,r.ocedures .. 
applicable ~o t~e field activity being inspected should be considered by the Inspector t~ e~sure the . 
operator is Implementing Its O&M Manuals arid DIMP in a consistent manner. 
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PHMSA Fornt 24- Gas Distribution System DMP Implementation Inspection, July 7, 2014, 
R~O 

Operator Contact and System-Information 
' ., 

Operator Information: 
Name of Operator (I ega~ entftYJ~·~ City of Uberty . . 
PfiMSA Operator JD: •.·f.' \ • • : . ~ 11472 

.~-,t_;_·,,r·wf.>!..• ...... i ~;1!'1'1'1~ . . .,.. ... 
Type of Operator. I B~nvestor Owned xl Municipal TIPrlvate OLPG 

Other (Identify· e.g., ~ooperatlve) 

St~_te~~})sc[Ksft,d !~ mls~fn pmf~if.--· Kentucky 
.. ... h ... • ~·~:o .., • ·'. ..,&.. . • ; 

tfeacfq'6ariers'Ad~ress: 
"(.f\, •,"1 ••.. ~ 518 Middleburg St . . :. ·.~' 

:t~ i .. '$f'f-' it~;..; .. t" ,ct·'f').~ -:.t.·~~<-~tr" 

Company.., Contact: . r··; ·, .. ·~~~:<~ , 
t'f'• • • .... - • 

Greg Rodgers 
~ I ·" • . ~· ·~ 

Pholle Number: . • • ·'~: .. · 
... ! ', ~t ... ' . ~· . l.,,e< .J~~ ll·!': ·~·f, 

EmaJI: il~.,;,~- -,;:~, ., . ~ ··;·. := ... 
' . 

Date(s) o6 lnspej:tlon ': · • :.":·.~L .. 7/8,9/15 

- . " . ... ;.., .. . 
Date of this ReJJort : ;;. . 7/13/15 . . . .:..t4t\ \~ .. -- .. . I '"'} J1">1~ :L. • ' . ' .. . 
Dflte of Current _DI~P Plan/l~evfstgn 

..... '..)-1.; 

Persons Interviewed· . 
Per~n~·lnt~rvlewed :. ! , ·' . :,: Phone . : .. ... ,. •. f ~··. •• • ...!_ 

-- (llSFjiilmary cantactlifff} . Tit I I 
1-Num - -~---Emai 

" . .. -
Greg Rodgers Operations 

Darren Atwood Operations 

- -
S elF, d I R at. tat e era epresent tves: 

lnspectC?r Na111e and Acency ., . Phone Number Em all -~-

:..., . ._.,.), 
' 

. .. -. 
ii.a , ""' ~ ... ... • •• 

'·' 
Steve Samples 502·330-5985 Stevend.samples@ky.gov 

System Descrlptlon Narrative: 
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PJD:ISA Form 24- Gas Distribution System DhlfP Implementation Inspection, July 7, 2014, 
RevO 

Question Rule§ Description S/Y U/N N/A N/C 
Number 

;.::~(['..If 
~"' 

·~~.~~i"}i®~· ~~.! I'~IS$Ue$l0 1 tr orevrou~!•llt:JHI\Y It• p_spec J'ocs•··~i /'.£(T,":~ 
1 • -If not Have all issues raised in previous DIMP X 0 0 0 

satisfactory, Inspections been satisfactori ly addressed? 
insert Provide comments below. 
appropriate 
code 
section(s) 

Inspector Cu• um;oltS 

.... c.1 Q7~ lltl7(a) :l1 tJ~:ICnowleage-of ... ,. ::~."-4:.<>"~ I .~i:t; l~\El 

2 .1007 (a)(3) Is the operator collecting the missing or )( 0 u u 
incomplete system information and data 
needed to fill knowledge gaps to assess 
existing and potential threats? 

Inspector Cor ""'''u 
3 .1007 (a)(3) Is the operator collecting the missing or l( 0 D D 

incomplete system information and data 
using the procedures prescribed in its OIMP 
plan? 

Inspector Comments 

4 .1007 (a)(3) Has the operator Incorporated Into the OIMP X D 0 0 
plan any new or missing Information 
identified or acquired during normal 
operations, maintenance, and inspection 
activities? 

I ·Comments 
5 .1007(a)(S) Has the operator captured required data on )( u u u 

any new pipeline installations? For pipe, 
fittings, valves, EFVs, risers, regulators, shut-
offs, etc., examples of data and records 
required to be collected by operator since 
August 2, 2011 include, but are not limited 
to, the following: 

• l ocation 

• Material type and size 

• Wall thickness or SDR 

• Manufacturer 

• lot or production number 

Inspector Comments 
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PHMSA Form 24 - Gas Distribution System DIMP Implementation Inspection, July 7, 2014, 
RevO 

Question Description 

Has the operator acquired any new 
Information relevant to system knowledge X 0 0 0 
that affect its threat identification? 

10 .1007 (b) Have any changes occurred that require re-
evaluation of threats and risks? X 0 0 0 
Examples Include, but are not limited to, the 
following: 

• Acquisition of new systems 

• Completion of pipe replacement 

program 

• New threats (e.g., first time natural 

forces damage, etc.) 

• Increase in existing threats (e.g., 

washouts, land subsidence, etc.) 

• Increase in consequences (e.g., 

new wall-to-wall pavement, etc.) 

• Organ ization changes (e.g., 

downsizing of staff, compa ny 

restructuring, etc.) 

• Applicable code revisions 

• Other (describe below) 

11 .1007 (b) Has the operator identified mformation or 
data from external sources (e.g. trade X 0 0 0 
associations, operator's consultants, 
government agencies, other operators, 
manufacturers, etc.) that may require re-
evaluation of threats and risks? 

12 .1007 (c) Since the last OIMP plan review by the 
regulatory agency, has the operator X 0 0 0 
updated its threat Identification and risk 
assessment based on newly acquired 
information or data (see Questions 9, 10, 
and re levant to knowle ? 
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PHMSA Form 24- Ga.J Distribution System DIMP Implementation Inspection, July 7, 2014, 
R{V_{)_ 

Description 

13 .1007 (c) If the operator has modified its threat 
identification and risk evaluation and X 0 0 0 
ran king, were the revisions made In 
accordance with the procedure In the 
operator's DIMP plan? 

14 .1007 (c) Does the operator's current subdivision 
process (grouping of materials, geographic X 0 0 0 
areas, etc.} adequately meet the need to 
properly evaluate and rank the existing and 
potential threats to the Integrity of its 
system? 

15 .1007 (c) Has the operator a or modified system 
subdivisions within its risk eva luation and X 0 0 0 
ranking since the last plan review by the 
regulatory agency? 

If the operator has added or modified 
system subdlvlsion5rwas it done In X 0 8 -- 0 
accordance with the procedures described 
In the operator's DIMP plan? 

If the operator has added or modified 
system subdivisions, did the new system X 0 0 0 
subdivision result In modifications to the risk 
evaluation and rankin ? 
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PHMSA Form 24- Gas Distribution System DIMP Implementation Inspection, July 7, 2014, 
RevO 

Question Description 

Does the documentation reviewed 

demonstrate the operator Is implementing 

the measures to reduce risks per the DIMP 

plan? 

19 .1007 (d) Has the operator completed any measures )( 

to reduce risks resulting in the 
elimination/mitigation of the associated 
identified threat? (e.g., pipe replaceme nt 

If answering "Satisfactory/Yes" to question )( 

19, has the operator re-evaluated and 
ranked Its risks (1007(c)) because of t he 
elimination/mitigation of an Identified 
threat to ensure that risk reduction 
measures in ? 

Does each Implemented risk reduction )( 

measure Identified In the DIMP plan address 

a specific risk? 

22 .1007 (d) Can the operator provide documentation to 

demonstrate that an effective leak )( 0 0 0 
management program is being 

implemented? Important components in an 

effective program include, but are not 

limited to, the following: locate the leaks in 

the distribution system; Evaluate the actua l 

or potential hazards associated with these 

leaks;~ appropriately to mit igate these 

hazards; Keep records; and Self-assess to 

determine if additional actions are 

necessary to keep people and property safe. 

Answer "N/A" if operator repairs all leaks 

when found. 
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PmJSA Form 24- Gas Distribution System DIMP Implementation Inspection, July 7, 2014, 
RevO .. • ••• 

1~ .. :•·'-: ~~>. ·:;:~T~~i~l·~lt'J)·~~~.t;tff!iPf!X-r.c·JVif;f,l~~·mJ~,dtm~·~~·ir~i.ii',t~~.:·) -:·i~':. ;_: · · · _;.:;. · -.-: 
~; _·:r . -~;: / :-:· :· ,,;;,(~if1flr.{~;..I(:Jircr.:.~'·a.r';'\~· · . · : • ·:. . .. ·.- . : L -~·~: · ~ :··--. :· . .,}· ; ·· 

Description 

23 .1007 (e) Is the operator collecting data for the 
required performance measures in 
§192.1007(e)? 

i) Number of hazardous leaks either 
eliminated or repaired, categorized by )( 0 0 0 
cause? 
ii) Number of excavation damages? )( 0 0 0 
iii) Number of excavation tickets? )( 0 0 0 
iv) Total number of leaks either eliminated )( 0 0 0 
or repaired, categorized by cause? 
v) Number of hazardous leaks either )( 0 0 0 
eliminated or repaired, categorized by 
material? (Note: Not required in PHMSA 
Distribution Annual Report Form 7100.1-1) 
vi) Any additional measures the operator )( 0 0 0 
determines are needed to evaluate the 
effectiveness of the DIMP plan in controlling 
each identified threat? (Note: Not required 
in PHMSA Distribution Annual Report Form 
7 

2-4 Bas.ed..on field.observatlons aruJ/oc record 
reviews, Is the operator accurately collecting 
the data used to measure performance in 
accordance with the procedures in its DIMP 
plan? 

Is the operator monitoring each X 

performance measure from an established 
baseline? 

26 .1007 (e) Is each performance measure added since X 

the DIMP plan was last updated tied to a 
specific risk reduction measure or group of 
measures? 
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PHMSA Form. 24 • Gas Distribution System DIMP lmplemen.tation Inspection, July 7, 2014, 
RevO 

Question Rule§ 

.1007 (f) 

.1007 (e) 

Description 

Has the operator performed a periodic 
evaluation of Its OIMP plan on the frequency 
specified In the plan? 

If a periodic evaluation has not been 
required since plan Implementation or the 
last Inspection, mark questions 27-32 as 

Did the periodic evaluation Include the 
following: 

• Verification of general system 

information (e.g., contact Information; 

form names; action schedules, etc.)? 

• New Information acquired since the 

previous evaluation 7 

•• Review of threats and risks? 

• Was the risk model re-run? 

• Review of performance measures? 

• Review of measures to reduce risks? 

• Evaluation of the effectiveness of 

measures to reduce risks 7 

• Modification of measures to reduce 

risks, If necessary? 

If any established performance measures 
indicated an Increase In risk beyond an 
acceptable level {as established In the DIMP 
plan), did the operator Implement new risk 
reduction measures along with thei r 
associated performance measures? 

If the periodic evaluation indicates that 

im~lemented measures to reduce risks are 

NOT effective, were risk reduct ion measures 

modified, deleted or added? 

)( 0 0 0 
. )( 0 0 0 

)( 0 0 0 
)( 0 0 0 
)( 0 0 0 
)( 0 0 0 
)( 0 0 0 
)( 0 0 0 

X 

)( 
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PHMSA Form 24- Gas Distribution System DIMP Implementation "Inspection, ju(y 7, 2014, 
RevO 

Question 
Number 

31 

Rule§ 

.1007 (f) 

Inspector Comments 

32 .1007 (f) 

Inspector Comments 

Inspector Comments 

34 .1009 

Inspector Comments 

Description 

Did the periodic evaluation indicate that the 

selected performance measures are 

assessing the effectiveness of risk reduction 

measures? 

If not, were performance measures 

modified, deleted or added? (describe in 

Inspector comments) 

Did the operator follow its procedures in 
conducting periodic evaluation and program 
improvement? ' 

the PHMSA Distribution Annual Report 

(Form 7100.1-1) in its submission to PHMSA 

and the state regulatorv authority having 

jurisdiction, if required, for each year since 

S/V U/N N/A N/C 

X 

X 

--- 11-

records documenting mechanical fitting 

failures resulting in hazardous leaks? 

Page 62 of 67 

. .. .. 

·. 



'· 
: . ; 
: .. ,.· ... ..... · 

'·- .'l 
. I 

"'. 

•• 1 "· -:··· 

· .. ·:~:-.~ :;;:: 

I 
.... 
('! 

. ·-~··. 

I 

i 

, . 

. . . . . . ... . . ' . ~ <:i~/-;:':_:: . .,- ~?' 
'4lff!iiljJ)il ~ .~~ D.J,v!r!J!'!~rt§Yl-!:f!.!!P..!#f', l'!I..P~I!!"eitfi1~'!.·!nspii(t!.o,n, .;f'!<lJ!.(, 20!fr1.·.~·~ .. · .: · .. :. 

..... ·::::::~r·~~(;,:\:: ·, ·. 
. ,. 

··:/' /\ ,, .•t 

·~·: .. 
·.· . :_.·.;,., :·:.· "': 

I·'' ,. ' 
\ •' 

.... \·, 
'. 

. •. ' 
·,:,;-:-'.":." ·~ . :~·~-· ... ·. 

.· 
;.:5.\' :_~·· ~-

' . 
·'•. ··' 

. ,! 
., 

., r.~;. : J _.-;~: 
•' ,·. . _:. ~ ... 

..... 

;''f!?,. 
. • 

... 
.". • I 

~; .. ~ 

' d: 
-~ .. ' .. 

•'' 

·,· 

.. 

~ 

'· 
~ •,,. . ... 

. . ,~ .· ... 
..• 

'• ,. 
·' 

• .. 
.-· •'. 

i,f'! '. 

·.)c., 

... •t' ·: ~ 

.·' : ·;, ., ..... 
..... :: .. : 

.. ~-

~.: 

' ' 
_J.".·i 

. ... 

•I• .:_' 

.j.'j" -~ 

D o .. ,:.:2r 
, . 

-.. 

'I 

..: ..... 

. : .. 

=··.· 
·::,·. ')·.:!. ·.: .. ~ 

Page 63 of67 

• ..... 
.:. 
'· 

··., 

::· 

·t: . ~· 

:.-{ 

. ' 
' 

·· .. 

• !, 

'· 

_,. 

.·.·. 

·-
· .. ( 

,• . 



.. 

PHMSA Form 24- Gas Distribution System DffiiP Implementation Inspection, July 7, 2014, 
RcvO 

Rule§ 

Inspector Comments 

Description 

demonstrating compliance with Subpart P, 

as specified in Its DIMP plan, for 10 years (or 

since 08/02/2011)7 · 

Did the operator retain for 10 years (or since x 

08/02/2011) copies of superseded DIMP 

plans? 

Did the operator follow its DIMP procedures 

applicable to records retention 7 

If answered "Unsatisfactory/No", then list 

those procedures not followed below. 

Has the operator received approval from 

PHMSA or the appropriate State Regulatory 

Authority for alternate (less strict than 

periodic inspection Intervals? 

(If no, mark questions 40-44 "N/A") 

X 

Has the operator conducted the periodic x 

inspections at the specified alternate 

Intervals? 

Has the operator complied with all 

conditions that were required as part of the 

alternate Inspection interval approval? 

If answered "Unsatisfactory/No", then 

provide comments below. 

X 
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SUPPLEMENTAL IN:SPECTION QUESTIONS 
U- Uoutbfadory NIA- ot AppU~:lblc- N/C - Not Cbeck~d (tl, NJA, oT NIC m';:lt lncl::de :a 

- ----- --· u piaoatiolfif c~d':" - -- -- -
. , .. - - - - .:.- - ---------- . --• -. --

i . · SUPPLEMENTAL INSPl~CTION QUESTIONS -. S- ~ N/A N/G ,. 

NTSB SUPPLEMENTAL INSPECflON QUESTIONS 

Review operator procedures for determining if exposed cast iron pipe was examined for evidence 
X of graphitization. 

If necessary, was remedial action taken? X. 

Review operator procedures for surveillance of cast iron pipelines X 

Was appropriate action taken resulting from tracking circumferential cracking failures, 
study of faili..U'eS, study of leakage history, or other unusual operating maintenance X 

condition? (See GPTC Appendix. G-18 for guidance) 

Review operator emergency response procedures for leaks caused by excavation damage near 
X 

buildings. 

Do procedures adequately address the possibility of multiple leaks and underground 
X: . 

migration of gas into nearby buildings (Refer to 4/ 12101 letter from PHMSA) 

Review operator records of previous accidents and failures (including reported third party damage 
X 

and leak response) to ensure appropri,ate operator response as required by 192.617. 

TB1RD PARTY/EXCAVATION DAMAGE PREVENTION SUPPLEMENTAL QUESTIONS 

Review directional drilling/boring procedures of operator or its contractor- do they include actions 
X. 

to protect their facilities from the dangers posed by drilling and other trenchless technologies? 

Is operator followmg 1ts wnnen proceaures perta101ng ro noflfiCation of excavation, markln , -
positive response, and the availability and use of the one-call system? 

l( 

Has operator adopted the CGA Best Practices document as a means of reducing damages to all 
X. 

underground facilities? 

- - If no, encourage and promote tile adoption of CGA Best Practices document. X 

Review operators records of accidents and failures due to. excavation damage to ensure causes of 
X 

failure are addressed to ollnimi.ze the possibility of recurrence as required by 192.617. 

PLASTIC PIPE DEFECTS/LEAKS & NPMS DATABASE SUPPLEMENTAL QUESTIONS 

Has operator identified any plastic pipe and /or components that have shown a record of 
X 

defects/leaks? 

If yes, wbat is operator doing to mitigate the safety concerns? 
If transmission, bas operator submitted information into National Pipeline Mapping System 

X 
(NPMS) database along with any cbanges made after original submittal? 
Comments: 
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49 CFR 192,605 Prccedural1]1~nual for operations, rh•\nt~na~ce, and emergen<:/es. 
SD7 ig\R_ 5:~22 Section 13(7) Contln~lng suJVelllance. of operational systems. • ·, . , 
.. .... ~~·.-:: ·. ,'. . : ·.: ~: . ·~-~; .. : .. ·. ~ .. · ·<· .. (-: ·,, _·' .... ~ ~~ ~ ·-~ ·, ·. :.--.:. . . :· 
1. 'Dai!s the oper.JtDr utilize any business or opera ilona/ syi;tems whlc:Ji may. be vutnerilbte to c:ybe!Securlty 
concerns~ . -·~-. · · .. . !' .. • ' • • • ;~.; •:

1 
.'· : • • • • • •• ... .-.~:. ' • '· • • 

:· '::' .. · .. ., 

Not~ . .. 
Nc control pressure ga·s _computer systemslr,l plaCe at this tJme. :· :~ ;, . . .... .· ·. . . ..· : . . 

YeS 

... 
·.· ... · 

No NA 

)', ... , ~-. · ... 
. · 2. lias the 0perator d~velop~~ and tmple,P~nted a c:ybei-secur/ty wrilte, pi~IJ tha~ Includes a".sesslag and. 
· mitfgating vulnerabilities for crJtica,/tn~stro(:ture and esSential ~us/miss syStems? Describe. • ·.':l.: . ' ··, 

., . . . . ·. , . Yes. No NA • 

. ,· 
. ' ·.-·,,, .... 

• f'l . X 

NC 

NC 

: ·. ·IN.;~ .. ·. .. •'· ·_·._. -·-·~· ,..~~--~· ·_.:,.._.·-7.;.-.--·_:._.:.__:_;___:_· _ ... _.::._:, __ ..• _ .. -:-·-· ___I . _,;. :'. ·~: -~~:.: ;}: .... . ·· .. :'. 
"· 

'. . ·3." ffas the operah,~ 'utJified any Internal or.extemal ;..sources and/or pers~~nel ass/gnedspedf/C.I/y with. 

•• ~P,:i: 

, ·acresS!ng and/or analyzing cyber5ecurity thfl'ats and vutnei-abllitles? Desi:ttbe. · . ' : , · · ·! ·· 
. . .. . .. · · . . . ··:Y~s .·No NA 

~ . ·. ~.. · . . : . .·., .. · ,. 
··.. . . ,,. " ' ._,_ ____ -.~._.---11-:;:.X:,._.L.,_..;..l-...,...-f 

·,....-.......,.....;;_;.~----~-:----....:_..;;,..,. 

-:I No~ . · · • . .· -~~·· -'--·...!.' ~-~.::...· ·_· ..,.· ·_,·: .:.._,...._.,...·. -..,-.:_--! 

4.· Are cybersecurity' threa& 'a,n;Jd~ as part of the open;tCr's overall operatiOn~ a,;d m~Jntena~ce pians? 

. ·., . Yes 1 Nico NA NC 

I Not.;, 

L.-----------~--~-------~~.------.~ 5. ffas the operatDr experienced any C)lber·altacks related to Its busl?ess or operational systems? Describe, 

y,.. No N,A NC 

X 

'Notes 
i . 
6. Identify pe!Sonnel with spedOc responslblfitles for c:ybersecurlty within your organization? 

~Notes 

I 
'-

. ~ 
I Yes I Na I NA 

X [ "] 
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APPENDIXC 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 1 2016 



·.··· 

. (fit!} t?l ~tkf'if;, . 
· 'P.O. Box 127 • Uberty, KY 42539 

... . . 

·•'.·:. 

. . . . . : ~- . . . .. . .. ·: .. . ·R~CI:;IVED 
-~- .. . ' . . . : I_ 

. ' .. : . . . 
···'· '· . · . 

. ··~ 
September 16, 2015 . 

. . . .. . · ·: :SEP 2iZU15 

PUBLIC SERVICE. 
COMM/~SION · . 

Jason Hurt, PE . · . 
Manager, Gas Pipeline Safety a·r.mch 
Kent~ck.Y PubJfc Service Commlsslo!l 
211 sower Blvd. 
Po ~~k&is · . · · . :- : . . . . . 

,,r, 

. .. : . 

Frankfort, KY 40602 . : · I .. '· : '· · 
~ .: ·' '· ... ·;·-~·· • ·, ~- ~:; . .( ·== . . • .., 

.. 

:RE: ·2015 N~tliraJ G~~~ta~dard Inspection ., CitY of Llb!!rtY Gas system 
. -·~_ ... ,.:}_... ., :. . . . :,;.:~ _;;.·: -· :-·' · .. ·. :.:::-: .. · .·.. : 

.. 

.. , 

'Tha~ii ~ou fa~ you~ ~ecent-~n~~·id insP,ection of the _CttV of Ub~.rtt~ ·~a~ System. During the lllsPe¢on, 
a·l!r s'!s system .received seven (7) defldeil~!es. ThE!·folf!Jwlng t115POI'\se wilfexplaln the corr&t!ve actions 
we are ta~in& arid how the City of Liberty will bring eaCh deflcll;l~cY Into comp!lance. · 

··-;". . . . . . . /'". ': . ,,.:,' . . .· . : 
De!lc!encles · ·. 

·: . •· I 

1. FiniJjnB-The inSd~'ctJon foilnd th~t· Llbertv Gas had not perf~nned cathodl~ protection 
. n!Onfto[ing test5 since :icii3. :. . . . . .- . . . . 

• ·.• • : , I . . 

.Correcti~e Actlo~·i-The Cit'(. of Liberty tiad failed to perform cathodic protection monitoring. In 
AuglJ!il 20~5,-the majurlty of gur sYstem's met~r,S ~ave bee!! palnt~d a~d lnsp'ected. The few 
remillnfng wit! be rompleted bY, the enp gf thl~ 1110.nth ~~~pt~mg_erJ. Wore curreil!ly .w~rkJns on . 
a schedu!e which will outline all required mQnitorlng and when it needs to be rompfeted. We 
are mnfldent this s~heduh! will keep us from falling to perform the cathodic protectlo.n · 
monitoring In the future. 

2. Finding-The-inspectlgn found that llbertv Gas had nat lnspeged and tested its reeulator 
statjons since 2013. · 

Corrective Actlon -The City of Liberty's regulator stations wene Inspected and tested by Cox 
Meter Service on August 25 and 25, 2015. A copy of eac!J regulator Inspection is enclosed. We 
have arranged for this company to perform the regulator Inspections and testing each year in 
the futune. 

3. Flndjng-The inspectjon found that Ubertv Gas had not performed Inspections on Its critical 
dfstrlbutf~n sv5tem valveHlnce 2013, · 

Corrective Actlon- The City of Uberty Gas System's operators Inspected its critical distribution · 
. · · system~~~· 2015. The valve racated on Button Knob was dug out and fixed sa, It's 

~t!Jltui:li.' 1- (606) ~~973 · (BOO~~~~~ Fax (606) 787-7S92 TOO I 1-800·247-2510 I\! UNBRIDLED SPIRrr,_ 

: ,. 

..... 



4. 

s. 

easily accessible. The operators will be working off a set schedule for Inspections of the critical 
distribution system In the future so this will not be missed again. 

' Corrective Actiqn- ~lb,erty Gas has contacted Heath Consultants, whoni will be performing the \ 
leal<age survey Inside our bwlness districtS. We are cl.lrrentlvtrylng to schedule a t ime for them 
to come before the end of the year 2015. This will be scheduled with them annually to ensure " 
the lea~age survey Is performed according to regulat{ons. 

... .. . -

CorrKtlvt Actfon-AS state<! above In Corre~tlve Action 114, the. City of Uberty gas sy~em has 
contacted Heath Consultants. They will be performing our leakag~ survey for outside 9~sio~~ 
oistricts before the end of th~ year 2015. This will be scheduled with them every 3 years to 7 

------~R~kage-5tt~erformed aa:ocdlng to our OperatiOn and Maintenance. Manual . 
..] 

6. Finding-The inspection found that LibertY Gas did not deliver Its public awareness baseline 
message two (2) times per year as required In API RP 1162. 

Correctlve Action-The City of Uberty's Gas public awareness baseline message was delivered 
to alf residential and commercial gas customers, as well as contractors, on August 6, 2015. I 
mistakenly thought what we were previously doing was sufficient. W~ will now make sure this 
message gets delivered twlce a year. A copy of what was delivered is enclosed. 

7. Finding- The insoectlon found that l iberty Gas did not have documented welding orocedures. 

Corrective Action- The City of Uberty Gas System Is currently working on a welding procedures 
manual. We will have it officially on fil~ by the end of this month (September). 

It was also recommended that Uberty Gas review Its point of delivery with Texas Eastern Transmission 
to verify the termination point of Its pipellne system. The Uberty Gas system operators are In the 
process of contacting Texas Eastern Transmission and setting up a meeting to verffy the termination 
point. This should be taken care of within thirty (30) days. 

Please feel free to contact me at (606) 787-9973 or llbertvbb@windstream.net. if you have any 
questions or concerns. 

Sincerely, 

8v/Jqp;&w 
Bridgett Blake 
City of Liberty 
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WHAT YOU DON'T 
SEE COULD HURT 

YOU 

Digging without a call to 
Kentucky Underground 

Protection~ or 8 L 1 could result in: 

• Accidents or Injuries 

• Legal Problems 

• Damage to the Environment 

• Interruption ofUtilities or 

Services 

• Job/Project Delays 

contractors 
others planning to 

Kentucky 

CITY OF 
LIBERTY 

A Guide to Safe Digging in 
Kentucky for Residents 
and Contractors 
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ARC RANDO 4 ASSOCIATES, LLC 
· is to confi.nn that 

Larry G. Cox 

of "Cox Meter Service11 

has the knowledge perform Operator Q..ualifi.cati.on task: 

M-~ "Inspect Pressure Lim.iting Stations & 
Devices" 
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. ,. . ·~·. ·.:·:.L.,•:. .,... ::: ···: .. :~::_.· ~~;-. 

·· · .. · · . · Septe~ber 6. 2Q16 r ,. • '. ·. · · 

.. ·. ·'~~~~t~';~!;~;I.:~ .. · •. ; ·:·.···-·; ~:··' •. '' :····· 7 t -; ::: :~. :·.· ' •..• ;.·· .. 
. .. .. ·C)ty''fUb·i:f:Y(3a•-·co"·p·'' ·-• ..... ,,,. •·:·· --'· .. ·.. . , ...... --.............. ·:·• 

.. ···• ·~~J::B· ... ti~~ .i-•'i,~- ::·;:,;: .. ::.A~·~;~:~;.::· •<.,,~.~:··· 
· · Re: ··perioc;llp ~ifs lnspecllqn ·· .'· · · . ' .. _::-:: 

. ~lty op:i~erty ~as Coi)lpany G~s $ystem • .. : · · : ' . ."_ :_. . ;-{ : ..: i\ . y ·. : · .. _. 
-·.:easeycQuijty,KY · ':·. :-; ... · ·:'·· .. : .·- • . ·.- .. 

. :-_:.~·~:-.::~~;'<:? \i:~ :::_ .. · . . ,.: _,. . .-~?· ~ .. :·:_<· ... _;·.. .. . .. . ... •,1 ·:... :-· .- • 

. :oearSteve SWeeny: .' t.: :·_: :'l ~ . ·) -. ·- .. - - · -~-' 

'': .· 

. _· __ -·:·=:~> -~":/··~.-- ... _ .... _ ... :. ··_.··/' .!. ,· ·.:::- ~ ·:·;." ·:;·. • := .... -· .. ·-,;~\~ .. ·. 
Public ,$ervlce Cornnifsslon sta_ff performed a periodic insp'ectlon of the City Qf Liberty . 
Gas Corrtpany gas ~yiiiEIJll on June 23,' 2016~ reYIEIWiiiQIJ!illty operations and_,,. . 
mari~geinent praCtices ~'ursuarit.~o -~otnmissiori regu_iaticins. "fh.~ repq~_«:J(th_ls · · · 
lnspect!o.n Is er.~close~ ~~ _fh!s letter. . ·. . ·: .. ·\ -. ', 

. .· :· ... · . . :· :: ,.;;r ,·· _· .. ~ ·. ·-:.. . .· .' .. ~- .. ::,.. ; . . 

Based on the in~pector's observations, the following deficiencies were .identifie9:· 
.·· _.,: . _.: ... : ·: ·. · .. _. .· ._, ·. ·.· .. ·: _. :·.:' .. '. _ _:-' _ ...... '· :.: :. :··._: 

(1).1~2.723(b)(1)-The City of Liberty has not ~nducted leakage surveys orr Its 
business .distript each year. Last records were 2009 from Heath Con!r!lctors. 

t : •••• • • •• • • ~ • •• • ·.·"' • • • •• •• • • r' 

(2) 192.723(b)(2).::, Ttle'City of Liberty has hot conducted l~kage surveys outside 
its buSineSs district. Last records were 2009 from Heath Contractors. The City 
of ·Liberty Operation and Maintenance Interval Is every 3 years; · . ~ .. 

· For the tWo deficiencies listed above, an explanation of why these deficiencies occurred 
and how these deficiencies will be remedied and prevented In the future needs to be 
provided. A letter addressing the organization's actions regarding the deficiencies 
needs to be subm]tted within 30 days from the date of this letter. 

: Seven deficiencies were n'oted on t_he previous Inspection on July 7, ~015. The two 
above deficiencies are continual deficiencies from the prior Inspection. 

K'enltlckyUnbrldledSpfoiLcom An rqual Oppar1111111V rtnployi!I'M/f/D 
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INSPECDON REPORT 

- INSPECTION INFORMATION 
!KYlP.S§fi.QS,peCiio;.{:S)~~ Stave Samples l{f3.~1!ortJNuml:ier:U:;.11E~I Uberty Gas 06232016 

~sp_ect19li1Qiti®Im 6/23/15 ILReP.o::ffiDate:~~,:">:": ~~-.r.a~ 6/27/16 

l~ectl~~ff 
Stndard Comprehensive a Integrity Management Openltor Quallnastlon 
xO Compliance Follow-up a Construction 

OPERATOR INFORMATION 

If~ 1u (~per:atc :tr:;) Oty of Uberty Gas system IWP,.j1D] ~o~:u 
lfifL~ 

~ 11472 
1"'"""'" ......... }'15~ 

Uberty, KY. 1\~) :.aa ~~ :il Munldpal 

Steven Brown (Mayor 
aty or Uberty 
518 Middleburg St. 
Uberty,KY.42539 

ll cocaoo, liOrif.'@ JI~'f.: 

Brldgef!!lake Oerk 60 :i-787·9973 ........ 1 .... ,.. .. , .. net 

- .Greo ~~ ... - , .. ~,,. 

fGa 

I o l No 

iNui l'!us llfl: rs .:::?.t-~.l'i~1 650 

Ml'i ~astErn IIOY· !S ~::;t-.5-----------------------i 
G~ lstiP.j ~ Texas Eastern Tra~ '~" ...... M 

·w.:.;; ~ r·~ ~~ rn~ '11:\:.':1 tSOpslg 100 pslq 

.-;~ ~: ?: ~ :~~:.!j ~then:·~ 27 so 

l !~acR~IOiia i:)J cm.ltiinrc:~.r:matlon:!.'I~~~~~~~r.n#.llliY':~~r~.t-7:~(:c.:5;·; ~~.¥1'--Y$~::- ~~~·~~;~;t.~t-'7!.~5'1"'-::'. ,.~.::1 

O~t:or advised and will meet wlttl Texas Eastem "'"" and determine exact point of ownership of pipe at the delivery 
point and Uberty Ga.s will maintain piping from that point on. 



• 
• 

., 

.. 

'l .•• , 

':. .. 

,,, .. j~ 

• I' ".-,·,:•,,,·, • 

···,·.· 

·' 

··"'· '. ... 
. ' ,. 

'•·-'-: !, :: 

· .. 

. ,. 
' 

·' ~- .. 
·:.··:.· 

. (. 

. , 

,. ~. 

' 

.. ·· 

··• 

.;•, .···""!· 

-··., ,, 
;.~ ;.~: ~; . ·-·;· 

''•, 

·\• :,.· 
. ; 

=: ·. ... 

1,; 

... 
. --~·. 

. •: . 

.•· .. 

; 

'. 

.. -. 

'· 

. ... 
• .. 

•. 

·. 

. '. 

.· 

Probable Findings 

.'· . ·.·· 
· .. 

.. 

.. 

.·.:' 
·:· 

· .. 

.,. 

. .. 

·r. • 

.., ·:-" · .. '··-· 
.:• 

. · . ~ ';, 

·, 

·... . ... 
. · ..... . ... 
:'· -::· ... . 
.--..:~ : . ~ . 

; ',• :. 1 -~~-;1 • • •I 

.·.··,···=:.) .. 
. . 
. .. '\. 

~ ' r 

=!.''!<" ··~:-£:'.' .. ~ 

· . .. -: . 

.· 

,. 

•. ··••• :'•J. .. •. }· ... 

. . -=~ 
(' 

: :.j •• •. 

. , . .. 
,• ·. 

:·,. .. :..;· ;::' -~-"-I' 
. ~ . ': .. .. 

. . . _.-, •.. ~ .. . .,_. 
·'. 

.· 
· . 

•'! 

'· 
,\ ··. 

•. 

:p·-

.' 

•· · . 

., 

.. 
·, 

" 
.:· .; . 

.· 



·• • 

.. 

• 

·.; 

·. 

. · . 

. . -
·.· 

City of Uberty shoUld perform tile leaka'g~ ~urveys ~ulred as '\OOR as pos~ibie. . 
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lf&. e/ $tberf!R 
P.O. Box 127 • Uberty, KY 42539 

September 13, 2016 

Bill Aitken 
l!tiiity Regulatory Safety Investigator 
Publlc'servlce conimlsslori· ·· 
211 Sower Blvd. 
P.O,'Box61S 
Frankfort, KY 40502.0615 

Re: . : Periodic Gaslnspectlqn 
· City of U6erty Gas System . . . ' . 
. .· ... 

oear.~r, Aitken: · 
.. , . 

,''; ·. 
.· 

.. 

. ' .. 

' 

. Hf:CEIVED 
· SEP 16 2D16. . ; . 

Pulillo Service 
, Commission 

.. .·.,.' : ~· . . ' .·· ' . . . ~- ' 

.•; 

. This Is In r!!Spilnse to a ·letter fro in your office dated Seple!Jiber6, 2016 regarding a· perlod[c lnspectfon 
·of the City of UbertY's gas sys~em. During that lnspeGtlori 'oit'Jilne 23, ·2016, tile in~pectcir.ob~eniet! the 
following deficl~ncles: · · · ~·. :,. ·:: • ... : / ' · " · . < · ,: · -.' . '· ~. · 

. : :· . . .· \~.-::'·:-.. ·~··:·;·;;./~·· ... :;·\·, ·~~ ~-- · ... ·. 
- · The City of Uberty has not conducted leakage surveys on Its buslnes5 district each year.l,a'st 

records were from 2009 frorirHeath.ciinsultaiits.< ... · .. :, ·.-: ·~,,,,;;·.· '. ··. '. ' · .. ·: c·.'· ·: · · · 
' . . • . •.• , l • . ' ' . " • ........ . . ·' • . •. •. J . ··' ( 

The City of Liberty has not conducted lea~age sunieys outside Its businesS district. 'last records 
• ' . . . . . '(-• .. ~ • .;· • . • '· .• • . .• ' ,_· . . . ! . 

·· were 2009 from He~th Consultants. Tl)e.:aw .~fl,.!berty Operation and Maintenance lnte!Val Is 
:. · ·eVery3yeiir~.· · · · ·, : ' , · .. ~~:.!,.~:,·:::~·.· .. ; ··::-. ·.;":.. ~· ... ' ~ · ~· ·:. ~:.L.... . 

The failure to complete the aliii~e'.meptioned.le~kage sur.veys were a~ ove~lghtcm the City of Ubertts 
part due to the death of our gas supervisor, Ronnie Wesley. Mr. Wesley's job duties lnduded scheduling 
these· sur.veys, and that duty had been overlooked ~fier his death. · 

. . . . ' 

On the d~te of the inspection. the Ci~ o.f Uberty had. preylously e.ntered Into ·an agreement with Heath 
Consultants to complete leakage surveys on Its business alstrict ·and outsfde Its business district Both of 
those l~akage surveys were pelformed by .Heath Cons~l~nts, from ~~iy-~9-:21; 2916. A &;aPY of the ~uivey 
is enclosed with this letter. · · · · · · · · ·· · .-: .. · ' .. · · · 

' ·. 
The city of Uberty now has a.calendar .. with aUg~s ~utieslisted tdr our.,el11jlioye~. ;,ve_will be dlllge~t In 

·the future with scheduling and performing all surveys and inspections noted in our Operations and 
Maintenance Plan: 

If you have ariy questions regarding this letter, pleas~ call inyself or Bridge~ Blake at 606-787-9973 or 
via email at llbertvbb@wlndst~eam.net. · · · · · 

Sincerely, 

~~ 
Steven Brown 
Mayor 
City of Uberty ~ 

Kt!1f!!~ Clly Hall 
(606) 787·9973 

UliliUes 
(606) 787.S691 

.. . .... 

Fax(606)71!7-7992 TOO~ 1-BOD-247-2510 

.• 



Leak Survey Report 

CITY OF LIBE T G S 

EP T E T 
LIBERTY, KY. 
Heath Consultants 

( ·~ .. . ·.· : . ',' .. · 

! l@~ft'fi~~NJs. . . . . . . . . . 



i, • · . -

t l26~~l~y-1NTS-
Heath Consulbants, Incorporated 

8-5-16 

Bridgett Blake 
City of liberty Oas Dept. 
P.O. Box 127 
Liberty, KY. 42539 

Ms. Blake, 

1645 Murfreesboro Rd. Suite E. 
Nashville, Tennessee 3 7217 

Office: 615.361 .8306 

Th.i! is your final report of the results obtained during tho recendy completed gas leakage 
control survey. 

The summary page followin& will give you further details concerning your survey. Should 
you have any questions or comments regarding the survey or this report, please contact us 
@615.361.8306. 

We appreciate this opportunity to be of service to you and look forward to serving you 
again in the near future. 

Sincerely, 

William Luttrell 
w.luttrell@heathus.com 
Director of Services, Southeast U.S. 
Heath Consultants Incorporated 



SUMMARY OF Gae Leak Survey 

LEAKAGE CONTROL SURVEY 

Liberty Gas Department 
Client 

Conducted by our Consullant(s) 

Uberty KY. 
cJtvana state 

40 
Dlatrtct or Division 

Nathan Miller 

Oat. St~ 7/1912018 Data Completed --~7/.;;;;2~1/2.;;;;0;;..1;.;;e;..__Total Day _....;;.3 __ 

3 

MUM ol Main Swveyed 27.11 

Numbw oll.ult lndlcabl:l 2 

Under Ground Classif~<:atron• 

GR· 1 I GR·2 I GR-3 
0 I 2 

Key MAp Symbola 
x tndlcata L.sU lndk:all.an 
/Ill Emat.d hM Affected 
t. Catch Suln 
• Tree 

D House & Building 

~.tea hi Main 

I 0 

_R~ aubellne «edge of ro.d 
Ul'i!c:ss d~~ as property h . 

Abova Ground Cla&SificaUon• 
GR·1 I GR·2 I GR-3 

0 I 0 I 0 
Luk lndlcalon Cfaullc:a11on' 
Gtlde 1- SchediSie tlr lmmacbl8 R«par 
Gnlcle 2· Sdledulelar Rlpl!t al!w Gtwle 1 

Indications.,. c:omptetecl. Redlec:lt 
man<Wory It leak eaMOt lltrt~U~Ired 
v.4ltlln sill rnonlhs « bettn fmsl. 

Gra4e 3- ~-11 WOitl adllcUIId p.-mtt If 
lndk:ailanl cannot be repaired 'tloilhln 
001 yar, lndJeallon INUd be 

cMcXed.. 

Special Casa 
Conlact HEATH CONSL'.TANTS INCORPORATED far llrth« tnrormaUon regarding any Special 
Cases auch as analysla. sample colledlng, lnvesllgaUon, YeriftcaUon, IUrvefY r.check, etc. 0\.r' 
Consultant will be available on 24-hour nollee to asallt you. 

' l ulllndlcatloft 111\C!M - lltJellee '" .. ciiiMI ollhe 111011 modilm ~ pUll CIIIIIPI*IItiN"' and~ 111 lilt 
CoNubii I !I~ e clewln:N Jhe oaca tatdiiDII ~ ~ ~ lnd l'qllp.tttlll 'IIO!IIIclul-'r~ urna.ln vltw ol 

ttn lmllaflan-~IJ lnllndtld u .n i!W in &diiiUrog IW!IIrs baMd "'IQQIItw Wanna:lan .....,._ !he c:-illrD )..d;nwl and 

&rod tl~ ~ J1 fie tn.l/lt l'tiiOIIIIIIIWI*M. 'hti&Dfe laelln br,wld-ecnr:al tut .._ .._ Clalllc8lloft J1 tnt lkne.l.laln and 

s.aMc!e IMlW hdk:riiiU M1 d&ul.l ed ~Or = ' slot ~...._.lab .. II tUid ,.r. til IN~ U U tppi.u 

10 .......... INkling. ln6idulllllu:lcllng lii.U .... nat dau.IIM. 
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Leakage Control Report 

Field Survey 

9030 Monroe Rd 

Houston. TX noa1 

Address 49 Scanlon Or 

0~~~-L~Ib~e~rty~---------------
L..-k Survey Area 

Stata ...,KY....._ __ 
IFicJd CM. NtUnbct 201&-001 
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Of«) Ill Blltdk>O I'{;Mn Rode 
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Ramarlts: 50'!. gas detected In gravel tot 8ft from EOP. Leak appeans to be at tap lea. 
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leakage Control Report 
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! )', II E:\;1'1 ... 
·fcONSU LTANTS 
r. . . . ' ' . ~ . 

Lf.AICDATA 

DITICRDrt 
OMO In aDidlnll fo!l!\.._ lfDdl 
D9Ul ~ H-Ilda 5onlca O'das 
~DOon In Min Male Srofcl~T• a-t 
Cambust'tl'e Meter II\ Sail ....... ........ 
Odor 11\Nr Hm!JSct .s.d 
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APPENDIXF 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 2016·00391 DATED DEC 0 1 2016 
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,. 

: .•. 

Steven r.. Beshear 
Gavei'nCr ·. 

l~n~rd_l(. Peters 
· Secrel'!ry . . 

. Energy,an<f Environment Cabinet 

March 27,_.2912 

· steve Sweeney 
M,ayo~ . ·. 

· .. 

· Commorw./eallli oi Kenfueky 
· Public Service Commission 

• - · '• · 211 Sower Blvd • 
P.O. Box 51.5 

Frankfort, Kenlucky 40502-!1615 
- Telephone: (502) 554-394o 

. Fax: (502) 564-3480 . 
·. psc.ky.gov 

City 9f Liberty ·. 

' .. 

. ... 

·. 
·-· 

. ' 
'· 

, . . ' -~ 

.. 
· qavld L ~strong 

. .. · '· Chalrman . ', ·-,.: 
·. JamesW. Gardner 

· . VIce _C,hlll"'!an. 

;' . ') ' 

.· 
. .' 

.... ., 

.. 
518 11,1ldpleburg Street · · .' . 

·Uberty, KY42539 ,. .·; -::-····~. ·.:. -. . ... 
... ~\:'~ ··. ;'-:'"<';' _:'·. :.\· .... : . . • ~ ... ·. ·,. '· · .. ': . . . . . -· 
PE.RIO~IC ~_J;_GUJ..ATO~Y;CO(\'l~,~lf.oNC!= !NS~EcjiON ·:_: , - . . . . _ "· -.: 

~-· ~ ! • • - •• .., • ·. • • ' .. • • • • • '· • • • • ! • • • 

· q~ ;~~;(?~, 12;':2Q1?. J~~IGrugi~ :c;on~ucted a periodic _re~,ula~ory c~;npliana,;i.ip~pe~lp~_ pf the. 
- "r'i!it~r:ill g;;~s f~cllili~s of t~il:C!!Y of Libe':tY Gas··qompany sei:vii)Q.~P~roxir'flately 547 cu~ici.rnei's In · 

~¥tor.~ .. cppy,pf..:ll:!e-iFJsflE!I;!iert-reporHs-attaclieid fcjr '}lbpr review. ·No deficiencies · 
were, docu.mehtea during"this inspeCtion. The previous irispectiqn was· conducted pn M!!Y 27, 
~~09. t:Jine, d~ficie(lci~s w~te doclJmef!led during that insp~c:fio~ "!nd ~1.1 v.;ete .~rr~ct!jld ·in a 
t1mely,·-manner. •.'-- ·.v·., : ... : ·.. · , .i . · • .. . · · , .. ,. . :'. ':' . ; . : ' . . ..' ~ \ : .· . ; ·. . . . ·:.-·· ' .. · . . 

if you .P!!Ye any queislions or _nee~ 13dditional lnform~tion, you· a_r:e Vfelcome to contact me at , 
(502) 564-3940. . w~ ·appreci'!le 'your continued interest in tl'!e. safe:· operation of your gas 
facUitles. . . . ·.•- · · · .. ' 

.. 
. " ·' .· 

. . ' . . . 
R. BRANGERS, P.E., MANAGER, GAS BRANCH, DIVISION OF ENGINEERING 

• w .... '. • ., • : • ... ...,.., •• ., 

Attachment: City of_Liberty ~a_s Company 031212 _Inspection Report 

C. Ronnie Wesley 

... ... , 

KentuckyUnbrldledSpiritccm An equal Opportunily Einployer MIF/D 

:· 

. ;•. 

' ... 
'' ';-~-

. ' 

. •. 

.'· 



. , . . · .. 
C~MMd~WEAL T~ OF·.:k~~~~~kv 

. ·-·. ..\:'···· · .. . : l-..•.. i .. :···j· ·:.::·-..... ~ ·:.:· ,'\; .':·.·· 

·. · PUBLIC SE;RVfCE COMMISSION . 
. . - . '.. . . ·: ~ ~-";. . . . . .· :'· . 

• • r '.-:.• .:.r.;~! '{• ~ •!: ~·: ,:_ . ·~ 

'UTILITY' INSPECTION REPORT 
·· ... . .: : .. : ·. Repait·o~i~; '3/27i;o12·'_·· .: · , ·.·. · 

,..-: ·. · • · ··.·: :Rep.ort Nu~~~r: .. :cii; ~f Li~~riy G~s company 031~·12 

.·,· ': •"·1· .• 

f • • •• 

.. .:· 
. ·. .: ·~ 

. ' . ' .. 
• :.r· 

·. ,_ 
... ' . ' 

. · .. •·. 

. ' 
' 

:: •• _.t 
•' ' : . -. 

·.·:··· • • •· ,. • ••••• lt. • 

' ., '' • · .•. - •'.!' .:.<'·l)lo r '•.-=.. ..' .. ~·-. • '_:; 

·- .. J, :',: ;· .. · .. ...-. · BRI~,~ . ·; . :·: .. :. > 
. ' Joel Grugln 

. '' 
3/1212012 · .. :, . 

. ' : -f' .. •. ·. '· . 
. '·· 

. ,.. . 

Inspector: 
. . I . 

_111s~e~ti~J"!. J?.i!~~: 

.· ... 
: 

·-.. 

. !Yile_. !lH~=?Pe,cti.ol,l: . · .•. ~!i!r.\o~i~ R,e~u)af<?ry .Com~liance, Jnsp_ection ,. ' 

' . · .. :' ... - . . .· . ' . . . . . . . . . . 
• ' • '; ·: •• • 0 

1 1·~ , • •, o ,, • • :· 1 • ' ' • ·' ' ' • • 

T~~~-~~~~~~i!i.~: ·' :·. ,..~uni~J~~I.,_.,,·:';·>.' ·:'.:,· ,:·- .. : .. .-:_: ·,. · . ./ 
Name ofUtiQtY; .. ·; .. : ·'City!JfLiberfyGas-~rn~ny· .: '· 
' .· •!:_;;:--~~:~~-··:.,;'. ·i~~·-·. ::·.~ ~ · .. :~:-(~~3---i··,, .'· ..... ..... ! ... • .. : .... ! - .• ::-· .-·· 

·l,.~~:at!P-!1 of facilitY:,.'·. _'Ub~rty.KY · .: .. ;· .... ;:<. : .. · _·.,.·. > . · .. · ... . 
_; -~·; .. :-· ••• .- ... ·.r .• :· , .. _ .··-.. ::;'.· :·-. ·.::. :: ·:·. _:'•. -· :., . . • •• ........ . 

.... 
· .. '-· 

... -

.. 
' 

.. P~r~ose· of lnspe~tion:. · Per.o.c!lcth:isp!lc~~~ of a ':'luni~!P?I operator'~ ~~ili_ties a_nd n:iiiria~em~nt. 
_. : _y- . . , .. , · ·.: :·: .- · ;, . · pf!ictic,e~ !o Y!i!,tify_col)1phanpewith f~dflral plpehne.satety regulaHc:ml!. · 

..•. :--~_:·1_· .. ~ .·, ..... :;. :, -~ .... , .• ~#: :·:_: .. ;·----- :::;· __ . __ ";· ·.:,_; .~ .. ~.: .. '~-~-. ·.: ...... :;;~·-··-. . ... · :· ·-- ... ~':· .. _ ··.·' ... . 
Applicable !'iegu!a.~i.ons ·1~ CFR Part :191; _1~?. a9q .. 1ee. · ... ·,. ,: ... · ... 

. ... . .. . ·.·. · ... 
,·.,,> · ... -!·.: '-'.·), .. ·:·:·JNS.PECTION ..•. _ .. _ ...... -::·.·.-! . : .. ~---.;,-: .. ·t·:. \. '{·:·-~.·. ·-.' .. ···.:·, .. " . • : ··.; :·. '· .. :-.·· ...... ···: . .. i . . 

.D~scrJptlon 6f.l!tii.itY: · ·Mul)iclpal opeia.tor ~e!VJIJ9 the City of Liberty and surrounding'area. 
·,":~ I ',"!••) ', • • • ' • '• :, • ' • ', • • • • • · • ." • • • ~ •• ,. ,'• • / . 

Number of Customers: · 547, . ·. :·' ·· · .... ·. . · '·-.>.. · ·· 

A~ea olcir:i~..i~'ari: . . . Liberty and some' iii~, ~~un~ in.C~sey C~unty aiong the HP feeder 
.· '.:: · 1 , ·. ' ': ... · . · line trpm '(exas ·Eastern's delivery point. . . . . . . . ~ . . . . . . .-· 

.· s·upply S~urce; · ·:'··Texas Easte~ ;_,,,, · • ..... ,_ .• 

Distribution De'sciiptJon: S!~el and plas~9 9i~trib~on gas sys!ern operating at 240 PSIG to.20 
. .. . " P.SJG . . ' .. ·· 

• ... ' • ' ·• :;.' ' • • 'o : ' • ,," • • I •' • 

Workfdrce's'ummary: 6 Operator 9~aRfied employees 

Utility.' Reps ijJ lnsp;. Ronnie Wesley 

Qate of L!is~ fnspection: 512712009 

DTR irc;rn Ltist lrisp: . · e 

DTRs not Cleared: ·. o 

'. 

Summary of Items and facilities Inspected: 
The Operating and Maintenan~. Emergency, Damage. Pra.;..nuon, Operator Qualification, Public Awareness, 
DIMP and Drug and Alcohol Plans were reviewed during the office visit Also inspected were records pertaining to 
leakage surveys and repairs, varve Jnspel:llo~s, palrolling, coiToslcin control, regulator Inspections, and odorant 
verification tests. The field portion of the Inspection consisted of Inspecting regulator settings, pipeUne markers, 
mainline valve locations, meter Installations, and the point of delivery at Texas Eastern facinty. 
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·. . ..... . .. · : .. -.. : ·.: · .... _ .. ·_,.. ·,.._ · .. · .···: :·:· ... -:.: .. .-=·- . :._:~--~ . ... ·.-s,_~- :·_:··- .. · .. '· .. · 
' ·sTANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERA TOR.. ·. ' ·, . ·.· . . . ' - . . . '. .. . . . ~.. ; ... 

. • ' • ; -·. • . . . . • • . . . • • . t.· ~· • : . 

J
~~:~~~~l-~S~ta=· ind~~ar·ird~~l:nspectlon Report is to be submitted to·tJie'.Direi;t~r within 60.da;Ys from·~mpletion of the inspection. A po~t 

. . (PIM) is to be eompl~ed and sulimittec!t<i !)le Director within 30 days_from'th.e.~onipJetion of the inspection, . 
and js to be filed as_part of !he stanclaf![[nspectlon Report.' · : .. • . . ·· . · - ' .. : .· ... - . . ·'" . . . . . . . .. ... 

.... 

. . :~· . .. . ,• . 
:-. 

·~· ··. .... . . _ ... : .. 

. ... · .. 

.... , ·. 
' ;: 

' ...... ~-: . 

'• ·; ·: 

·:-· .... ... · ·.· 

' ' 

Findings: 

.·· 
' " '· 

·. 
•! : 

··. 

Page I of26 
n.l staJubrd lnspecf!an Repor1 afi Gas DiStn"bution Operator (Rev OS.'C6/I llflraui~J Arndt. 192.116) 
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.. , ~- ... . ..... ~--.· .. ·.·.·-·· .. ···l':·: ,.-~:;' ~· :· ._ ... -;·· 

.. STANDARD.iNSP:EcfioN REPORT oil A GAS nis1'RIB1rrlo'N OPERAT(ni: · · 
. . .. : . :-'· . :·. . . . . . '--~--- . ' . :,:> ::;.-'!;·-- • .•. •·· :_._:' ._ .. _· _:.:_--_;·::-' .. ; ___ ..... _:~ .•.• ··_,_:.-

; •, • :- I •' ~ ;. '-• 

. .. :. . - . ._ •· :·;i . :· ... ·, 
.... ; • No;"' '-I. ··: ._· ' .. · .. ' . 

·: ·. ,, 

a: . 
~::';_ .< '.':: ·: . ·\:. 

• •• . • ·'·' • . . • ... -:. i . 

. \~';: .t . ; __ : ' ._ .... , :" •. ' ~' >\ :,· ':~-}:·:· . . ' . . ... : _: . ' : 

. : "' I 
. : .. " 

~-. 

· ... _:: .-.... .. : ·.· 

,,, . -~ 
. ... 
~-;,' -: .. . .... 

..";: '· .. / . 

' 

. liD No'.: • ... , .. ·co.· · · .. ·.. f4tv,,··;,. , ; .. 
-~No.: .· ... · 

:·No.: ·. · . . · · · 
:noueNo.: · · : · : , • · : ·, . 1 .' • · ·· 

'-' · 1. ,. f,nf<e '7'in.~ "'7'/"ll. ·. 

.• ....... 

. 
r Phoiie No.: •n I · ·. · .' ... 'l'hCllle_No.: · ~···: _. _ · · .. 

· Title .•. .·' · .. · ·. ..,: ,, .... ·. 
R.i.il':e·fJ.. o.1 ' · 1 .. ' •·st. r'tn/- r:·t •. --s.•c.··· "tiJi!fd·:J<fS-.f~;J.'7 

.'·: '·' • ' ,. • I . '•,' ·.• . ' , • . . ·, ~ • .-: . ' "'. • • .• . '" 

·, .. ··. .. ··'··; ' . . .... ·'. ' ' '!: :; ··•.'·. . :: ; .. 
1·.·:•::,- :·····''-'•' .. ::··: .. , ·,. ·: . :: .. ·. ·, .. : .' .· _ ..... ' ...... ' .. · .... ··.,, .; ··.• 

' . ' .. ,· ·-: . ., . · .. ;. ': .· ....... ·· ..... ,,,· ._,,, ; ·:' ',.-:., .:.•, ; ' ·' . , .. 
. .. ._··. < ' .,_ '· ... '· .' ' .. , .•--: :' .. · ."·:·: .. ;· . . ··... ·.. .:· . 

' :: . ':: _. .. ,._ .:. '.. .,. ' . ··.;: ..... ·; .. · .. ·. .: . ' ' .. , " 
. .. . . : '· .. •· .• ·:· ' .. _,_ ·.,. . · ...... ··: ·: : · .• ·-· . ,. ,. . .. : ·-- ·-<,;·,, .,: .. ' . ; .. . . .• ·. · ... 
~ '· ., •• • •.• ,,_ '·". .. :-... ,· ,·;•, ••. ··.. . •' 'i; . . •' .· __ ,. ,. .. ' 

:'. . ·' · .' "'I. I uate(SJ .. .-I ; · · . ··, . ·. 
· iaity: ~Region .files}: I ' . · .. _, .. , · ·.... ·' · · · .. · _.,_. · ·. · ,.· · · ' ·. · .. .. · · · · 
'. . .. ·. . '•.,.; .,, .. ,..·. . ,. ·. ·,· : .. 

' ,. ..·. 
J' .• ' . 

. , . 
. . ; .. .. ' 

~-

'' 
. 

' ' 
. v• ··~u of UniU~spe.:ted: ,., . 

••• 1 

.•, 

·' 

:· 

,·. 

.. · .'. 

,• 
·" 

·.' i!·: 
·, :;:: .. ' 
: . .. ., 

' : ' .. 

, .. 

~or gas transmission and distribution pipeline Inspections, the attached evaluation form should be n•ed'in conjunction witb 
19CFR Parts 191 and 192. . . 

&anon not requi;ed if included on page I, 

Page2 of26 
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' • • •• ,, • ". I. ·" ., ' ' •,' ~ .•. ' ' • ::;!· ' .: ·. 

: s±.I\NnARh·rnsPEc~ioN·rmPoRT.dFA. o~ tii~rtRisuitoN or~RAro:R · . · 
Unlcb otbenoise nol~d; all code ~rerenc10.•"' tu 4)!Cf.1'! .Part 1~:!. S-Satlsfaclory -. l'.,. tlnmlhfait~oj' 1'0/A.:. il'ot AP.pUcable N/C ~Not Checked 
. · ·; , !Can ite~ 1~.1/i~.fked U, N/A,.or _N/C, an e~'planatlnn musi be lnoidded in Ibis report. · · -:· . ·~. 

I( ' , 

. .. ; ... :::_: :~· . . .. 

;6os(b)(4) P!(>ccdisr.S for gaiheiing data for lneidentn:porting • ::· · ,,· :, · · ..... · ' • 
' 

.· 

. L --:I. .s. u .... · 

191.5 · ·, .J!"med{ate_..':·Notiee. ·or :certain. ineilfePts to NRC:. (800). 4Z4-880Z, · 'o.r ·elec!ionieaiiY, •I 
hi(QY,\\"1\·\\:.iire.usCi.inil/nr~hn·.hjnji. (19 1.3 -.A .reltaSe Oj gasJ,O,;,. Q pipeline, tllat;~ults br a .c(iaf/1 ortierSonal '1-..,.,!b-+=h+,....,; 

.. . . inlziru tii?Cessitatfni i · · ' h · izjtOli•atia~a/JJ4pi!OpeFiy-damagHJ~8 in mm e, Jm;fudbig loil j{Jllie. . · j -~- ··· · " 
. ... .· . ' bpiii'dtor'ilnd al}fef!.;orlii/ii~ 'b,~·(f#C(iidbigco.ii ~~ i'as los/,' uninlentio~al estlmaie/J giu /osi oft/vee mifilo'! ,~,,~ic •' . . . 

"! _/eet or mare, or an.eVent that is slg11lficantln th~judt?menl O!t/le f!!!!!ralor.) · ' · · . ,; ' · : 
19_1.7 .. • ~~P!'rts (e.~cept Sll,C!l-·and of!Shore pipelioe.con4itio~ ~orts) must,bC submitted ~leetronically '9 

·. : . ·. PHMSA lit httos:.7opS\,:ch.phm5;\ dm !!ll\..-unless 'an alternative, ri:ppning ri1cthod is authorized lAW \\ith JiariLgrapb ·.:; 
·• · (d) of this Section. '•· •·· · · ·· ·: '" .. ~:., . .. · : ·· · · · " ~ 

605(a) 

.. 

505(d) 

:ommenb: 

J.(c) 

• 

1_91.15(a) :·30-da>: ·.fol)ow:ui> :'\\rltten report (Form 7100-2) Su~millal -:"nnJSt,,be elecrron{c:aliy to ....... ·· 
h"ttn~l/ninclinennlin~rCnnrtim!.nhinslLdnt QO\o" • · ' ' ·:. • :: .. • 7 

'19i."IS(e) Supplemen!a( report (to jo-<Iay follow-up). .. • . . ., ./ 
. 191.17 -Complcte.and submit DOT Form'PHMSA F 71011-2.1 by Maich IS ofeaeh calendar·year Cor the .~ 

pre~dlngyear. (NOTE::J11ne 1:S:zo1 i (mavd.anileioAIIgus/15/ forlil•yeor2010). ·.' . : :. : · .... ; •· 
191-22 Eaeh.9perator m~t"qbf!Unan .OPID: \"ll!idate its OP!Ds. and,potil)' ,PHMSA _of certain eyents .. at _ 
hnns:l/on•"'ob.nhmsa.dot.•o.; '_' ·• ·. · · · · ' · · · · · ' · · · · -
191.23 Reportings_afety-relatedccmdition (SRCR) • · .,.. 

191.25. Filing the SRCR within s da}~.of d.etermination. but notlater than 10 day~ after discoV.cy.. / 

I 91.21 Offshore pipeline condition reports- filed within 60 days after the lnspeeiions ' ' , I"' 

. Instructions to cno!Jie operation lli1d maintenance pe!Sonnelto iecognize potential Safety Related Condidons 

• > 

49CFRPART 192 

CUSTOMER AND EFV INSTALLATION NOTIFICATION PROCEDURES s 
.16 Procedures for notifYing new customers. \\ithin 90 days. of their responsibilitY fbr those selcetions of 

"" service lines not maintained by the operator. 
.381 IfEFVs are installed, they must meet the perfbrmanee requirements of§ 192~81 ./ 

.383 · ICthe operator has a voluntary installation program Cor excess flow valves, the program / 
must meei the requirements outlined in§ 192.383 . 

.383 If the operator does not have a voluntary program for EFV installations. customers must be notified in / 

accordance with §192J83. 
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·sTANDARD msP~c'iwN" ffitpo:RT' o:;.;.. G~s nisi'RIBtft~oN.oPERAToR 
[fnfw othend!e noted, all tOd'e rd'crences ate to 49Cm Part 192. S-SatisrSctory t'- Unsatlsfadory · NJA- Nor Applicable N/C- Not Ch~ked 

. ' . "'. 

. -.. 

SIJ 

.613(a) 

.613(b) 

:amments: 

'SCaJ •• .614(c) 

If an item is marked U, N/A, or N/C, an explanation must be inchided In this report. . , . ' ..• 
. . . . •,. ' . . : .. '.·. ., .. ':.. , . 

. · . . ":;' . 

··-:: 
:- ... ', 

. '). .... : .. 
\ ~~·;· -: ·.:-

·, 
... ··.;,· 

·., 

s u 

,•· :· .. 

CONTINUiNG SURVEILLANCE PROCEDURES s u jNtAINtc 
Procedures for surveillence end required actions relating to chenge in class location. fail!""• (including 
cast iron circumferential cracking). leakage history, corrosion. sUbstantial changes in CP requirements, r/ 
and unusual operating: and maintenance conditions 

· (NTSBB.8J 
Procedures requiring MAOP to be reduced. or other actions to· be .taken. if a segment ofpipc1ine is in ../ 
uri:mtisfactorv condition 

DAMAGE PREVENTION PROGRAM PROCEDURES 
Participation in a qualified one-call progmm. or if available. a company program !bat complies 
with the followin•: · • 
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.. ,_ -. ·srAN»A1m msil:EcrioN·RE~-h~:r-ci~Ac'A~·riis;~ui~~ oP~~~~;: .: .. 
' . . '. . . ·- :• .. ~ .. \ ' ... ·- . . . . . . . .. .. .• ... , . . 

l'nleulll~ernlsenoted, all,<ildoroforonmaro lo49CFR I'Or1192. ~-Sadsll!dory .'l',.-l'nsallsf'aelllly · · l'i/A.-l\'oi'AppUtablo .'· NIC-llio!Cheol<ed 
;,.'·'· " .. · • . 'Iran is niarked U, NIA, or N!C, an explanation must he fncludod In tbis report' · . • · · .... 
' . • . • ' . '·'. . .. ··••• ':-= .. '. . . • • .• ·, . • .... . • ;._, 

.• .. 
:·· 

' 
. . . . ' . -=~ . .. --"~. . • . . •. ·....... ' .. ' . ,, . . . ·- ' : .. - ·.··;-__ ~ ·-.:· '•,'. .. . ' ::.,-~- :-.''' . ' ·.: 

:. . : .. , . :. : :. ; :: · ..... ;::,:~·::\~': /.i· 
~ ! -~ 

... . · .. 

. ·.'·. 
f . _,. 
•• • :f"- ;• __ ·, 

-:-

. •.• .... -: :-.... 
~, • ·: ... ·- .' t ·: • 

-··· ':;'' ''l ·,· 
., . ' 

:· ,j . •, 

~ ·;· 

·.' - ·' -:· ... . ·. : .. 
~--·:. 

. . . . -~~ ;. 

;: 
. ·.·. 

I.·. 

.. , ,, '.•. 

"· ... 
. ' · .. 
·-

~~·b~: --------~~----------------------~~ 
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.. .... . ~· " . 

STANDAliD :i:t~S,PECTION REPORT OF A GAS DISTR$lJTION OPERATOR ; . 
t:nli!!s othl!n'I'I.Je note~, all code rereRa~:e~ are to 49CFR Part l!JL S- Satisfactory tt - l"nsatlsrar:tory N'/.A ~Not Applicable r\JC-Nor aic~:ked 

Iran i!•m Is marked U, N/A, or·N/C, an explanation must beln<luded in thlHeport. · · . - ., 

.·· .. 

imen~: . ' ' 
' -
' 

... ' -.. 
' .·.· 

'. ' ' -·. ' .. 
' ' 

.. .. ·- .. 
.. . .... 

PUBLIC AWARI';NES,S PROGR~M PROCEDUR~S, 
' s u N/A N/C . •(Also lo accordanoc:wlrb API RP 1161) ' 
.. 

• 605(a) .616 . Public Awareness Progmin ;llso in a~itlanc~ .1•ith API RP 1162 (Amdt.192-99 pub. 5/19/05 elf. 
06/20/05 and Arndt 192-not numbered pub 12/13/07 elf. 12/13/07). 

• 6I6Cdr The opemtoJ's ~rogr.IDJ must~ccifl~ly in.clude provisions to educate the public. appropriate . · . .. 
g0i'ei111ii~~:rit'6~iz8iiciris, lind PerSons engaged in. excaVation n:latcc:factivfties on: 

Use of' a one-Calf riotificalian·S)'StC!-m prior lo excavation and otherdarhaga prevention activiii~s; 
,. 

(I) v . . .. •' . .. . . .· .. . . ' • ... 
Po~ible h~s ~so~)at«! i,·i\h.uilintended ~lea!!es from a gi!S pipe_li~efaeillty: ; 

.. .... ,; ~) .. . •'' . . . . 

i3i Pli~*'!l indl~~i~n~ ofilppssible ~l~iil;,e; .. ' ' •. ;/ 
' .. -· ., 

!':./'· ':···. ' 
(4i Steps io be ·liik~··ror publ!• iafety jn the 'eveni ora gas pipeline release: and ~-

- Pro~~ii~}o,i,:p6~ j;ll~~ an eve~((to tho oper.itor)'. .•. ' 
.• 

/ ; 
•:~ 

.. 
' (5) •.' 

'. 

•. .6!«i(e). The oper;1tor's jmigr,unmust inclu<(llactivities to advise afl'ected-;;,-unici,;Hti..< •i:ha ·' 
.• · · ~, · n ·~PI cmc acalt.Yiocations: ···.-': ~·· ·:·~~··-:.~:-' ··· 

..... v .. .. .. .. . ·;:..·· . ,._, . . 
.• 6l«i(IJ. Tlio opemtor'sprogrnm and \he. media used must be comprehensive c:nough to 'reach all areas in which ' ,/ .. the.opcmtortran'spo_rtSgas. ' : · · · •·. . · . : · • · . · -
.6l6(g) The pril&n!ID mull ~· conducted in English and WI)' qther_l..,guogcs commonly_ undeistood by a 

significant nlimbe~ of the population in the operato~s area? ·· · · · · .· I.,.... 
.61«i(b)_. lAW API RP I I 62, the operator's program should be reviewed for effi:cti,-.ncss within four years of • the' dale: t~u: Oin:'Mtp_r.·S Program waS first completed. For operators fn eXisrCnce ori June 20.-2005. who [v must JU\ve cdmplct.,.j their Writllln progniiris no later than June 20, 2006, the first evaluation is ~ue no 

later than Juno 20, 2010. . 
.616UJ Operator.; of a master meter or petroleum gas system (unloss the operator transports gas as a primary 

,. 
activity) must deve]~plimplem~nt, a "ritten proced~re to provide i~ eust~meci public awarenesS · -
messages twice annually thatlncludes: . . . . . . 

(I) A description ofthe purpose and reliabilit~ ofthe pipeline: v· (2) An overview or the h!llllrdS of the pipeline ahd prevention measun:s used: 1...-
· (3) lntbrmation about danuige prevention: 

(4) How to ·recogriize Wid respond to a leak;· and 
(5),How to get ad,ditio_nal infonnation. 

(See this subpart fur requirel)lentS ror master meter or petroleum gas system opemtoiS not located on 
lnron.;-.;;_: controlled bv the oocmtor.) . . . · 

Comments: 

.617 . FAILURE INVESTIGATION PROCEDURES s u [NJA [N1c 
.617 Analyzing accidents and lililun:s including laboratory analysis where appropriate to detennine cause ._.).-

and orevention ofrectJm'"ce 

Comments: 
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, ... , . 
> . .• ' ' ' '.' ; .- ~' ·: . ~:. ·-..-·~·· ·:./' :-:.. . . . .. :: ~. ·. ~.a'. ~ ·. . 

. . STANDARD iNSPECTION REPbRT OF A GAS DJSTRmUTION OPERATOR ;·.,. 
t'nlw ochen>lse noliod, all code refem~ces anlio 49CFR Part J9:Z. · :s -SaH.iadory · l' -li.Uot!lrottorj- NJA ..:·~oi Appll<ilble · l'I1C- ~ot Cbet~od 

. · · .If on item ls' d.arked U, N/A, or NIC, an explanation Jllust be_.lnduded In this report. , 
... ..: - .· _. ,• ,.;~-:~-t(:··- ... ,-:. . . -. 

,. 
;· .·,, 

•,· .. 
. ;'·· . :- ... · .. 

Comments: 

. ·-· 

'·.:,:•, I 'f·. ~ ~ . .. 

. , .. 

.. 

···. 

· ... 

Januar)' ~. 200?.witb -~ ~ominql pipe si~ (IPS or 
(i.c.'lhicl<Cr. pipe wall). PAoU doslgn critoria in 

. .: 

·: -.:.· 

1 
13(c) PRESSURE TEST PROCEQURES . ·s u fN/A jN/C 

.503 Prcssurotesting ' I/ .. 

:omments: 

I. 
OS(a) 
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. ~· ' . .. 
~ ... . ·• 

STANDARDJNSP~{;TION RE~ORT OF A'GAS DISTRIBuTION OPERATOR 
llnlw olhemlse nottd, all cede r<rerenw DR io·49CFR Par1_19l. S-Salbraetory l'-l'nJOd!fatlory ·: NIA-Nol Appll<t~ble NIC-l\'ot Ched<..r 

lfanllem Is mark'~! U, N/A, or NIC, an explanation must be Included In t!lis report. .. , 

' .,. . 
•.:•' '!1 .. ~ .. ~.~~~~!:~ .. ·. ~~~ " 

.• 605(a) . "TAPpiNG. PIPELINES U_ND~R PRESSURE PROCEDURES .. s u NIA N/C 
• 627 Hot taps must be'mnde by a qualified CR!W .. 

-

NDT leSting.ls ~ggesled prior to "!!'Pi.ng the pipe. Refmnce API RP 2zo I for B':"t Practices. ./ 
•. 

' . . .. 
'• 

·•' .. :; . •'· . ' .. 
'' .• '· ,, . ~· . ,· ... · ~ : . •. '· : •= . 

':' 
.. ,. 

,., ... · •' 

• 605(a). :·:·: .. · .:: 'pJP.EL,_NE P.UR(_lti'{G PROCEDURES .. S I U INI~IN/C . 
. 629 PuiJllng ofpipelinl's in its! be done to preve~t _entiapmenl of an explosiVl' mixiUro in lhe pipeline 

· ·Cai · Lines containing ;iir muS! be prope(iy purg<d. · -~ •.' J / 
·~,.:·.'(b) Lides ·cont&irilrig gas ll)ust be properly purxed ': ·. / 

~ '.•.: . . \"•''" ·.; ..... ·. , .. ' ... ·~ 

;COmmenD:: ,,1 • 1 •••• ~ : ·.. . . . . ' . . 

... 

M 
.. . 

.60S(a) .6JI(a) 

. 6JI(b) 

.6JI(c) 

.6JI(d) 

• 

.. r. 

. '· '.: . 
,I ~~ .. ' 

. ;3: .. 
. '. 

. ' 
.... 

... . ... 
' ' • 

CONTROL ROOM MANAGEMENT PROCEQU.RES 
.. .. 

· , CAoolies to Ocerutor wilh mater than 250.000 scrviees) . 

605(b)( 12) Each op~iator must hove and ron~(,: J•-r\neri control room management procedURS. · 
NOTE: All opera19r Uzust develop the procedures no later than Altgusl /, 201/ and Impleinenl !he 

ptD;CedureS ira la/er liz~ Feh~a, f, ZOI 3. : · ~. · ~ · · 

The operato~s program must define .l!t• roles and n:sponsibUitics of B con!to_ller during nonnal, ·~normal . 
and emeQlenc)' condilions inclu~irig a definition or. • '. .. · • · 

(I) · Conlniller's aulho~ty ,aitd. responsibility. : 

(2) c;o~troller's role when an abnormal operating condition ls detected .. 

(3} Controller's role during an emergency 

(4) A method of recording sbifl change nesponsibilitios betw~n controll""'-

The operator's program must prorlde its controlleJS \\ith the information, Jools, pro~ and procedures 
necessary to perform each ofthc follo\\ing: · 
(I) Implement sections 1,4. 8,9,11.2, and 11.3 of API RP 1165 wheneveraSCADA System is added. 
""panded or ~placed. · · 
(2) ·conduct point-Jo·pcint verification between SCADA displa,ys and related equipment when changes 
that affect piJJelinc safet)' are made. 

(l! Test and veri!}' any internal communications plan- at least once a year NTE I 5 months. 

(4) Test any backup SCADA S)'S!em at least once each year but NTE 15 months. 

(S) Establish and implement procedures for when a different conlroller assumes responsibility. 

Each operator must implement and follow methods to reduce lhe risk associated \\ith conlroller filligue, 
including: · 
(I) Establisbing shift lengths and schedule rotations !hot provide time sufficient to achieve eight hours of 
contiguous sleep. 

(2) Educating controllers and supervisors in fatigue m~igalion stralegies. 
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,. . .... }' ·· .• ---~-·~--.. • ·-.:·:"'·~: ·. . ... -

. ·. :.;· 's1'AiwAR1J~~Pi~tloi'i~PoRT;·oFA~i\snis~Rniu;;~~-dPERAT<)~·;,.··. 
rr.,Jw clhenfis~ n.otlld, an code references are Cf:J 49CFR Part J9z.· .s.:satisfactOr)· (!::- Unsadsf'adol')' ri/A -l'iot4\pplicable NIC- N'ptChecked . 

' , .. ., .lr.ar\J!"m ·Is marked U, N/A, or N/C, pn niust b_el~~luded i.n Uris report: 
r.··· 7":'"'"'"~~"7"7{·~· t:m'· .·· . ...... ·, ' ·. \ · .. 

: -~/ .. __ ... 

Comments; 

.: 

60S{ a) 

simUlator or 

on 

MAINTENANCE PROCEDURES . 

·. 

,703(b) Each segment ofpipeline that becomes uns:d'e must be replaced, repaired, or removed from 
service 

(c) Hazardous leaks must be repaired promptly 

iJDnts: 
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·, 

·, 

,.·. 

s u iN/A JN/( 

v 
I/ 

I 



. ·. ·-:·· .. ·. .... . .. ···· . ~·: . .:?'• ·"·\ • 

' ' • • ,. '.;~ • · •• '• .,. • • ~ ;· • 'i • • : 

. · ..-:sTANDARD !NsPEcrioN :aE;poJ{:r ,oF A. .GAs PlSTiu:surto~ ·oPE~ To :a .. 
llnlw oibemis~ noled, all p>de ~rorenres are ro 49CFR Part 192, · S ~ Sadsfaelory: ·t· -l'rnatisfa<loiJ · ' N/A- Not Applicable NJC- Nor Checl<ed 

. . ' · If an .item Is marked U, N/A, or N/C, an explanaUo.n must be!n~lu,ded in lhb report •... ·, .. ' . . . . . . • ... ,'· . . . ' 

·.· ··:, 

;. ·. s 

. ' 

:ommen~: 

:OS(IJ) 

.707 .nts: 

... 
··,· ... ··. 

.... , ·. ~·:. · .. , .., 
i" • •• ~ .. -:,: .· .. 

. : .. '·~· . . ;.-.~ .. . ' ': ... ··. ,'. .' 
,., : 

·. •' ,-;.~ ": '. . ... 
·' .. ·~:. { ... : 

'·. ·,• 

..... ";.. -~i .... 

. .. 

LINE MARKER PROCEDURES 

Line markers installed and labeled as required 
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. ..• ~ ... ·· .. ,: .. 

. - . STANDARD ~S}JECTIO.N UPORT OF A GAS DISTRmUTION OPERATOR 
'niU! olhenrise noted; all code rerer.ncu.are 1o 4iJCJ1R Pari 1!11. S-Satisfactory tr -l'nsaiisractory NJA -ll'otAppllcable 'NJC- Not Chec!oid 

If an Item Is mar~ed U, NfA, or NfC, a~ expl~~atlop !)lust be Included In this reporL 

C~!Jimen13: •• ... .. 
.6.05(bl. 
:·. 

:·.-:· .. : . -
:'omments: 

·:. 

. .-

iOSib) 

'" . . . . •. '.:·· . . 

;-· ,, ·. . -~ .. 
.· . 

.,·: 
. .. ~ '· .. . _;_. ·• 

•' 
/. . : 

_,., ... ·' . 

. 709 

·. ~:;~: .. , .... ·•·· .... . • ·=· . : :: ·, .• •' ·.· ..... 
.-. . : 

Records.mUit be Jna1ntaJn"Cd... • ·. · .. 
· .. (a) Repairs lo the. pipe- life ~f system. 
· · (b) Repair.; to "other than pipe" -s years 

(c) Openition (Sub L) arid Mainten_im,e.(S.ub M) patrols, sun "e)'S. tists·-:-,5 years or until n~;Kt one · 

~ .... .. ·. 

.. , ..... 

• •. ;-'-: • _,.,_ - • • -I •.• 

. . 

· · . . ~ _ lmperr!cthins ~nd Damages _·. 

. 
~- -~ 

.'1, •. 

. ·. .. ·. ~- . 
.. 'r . ' ' 

·' . ··' .. _, .. ~ : 
..•. ; .f._·. t~~:. ··. ' .. 

'. 

.. , .... 

•. 

'· 
.. ~- ..... , .. 

· .... 
' t·.''' ·. j: •. 

... 
• "i: ·. I ·~ 0. 

·, •.: . 

.·,- ·'" •'.-' ~ . : ·. ~-~·~':-:. s 

. 71J(ai Repairs 'of. imperfections. and d"!JlageS:on pi~liri;S operating above 40% SMYS ·_: .... 
. . (I) Cut ciut a cylindriC~ j,ieci: of pipe iinit'rcplace \,i!h pipe of3 dc5ign strength 

.• ·. ·' 

.. . .(2) Use ofii,' reli,ab)e erigineenng method '• .. .. • ·.· .. .• "' :··· . 

• 713(b) Reduce operating p'tessiJre to 'a safele•el during ihe repair. • · 

.7!5 Welds fourid .to be unacceptable und~r §!92;i41(ol. milsl be repaired by: 

.717 

(a) Tal<ing lheligc.~ut of service ani! n:paiiing inaccordance \\ith §19~,:145:• 

• Cr.iclcs longer th'an 8% ofthc i•·eld length (exc"Jlt offshore) must be removed 
• · For each weld that is n:pain:d, the defect must be remo•ed down to clean mcllll and the pipe 
. orcheated if conditions demand it" .. · · · .' · . . . · ·. . .. 

• Repairs iritlsi be i~'spected iq' e_ilsim: acceptability . 

• Crack repairs or d~fect repairs in previOusly repaired areas mu~t ~e d9nc in acc;:ordance with 
aualilied \\riUen wddiri~ procedures · .. · ·· · 

(b) lftheline remains in si:r>ice. the weid may be repain:d in accordarice \\ith §192.l4S if: 

(I) . Thewcid is not leaking 

(2) The pressure is reduced to produce a stress that is 20% ofSM)IS or foss 

(3) Grinding is limited so that Y.lnch of pipe weld reri)ains 
(c) If the \I'Cid cannot be repain:<j in accordance \\ith (a) or (b) above. a filii encin:lcment welded 

st>litsfeeve must be installed · · 
Permanent Field Repairs of Leaks 

. Field repairs ofleaks must be made as folio\\>: 

(a) Replace by cutting out a cylinder and replace with pipe similar or of greater design 
(b)(!) Install a full encin:lement welded spUt sleeve of an appropriate design unless the pipe is 

joined' by mechanical coupliugS and operates at less than 40% SMYS 

(b)(2) A leak due to a corrosion pit may be repain:d by installing a bolt on leak clamp 
(b)(J) For a corrosion pit leak. if a pipe is not more !han 40,000 psi SMVS. the pits ma,y be repaired 

by fillet welding a steel plate. The plate must have ronnded eorners.and the same · 
thfekness or 2reater than the pice. and not more t~an YaD of the pipe size 

· .. ; 

.. -· . 
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STAND Aim INSPECUO'N.~PORT,,OF A GAS DISTRIBUTION OPERATQR. 
Llnlw olber>vlse noled,sll eoderefmnc,. are lo4YCFR Part IYl.. S-Salisractol')' l'- U.,.llsractory l'UA-ll'o!Appllcablo l\'IC-l'iot Cb,.kod 

· 'If an item is marked U, NIA, or ~/C, an explanation inust be intruded In !his report. · . . : . ... . • • t,, .. :- . . . ! . ,, .. , ~ . .;. 

a 

..... 
·'.' · .. 

··.~ 

: .... ; . . . ·' . .':·· ·.\ :·· 

.60S(~) 

·. :· ·, . 
• ! ·~ . , .' :.i . ,• ~-· . ··' 

Comments: 

.60S( b) PRESSURE LIMITING and REGULATING STATION PROCEDURES 

.739(a) Inspection and testing procedu~ for pressure limiting stations, relief devices. pressure regulating 

~-
stations and eauioment (I oer yr/15 montb~l 
(I) In good mechanical condition 
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• '>, ·' •• , ' .• • • '~ • ., ••• • _':·· •' ,:·._ •• ·:·· ...... ·.~ • I .. :. •, :· ... . : . •' ' ' ~ ~·' . •, . ' 

·::; · ST.AM>AiiDINSPECTION REPORT OF A GAs.riiSTRmUTlON OPERATOR 
''!I~ iit~~n•Jse noci<f,'an '!Jde r.ret<ncFJ aret~49c"FR Pa~'tl92. s:.saU.fatrory ~-Unsaiisraci.ii,. N/A-1\"~tAppl!cable . ro!';::.Not Ch;cked 

· ·• · : . .". !fan ltem.is marl<ed U, N/A, or N/C,an explanation mqst boiriduded In this report. . '· ·: · , . . .• . . . ; . .., . ~ . . .. '. .. . . . ' :: ..., ·. .. . .· . .. . .. ' i • .. .• , . ., . 
:~OS_(b) 

.. 
r 'PREssURE LIMITING a~d REGULATING STATION PROCEDURES s U. ~iA ~IC - ' . . . . ' ' . . ,_.. .. 

'• 
,(2) Adequat.-frum ll)e standpoint of capacity and reliability of operation fo.r tlie ser11ice in which it Is ./ · ·-enii>tcwed ·. · · · · ·. , ··''' .:··, · · · · · ···: ... :·. ,:y::j !.."-· · ... · · 

' (3) ·Set to.control or relieve a! ~oil:eJ:i pressures .<onsisteQt.!>ilb .2Qf(a)~.~~c'q,'t for. 739Cb). <•' v ··:' •. 

on..:. 
:_.' . .'·· .(4) ·-~roper_ly ins_t•l!~~-:"'d pro~~!~~ f:o~ ~i~_liq?i~ -~d other'<oodii\o~s ll)ilt rna? pro•:··~ proper 

' • . .. ': ' • ' • .... , I• ,• ' • , ·' • . ./ 

.739(b) . '•For sieel'iines ifMAOP isdCIO'iniirted pe'r..619(c) anjllbe MA<;JP.Is 60 psi (414 kPa) gogo or more:.: 
.. 

. .. . ,f.MAOP.cfoducos hooo.strcss t11at Then t11e p_ressure limit is: .. 
./ ·Is grcalertl1llll72 perci:ritofSMYS • ' :MAOP plus 4 percent ·. 

Is unkno\\n as a pereent of SMYS A 'prcso;ure.thal will prevent unsafe ope<;!tion of.t11~ pipeline 
' . ,; . · ..... ·'. corisideri)lg_its <>peratingand niliinlenance hlst..,·anil MAOP 

• 741 ·• Tc:le~eteri~g or ReCOrdJnt Gaug"'es .•. ' .. . ... ;.' 
. ' ' 

.. 
(a) In pia« to indicate gas'pressure !n the dlstrlct tl1at is supplied. by /!lore t~~ one regulating station 

' 
, .. ,•·· 

.. 
· · (b) · Detell!line the' nee~ iii a di,tributian s)·stem 'supplied by only on~ distril:t siatlon, ;.· .. .... ··, I .. .. · . 

·::·· 
_: .<,o> .:~~~~ i!luip~~~,t .• ;~;~~;•,O.~~~v~. ~o:asul!T .·~~~ i•.~!,ati~~~ ~f.~r~!11iaily hi~b ,~r.19w 

.... 

'· •. '' 
.743 Testing o_fRelief Deviees -~· . .. \. .. . : . 

' .. ·. ,.. 
' 

. 
' . . ~. ' 

.'J:43 ··;·w ''Capacity mwi.lle cOnsistent \vitl1.201(a) ;,.ceptfor-.'7~9(b),.and be detmlined i peryr/15 mo. 
I 

' 
.'•!b) lfcalculatc:Q. caoacities must be combiire~· . 

.\'\~li!Jl~ .. " " ... ....... .. .. '' /' ... '· ., .•. :· ...... ··,·· . , ; ...... :.~···~< ·-;•:-.. '!· _:~ ... -.-•.. •. ..... .. · ·.··· I ··= .. 
"·(c) If insufficient eapacit>~ ·nei•· or i.dditional devices· m~ be installed to provide required capocity. / .. 

.' ·. : •' " ..• ,. . .. ,:; .... . .. ...... 
omments: ':l,: . 

' •. ' ..... ' ' .. ~ ':'· :· -'~ ' 
., ,. 

·. .. . , ·. : ;'• .' .. : .. -- .. .. .. 
'· ' .. ·•· .. ·. .. .. ' ... .. ,. .. ' .. ., ;'; . 

•' -~ '· .. 
I 

.. .. - ·, ... ~ ' ···: . . ..,· ' . =~ .· f .. ·. .. .. 
.. ... . .:.~ ' .• •.' .. . . .. ' 

. .. 

J5(b) VA4VE AND .V~ULT ~AINJ'ENANCE PROCEDURES 
: .. .. 

~ .. Transmission v31t:~ 
.745 .CII! lnspeci and partially opemt~ ea;',~· tnuisinission valve f!!at !~light be required during an .. 

.. ·.emeroenO\' it ner vr/15 months · · · · : · ' . 
. 745 (b) Prompt remedial action requi~. or designafe alternative Val\·e. .\'• .. 

•. 
Distribution Vai~ '. .. 

.747 (a) Check and sefviee ~aeh valve tl1at may be necess:u)' for tl1e safe operation of a distribution system 
(I nor vr/IS mon~l· · ' · · · - · · . · · 

' (b) Prompt remedial action required. or designate altemativ.~ \11lve. 
' .. 

S(b) VAUL-T INSPECTION .PROCEDURES 

.749 Inspection ofvaults greater than 200 eubic reetlllld housing pressure regulating or
1
~~~ing,!f~vices (I 

peryrNTE IS months). . . · . .,,- . ul(' 

mments: ·~ 

l(b) PREVENTION or ACCIDENTAL IGNITION PROCEDURES 

I .751 Reduce the hazard offire or explosion by: 

(a) Removal of Ignition sources in presence of gas and providing for a fire ••tinguisher 

Page 13 of26 
. ~Standard Inspection Repart ora Cas Distribution Operalar(Rev. 0~;(]6/lllhmngb Amdt 192·116) ' 

. . 
'.•: . 

. :: :,;:~ ·::~~ 
i 

.. 

s u INtA)Nic 

/ 
7 

. 

'/ 

"' 
s u IN'~'< 

.,/' 

s -~ u!N/1\(Nt< 

171 . r I 



. . .·- .·. • .. ' ·. :.;-, . . . ..: ·~· . . ·.· . .. 
~. . 1·.-~.-.: . .. ::-··· . .-~ .• .... :~· .·· 

. STANDARD INSPECTION REPORT OF A .GAS DISTRIBUTION OPERATOR .. • : 
.'oiess otherwise notod, all code ...r.~ •• ~ ore to49cfltParti~2. : ·S.,-Safl•faetory ·. 'i•- r~iailsraetory · ~lA-Not Applicable · .~C- ~oi Cheeked 

·. · rran.iiem lsinarked U,NIA, or NIC, ari explanation must he included In this report. · . . 
., • • • ' • • • • .': • • '• • ' I - .: 

PREVENTiON of ACclDENTAL IGNITION PROCEDURES 

(b) PICvenl.welding or cutting on pipeline containing a combustibl<inix!u;e 

(c) Po~ \\llmini signS · 

Comments: .... ., .. . ~· 
.. ~ ,.·. :. '·· 

.:··· '· 
I ' ,_. . · .. ' 

·. 

~605(_&) 
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. corpments: · \ • .. ; . : . . . . ~ 
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.'. , . . · . .. . : . -

STANDARD ffl.SP~CTION REPO,R.T,QF A GAS DISTRIBUTION OPE~ TOR 
troJess otbenrise noted, all code rrrerentes ire lo 49CFR Part 192. , ,s "":' S~Hsractoi-y t=- l'ns"llsrac:tory ~lA-Not ApplitabJe N/C- Not Ouc:ked 

. I fan Item is marked U, NIA,, or !'IIC, an Olplanation must be !~elu~e~ in lhis r:porL . , 
' ' . . . . . . ' ·. \ '· " ·. '• . 

.. 

' (b) 

., 

(d) 

.28S I .(a) 

(c) 
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.. ··~ ··. :. . . ' 

... ' . . .. . 

.. STANDARD INSPECTION REPORT OF A GAS DISTRIBUTION OPERATOR 
LrnJcss othen'fiSe noted, all code refcrem:es are ·to 49.CFR Par119l. ' S -S:itiiirac:tofy . l,·..:_ ~T'r::id!f~ctory 'NJ'A-Not ApPUcab!e" N/C- Not .Cb.ccked · 

.pJ(b) 

.287 

·. 

. · If an item Is marked U, N/A, or N/C, an explanation muot.beln<luded in this report. '· · 
.. . . . . ·:.· .•. ~: :· ··t: . \. · .. 

· . JOINING of PIPELINE MA, TERIALS 
No person may carry out the jnspe<tion of joints iri plastic pipo;s,i'Oquiredby §§ 192.273(c) and 
19:Z.28S(b) lin less that personhas ~een qualified by appropria,te tr.iining <ir oxperienoe in evaluating 
!he ace tabilit of llis!ic i ·'oints made under !he a licable 'oiriin rocedure. 

·. 
. :· 

' ' . . -: ~ . . '! ·• 
·' \'< : '. . ' ' '·. 

• ' I ' ' 

'· . : ~· .. 
' ... 
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.... :·:· 
.··.· .. ,· · .... · .. :_-_:· ' ... -- ...... ·;·• .. ··:_····.-:·· ... · __ :_-,_'· _: . . · 
STANDARD .INSPECTION REPORT OF A GAS DISTRIDUTION.OPERATOR 

l'n!"' othomlso no led,_ all oildo i-er~reoces an I~ 49CFR Part.l~i . · "!!- Sa~sfaciOI"J ' l' -l'risadsraetory I'\/ A -1\"ot Applleable·· ·:· · · ~!C- Not Chocked 
· If an ltein is. marke~ U, "!'I~ A, or f'I/C, an explanalion Included in thl~ report. · 

~. . • 'i • . • • : : . • 

Com'rnents: 
.. , -~ 

. . .. ~ .. "• 
•:... .·· 

,· . ·.· .. 
\"., .•.•. . ,. 

.. ' ... .. 
.801-

.. 
Si.bparl ~ :: .. :."Q~aiiflcatioil of Pipeiinl! Personriei Procedures ·. s I u !wA!Ntc ' 

.809 
Refer to Ope111tor Qualification lnspe<;tion Forms and Protocols .COPS web site) . 

. . . 
.901- Subpart 0-Pipeline Integrity Management 
.951 

This form does not cover. Gas.Pipeline lnlegrity Management Programs 
., ' 

Subparts PART 199- DRUG and ALCOHOL TESTING REGULATIONS ano! PROCEDURES 
\-C . . . . . 

Drug & Alcohol Teslipg & Alcohol Misuse Prevention Program- Use PHMSA Form~ 13, PHMSA 
· 2008 Drua and Alcohol Pro= Check. · 
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' .. 
·' ···: 

\ 
· · sTANDARD .INsPECTION :REPoRT oF A G.As niSn~mmoN oPERA ToR · 

llnlw otherwise it6ted, !Ill cuderii"erenees are to 49CFR Part 192. · S -Satisfaotoey l'_; linsati.fa<toey l'i"/A- !'rot Appll<abie · N/C- Not Chetked 
.•. i . .-' · lf.!'n iteri.is marked U, N/A, or N/C, an. explanation must belnduded in lhill repoil . . '· 

,1'·.455 

'· 

.517 (a) 

.SI7 (b) 

.603(b) 

• 709 

>. ._.,.__: .. .. . . .,~. ,_.,; .• 
II<.ULIIUl'f t't;a<.r• r'l'; AND . 

1 Cover ,of ca~ Sizeof Pipe Installed . ,. . 
. '· 

. • . . ·:· ·.: .. ·· . . .. ,:. ,: . - . ... ·. . 
.... ··'· ·.· ... , 

;; OPERATJONS and MAINTENANCE ·PERFORMANCE AND RECORDS . . . . .... ·•' .. . . '' 
Pn:ssun: Testing· (operates at or above 100 psig)- usefirfnr~ ofplpolin(. · 

Pn:ssun: Testing (operntes below ·I 00 .psi g. service lines, plastic lines):... 5 years 

.60S(a) Procclfu~ Manual Review-Operations and Maintenance (I per yr/15.monlhs) 

.60S(b)(l) .. -i\}1!ilability of construi:tion records. maps,opcraiing history to operiting personnel · 

.60S(b)(8) i>.'riridic review ofpeisonnet'work- effecilveness ofnomial O&M procedures 

·,. 
. . s_ u 

.. ./ I ' 

i' II' 
·.· . . ' v: 

•, 

s u jNIA N/( 
-..1 

,/ 
II' 
v -
../ , 

, . v .. .. ·. J . . 
.6.\4 · i><ilna@:i'i-eV.ntiort(Miscenaneous) ·.: ;< 

. . P~-'---=-"~"""':"~F:~~i?':---.,.--.,.--'-;...,--..,.-..,-:----.,.--:-'"'+-tt--t---:t--'-1 
.. ·; ,. . , .609: Cli!Sl! LoCation St~dy (If Appll .. bie)'; ' ,. .. . , 

. :;'603(b) .61S(b)(ll Location SpeciHc.Emerl!ehcyPian · · · .. v 
' .. 

•. .615(b){2) Em.Qiency Proceauro triuning, ~-eril)' efltctlve~o;ss of~ning . ,. '~· 

. 61S(b)(JJ ·Employee Emergency rictivi!Y're.view, deiermiiie. if procedures ...... foilo\\-ed. : 
.. . v 

.6JS(c} • .o. •· >I ~OIIC)JIIICiiiiS '' .. >'. ,., ··.;:,. '·· . . ·' ... I./ 

.616 Public·Awarencss Piolinuni · 

.616(e& f) D'ocumcnla!ion properly and adr:qu:itely n:Rects irriplcmcntat[on ofopi:rat0r"s Public Awareness 
Program requirements -.StSkeholder Audience identification, m..Sagetype and conte'n~ delivery 

.. metho~ and.frecjueney. supplemental enhancements, prop cvalulllions, •!!:· (i.e: contact or 
mailing roSters,: j)ostnge receipts, return re~ipts. audience Contact dacume~iQn. etc. for 

. . emergency responder. public officials, school supeiintenden!s. proSr;!m'cyalu;itions. etc.). s~ table 
· belo'" · · · · . · · ·· · • · · · · 

·API RP 116Z Baseline• Recommended Messa2e Deliveries 
Stakeholder Audience (Natural Gas Baseline Message.Fre~uency 

·Transmission Line Operatorsl 'Cstartln• e!reetive date ofPianl 
Residents Along Right-of:Wp.y and Places of 2 years 
Congregation · · 
Emernency Officials Annual 
Public Officials 3 r_ears 
Excavator and Contra,tors Annual · · 
One-Call Centers As n:<ruired ofOn..Call Center 

. StakeholderAudience (Gathering Line · Baseline Message Frequency 
' OperatorS) (startin11_from efl'eclive dale of Plan) 

Residents and Places ofConml!lllion Annual 
Emerzency Officials Annual 
Public Officials · 3 years 
Excavator:s and Conlnlctors Annual 
One-Call Centers As roouirod of One-Call Center 

Baseline 1\-les.sage Frequency 
Stakeholder Audience (LDCs) lstartlno from effective date of Plan) 

Residents Along Local Distribution System Annual 
LDC Customers T\\·ice annuallv 
Emert!Cncv Officials Annual 
Public Officials 3 years 
&r:avator and Conlnlctors Annual 
One-Call Centers As n:Quirod of One-Call Center 
• Reli:rto API RP 1162 for additional requirernen!S, including gcnenal prognun recommendlllions. 
supplemental n:quiroments. recordkeeping, program e•·aiuation, etc • 

• 616(g) The program must be conducted in English and any other languages commonly understood by a 
significant number of the pooulatiim in tho ooerato~s area. 

• 616(h) E~veness Review ofoperatcr's program . 

Page21 of26 
onn-2 Standard. Inspection Repad of a Oa.s Distribwian Operator [Re,·. os:w IJihruugh Arndt 192·116) 



... '· ·,_ ,. . ~ 

: ·,. -.: .·~." 
.; 

·· -·sTANDAmHNSPECTIONREPORt oF A-GAS insrimiurio:N oPERATOR 
t'nlw orh""i.~ noted, all code.rerertlicuare ro 49CFR.Part192. S'-Sarisiaoro,.Y U -l'JW\Hsfaclo'ry' NIA -Not Applicable :NJc- Not ci.;~k.,ci 

' .. !fan l_te.m !s '!J•rked U, N/A, or NIC, an explanaUon must_be included in this ~eport. .. 
.. ; ~ ,.·"( ., ' . . . . .. . . . . ... . .• 

.· 

s u 

.. =:": 

., . 
. "'"! • 

'.• 
·'-

'• .• 

gas. 
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. · .. :."·.• · ... 
') ' .-.· ... -:-;-. . -~.,.§_!:-~~· .:_-.~:--: ·'r;· .:·i. . . ·•... .-· 

· .. STANDARD INSPEC'IJON REPq~T Q;F .A. GA§.J.liSTIWJ'(JTION; OPERATOR 
tlnless otllemise noted, all code rtferenc .. are to ~9CFR Part 1!12. S.-' Satisfactory ll -l'n38!1sl'a<lory · Nt.~-Not Applicable r./C- Not Cbeoktd 

· If an jlem Is ni~rked U, Nlli., or N/C, an explanation must h~·lnelu4ed ip this report. · · 
. . - . . : . . . . ,' ' . ·• . . . . . . ·' 

PERFORMANCE 

. ;, 

. i' 

.: . 
.. : · .. ! ' .•• 

, ... 
! ... •. • • '• . 

Comments: 
.-·: 

.. 
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., ')~. ·.: ··'. 
. ' . \• ~ .. 

. . ~ . . .. ,. ' ·' 

. , . ,. . -~~,ll--f.hm~~.t 1.. . " ··· .. · . . . : ... 
: . .. 

·,·, 
..... , 

o •. ~.- I ,'• Di5rtrilf1utiQn Operator Compressor St,~tion Insp~c~on· .:. 
trurO. othemlse noted, all eo do ref maces Part.l9l. S- Sat/.!~a<toQ tr -l'IJ!I!ti.lfaotol}' · . ~/A -'l!io~ Applicable 

.. · ·:, ., _... '!fan Item,~. ~r.N/<), ~~··~~~nation ~·.•.\.b.~ ~~~lu~.~ In this !'<rio~!. 
. ..~. 

'· 
·.· :-: ·. 

~·· . . ·. ... ..,. 
:. ·· .... · .. :'.' 

. ·:' .. )' 

. · .. 
. ;.-._ .... , . . . . 

o '; I ·'~t 
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• .. :,- . : . ·, 
. ·~. . . . 

':· :'· ,• 
: .·, ~- :-· .. : 

-'.< ·;~;; ... ··: 

' . 
I• '; 

., . .. 
' . 
' . 

...• .-·:· .··-

N/C-l!iot'C~e<ked .. 

'.' .·:· 

. : 

. : _\ \ 
•' ' . 

..-~·.·: .. . . .. 

s 



) 

I·' .. 
' .. 

!ommcots: . :·. . ~ . ·' . . ' .. .. : . ·~ .. . . ..... 

' ., 
COMPREsSOR STATION O&M PERFORMAACE AN!) RECORDS 

09 ' -?J.H•l .. ' .C~i!Jprcssor Stat!on ~liefDevices(l per yr/15 months) . . 
.731(c) Compress~r Station Emergency Shutdo"n (I per yr/15 months) -~-

.736(c) Compressor Stations -,D<;tection and AIIII111S (Performan"' Test) 

omments: 
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;-. .. . . : 
·' . . •· ... . , ,,:· . ' 

:~/C- Not U•cked .-... .. (· · .. 
' . 

S U INI.AINIC! 

.... 
. , ... 

. ·I 
·' 

s u N/.A N/C 

' 



.... .' . ,: 
·: .. :! ·.;; 

. ~ . . 
i, · :Re~e~t Pm.t~i\ Ad~is~ry B~ll~tin~ cLas~ 2. years) .. . . .• . . .. ,\ . . . ' . 

I' 

L¢Jc:thisUst with the operator.· ·: . ·: .. 
:~~ . . . . . . . · ... 

·-··· .. , ..... ,.::·:. '· :.~Ji~ill~·~S~Advi;~ryBJtlletin~(L~~2~ea~).. ... 

~~~ber'., · D~~~:. . . .'; S~b·j~c( ·_::.. , :, · · · ..... ·<··.· • ··. ':· .•: ·:·.::·u: : ·=. · . 

AQ~~0,9-0l. : M:ay21, 2009 :; Pipel~e Sat:ety: P~t~~ti!!l ~w :m-~ Var_rnble'.Yield ~~ .~~s.ile Strength and 
::X''··1,::. · • ·· ·:: '. :···· .•. • .• : . C~e~~cf!} Cqmposltlon·Proper!ies m.f!.lgh S~?gthL~e P~p~ . 
A.Da-09-02 . September 30,2009. P1pelme Safety; W,eldal;Jie Co1pptess1o~ Couphng ln!itallat1on. . 
ADB-09-03 . .D,ece(iiber 7, 2~09 Pipeline Safc;,ty: Op<:fator Qualification (OQ) Prqgmni Mcidificatiops 
ADB-09~04" JanllliiY 19, 2010 Pip!lline Safety: Reponing Drug and Alcohol Test Results for Contrl1,ctors and 

. . 0.: · · .. : · · :. . rr.iJJ!tiple Qperaiof.:I4~ntif:J~~tion l)lurtili.~rs : . . . .:: .. · .;'' . · ' . 
ADB-lQ-02 February 3, 2010. ~ipel~e s.afetj -'Imp)ementation o(R~\(ised Incident!Acci!lent Report Forms 

· ,' · · · · ·for Distribution Sy~tems; GaS Tnfu~niission aild Gatherlriii Systems; and · · 
. . .. ,· ...... · ·.·. ·· .. HaiBrC!9u5~iqwi\.S~~ii:t~;··:: :,.._., :,_<·.···\· ··. >: ... <.<~·.·.::· :·_:· :· .. :.· 

'\.1)~~1 0~03 . March'24, 201 o · J>,iJi~~ine §l!fr.iY.~ (}.irth, :We,ld Quality'Jssue.s ,Pu_e to_ .. Imp~opel":J.'r~~tioiring, . 
. <~, .. ; · .· '.· . .-: .. ;..' · .. ·> :1\'Ii~~ignirie~(and,,W~;:lc;!il!g Prac~cespfLarge Dhi_ineter'Line Pipe ·. ~ __ . 
'\DB-10-04 . · ApJ;il·29, 2910 -~ipc:I~IIe·~afety: I~pl~m~ntation ofEI.ecfl:onic Filing for ~7¢ej:\tlY Revised .. 

· : . · ~ >. · : · · .- : . . · ·· J~l:idepU:A'c~iq~n~ ~~o!'t Foniis-for· qistri!JUtio~ Sy'~te111!!, :Oas 'fran5riljs~ion · · 
· . . .· ., . . . . ani!'G_atli~&,i · ·... . j , , · ~ql:J~i!JJdP!'~lici-\tlc;! S.~J~s .: . ,,. , : : ,. ,, .. :_ . ; . · 

. . -. 0-0 . . M@sp, _201 0 . ·. · P.iJieliE-e Sa_f~.ty: P~~ona!J~li:ctronjc J?eyi.ee R:eka~ei!,'Dis~l(!iilhS. .. ·. < 
\DB-I 0-08 Nove!nber 3, 2010 . Pipeline Safety: Emerg¢ricY. Prep!!feifness Goniminiications . · · 
illB-II-01 ·:: Jariuiu-y 4, 2011 . pipeline sajety: Estiiblishing M\lichriuni All~wable Operatmg'Pr¢$sure or · .. 
, : . .' .... : . : · '·:· . . ·-' M~iril~m'bperatirig Pn;sslire psi~g-Recor!l,Evidenc~; andi""tegrity . ' ... 
. :.,.. ·. · : · : · ·. : · .. :_ ·: . : . M:anagement.lUsk Ic;!entificatiiin, Assessment, Preventi9il.' ii.nd Mit}gation ·' 
--.ll,c?~ ¥~bruary 9, 20ll ... ~ange~ o~ !.\bn~rmal Smii:w ~~ .Ic~-.~~jld-up o11. ?~.D~s.t~b~~on SySt~ms 

• • I •. 'I • ,. ,• • •• . :. • ,' ' ' 

. ~ ·- . . . . . ·.. . ·, . :. ,. . . . .· . . . ,:'' 
'or more PHMSA Advisory Bulletins, go to'-http:l/plunsa.dot.govipip'ciinelregs/ad,1sonr-bulletin 

... . ...... -· .: ,., . ),:. . 
. ' . ;·.· . ·. 

. .. 
·. 

,. 
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.. ' 
,. 

Ernie Flelcher 
Governor 

.,,Q).· .. , . ·.. 1 .. ,. 
' l· . . . . . ' ' 

. . . 
·· .. 

•' 
·Mark David GQSs . 
· • ChaJnnan 
,·. ' . 

Ten\sa.J. itm, secretaoy 
•• . Em:lranmenla! and PubUc 

Commonwealth of Kentucl<y 
Public Service Commission 
· · · 211 sower Blvd. 

. John w. Clay 
Cammlss,an.er ~lib . . . . Pr~~~~~-o~ ~~~~et · / 

~ Timp!hyJ. LeDonne 
Commissioner 
DeP.llrtrriant o!Pubnc Protection 

·, ' . ~- . ' . ... . . 

ThE;! Honpr;a~.!~ St!lV!3 So,yeeney 
Mayor of libertY, .- ;, . .. 
P.O. Box 127 .. ' · , 

. P.O. Box 615 
Frankfort, Ken!ucl<y 40502-ll515 
Tel~phone: (502) 564-3940 

Fax: (502) 564·3450 
. · . psc.ky.gov 

.··~ . ~ 

/'April 2, 2007 

Li~er:ty; 'KY 42539.. · ·... .'. · . . . · " 

~- . 

., 
' .. 

. . . : ··- . \· ·:· ~: ... ·. . . . 
RE: .,-N<iitural Gas· Fa!=)litlel! Inspection of the City of Uberty Gas Company 

. ·.: .··.\·'; ;·,·~::-~ .. - ~- :'·-~·. _·: .. ....... _.: . ·. . ·.· .: '··:··.· 

.· 

•. ;,· 
,' : . . 

Dear Mayor Swl!en.ey: ,; . · . : .: • . , . ·; ... : :_ :-..; 
· ·· .. ·.:'\:{ ·. ··~:/;.~_<_-~· ·, :·· · ..... :::·} :. --"::·~ · · \ .. · , ' .. · t · .; ' /: .. r·: · - ·· ·· 

· ..... __ ... , _' Q•tM~J'::t' ,2,1,, ?OQ? •.. ~P..ehGrug!R-G.of\dw_stea-a-p~-~die-regtJiatory ceq rpliallt:;e)nsjl~ction 
··. of the· ri~tural .g~s faemt)es ~f the City of UbertY Gas Con'ip~ny in LibertY,, Kentucky. A copy of 

the inspection report i~ aj:tach!ld for your review. .Six defic;iencle~ were documented during this 
. compreh.ensive' in~pecti_~n,:<· T!J~ pniV!ousJnspectidn of this facilitY .. was oo'nducte~ cli{APril 21' 
2004 •. During that comprehensive inspection, two deficiencies were documented/ and one vias 
riot corr~cted ..irJ a. Urn!!IY.iJl.anner. . .. . . · · ·. : . ' . :· : . ·· . :-. . , . : . ·. · . · ' . . ' .. · · ·. 

. . P;e~se ~~;e~ t~~ ~.ttach~d r~~~i1- As ng~;d, six deficien~les ~er~ ~octime.nfed ~~rio~: .. 
the inspecUon: You are requested to respond to tliis report, outflning corrective actions for the 
cite.d defrpi_enc:;ies. by ~!IY. 1, 200?. Please p_rovide -y~ur ~espqnses ,on. th.e copiell. of ll:le 

· Dl[lficlency Tracking_ Reports. sen! wHh thi,s; letter by co.m~_leting the 'three sections. under the 
Response'.headin~ for the cited deficiency. · . . . · · · · · 

. . .. ·~·· ... 
· · · If you have any questions-or ne!ld. additional information, you .are welcome to contact me 

at (502) 564-3940. We appreciate your cclr.ltinuecl interest in the safe operation of your gas 
faciiHies. · · · · . ' ' . . .• 

JRB:SS:mae 

, Manager 
Gas Branch 

· ·Division of Engineering 

Attachment: l::;ity of Liberty 0321071nspection Report 

KenluckyUnbridledSpltitc:cm An Equal Opportunity EmployerMIF/D 

·. 

... 
.. ·. 
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.. .·. 
. ,. 

COMMO.NWEAI,. TH OF KENTUCKY 
PUBLIC SERVICE COMIIiiiS.~JON 

... 
. ~ ; 

UTILITY INSPECTION REPORT 
<·. . . Report bate: 3t26/2007 

' ., . . ~ . ·. . ,. 
. Report Number: City of Liberty 0321 07 

. ' .•. .. · 
·:BRIEF 

Inspector: . Joel Grugin 
. ' 

'· .. ' 

Inspection D!ite: 
Typ~· ot. in~p~ction: 

3(21/2007 

:: · P~riodic Regula!ory Compliance Inspection ·' 
.. '. 

·. 
Typ·e of Facility: filun!cipal . . . . . 

: Na~~·pfUtiiitY; ' ;_ .. city~f'Lili7rtY·~as·com.pany . , 

··. 

• • ··~;:.;:·'· '-. ·' -;,_. ·'i ..• · . . ( . • '.<·· . '{;.-~ :'.'\•:'•: 
. Location of F;~cility: .. Uberty, KY . . . . . • •· • 

Purpose ~f ~~~pecti.~n: . Periodic inspec(l~n of a munlcipal'.s facillii~s·a~ci miuiage~ent practi~. :. :· . '··''• .... .> ' . .•; . ' . :tq'verify compliance with ffll!eral pipeline safe . ulations. . 

'· . . : · /. ·· · '' 'INSPECTfollf 
. . . . ,. . :.·· . . ,: : 

. : •'' .; '.' ... 
.. · .... '" .. . ' . ~ . 

. Des1=riptiori of U.tility: City'distributicin ·systein serving 614 customers In the city of Liberty and 
. . ·. ·. ·. . areas along distribution pipeline from Teicas Eastern. · 

. 6-14 . :· . . . . ... : . . . . 

. '!:.; 
Number of Customers: 
Ar~a of 6p~r~fion: . Liberty, KY .. · · . 

• ' ', ,•, ', 1-· ,: _. • • :• .~. ., ' ~.I • • • '• '• •, 

Supply Sou.rc.e: . . · TeJ;Clls East~m Transmission Corp. . . . . .. . 

Distributi~~ Description:. Qi~trlbution gas system opetaHng in Uberty, KY operating at pressures 
•. · · . .,.. . . · . from 240 psig to 20 pslg suppfied.through steel and plastic pip~lines. 

Workforce Summar.y: Ro~nie we5iey, Supervisor, Bridg~t Blake: Office Person~el; Greg 
. : · . . ·. · · · \ · Rodgers and Jeff Wethington, ~aintenance. 

Utility Reps in IQf!p: . _Ronnie \('lesley, Bridget Blake, and JeffWethinaton 

D~te of Last lnsp~~tion: 4121/2004 · 

DTR fro~ La~t lnsp: 2 

DTRs not C.! eared: · · 1 . 

Summary of items and facilities Inspected: . . 
The Operating and Maintenance, Emergency, Damage Prevention, Operator Qualification, Drug and . 
Alcohol, and Public Awareness Plans were reviewed during the office visit Also Inspected were records 
pertaining to leakage surveys and repairs, valve inspections, patrolling, corrosion control, regulator 
inspections, and odorant verification tests. The field portion of the Inspection consisted of inspecting 
corrosion pipeline readings, regulator settings, pipeline markers, mainfine valve locations, and meter 
installations. · 
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• i.'· 

. . .. ~ .. ~ ·. 
COM~d-~EALT~ b~ KENTUCKY 

• . · .• · • . •' ·, •, • ., .. '~·T· ~·. ~-.. 

· .. :PUBLIC SERVICE COIVIMISSION ,_ ... ·. '· ~. '/·-.,_··;·;;I..'~ ... : . : : .!~<-.~\.' 
UTI~-~!Y I.N$P~q:n~_N_ R~~q.R~ . . · : 

.. ,.- · . ; · Report Date: 3/2_6/2007 · . 

. •.. ;, .""R!:!POrt.N_y~bflf: GitY ~f,Libflrty 032107 

.. · 

.. · 

. .. 

.. ·,.. ··.\ ·· · · · .. ·~·:._.,;'FiNDiNGs .... · .... 
• -~ • • • • '• •• • :-;,:': • d ••• : • • \ 

·1. city of LibertY ha~ not performed_a leakage surv~y since 2Qq3. (This is a repea~ 
--·-:-----deficiency.)··- i . . · .. . . · . · · 

•• ·: . 1 ~ . • . • ' ~. 

2 City of Liberty did nat review and !Jpr;!atefoperation, m.aio.tenance, and emergency 
. ·pl~iias'tequked·;•:';· · .: ·. ·~ ·:: -. ''':.: ·. · .. ,._ · : '· '· · · ·.' ·. 

~ 3 Ci~:~f Lib~w imp;d~erfy tested· a b;ok~ri -~erilice line on Highway 1547. A bubble' •. 
. ·:'i~st'.;.!s pe_ifoni)eq jn,s~~ad of a pr~ssi.iret(;l~t. .. ,• ' ' ' .. ·.::- .... ; . · .. 

. 4. :A~·:a.f~ib~~di~(ry~tP,~rtQ~ ~r,I9dj~ ~;,iand~~i!! .. , . . . .. . ~ .. >:.:·.'.' ;: ·. . 
,.. • ' •• • .... ' • .• • ' .• I - • • • .J • . 

5 Cjty of ~iberty h~d npt identified .or docum~ntea qritical valv~ in~pectio!ls. .. , ~ ·· , · · 
' • fl~~· •. · .•• • '· .,.~.·· ':.~,:· 't ·•. ." : ·~. '. ' ~ , ' .• ~ '. r; .' .. •,,',:,.: ' , , · ·, · , , ·;~ '

1 

6 . <fltY oflib~f!Y. did not perform corros(qn tes~~.f.or 2006. · . . ' . ·. ·. : · .: ,·· 
', ' •;". :-·· :·::\··~ .. ·~.J>, • ·. , ~ . 1 .·· , · .. · .' .. ::··~ ... ~' • "' ~-~··':1 .. ;·,:., ;_;::: :·. ' ,.:.: •• ~:::.~.:~:.·,.: ... , .... ,:, ..• , , , .. '\"~~~ . , I, , •• , •, :·· • 

. ''; .. :) .-,: <_.·_; ·.· . . ··.··'.':RECOMMENDATIONS · · · ' . 
• ..-... •. • • J. ' . ; • • • ~ :· • • '. : • ~ ... ! -: .. • • . . • ' • .- . . • . 

To correet jh~ findings'rio\eq in 'thjs ~P.Ort it is necessary for the City of lib!!rW !;Jail Company to take 
the fqlloWing actions: (1) Perform and do_cumen,f leak s~ryeys l!B required")n J92 •. 723. (2) R~vlew, · 
upcj<:~te, and ,qocilmel)t their operations, mainten;;~nce, 'imd emergimcy.plans annually. (3) Test all . 

-

. . _d;_is-ca-·n_~_ec_te_d_s~e.;,.rv_ic_e_lin,...e:...~-a_s.,;.new':"'·_·._(4..;.)_P-erfo...:...rm..,;.;;an.;,.d+d~o,..,cu"':·!lli'e:-n-tp..:.e..:·ri,..,od-ic,...o:..d-or_t_es;;.ts_._c5.,.)-ld-en..;il..:fy~, _in-sp-e-ct_,::... and document crjtical valve inspections annually.' (6) Perfol)ll an.d docul)1ent corresion readings annually. . - . ·' . . . .. . . 
. . ·. :. '' ADDITIONAL INSPECTOR COMMENTS 

' • ' ' ' " :,, • . '• 1'., • " •'-::.:- ',' •, ' ' ,I' ~' • o 

One previous df!ficien¢Y had not been corrected. Wehave.sch'eduled a-reinspecHo.n to verify 
compliance With Ilia noted deficiencies for 7/20/2007. ·. . • ' ·. . .. ~ . . . .. 

· Submitted by 
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''. 

··.'· 

Rep~rt Num~ar: 
DTR Number: • 

. ' . ~· -

Clly of Uberty 03210? , . 
·f '! .. ·;:. 

. '• 

· ... 
·cue Dale:· 

·;. : .o:.·-~: 0. 
·' 

... '.J . p~(lciemcy Tra¢king R,~port 
·- .·. . ;"'' . 

Deficiency Detail 
. . ' . ... · 

. . ; ·. Utility f Daie Qf investigation I lnvssilg~tor 

. City of liberty Gas Company 3/21/2097 ~o.el GI'IJgl(l' 
'i·· . -· .. ·' 

Reguiatlon ·.· · · ·. , . • . ..·. .; · ·' 

1411 GFR ,P<!rt'192.723 Distribution systel'(ls: Leakage· surveys', •• Eac~ operator of a distri!Ju~on system 
. !shall cpnd uct p~riocfic leakage surveys... · · · " · · · · . .·:. . 

I . ~ • . . 

Deficiency: . 
. ,y• 

l~ltY of Liberty had n9t performed a ~eakage survey since ~003. (This is a repeaf deficiency.) 

1
;~:::_ •• • ___ ·· .. -.· _·;·,. :-· _·.·· •••• ,·.:··· . ... ··:·.-.· '. ·_ 

. \'.. ' . . :· ·. ..- -·, ·.:t .~ 
:-.· :~ . l ••• 

. ·- .. . .. ~·· .... ' I '~· .,. I . ' --~; ; ... 
• I •; 

·' · . .-... -· ······' ... . ,;.'' ·,"": .. •;' ,, 
.... -. ~· .. :~ . :· ,. ':: . . . •, 

. ' -· ., . ' ., . : 
_.;_ . -~·. -,·: .... 

·,. ,,· '. " ,• •' 

I. ... 
I 

.L~· ---------· . .. ' 

• . 

l 
,j 

2) Explain acUons taken Ia con-eel the deficiency, InclUding utiDty's responsible person, actions taken, and when It was (or will be) 
dona. (Attach e>dra pages as neceS!'al)l) · · ,~._,· :-------,--· 

-~ l .. · . 
... •,' 

'. 

3) Elcp!ain actions taken to prevent the deficiency from occurring again, Including u-tility's ;,;sponslbia person, actions taken, and 
when It was (or will be) done. (Attach Bl<!m pages as necessal)l) • 
~ 

,. 

Response Provided By: Response Date: 

Signature: -----------

•• 

·-.~ 

.· 



~ ·' .. " ' . ·.. .~ 
; 

• Report N...;i>.~ 
DTR NUIIJber: . 

Clly .;·Uberty 032107 
•,. j ., 

;5/112007 '. .. .. 
2 -~· ·.: .. : •.(>. 

· Q~ficien~y.Trc(i(:_~i-~g ~~port 

. ' . :. · .. · .. , 

.•• t • •:·.' . . . . . •' ... .·.. . . . . .. . . 
,•, .. 

' ' . 
., . ·: Deficiiin'cv Detail •· · ·' · '· :.- .:: · . . . , 

·~====:~-'=,~-~i.:=,=.~~~.tl~ll~~_iii·------~-.-~.~.O~acta~· o~f~l~n:ve~~~~~~~a;.tl~on-r:~~~~,n~v~e~st~lg:a~w~r-.~--~~(· · 
.Cily ofliberty~a~. ComfX!nY ! · 3/21/2007 Joel Gnigin· · 

/49 9r:'R Pf!rt 192.60~(a),f'rocedural manual for operations, mai~tenance, and emergencies.:.Each l 
ppe'!ltor. ·: 11.manua1·of written proced~res for conducti(lg '!J:lera!lons 11nd malnt~~anc;e activitle. ~ andfor 
1emergency response... · · . ' . · · . · . ·· · . "' .. · ·.. . · . ' .. ... · . 
~ • :·· ,'i •· • • . ' . • ·. . :. '. • • • ..• 

~flclaney: , , '·' .: ' · ·. . . ·_.;;.,. .. . ' ., ·. · · .. 

!City of Liberty did riot·revlew and update operation, maintenance, and emergency pial'\ as required . 
: '11';·_.·.;> .. ~ ... -•. :_·· .. '·7_.; ..... ••.· ·· .... : :: . .·: • .. · :':·: .. :-:.' ... , ·.· ., .. ' .. . 

l . , ..... · .. -.· . ··f, '· i.,'t•; .. · .• ~:·:· ,.,.,;_~· .... •· 
L~-: ;·~-. ... :·.{~_-:-:-:· ... -~ \ .· . ···. ··: ... ~ .. ..: \·t;: ~ -~· 

., 

·• . 

. :·".: ~.'.y:.·· .':: ;~:·:,~ .;~ ·~ /· ~~-~· .. ·. .._:· ·_. r . ·~ . · -.: . . -.· ·,_. . :: :.li"RtlP'!!~l.Qeq~~nt?Y: Date Ju.~st DTR: · .•. ·:;') . ; ·_::,_. ' • . . : .' 

·.--~ .. ~,····~.---~.~--~-~--. .. ~ .. ~-~ .. ~.-..~ .. ~-~-~.-.-~.~.~,--~~------~-~'~'~"~ ... ~.~"··---------------.~---.-~~~----.. Response '!attach ·additional pages as necessaOO . . · · · '- . 
,.,, •: .~·.~ .. -, .... 1,' ~· •.,'• '.',,1.!\',,,,:•' ';• ' •.:~·-,·:;..:.• •'•' • '\":' ' '•, '••,, •',,, '•,',• '·' "•· 

1)'Expialn why tho. deficiaqcy occurred.- Ji•cJildalnfo"'!ation ~Jl.0ut what cauSed,.f!l• dafiFfa~ey and v.lly l.t was nat d0t~c!ed .. · . 
by the utility. (Atll!ch extro pages as necessel}') .. " '•> '·.·· ; : · · · " •. · " ' · .. · •. · ·· · ·~ . .-

.•• • ..... ,,;·_.: ·,, < ;._, ......... ~.- ",~, ... -! '~:' 

: ·. . ' _; -~::. ·.. . . 
· .. ;-,,• :·.'' ., .. 

--: 
. ·. =.~· 

. =· .. ' . 
'.!. 

' .. ·: .. . ... , 
' ·:.:·· 

~: 

' . ... ~·:··,• .-'. ··' ... · .. --.·;··:..:: 
.. · .. 

'· ' ,. ., 

" '"· ';• 

.· 
..... 

.... • . 
.• ~-

.·. '·-

·' ., · .. 
' ' 

. ··. 

. · . 

;, Explain aCtions tak~~ t~ c:Onact the ·d~ficlan~. including utillt)-'a ,;.,_pansible person, acUans ta;..,n, and when n was (ar will be) 
_dona. (AIIach extra pages as necassal}'). · · ... · ... , ·' . · ·----,---,·,.;"·' .---. 

.: · .. ::'-;: .. '· : . . .. ,/ 

';' . --~. . . ., 
·, .. 

. ' 
--< • 

. . ' 

3) Explal~ actions taken Ia prevanllhe deficiency frcm occurring again, Including Ublily's responsible parson, actions taken, and 
when nwas (or will be) dane. (Aitach extra pages as nacessalY) 

Response Provided By: ---------- Response Date: 

Signature: _, _________ _ 

' I 

i 

·•· 

' ' 

'·. 

_: . 



. '. 

.. ·- .. : ·:·. .:'.i ' . : 
' ·l!~p~rt Nqnibar. .. Cjty of \-iliarty O;i;!lQ7 .. :. Dua Data: 5/112007 

,. , . '·DTR Nuniiier\ 3 · · ·. 

· .. · .. .. ·· / ;.:·1)e:tf~iency Traoking Report 
_,•.:!ir• ·:·.: .. : .·,' , ·. h.:•. • '-,,' •· ', • •. ;·: ... ·· . ', 

,_,··\ · .. 

s . :lJeficien~y ~eta~l. . · .:- '-": '- ... ,. ·.•,. 
_, ! ·, ·": : •:· ·· _· :utUjty Date."of"lnvestlgation Investigator 

· : ~~- · 9i!y of Liberty Gas Comp!;JOY ""''--;:~· ·_··_31_2_1/"'2.0'-'P:,... 7-'-,_ ,-,.--,-·.~...! __ -'-,--_Jc_e"'! _G_ru-=g'-i",--~----' 
' ' • ~ I l , • ~,' ·,' ., ~, 

Reguiaiiori · .;.:; · '. ·, · -' · · · · 
i49 CFR Part 192.725 (b) Each service line temporarily disconnected from the main must be tested from / 
lthe.ptllritcif ilisconriecHori to the service iine valve in the same manner as·a new service line, before 
:rec~~hecting .::: : . . , ·.. · · · •• · · · j 

DeficienCy. . ., · .... ~-:· _ ... ~ .. ,.. . .... 

\City pf .Liberty·improperly tested a broken service line an Highway 15~7. A bubpla test was performed 
ilnste~d of <1 pre~~ur~ test.. ,. · .. , ': .·· ,:' .· .'·· · · . .. · . . · , . : · :·: ·. · ._. . , • . _·j' 

.. ;~.t~, ·:~. ..1 

••• ' : i. . •. '.:~-.-=:;::'· ·":. \ :· - ' ·_:: .. :_ 1 
:; ·---~_: •• -· -~~~ ... ~- . ..,. ', 

.:,1, •• { • ~ • • ~. • • ; 

' ·. · . . ;:·· ·•:. ,· : ' .. 
. . . ··.. .... ..· ... . ::. _, . .. , . . . ·. .. . ; , ·. I 

·,. ' I ... . ... , . .. 1 :. 

···.·I . .:. •i . 

. ~· 
.. 

~-·· : ., :.. 

;;~n aCtions take'n to .,;,,;;,ci tho deftciency, ;ncluding utin~·s responsible pe,;on, acllons taken, and when K was (or wl~ 
dona. (Attach extra pagss as necessary) · · · · · 

'·· ··;~ / .. ;. •. ,.· -~r::-
·'•' 

•• •. ! ··' • • : 

,. ' .. .. I . 

., 
I 

---··--:--.:.....1 
3) Explain actions taken to prevent tha daficlancy from oocurring again, Including utiOfy's responsible person, actions taken, and 
~hen il was (or will be) dona. (Attach extra pages as necessary) · 

Response Proylded By: Response Dale: 

Signature: 

. ... 

.··. 



·, ... 
· ·• Report Nu.mber: City of Ub~.rtY 03~10! 

•: . .. .. 
· .OuEtData: 

' . 
511/ZOCJT 

DTR Number: 4 ,.. . ·' ., .. ,, 
.. ..• _'. Q.~ficienciy Trac~ing f1eport 

~·· . . ·.~ . ' 

Deficiency Detail ...... ·' 
' ··'·Utility · r Date of Investigation ·Investigator 

City of Lillerty Gas Company 3/21/2007 . 1 Joel Grugln · 

·'19 QFR P;~rt 192.625(f) Odori<:ation of gas .... (f) r;:ach oper:ator Shall .conduct periodic sampling of 
coinliustlbfe' gases to assure the proper conqentration ~f ~doran! in accordance with' this section, .. 

. •. , . . . . . I 

;·\~:.·· ________ _j 
Deficiency: •. · 
;c=;~ty~o~.,~L7.ib-e~rty~dl~~-n-ot~·p-e-ro~o~rm~.-p-er7io-d~~-o-d~o-ra-n7tt~e~st~s~.--~------~~~--~--~--~-~ 

. ........ ·: I 
! .,_ .. :_'u_._ .. _· _· ~· ..:......,'-· ,...··-~~·~.~~ .. -:-·-··.,-.,.....-..:....,-.-.-,.,_..,._..,...,,__·_· _._ .. ..:_· .-',=~',...-~:_·_· .:..'_· _. ~---·-·---~ 

.,. ... ·:' .:' ) •• .: •. ·J " :.·,' . .' ,!f.~~PF•i !Ji!~clency, pat~ or la'!l OTR: 

Respcinl;i'ij !attach ·additioil~hiages as· necessar\tl ·. . .. , .. ' ; .'. : ·.... . . . 
•·:;; 

0 

.. M ••• ' 0' O • O 

0 

0 °0 o
0 -t·l,'•,'l,,•: : 0 

•• 
0 

O .~ ' 

1) Exi>ialn \YhY tho deficiency occUrred: lnclpde information abo~t wh.at cause<! !he deficiency and why ·n was not detected· 
by !he u~rny; (Attach extra pages as necessary) ... · · · · · · · · " 

•''•'• ;"\ ',"' o ·~I:: -~\ •'>,• ... ···: 
' . .. 

... 

,' '· ; .:· 

' 
. . . . ... ' .v. .: '.' . ' •. ·• . . 

... .., ., . 
,., 

.. 

' 

I 
I 
I 

---·---~~·-'---------~----'1 
2) Explain actions taken to correct !he deficfency, Including utilitY's responsible person, actlons taken, and when ft was (or will be) 
dane. (Attach extra pages as necessary) · ------"'"';----· .· 

: 

.. 

·---l· 

.I . I 
_ __j 

3) Explain acllons taken to prevent !he deficiency ftllm occurring again, including ub]ty's responsible person, actions taken, ~nd 
when H was (or will be) done. (Attach extra pages as necessary) · 

Response Provld_ed By: ---·----- Response Date: 

Signature: ·-----·----

-:. 

·' 

•' ~~· ·~ 

'. 

:·· .. · 



• ··.·~·-, ~ 

':.; 

. 1':,, ''/•-

'· Report Number: City of!.Jberty 032107 · .. ' .· '· 
Due Date: 511/2007 

•' 'DTR Number: ·. S. . ',, . .. · ., ,, :. 

·· QeficiencyT~i:!pking ·Repo~' . ' 

-~';'. >:.:· :-.·::.i ··. ··'. 

beficlimcy Detail · . ' .. ~·. . . ' 

. ·· .. ,· ····.-,:,: UtiUty :·Date of Investigation · · Investigator · · 

;_ ·,. · Qity of Liberty G~~ Company ' 3/21/2007· .. ·i 
. '• ~ '·' ' •I' 

Regulation 
149.CFR Part 192.747 . . ' . : ' ·.. . .; 

·· .•. 
. I 

'. 

DeficiencY: . ' . 
'city of Liberty had not identified cr. aocumented ·critical valve_ inspections. 

• " ' ' • ,4' ' • •• ' ., • • • • •• 

-.~ ..... ~:·-.. . 
' ' 

'·. ... .. , .. ' 

., 

Joel. Gr'ugin 

... . \• 
'.';! ·. 

• ... 

&~si]on~e.)a~ch ~~~i:t~~~~i i]a~~s.:a~ ~~~~~s~~~ · · >.·· :-:.,.:·:' ·.: · :::·_:·· · ·,·.··· 
1) Explai~ wfly tile deficiency OcCUrred. lncl.u4e infO<\TfO~on about.what caused th~ deficiency, and "'!JY k "1:3~ not. detected 
bytha Utility. (Attach.extrapages as necesseiY) ·· ,, •. • · ._..,:. • . 

• ~·- ... -~. ·····: :-:·~~-~:- • • •• ,., ·::~·.·· .... _,.. ·--~ • ,f' ·'\··:~·-_-)' ·. ··>~- .. ·.: 
• • • . • !I ~' ' '. • .. · .... .. . •, .. / 

.• .J • 

·. . . . :• . . ·•, . .·. 
... · . ' ... 

·.·· 
> • 

I . ·r 

I 

\ 

I 
I .. ... I 

·l 
. ·~ 

. . .. 
~···' . 
'· ~ ...,.; 

2J Explain actions taken ta correct the defldencY: including utility's r~ponsible.person, actions taken, and wh~n It was-(arwill be) 
done. (Attach e~ pages as necassaiY) • · ' .· . . · ... ~ · ~ ~ ·.- • _. --. _,._ -. _· __ . ·-· ·• · _. --.., 

r I 
., 

Jl Explain a~ons taken to PJB.,;nt the deficiency rrom oceurrlng again, lnclilc!ing u~rlty's resp~n~ible ~orson, actions taken, and 
when H was (or will be) done. (Attach extra pages as nli<:essaiY) 

... 

Res110nse f'JpVIded By: Response Date: 

Signature: 

I 

I .I 
·i 

_, ... 

·f' 

-;:' 

':. 



·• ••r '•' •, . •., 

Report Num~e.r. ·City of Uberty 032107 
.. DTR Number: B 

. · ' 'cu~ Data: 5i112007 . 
' . ·': 

'·. .· .. · ., ' 

::~~~.: '. '·· 

ij 
· .... 

Deficil!mcit Detail · 

.uunty · \:· ·.· : 'lnvilstlgatq.r 
.;· .. · City of Liberty Gas. Company · Joel Grugln 

·.,·.··'! ': .. . .•. 
Regulation .. ·. . \ 

•.· 

-· . ;49 CfFR Part 192.4q5 .External cprrqsicn ccn!rcl: Mcnilcri~g •.. (a) Ea.ch plpfi1llne !hat !sunder catbodic 
. ·,prctec~cn must be tested at least once. each calemjl!lr year... · . · · . · .. 

'· 

Deficiency: 
. '. 

iCily. of Liberty did not p'erfonn corrosion tests for 2006. 
•• •• • • j •• :... • • 't • • ,· • •.•• • _.: .:'· : ... '· ·. 

'· . 

··:·. 
~;~ 0 •• • ;· 

' .. 

R.esponse.rattacil~C!Ciitional pages.as·riecessaiv> :: · · . ·. ·,.· · -. '< .. . 
. . . ; .•. ' ... ·.·; '· . ,. . .. :.,:. . . . . . ~;-:-,:.-·.. -.. ,;': '' . ~· .. •.. : . 

·1) Explain why lhe pe~clency aecurr.ed. Include jnfannaUary·a~aut what causecl !he de.ficiency and why H was n0i detected . 
by !he uUUty; (Attach eXtra pages as necessary) • ·' ' · " "• ·:: .. : · · · ·• · · · · · 

I 
. I . . 

,: .. :., 

' ... ·;: ·:-:-:1 ·., . ·' ... :···~ . - '··: .. 
t•.. ,,. 

, . ' , . ., T' .. , .. • "! ~ ••• : . , ·•• . •:.· .. 
-.. · .. :." : 

._;: •' . 

' ·- ... 
... ··· .• ··2:. · .. .. ·!. ; . 

.·. 
I· 
[ 

~I ---- . . ~ . ·-·:--------__j 
2) Explain actions taken ta correct the deficiency, Including utilily's responsible peiSoh, actions Ia ken, and when it was (or will be) 
.~ana. (Attach extra pages as necessary) · ··---_____ . · ,-l 

. I 

.. 

i 

__ .. ··~------·----'----C--------,------'-----'·1 
3) Explain actions taken to prevent lhe deficiency from occurring sgafn, lncfodfng otlfity's responsible petson, actions taken, and 
when H was (or Will be) dane. (Attach extra pages as necessary) · · --, 

Response Provided By: 

Signature: ·-------------· ·----

Response Cate: ---.. --·-

i 
I 
i 
i 



APPENDIX H 

APPENDIX TO AN ORDER OF THE KENTUCKY PUBLIC SERVICE 
. COMMISSION IN CASE NO. 2016-00391 DATED DEC 0 I 2016 



·. 
. ' 

. .. ... ~·· ... ,,. ., 

. . ... 

; . 
-:~,r:::,; &~~hear. . 

' •' ' I .:~ _.. • 

~n~ K. Poter.i 

., ,. •. . .. 

Secralery . 
Energyan~l!nvlra_nmontC~Inat • 211 

:, · . ."P.p. Box~15 · .i ·:: ' 

. ' 

... 
• . 

,. -· 

June 12,2009 

'f1 .' . ,"-_;.; . .;-~ 

.-::. . . . • . · Fmnkfo!l, 'Ke~l\lckY 4QS02.C615 
· Telephone: (502) 5&.4-3940 

. . . . .· F;!X: (502) 5~0 . 
.. . . . • . . .. . ·• . .. , __ psc.ky:gov . . : .· 

. ' 
,:, \1 ... , ~ . ' .. 

. ' ' 

.... '. , . 

. - .· .... · · .. 

. ' .: :.:~:: . .... ' .. ... .i . f . · •• ... 
' . 

.. '• 

·. 

.. · .. ·' ·,· .. 
,_ .. : .. 

. .·1 .. · ... 
J •.. .- . ·', • . . . . 

' . . 
· David L. ~bong 

. ·'". · ' · Chalnnan .... 
.. ,Jam~Gilnl!ler 

. ~~}~- .· 
: ·, .. , John w. Cl!!f 
. : . ·. : Cqmnilsslarier . ~ .. . . ·.· ,,, ... . .. -

: .· "-· 

... 
\ 

.-··· 

' I ,I ,' ~ ·,, 

· .':t . . <'1 
I: • · , :·:: •,' • 

Honorable Steve sweeney . .. 
. . . ' .. 

Mayor or Llbetty . ._,.,. : · ... -:. .·. :': ·. : 
. · ·c§urihouse·square · : • . : · \ . r · · .. · :._- ·· · · ··: 
,);".9· §Q~ 1.2Z ~,._: · ... · · : . ." '\ . . ·· .,,. . ' .... __ ,.,, ... >·· .. ,,. .., 

Lib . Pk7 KY' 42539 . ~ . . I l ' • ' ••· ' •• •••• -:~·. • • • ·'i_ •• • •• 
e.~Y.• .. ·.=.. .;; .. --; ·.:·:-::__ :.··:·-· . ..: .-· . '·· .. ·~ .. 

,• 

-....... __ r: .. ·- ··-~ --~·-··:·· :: ·~ .... · ··,; . ~; .. ~:;.-~~~>: :· .. ··.:,·N .... , :.r ·-.·_· .... 
·PERIODIC RE~Ui.ATORYCOMPLIANCE INSPECTiON OF LIBERTY NATURAL GAS 

. .:_,:._.:~ ~'.· .. ···.·.·-._.1- ~· .. ~··-:._·.--:~.-;:_-. .- .. ·':: .... _ . . -.. _l' · .. ·.•-~·:' .~'_. ...... :·· :·' ;·. :( . . , 
.. ~: . . 

• . -;·,: • 1;' • .:.. ; ' I' • • •' • o I • ', ' '. • '• ; ' ' l :~· o • ' ' ' 

On_ May 2_7, 2.009, Steve $amplj:~s conducted a perlod_lc regulatory complfance Inspection of the· 
~ natural gas facilities of.UJ?erty Natural ~as in Liberty, Kehtu.~. A copy of the Jnspec;Uon reJi.ort 
~-. Is ~~~hed for Yc:JUr.revi!)W. Nine deflclencf~s.~re doc;umen~d during thls periodic Inspection. 

· · The previous Inspection of this utilfty \,\'Ss conducted on Ji.1~h 21, 2007. ~!J:C deficiencies were 
do.cuniented during that p~riocllc Inspection and ~re i:oi):ected In a timely manner. . _,;· . · 

. ~ noted,. nln~ .·a~~~~n~~li ;~re ~~a:m~n~~~ '~~r~~~ ~~. ;nspe~~o~: ·: ~ou ~:e. r:q~~sied. to 

I~ 

respond to this report; ou!lil')lng corrective actions· for the nine cited deficiencies by July 17, 
·2009. Please provide your responses on the copies of the Pl!ficlency Tracking Reports sent 
with this letter by completing the three separate sections under the Response.heading for !lie 
cited deficiency. · · · · 

If you have any quesli~ns or need additlonal lnfo~alion, you are welcom~ to contact me at' 
(502) 564-3940. We appreciate your continued Interest In the safe operatlon of your gas 
facilities. · · · 

JASON R. BRANGERS, P.E., MANAGER, GAS BRANCH, DIVISION OF ENGINEERING 

Attachment UbertyNaturaiGas Op2709 Inspection Report 

Kenlucky\JnbrldledSplrlLccm An E~al Oppcr!unlly Employer M/FID 

' .. 

,. 

... , 
.. . ..... 

. -~ 

,. 
! 

\: 

'· 



• ..... • ·; 4 • ~ ·: ·, .· .. . ,, 
' 

. . ... · . 

' 
! '·' 

' . -;·~·-.:,-··").; ~- :· ·. '\~\:. :_:--,) l! :·: ·t_)'' . . .:· .. , ... 

COMMONWEAl. TH OF.KE;NTUCKY 
,:· · ·:. :p:~·~~~~~~-~~~ri'¢s~#t>~M·l,s~i9N ·. 

. : ;. :··, >·;.~, . . ·.: · .. :. ·: ·. : .. _~:) . '•. ~: . ~ . ~ {~:·;·!!:::: ;: :·:· .. •. ·. ·_--... ~.. ·. 
.. · ·. ~lJTIL!TY JN~P.E:CJIOf~fR$PORT 
· ·: .. <, :. · .. :·,-R~pRrfp~}~;-:;~{?~i29,Q~·.: · .. ":0:,:· :· . 

• • o ,,> '• • '• o/o I •: I • ,;., o j • '• '• 'o ' 

· . · ' R~port Nutrjb~i: pberty Nat~ral Gas Og2709 

. . 

. . , ~- . . . 

, .. ' 
0 • . ·) 

'. •· .. · ·· .. ; · .. ·' ;:·:,•: .. :: :·:··:.· .. ·. · .. ··~·INSPECTiON ';:.''.··: ..... , . 
.. · :~-.:/·· ...... :·· -; __ .. :_ .. :'::~~·. · .. , :_. .: ... --=~-~- .. :-~·-· ... ·~· . .. . ,. ·· ... .' . 

Ita. Q~p.~ipt!~n ~.l;J~~ity: ... Munl~pal q~efBt~~.~~.~~n~ ~~ ~~ ~lbeltyan~ su~o~dlng,atea. . •.. 
'V Number of Customers·· 656 ,. ·'· ·.. . •• • . .· ·· . . ' I 'r· ,, • - ·' '.1 • • • • • • ' ' • -~ • • • ' '• :. . -~-:!·.:~·..-:~•· .. ,'~ ~~":'•' : .".'·"jo~·· ·.' '.' . \ ' . • ' '• 

Area of Operation! . Uberty, KY · ·,; • . · · 
··~tippiy ~~ur::~; · ::_:·: ·" "r~s ·ea~~~ Tran~m~~~~o~ · : ·.. · · '

1
·- ':'. i . , 

'ol~trib~tlon Des.~iiptlon:' St,eel an~ pl~stlc distribution gas syste,ml.n Casey County operating at: . 
. ·. ,_.. '': · ··' '. . ' · · . "'240 P.SIG to 20 PSIG •. · · . . ' . · . 

' I . :' '• ' ' • •, ;.. ' ' • 

Workforce Summary: · .. 4 ~as opeiator Qualified. EmP.Ioye.es and· office personnel. 
:. ; ;·'! .:.·:.·.~-~ • ' • : . ·... ., • . ...• 

. Utility Rep!iil,n lnsp: · Ronnie Wesley, supervisor, and Charlene Rodgi!rs (City Cll!rk) 

Date of Last Inspection: .3/21/2oo7. ·. . . 

orR. lfom. L~~t J~sp: ·13 
DTR!i not. Cleared: 0 . . . 
Summary. of Items and facilities Inspected: :.. 
The Operating and Maintenance, Emergency, Damage Prevention, Operator Qualification, PubUcAwareness and 
Drug and Alcohol Plans ware reviewed during lhs Offlce vlsiL Also lns~scted were records pertaining to leakage 
sunceys and repal!s, valve lnspecllons, patrolling, corrosion control, regulator lnspecll0ns, and odorant verification 
tests. The field portion of the lnspecllon consisted of lnspecllng regulator selllngs, pipeline markers, mainline 
Valve locations, meter Installations, and the point of delivery at Texas Eastern facility. 

Page 1 of2 

I: ·I . 

. . . .. 
~ . ~ •,. . 
···\ .. 

' .. 

..;;., 

. ' 



' 

' . .. .· . 
:~. . . 

. : ' ' 

. . . . . ~ . ' ' . '· . : ... 

. . ,: ___ _. ·--ri.ti.M,M~~.~ 1~ ?,; .~eN!.Pc.~ . ·, 
.. · ·.· ... -::·~~~--~~-~-;~r~p-~ .. ~.o~;::~J~~ 

· .... . · UT!LI'JJ;IN$~~CTIO,~ RI;('ORT 
. ·. · .··:-- :R~P·~~-9j~i,!!=A{~Pl~q9~_, ... , ::-:. · ·'·. ··· , . 
· · · · . : Repoi:t NLimJ:!et. ,L,Jberty N~~ral.Ga~· 0527.09 .·. 

.. 

... 

·•' .. 
.;, . . . . 

. . ' . . . ·'- ~-·· . ' . ·. . . . . 
'• ' ' ' ' •i '•"'·•:.,, ·,••, ·~""~· .,_. ;•;,••'·.1~' ' •.; ' ' ' ~·' : ., •' ' • I .. '· . · · ·: . ,.,·FIND.INGS . . ·. ······-'·· . · · . • ,. .· . • •. • • • . • . • t': . . •' . .. 

1 Lib,ertY N~tura! ~.as-was riOt a ;~r."be,r ~(:~~.~t.ucky bn~rcall, ~~tei{: : .. : . 
2 Lib~!:o/. .. !'J~t~fill.9~~ ~AI! !19~ taklrig ad-~q4at~ precautions W~~n W"9rkliJS in·· .. · . , .. 

hazardous si~atlohs. . . . ·.. . . :· :· .. . : : . •' .' '. . '-~ . . . . . . . . ., . : ··c; ... 

_:3' · L!b~;~ftY ~~iui:::ji' G~l!. ~ys~e,m dJd_n.o~ ).)a~!":·~.Public A\Y.I!r~rie~s PJ~n. ilr,:r!i!~rdsJo . ..- ·. : .:;,:• ;.·. 
·indlcatefollowlngaplan: .·· ,_,_. ,.:·: ·''· :· · :.:··,.:._ .. :·. ··:-"·, · . :;•:. ·, .. '.-"' . 

•...'t/1·!··:.,, ... \:•:.' ." ' '•,, ~· , ,.,, '; /,L: 0 •'·;·:.",\ :•,", ,,o ,•1 •,' '.', ''-•! ','!:• 'l,•J,;•• :, ,,.~ :';?!,j' .. ;~ 
. 4· ub.~rty·N§fHraiJ,>as wa.~:nc;;t cciri~ucting 1~a~ag~ ~urveys·in t~elr b~sine~s dJstncf · ·: · . 
. ·. ·~ . ~~~~ ;~~·~~::;~-~·.~.;: ~':~~~;:·?~~. ~;· :. ~::· ·.:. _·· .. ';>. ·~··:: ·. < "> .·:·· ·''.< ... ·~~~-~ : ... :· .. \: ....... · .. -:· ·,.~~- .~·. ·. ::· · .. > .. . <>}~·~ ... . . · .. :·· 

.,, · · 5 · Ube{ty Natural Gas did not have records to iri~icate their criticafvalves have been .· 
· ~~~P~?:i~~.-~.a-~~r~~i-..... : · · .. · :·;: .. ::f:\· :;·.~· :~· ·. ~·::.~,., ,. _,.' ... ,,_ . .__ .. ·.·, · ."· .. ~::. :::::' · .. _. : .. . . . .. i;; . . 

.6 Uberty Natural Gas did nottake corrosion readings In 2008. .. · . · :' · .. · 

7 . R~tilltie~ reading~ ·.;;a~e taken,by Mike 'White. He eric! not have corrosl~n ·~perator . . 
qualiflca"tlons. · .. _, :···· ... · · · : · .':_.:': ·. · .. · : : ·. · ·: · · · · · · · · 

. a · ·~·j!J~~·N~tural ci~~;did ~ot h~~e rerords. to shoW ib·~Y ha;ites~ed their new 
8 ·segirJeritS o_f m~ip .~fter a di~-.i~. '-: .. >·:. . _.:·. · .: ~-:.: ;---; · . , · ·· ,. 

9 ~iberty Natural Gas did J"!Ot revi~w and up~ ate the(~ manuals annually. 
A ', ,' o 0 o 0 'o' ,o ,,' '• • ' •'•o, 

. • ·.· . : · .. :- . .-' ·.-. RECOMMENDATiONS ·::-:. ·. 

Ci~ ~fU~erty should correcHhe stat~d -~~f!clencle~ in ~ tlmeiy rr;~~er. · ' • 
.' . . . . . . ', .. ·,. ~ . . ... . . . .: . : 

:·, 

ADDITIONAL INSPECTOR COMMENTS 

. .,, 
'·' 

Ronnie Wesley was ad~sed of the pi~sUc squeeze off boX ai the Woadrb~ Ridge Regulator station 
were they are squeezing a~ plastic In the. same place periodically •. It Is standard practipe In the gas 
lndusby, and normally a pipe mantJfacturar racommme.!ldatlon, not to squeeze off plpa mora tlian once 
ln tha same location. This should be replaced with a plastic valve. A follow up Inspection will be 
scheduled. · . · . . ' · 

Submitted by vJI' 

,~&·~ 
Steve Samples · 

•• . Utility Regulatory and Safe!-}' Investigator Ill 
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• 

· .. "· •• 

·. ··:: : .. :.· .• 
•.. . ~ . 

. •, .... ·-· 
Rop~rt t~~~"" Ub~rt;·Naturai Gas 052709 • · , 
DTFl.Nurrib&r: ·. . ·1 · · ·· . . ' ' 

• • :, • • I o, ' ' ' • ' I •.' 

.. oQeficienqy Tracki,I]Q Re~o.rt . 

'. 
·-.. 

,•. 

·ceflciencv IJetill · · 
• f" . • .·.·: •· 

. . . . ~. 

·':· •.. . : ~ .. -~ '; \-:· 
. :· ·_.·:. '• 

.··• · .... 

' . ... 'Utility . c ... · .. !· . Date o,f,lnvqstlgaUon .. 
·'·: ·>CitY'o!l,lbertY. Gas Company . ' . " 5/27/2009 .... , . . . . . . 

.. ·~ 
. ·· . .' 

'• 

. ,, 

7/17121lD,9 

.. ·. .~: ; .. 

Stfi!Vfl Sample~ .: 

. R~9ti~ti~n: :··. :. ·~· ~:.:.~-.~ --~-! •• ·:.~ ••• : .. : .·~·· >..~ .~:·.=~·>>· : . .-." ·.:·:.. .:. r.. .. ;··.·~ .' .. ~ •.. 

~9 C~ij Part.192;614 Damage prevention, program •• :each operafor of a·burled pipeline ·mus~ carry out, In 
ac:<;ort!ance Y.Jith thl~! se.cllq!J, a written program. to prevent !faml)ge to '\flat prp·errne from !lJicayatlon . · 
activities ... '· · ' ·1 · · · · · ··' ' ··, '' · · · · ' ... 
'oefic[ancy:. . ···.•.. .. . ;:.. · • ;._ '.· "'· : .·· ·. · 

.. .... 

.· 

·. 

• • · • l' ·• • 1 ~ ·· ~. •, • · • • · " • ·• .• , · • ' , . ., ~~· t•. • • • o' • •• l · •, · ·,. •• .• :.· • \. · · · ! ~ • • Re!nlonse (altach additional pages·as necessary): · .. ,;.-,>> .: :·' -,_ '·.e·.,; ... .':·.:'. ;._, .. · .:· ·, 
.•. •··•, ".. .·. · •. ·' ',·r~. ·.,~ • . . ~ .. .':·•, '" ~~·\ :''- ;' ,•, \ ~ ·, ,. __ ;·~ . ':' ~. . . :. .'' , • ·.i 
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2) Explain ar:llanslakan Ia correct tha daficfen_cy,lnclud!ng uHUty's respan~lble.person, acflonslaken, and when 111'!89 (crwm ba) 
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3) Explain ar:llcns lakeri to prevent the deficiency from occurring again, Including utillly's responsible person, acllcnslaken, and 
when n was (or wiD be) dona. (Attach extra pages es necessary) · · 
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. ·• . ' •. ,•J • ' •. ,;. :. ": ' ' ' " . •• / ••• , • • • ••• ; •• ' • 

. .• 
DefiCiency: •:.· · '\. :· .. ~· ·_.: · ;_ :;· - · ·,. :.~· '"·: · '· ·... :;·. ,.-•. _,- •· · ·. - ·1 

Liberty. Nal~c~raf G!!s.dld n9_t ~ave. recq~ds tplndlcate their critical valves have been Inspected eac~ yea.[. . 

~·- .-_--/---~: ·;_;. >.·_~ ... :_: ~ . ..:::·:·-~-~ ~ ..... \_-_::~_.~·-:~· .. :.··,> .. · ... ,:.·: ... ·.·,: .. :.::·:!.·:\· .. ···: ... · ·:,'·! .. '>·><',':': .. ,: :.; 
..... / . ·•. . . . .. \ •' . '. .: .; ::. :,· 

.. -::. 

. -, r~. 

~ .. 
.. . ·-
•, 

' : . 

. . 

._::...· . . . .. _ 

. ' 

. . . 
• . 

· . 
·' •' . . • ·. ..... 

. ·. ~. . ..: .... . -:_.\\,:.' . . t· 
'· .. 

. ' .... -. 

... . .. 
., 

. . 

.. . 

2) EXplain acUons taken ra· coiR!ct tile ~eflcleney, Including uiiUly's responsible person, action~ taken, and when ~waS (or wRI ~e) 
~one. (Al!ach extra pages as necesaa,Y) ' • · · • ' · · ' · 
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3) EXplain <icUons taken Ia prevent tile de~clenoy fnlm occuning again, Including utllily's reSponsible pemon, actions taken, and 
when ij was (or wru ~e) done. (Attach extra pages as neoessary) 
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~9 CFR Part 1_92.465 Extemalccrrcsion can!rol; Mcriltqrlng ••. (a) Each pipeflneJhatls under cathodic 
pi'Qtection must ~e ~sled atlE!~S! epee eac~ ~len dar year... · • : -. . · . . 

Defic!epcy: . -· .· ~'. ·:.-. .. 
JU"'"ItY Natura} Gas did 

,•. \•,~z.{· 

corro~ion readings 2008. 
• ··, ,t• 'l, 

.' •',, \ . I • •, • 

_.: ~ ... 
..... . ,• ·~. . ' ,. ' . . ' ·.: ~ 

i . ~ . ··,. 

• !' 

~ .. '- .... 
_.. 

'. ... ·•,·.: .. _,, . ·' ..· ·' . 

. .. 

., 
i·:_ . ' ... ·: . . ,.· ., 

: 2) Explain actions taken Ia carrecllhs deflc!sncy,lnc!udlng ulll~s responsible pomcn, actions taken, and when II Was (arwfll be) 
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2) Explain actions taken Ia ccnect tile deficiency, lncludJna ub1iljl's rasponslble person, actlops taken, and when n.was (or will be) ' 
done. (AHach extra pages as necessary) . ., · · · ' · 

3) Explain actions taken to prevent lhs deficiency fttlm occumng ageln, Including utility's responsible peJSon, actions taken, 'and 
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2) Elcplafn acUons taka!' lc "!''"!ct the deficfancy, lndti<f!ng l!ll!lty's raspcnslbla pe!liDn, acUons ~en, IU1d wheri i!_ was (or will ~e) 
done. (AHach exira pages as necessary)· · .... . · · ' · ' 

:, . ·.·, I ,._ 

·. ·. ·' 

•. 
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when ~was (or will be) done. (Attach extra pagea as necessary) 
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. ·· . ~ .. ~ereent ofs~h.Jsp~ · · 'U'ID · . 
. 0. ·1.--r~er ot~~-io$peeted _-..,.30~--=~ 

d. Petcenl:pftotiilserYU:es < :· •• - • '·· 

·· .:'·.:~-~:· ... . :·~·.·t>·.·--~?,.·: .' .r·., ;, -~· ·' 
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-~--~2,,......,... .. -:!RESULTS """ -·-·- : · · . ·. ·· .... __ .,. ·' ' ·-~ . - . ·~ .. ~'· ... : ·:' .. ·· •' ·, .. ,-:: 
';.', ........ ·• .• ~·· : , •• ,. . ... ' ·:·· r. ·. ' " ,. 

11. Class "l"lellb 75% to 100% CGI .Meter 
o. Class "2~' lei$~ 1~% to 75% em Meti:r 
~ Glass '':3" leplqJ 0% 1o IS% CGI Meter . 

. ' 
NIIDle.ofCompany: CJty ofLiberty 

P.O.BOX127 
L!beltv. KY 42S39 

. .,...... . . 
The City ofi.lbeey has lieen divided :into five (~ {)arts because we have 11.\'emeter 
~· . . . . . 

Employees: flrtg Ro~i:J 

I. Plus Business Dlstrlet Blld Schools. 
2. ~ook; ..J..._ 

. . . 
-..;- ·~· 

·.· . . .. 

~ 
Clly Hall P.O. Sox121 Uberty, KY ~2539 !606)797.gg73 U~611es (6Cl6)787·G691 Fax [606) 787·7993 TOO i 1.S00·247·2510 . 'IJ 
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. iBAI{AGB SURYEYJlll~· 
\ . . . . .. . ·-· . . ,• 

: . . : .· ~·- .. . . . .· 
. . 

1. 
. . 

SCO};'B .; 
•., •'• ~ '' I_ ,.. • ' • 

. a:' ~~~?~~"~4ecte4 -'._..,.·Lt,.,.... .. __ 

. ' 
.. ~. ~erceJ!I:o~~emmspe.cted . '!/.?4 
·· '· · ,:9, Number!lfservl~lnspected_....!~.!!J.io'----

, d, Percent of total services 
'• ... 

... -~-~;~-~- ... ·~-\ ·;<: . .- :~· ~·· . ~ ~ . :. 

. ' ~... . :..· 

a 
0 
0 

·o 
0 
0 

. . ··· .. 
iL Class "l"leaks.75% to 100% cor Meter 
b. Class "2" Ieliks lS% to 75% cor Meter 
c. Class ''3" le'aks 0% to 15% CGI Meter . . .. 

Name of Company: . CltYofl.lbettr 
P.O.BOX127 

. Llbertv. KY 4~539 
...... 

'.;. ., .... 
., . 't,' 

.. 

The City ofLiberty has been divided lnto :livo (5) parts beoause we have :flvo meter 
books. 

Employees: 0~ M!Uj 
1. Plos Business Dfstrlct and Schoohi. 
2. Booki --4--

. ... 

.... . ,. 

. , . 

·~:'{! 
. ·' . ; .. . . . . , ... ·:.. '. 

;; 

. ' 

..,. •' 

·.;· 

CitY Hall P.O. Slllll27 Uberty, K'l' 42939 (6061 787-9973 UIU!des (6C6J787-6691 Fax (6C6U87-7992 roo #1-8011-247·2510 -C) 

.~ 



-··1 -· ......... ~1 No. mu r. 4 

. . 

.· .. 

:' .. . pwwm SUR.YBYRECAP 

1. SCOPE 

a. Mll~ofpip~~ected. . ·.:~/ · 
b; Perc~ofs}'ll~~ected "Q!J!kl 
o. Nlimber of serviCes inspected 8o 
d. ~ercent oftoPll ~!lryiceli -...><M.,--~-
,· . . . :. . ... ···.?.r=;.': ,. 

~~-=--22:.-. ~lmS:B!;'.FS .; .:· . 

!1. 

I I" ' : 

a.: N\l1llber oflealcs detected 
b. N~cr ofPlP!'llne leaks 
e. Nlfmber oflle\'V.Ices leaks 
d. .Number ilracie "1" leaks. 
c. Nll!Dbct grade "2" Ieaka 
£ Numbersmdc "3" leaks 

.() 
·o 
0' 

a. Class "1" leaks 75% to lOO"Al CGIMeter 
b. · Class ''2" leaks 1~% to 75% cor Mater 
e. C8 ''3"1aaks O% to 15% CGI Mater 

Name of COlnpany: City ofLibeey 
P.O.BOX127 
Llhertv. K.Y 42539 

The CitY of Liberty bps been divided Into five (5) parts because We l!ave five meter 
. books. 

1. Plus Business D.lstrlct and Schools. 
2. Book: ....:L._ 

... 

' 

,.·-:·· 

·. 

A 1 Hall P.O. Box la7 Llbertv.l<,l' 42539 (606]797·9973 uunuso (5061787-6691 ·Fax (6051787·7992 roo IJ 1·800.247·2510 •f" 
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LEAI<AGB sr.nryEYRECAP . . . . . . . 
'. 

SCO:PB 
" 

·-: 

· · a.; Miles of pip~ insp~Wted I 
b •. Pi:tcll!l1 of syete.¢ ipS,iiec~d _ _.acmo~~!!t.o__.._ • . 
o. ~er.q'fsetv.i~ ~coted ...;·c:...· ·.:..· ·.!ly.2.C" __ 

· d, P~ li;ftotljJ se:tviCilll 

__ __.._.:..~.2_.:..· -~s~( .: · ·.(;· .. ·,:·.,_;:;.;: ...... C· • . ,., ... ,. ~ ' 

•• 
a. Numlier of leaks detected 

, :.b. Number Qf:P.!P.ellne Ieal{s 
· · c, Numberof'serV!!l~~ 

if. Nlmibbr gnrde "1" leaks 
e. NiunQel grade 1'2" leaks 
£ .Number grade '.'3~'leaks 

C!.ASSIFICATION~dO 

.· .... , 
D 

.· b 

a. Class ''!"leaks 75% to 100% CGI Meter 
b. Clasll ''l'i leaks i SOAi to 75% COl Meter 
c. ·Class "3" Iem o% to 15% CGIMeter 

NlllllC of Company: .City ofL!@ti 
P.O. BOX 127. I 

Liberty. KY 42539 

NO. UIU ~. -~ 

. .. : 

. ' 

:\,. 

·, . ,. 

•.· 

'· 

T.be City ofLiberty has been divided Into fiW (S) parts bec1111811 :we havo five lllefer 
books.. · · 

. Bmployees: 'OufiJI fltmocl 

I. Plus Bushiess District and Schools. 
2. Book: __![,__ 

.. 

'· 

': · .. 
: ·: .. 

..a 'IY flail P.O. Soxl27 Libefll\ KY 42li39 (6061 7a7.g973 t/dUUes (605) 787-6691 Fax(606l 787·7992 TDD 6 1-800·247·2510 .,. 
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.LBAKAGP.SURVEY MeN! 
.: '. 

. . . ~~ . . 
. .. ... 

1. 

••••• 

'· .. .· 

•. 

a. Class ''I" leaks 75% to 100% CGI Meter 
b.· ciaas''2"1eaks IS% to 75% CGIMeter 
0. Class "3'; leaks 0% to 15% cor Meter . . ,. 

Nanw of Company: 
·. P.O.BQX127 

LibertY, KY 4is39 

.· 

.. ~ . 

.. . •.;. 

:.· .·: 
. . 

/ 

. . I 

No. mo r, b 
· .. 

.. , .. 

.. 

. ·'·· r 

. .. 
.I 

.· 

T.f:te City ofliberty lias been divided Jnto five (5) parts because we have :live rneter 
books. · · 

Employees: tJhm /Jtt/1 
1. Plus l3usfness Dlstrlct and Schools. 
2. Book:_£_ 

. . 

.,.., . 
I~ Hall P.O.Ilot 121. Lib<rty, KY 42539 16081 787•9973 UUIU!eo (6081 787~691 . Fax(606l 787·7992 TllD /J 1-800.~7·2510 w 
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&if!/!?/~--
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'.· 
;L'HAKAGB SUR.VBYRECJ\!1 

.. 
1.: SCOPB •. 

. a. MileS ofpipeline Jrispected . 'l · · 
· · b. .:P~nto!syatemillspected · 94"0 .. 
... c. Nrunberofserv!c!JSlnspeQted~ · 

· d, ~ercent oftotaherviees · · · ..... 
. . ~-:<:i' • .. . .. • '· • 

' r ' • :' • • • • ! • " 

. ,;- .. : . . . :· 

-·- . . ·: .. : 
a. ~lllit~ of leaks detected . 
b. ~erofpipellneleaks 

_.-~:=::a~~ 
e. Ntmiber ~48 'II)}• Ietiks 

·a 

f ~~~:·:~~-
CLA$.siFICATION l\!lJ?THOD 

0 

11. -C!QSS "1~'1e!!k.s'1S% to l00%CGI Meter 
· b. Class "2" Iciaks IS% to 75% em Meter 

o. Cllllill "3"1eaks 0% to 15% CGI Me~ 

Nllmll ofComp1111.Y: QlW ofLiberf¥ 
P,Q. BOX i2Z , 
Liberty. KY 42532 

• .1_1\1• :J I. I U 

:._ .. 

. , . .... ·'. 

. · 
. ';.'. 

The Clty of: Liberty bas beett divided Into :five -(S) parts because wu have five meter 
books. 

Date of Survey: 1/W.3 Employees: {:/rfj 'l?n4r.v1 
1. Plus Bus!neBs District and Schools. 
2. Book; ___L__ · 

• 

r. . I .. ·'. 

.. 

'· _=: .... 

, .. 

.. 

llyHull P.O. Box 127 UbBIIY. HY42539 C60Sl797·9H73 Uti1111B1(606)787-66!11 F.,.(606)781-7992 TDDI 1-800•247-2510 -o 
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·-. LBAKA.GE SuRMR£cip . . . . .; . ' .... :. . 
. - ·':' ' .. ·, ',.. . 

1 :' 

~. ··: ... :' 

1. -·-

. '• 

' .. 

. . ' 

'\·· 

·'' :•. :. . ,· 

0 
0 

_-.(2 •· 

o-· 

. · .. 
11. • Class "l"leaks 7S% to 1 OD'Mi CGI Meter 
b, Class ''.2" leaks 1S%'to 15% CGI Meter 
o. ~~~"leaks O% to IS'Mi CGI Meter 

cy;~fLiberty 
. . ' 

P.O.BOX127 
J!ibert;y. :tcr 4is39 

' . -. 

·liD, U I U - r. U .. 

. . 

. , ... 

·-·:: 
_., 

. . : 

: ~-· 

' -
.· lr 

: . 

'r11e City of liberty haa been divided Into :five (5) plll!S becat~.W we Jmve .five 111eter 
books. -

Date of Survey: .1/aaUJ Employees: {)uren fflmcd 

1. Plus Business District and Schools. 
- 2. Book; ...!:L. · 

,. 

. .. ··, 

ilr H~l P.o. a ox la7 Ubirt» KY 42539 · (606) 787·9973 UIUU!eo (6ll6) 787·5691 
.,.., 

FD(606) 787-7992 TDDil-800·~4N510 111 
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~SQRVBYRECAP 
I • 

. . .. 

'• ' '\ 

'• 

:· 

.. 
······· 

. .. _ . 

,· 0 
.o 
0 
() 

0 

a,. Class "l".lllaks 75% to 100% CGI :Meter 
b. Class "2"leaks 15% to 75%.CGlMetcr 
c. Class •tg••lilaks 0% to 15%·CGI Meter 

Nam,e of Company: Cjt'y ofLiberty 
·. l>.O. B'OX 127 

Libeey. _KY 4253!2 

·. 

. ·. . . .. .. ·.-..·.{"'"-:._. ·-
. . ~. 

· The City ofLibeey lu1s been.dMded .Into five (5) parts because We have five meter 
books, 

I. Plus Business Dlstrict and Schools. 
2. Book: ..J;_ 

.. 

-.. 
" 

•' . 

; .. 

•. 

' . 

. .. 

,. 

'· . 

~ty Half . P.O. UOK 127 IJ'bet!y, KV 42539 (506) 78'1-9973 UWIII!I (60&J 787•6691 Fax(606J 787·7992 TDD I 1•80D·247·2Sl0 -o 
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.· .!::?--.. - . . y., . ·. . • •• • -:. 
' ' -

'.' ... •: . ... 
' ' 

., . 
•... - 1 -.~ 

, · ·· LBAKAGB SURYEYRI!W . . . ' . 
... .. 

. -., . . ;. ·.-·. ' ,. 
'f. SCO,PE. ,C .. '·. :., 

'~:· ·~s:;fpip~e4e~ted ·._ ---:;;· .. ·~~:;;-:---
. ,.'p,,_ ;e~~_ofsrifetJ!..inspeete4 ·· flOIIJQ . 

. " ... 9- N'l!Plber ~rsen1q!lii inspected 9;£ · 
·' .. -~~~~~,,of~;:~>-._:': . .,-_.~.-""'r·..,..·· .. ,;.;,··-~ 
'2, " . . . :_,:,. 
. . .. ·:- --~·:·-· ·::--... :·_~·:· ~~: ·-.. -:~:.··---·: -~-~:.::r: -· 
. : : a. :Nuniber orleaks detected 

' ... ' b.. Number of plpellne leaks 
... c •.. NUililiei of serviCes lliaks 
·· d.. NlliDil~ ~de "l"leSb 

e, N~-~ '.'2" leaks 
£ NIIDib(jr 8ralto:lf3"l\lllks 

· CLASSIFICA~O~·i.k'ri.ron. . ~ . ' ' . . ,. _; . . 

' 

\ .. 

0 
0 
() 
() 

., 

Q 

(J .. 
' 

a. Class"!" leak& 7S%to 100% COl Meter 
· b. Class "2'.- k:aks I SO A. to 75% CGI Meter 

c, Class "3"leBks O% to IS% CGI Meter ' . 
. -

NruneofCOnw~ Ci~ofL~ 
P,.O.BOX127 
Lihe$ KY 42S39 

' .. 
' . 

, ... 

: 

' 

(' 

'• ·' 
'· 

.. . ' .. · 
::.:, 

-' ' . ,,. 

. . .. 

. . 
The City of Liberty has beett divided into five {S) parts becaust~ we haw five .meter 
books, 

Employees: /JtJN.W fltmiJocf 

1. l'Ius Business District and Schools. 
2. Book; ...!/.._ 

,_. 

i --~ • .. 
; 

·:-

~: .. 

I :• 

. ·,, 

. " 

. } .. 

·-· .. 

'• . 
. .... . : . . . _.·: ._.,, 

. ·-:::"''. '·. 

' 

~ ly Hall P.O. Box 127 , Ulifllt\ KY 42539 (~06) 781-9973 UIIIIJies (60&) 787-6691 Fax (606) 781-7992 TOD I HIDD•247-2!110 w,.. 
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•• 

.. ·.:· 

. ·:'. 

: ., •• • •• 't .. . . ' ·~. :, ·. . ·::· ·-·· .... ~ " . ; . 
·. 

~ ' I 

. :· .... ,. 
. .. ·,\. ;. 

0 
.. 

. , :: . 

· 1J. Class "I ... leaks 75% to 100% CGI Meter 
b. Class "2" leah 15% to 75% CGI Mi:tet 
·c. Class "3''·leaks 0% tO 15% CGI :Meter . ·: .. 

·.· 

, :NameofComp~: 

P.O. BO:X 127, 
Liberty. KY 42539 

· .. 

. ·-.. 
. .. 

. ' 
:. ~ . . 

• • ·. -~. l,_ 

.. · ,·. . ... 
~- . i .. . ~ .. 
..... ,, 

. . 

;·, . ~- .. 

·.· 

· . 
? : 

.· .. 

... ... 
. ' 

,,1,; 

. · --·:.,: .·· 
'• . ' '. . . .-.;' . ·. . . '\" : .- . • • ... ··:·! . . . ' 

. \ . 
-~. 

,:· ...... __ . \. ' •. ; ·.·'.·! .··-· 
·-·. . ~ -~ . 

·. ;- .... . ; : 

·: 

,• /-··- --: 

. .. 
-~ . ·:' 

.· 

·: ~ 
-·: 
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December 15, 2016 

Kentucky Public Service Commission· 
211 sower Blvd. 
Frankfort, KY 40601 

I 

Re: Case No. 2016-00391 

P.O. Box 127 • Liberty, KY 42539 

Investigation into Compliance of City of Liberty Gas 
Company with KRS 278.495 and 49 CFR Part 192 

· To Whom It May Concern: 

DEC 21 2016 

Public SoNice 
Commission 

This letter serves as response from the City of Liberty .concerning Case No. 2016-00391 regarding the investigation 
into compliance of City of Liberty Gas Company: Based on Appendix A of the Order the City of Uberty received, 
below will state each number represented in Appendix A and the response from the City of liberty Gas Company: 

1. Refer to the Leakage Survey Recaps, which are attached to this Order as Appendix 1. Provide copies of 
each gas leak detection survJey report represented by the Leakage Survey Recaps. 

*Explanation- The information provided on the Leakage Suivey Recaps were not proper Leakage surveys, 
therefo.re there are no leak detection survey reports to provide. One of our employees incorrectly filled the 
leakage survey recaps out based on patrolling that the city employees had completed thinking that was the correct 
form to fill· out. 

2. Explain why the Leakage Survey Recaps were not provided to Commission. Staff during the periodic 
regulatory compliance inspection of Uberty Gas conducted between July 6 and July 10, 2015. 

*Explanation- During the inspection conducted between July 6 and July 10, 2015, Liberty Gas employees learned 
that the patrolling we were doing was not actually a proper Leakage Survey. The Recaps were not provided to 
Commission Staff because we didn't think that's what he was asking for. Once we learned what a leakage survey 
actually entails, we realized that we were not in compliance with those guidelines so we didn't have the correct 
paperwork to provide to the Inspector. The last Leakage Survey Report performed for the City of liberty Gas 
Company was in 2009 by Heath Consultants. 

3. Explain why the Leakage Survey Recapswere not provided to Commission Staff during the follow-up 
regulatory compliance inspection of Liberty Gas conducted June 23, 2016. ' 

*Explanation- As stated above, the Leakage Survey Recaps were filled out based on patrolling done by city 
employees, and were not actual Leakage Surveys that. had been performed correctly. liberty Gas employees 
learned of their errors during the inspection conducted July 6 through July 10, 2015 and because they had not 
been done correctly, we did not turn in the Recaps to Commission Staff. The last Leakage Survey Report performed 
for the City of Liberty Gas Company was in 2009 by Heath Consultants. 

City Ha!l 
(606) 787·9973 

Utilities 
(606) 787·6691 Fax (606) 787-7992 

ft 
TDD# 1·800·247-2510 "' 

../ 



4. Refer to Uberty Gas's response to the 2015'1nspection Report, Finding 4 and 5 attached as Appendix C. 
Explain why the Leakage Survey Recaps were not referenced of provided in Liberty Gas's response. 

*Explanation -As stated above, the Leakage Survey Recaps were filled out based on patrolling done by city 
employees, and were not actual Leakage Surveys that had been performed correctly. Liberty Gas employees 
learned of their errors during the inspection conducted July 6 through July 10, 2015 and because they had not 
been done correctly, we did not provide the Leakage Survey Recaps in our-response to the 2015 Inspection Report. 
The l.ast Leakage Survey Report performed for the City of Uberty Gas Company was in 2009 by Heath Consultants. · 

s. Explain why leakage surveys were not conducted before the end of 2015, as Uberty Gas stated would 

0ccur in its response to the 2015 Inspection Report, Funding 4 and 5. 

•Explanation- This was a miscommunication among employees regarding who was contacting Heath Consultants 
to schedule the leakage survey. Since then, we are working on making sure everyone knows and understands their 
job duties. 

6. Refer to Liberty Gas's response to the 2016 Inspection Report, attached as Appendix E, in which Liberty 
Gas siates that "[t]he failure to complete the above mentioned leakage surveys were an oversight .... " 

a. Explain why Liberty Gas confirmed that leakage surveys had not been performed either inside or 
outside Liberty's business districts since 2009. 

b. Explain why the Leakage Survey Recaps were not referenced or provided in Liberty Gas's 
response. 

•explanation -As stated above, the Leakage Survey Recaps were filled out based on patrolling done by city 
employees, and were not actual Leakage Surveys that had been performed correctly. Liberty Gas employees 
learned of their errors during the inspection conducted July 6 through July 10, 2015 and·because they had not 
been done correctly, we did not provide the Leakage Survey Recaps in our response to the 2016 Inspection Report. 
The last Leakage Survey Report performed for the City of Liberty Gas Company was in 2009 by Heath Consultantsc 

7. Refer to the Leakage Survey Recap dated June 6, 2011, which indicates a Grade 21eak was detected. 
Provide documentation of the repair of the Grade 2 leak noted on the June 6,.2011 Leakage Survey Recap. 

•explanation- We are unable to find any documentation regarding the repair of the Grade 21eak noted on the 
June 5, 2011 Leakage Survey Recap. 

8. For each gas leak detection survey conducted in 2011, 2012, 2013, and 2014, identify which gas leak 
detection survey was conducted by Liberty Gas employees and which gas leak survey was conducted by a third
party leak detection company. 

"Explanation- As stated above, the Leakage Survey Recaps were filled .out based on patrolling done by city 
employees, 'and were not actual Leakage Surveys that had been performed correttly. Liberty Gas employees 
learned of their errors during the inspection conducted July 6 through July 10, 2015. None of those were 
performed by a third-party leak detection company. The last Leakage Survey Report performed for the City of 
Uberty Gas Company was in 2009 by Heath Consultants. · 

9. For each gas leak detection survey conducted in 2011, 2012, 2013, and 2014 by Liberty Gas employees: 
a. Identify the employee who conducted the gas leak detection survey; 
b. Identify the covered tasks the employee is qualified and retraining; 
c. . State the dates of initial qualification and retraining; 
de Identify the qualification method(s); and 
e. Provide records supporting the qualification of the employee to conduct a gas leak detection 

survey. 



*Explanation· As stated above, the Leakage Survey Recaps were incorrectly filled out based on patrolling done by 
city employees, and were not actual Leakage Surveys that had been performed correctly. Liberty Gas employees 
learned of their errors during the Inspection conducted July 6 through July 10; 2015. Therefore, none of the city 
employees conducted a gas leak detection survey. 

10. For each gas leak detection survey conducted In 2011, 2012, 2013, and 2014 by a third-party leak 
detection company: 

a. Identify the third-party company who performed the gas leak. detection survey; 
b. Provide· evidence of payment to the third-party leak detection company; and 
c. Provide records supporting the qualification of the personnel who conducted the gas leak 

detection survey. 

• Explanation- Liberty Gas Company did not have any third-party companies perform a gas .leak detection survey 
since 2009. 

11. For each gas leak detection survey conducted in 2011, 2012, 2013, and 2014 by Liberty Gas employees, 
identify the survey method. 

'Explanation -As stated above, the Leakage Survey Recaps were incorrectly filled out based on patrolling done by. 
city employees, and were not actual Leakage Surveys.that had been performed correctly. Therefore, none of the 
city employees conducted a gas leak detection survey. 

12. For each gas leak detection instrument utilized by Liberty Gas employees in conducting gas leak detection 
surveys, provide records for the past five years that document: 

a. The frequency of gas leak detection instrument testing for accuracy; 
b. The results of gas leak detection instrument testing for accuracy; and 
c. The frequency of gas leak detection Instrument calibration. 

'Explanation- As stated above, the Leakage Survey Recaps were incorre,!ly filled out based on patrolling done by 
city employees, and were not actual Leakage Surveys that had been performed correctly. Therefore, none of the 
city employees conducted. a gas leak detection survey. No instruments were use.d during their patrolling. 

13. For each Liberty Gas employee who has conducted a gas leak detection survey since 2011, provide 
documentation of the employee's training on: 

a. Gas leak detection instruments; 
b. Gas leak detection procedures; and 
c. Gas leak classification and action criteria. 

'Explanation -As stated above, the Leakage Survey Recaps were incorrectly filled out based on patrolling done by 
city employees, and were not actual Leakage Surveys that had been performed correctly with instruments. 
Therefore, none of the city employees conducted a gas leak detection survey, 

14. Refer to the 2016 Leakage Control Survey performed by Heath between July 19 and July 21, 2016, 
contained in Appendix E. 

a. Refer to unnumbered page 2, which notes that two Grade 21eaks were detected during the leak 
survey: Provide documentation of the repairs of the two Grade 2 leaks. 

b. State what percentage of the business district Is included In the July 19-21, 2016 leak survey. 
c. State what percentage of the area outside the business district is included in the July 19-21, 2016 

leak survey. 



*Explanation-
a. The two Grade 21eaks are scheduled to be repaired on the next weather permitting day. The 6 

month deadline for those repairs will be January 21, 2017. We will provide documentation to the Public Service 
Cointnissic;m as soon as those repairs are-completed. 

b. During the leak su·rvey conducted on July 19-21, 100% of the business district area was 
completed. 

c. During the leak survey conducted on July 19-21, 100% of the area outside the business district 
was completed. 

15. Provide copies of each Operating and Maintenance Manual procedure pertaining to gas leak detection 
surveys in effect since 2011, including but not limited to survey schedule and survey processes. 

*Explanation- Copies of the O&M Manual procedures regarding leak detection surveys are enclosed. 

16. Provide documentation that liberty Gas has contracted with a qualified firm to provide future leakage 
surveys in liberty's business district and in areas outside the_ business district. 

*Explanation -Enclosed is a copy of the contract with Heath Consultants which expires at the end of 2016. The 
City of liberty has been in contact with Heath regarding a contract for future leakage surveys. We are waiting on 
their contract department to send us_ a renewed contract for the next year. 

In conclusion, the leakage survey recaps should never have been filled out or sent in as a leakage survey. This was 
an error o~n our employee's part. We are continuing to put forth effort. to ensure we are completing the proper 
work, as well as the correct paperwork. The City of liberty apologizes for the confusion we have caused, and will 
strive to follow· all guidelines set in our O&M Manual in the future. For any questions or concerns, please call me or 
Mayor Brown at (606)787-9973 or email me at libertybb@windstream.net. 

Sincerely, 

/Ju4ttf3Mv 
Bridgett Blake 
City of Liberty 



SERVICES AGREEMENT (INDEPENDENT CONTRACTOR) 

This Services Agreement'("Agreement''), effective June 3, 2016, is between Liberty Gas 
Company, (''Client'') and Heath Consultants Incorporated ("Contractor"). 

SECTION ONE-SCOPE OF WORK: 

The work to be performed by ContractOr will be set forth in EKhibitA, Scope of Work, 

SECTION TWO-PRICE/PAYMENT: 

Client will pay Contractor for work performed as. set forth in Exhibit B, Price Schedule. 
Heath Consultants Incorporated reserves the right to invoice the client for additional items 
required, but not disclosed· in the RFP/Quote process as an additional pass ihrough cost to the 
client as agreed to by both parties. Terms are Net 30 days. 

SECTION THREE-RELATIONSHIP OF PARTIES: 

The parties intend that an independent contractor relationship will be created by this 
Agreement. Performance and control of the work will lie solely with Contractor. The Contractor 
is not to be considered an agent or employee of Client for any purpose. 

SECTION FOUR-CONTRACTOR'S EMPLOYEES QUALIFIED TO PERFORM THE WORK 
REQUIRED UNDER THIS AGREEMENT UNDER SUBPART N OF SECTION !92 OF THE 
FEDERAL PIPELINE SAFETY REGULATIONS/WARRANTIES 

Contractor warrants and represents that it has an Operator Qualification Program as 
required by Subpatt N of Section l 92 of the Federal Pipeline Safety Regulations and that the 
employees who will perform the Work required under this Agreement have been evaluated and 
are qualified to perform the tasks required undet· this Agreement. 

SECTION FIVE-INSURANCE TO BE SECURED: 

Cantt·actor agrees to maintain such insurance acceptable to Client aS set forth an EKhibit 
C, Insurance Requirements. 

SECTION SIX-INDEMNIFICATION 

Contractor shall indemnify and hold Client and its agents, employees, partners, parents, 
subsidiaries, insurers and affiliates harmless from any losses, costs, claims (including claims of 
Contractor's employees), eKpenses (including attorneys' fees and court costs), suits, actions, 
judgments, fines, penalties or damages of every nature and description (collectively ''losses") 
arising out of or t·esulting from the Cantractbr's Work under this Agreement, eKcept that 
Contractor'·s obligation to indemnify Client shall not apply to any losses or liabilities arising 
from Client's sole negligence, or that portion. of any liabilities that al'ise o.ut of Client's 
contributing negligent acts or negligent omissions. 

Client shall indemnify and hold Contractor and its .agents, employees, partners,. parents, 
·subsidiaries, insurers and affiliates harmless from any losses, casts, claims (including claims of 



Client's employees), expenses (including attorneys' fees and coutt costs), ·suits; actions, 
judgments, fines, penalties or damages of every nature and description (collectively "losses") 
arising out of or alleged to arise out of the action or inaction of Client in connection with the 
Work under this Agreement except that Client's obligation to indemnify Contractor shall not 
apply to any losses or liabilities arising from Contractor's sole negligence. or that pottion of any 
liabilities that arise·out of Contractor's contributing negligent acts· or n~gligem omissions. 

This indemniticaticin obligation shall survive the expiration or termination of the 
Agreement. 

This indemnification obligation shall extend to all costs, expenses and damages arising 
from any infringement, misappropriation or claim of infringement or misappropriation of any 
process. product, apparatus or combination patent resulting from the use of any designs or other 
information furnished by the other patty and incorporated in the Work or Ancillary Work. 

SECTION SEVEN-COMPLJANCE WITH LAW AND SAFETY REQUIREMENTS: 

., All Work will be performed in accordance with the Federal Pipeline Safety Regulations. 
NFPA 58 and all applicable propane and pipeline industry safety practices and standards. and in 
accordance with federal. state and local statutes. rules regulations and ordinances. 

SECTION EIGHT-DURA TlON/RF.NEWALICANCELLATION: 

This Agreement expires December 31. 20 16. Under this agreement. Client wi II have the 
option to renew the Agreement on a. year-to-year basis by completing and returning the Option to 
Renew attached hereto. Client or Contractor may cancel the Agreement upon one (l) week's 
advance notice. In the eirent this Agreement is temtinated under the toregoing provision, Client 
shall pay Contractor any amounts due for Work performed by Contractor and/or materials or 
supplies ordered prior to the date that the tem1ination notice is prO\>ided to the non-terminating 
patty. 

SECTION NINE-CONFIDENTIALITY: 

Contractor will_~ot disclose to tltird parties any information conceming its work lor 
Client. including, but not limited to, confidential or trade secret inlormation or information 
regarding Client's customers or potemial customers. business and marketing plans, customer 
lists, credit information, gas usage patterns. pricing and marketing policies and practices. · 
financial information and other operating policies and procedures. Contractor understands that if 
it violates this Agreement. Client will suftcr irreparable harm. Therefore. in addition to any other 
remedies available to it, Client will be entitled to seek and obtain injunctive or equitable relief. 
including orders prohibiting violations of this Agreement. 

Client will not disclose ro third parties any information concerning its work with 
Contractor, including. but not limited to. confidential or trade secret information or information. 
business and marketing plans. customer lists. credit information. pricing and marketing policies 
and practices. financial intonnation and other operating policies and procedures. Client 
understands that if it violates this Agreement, Contractor will sulTer irreparable harm.Theretore. 
in addition to any other remedies available to it. Comractor will be entitled to seek and obtain 
injunctive or equitable relief. including orders prohibiting violations of this agreement. 

1 
REV 0328t6 



SECTION TEN-MISCELLANEOUS: 

(a) Waiver. Neither the failure nor any delay on the part of either party to exercise 
any right, remedy, power or privilege under this Agreement. shall operate as a 
waiver thereof, nor shall any single or partial exerc.ise of any right, remedy, power 
or privilege preclude any other or further exercise of the same or of any oth~;r 
right, remedy, power or privilege, nor shall any waiver of any right,· remedy, 
power or privilege with respect to any o.ccurrence be construed as a waiver of 
such right, remedy, power or privilege with respect to any other occurrence. No 
waiver shall be effective unless it is in writing and is signed by the party asserted 
to have granted such waiver. 

(b) Bjndjng Nature of Agreement, This Agreement shall be binding upon and inure 
to the benefit of Client and its successors and assigns and shall be binding upon 
and inure to the benefit of Contractor, its successors and assigns. 

(c) Provisions Separable. The provisions of this Agreement are independent of and 
separable from each other, and no provision shall be affected or rendered invalid 
or unenforceable by virtue of the fact that for any reason any other or others of 
them may be invalid or unenforceable in whole .of in part: 

(d) Eniire Agreement. This Agreement contains the entire·understanding among the 
parties hereto with respect to the subject matter hereof, and supersedes all prior 
and contemporaneous agreements and understandings, inducements or conditions, 
express or implied, oral or written, except as herein contained. The express terms 
hereof control and supersede any course of performance and/or usage of the trade 
inconsistent with any of'the terms hereof. This Agreement may not be modified 
or amended other than by an agreement in writing. 

(e) Paragraph Headings. The paragraph headings in this Agreement .are for 
convenience only; they form no part of this Agreement ·and shall not affect its 
interpretation. 

(f) Gender. Etc. Words used herein, regardless of the number and gender specifically 
used, shall be deemed and construed to include any other number, singular or 
plural, and any other· gender, masculine, feminine or neuter,. as the context 
indicates is appropriate. 

(g) Number of Days. In computing the number of days for purposes of this 
Agreement, all days sha:ll be counted, including Saturdays, Sundays and holidays; 
provided, however, that if the final day of any ·time period falls on a Saturday, 
Sunday or holiday on which federal banks are or may elect to be closed, then the 
final day shall tie deemed to be the next day which is not a Saturday, Sunday or 
holiday. 

(h) This Agreement may be executed in multiple counterparts, each of which shall be 
deemed an original for all purposes and all of which shall be deemed collectively 
to be one agreement. The parties agree that execution ofthis Agreement by a 
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party and the delivery of such party's signamre by mail. facsimile transmission. or 
electronic (e-mail) transmission shall be fully effective as the original signature of 
such party to the fullest extent as if it wer~ the original copy thereof. 

(i) This Agreement shall be governed and interpreted in accordance with the laws of 
the State of Texas. Venue of any dispute shall lie in Harris County, Texas. 

SECTION ELEVEN-FORCE MAJEURE 

Neither party hereto shall be liable for any failure to perform the terms of this Agreement 
when such a failure is due to "force m~eure" as hereinafter defined. The term "force majeure" as 
used in this Agreement shall mean any delay pr default in performance due to any cause beyond 
the control of the party claiming force majeure and without such party's fault or negligence, 
including but not restricted to acts of God or the public, civil disturbances, arrests and restraints 
by rulers and people; acts of the public enemy, wars, riots. insurrections, sabotage; acts, requests 
or interruptions of the federal, state or local governmen~ or any agency thereof: court orders. 
present and future valid orders of any governmental authority, or nay officer. agency or any 
instrumentality thereof;. floods; fires, storms, epidemics, landslides, lightning. earthquakes, 
washouts, explosions, quarantine. strikes, lockouts, or industrial disturbances; interruption of 
transportation. freight embargos or delays in delivery of equipment or service necessary to the 
performance of any provision of this Agreement; inability to secure right of way, labor shortages. 
breakage or accident to machinery or lines of pipe, or any other cause, whether of the kind herein 
enumerated or otherwise, not reasonable within the control.of the party claiming force majeure. 
Nothing contained in this section, however, shall be construed to require either party to settle a. 
labor dispute against its will. · 

If as a result of force majeure wither party is unable, wholly or in part, to carryout its 
obligation under this Agreement, other than the obligation to make payment of money due, then, 
upon such party's giving notice and a description of such cause in writing to the other pa\'ly as 
soon as possible after the occurrence or the cause, the obligation of the party giving such notice, 
so far as it is affected by the cause specified in such notice. shall be suspended for the duration of 
the cause. Such cause shall. as far as possible. be remedied with all reasonable dispatch. 

SECTION TWELVE::.N.QTICES 

All notices. except verbal or email notices with respect to minor questions, shall be in 
writing and shall be delivered. by United States first clas.~ mail, postage prepaid, personal 
delivery. facsimile (with printed con11m1ation), electronic transmission (e-mail) or nationally 
recognized overnigl1t carrier to the appropriate party using the following respective addresses: 

For Client: Liberty Gas Company 
Bridgett Blake 
P.O. Box 127 
Liberty •. K Y 42539 
Phone: 606-787-9973 
Email: UBERTYBB1PWINDSTREAM.NET 
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For Contractor: Heath Consultants Incorporated 
9030 Monroe Road 
Houston, Texas 77061 
Attention: Gary Lape, Vice President-Operations 
Phone: 713·844·1303 
Email: contractsadminf@heathuH.com 

AU notices shall be effective on the party addressee from the time received by such party. 

IN WITNESS WHEREOF, the parties have executed this Agreement on the day and year 
shown beneath their signatures. 

I 
~, !J I 

WITNESS: • trJ/Llr r-~ -· / 
.___. __ 

HEATH CONSULTANTS INCORPORA:rED 

By: 

Name: _;G,_,,ary"-'L"'a"'pc"--'----(Print) · 

Title: VP Operations 
Thereunto duly authorized 

LIBERTY GAS COMPANY 

By: 
__&<" 

:( -z . 

Name: JfelletJ 8rnwn 
Title: .11ctr, 8f . 
Thereunto du y authonzed 

Date: Oh U3br. 

(Print) 

=-
(Print) 

(Print) 

PLEASE RETURN EXECUTED CONTRACT TO: ctmtnu;tsmtm;"Ca?heytlm;cnm 

·OR· 

by malt to Cf?ntracts AdmiJiistrarorJ Heath Ctmsultants Iucorportlted, 9030 Monrog Rd., llouston, TX ir?06J 

REV 0328!6 



Option to Jlcncw 

Client hereby exercises its uption tu_ n:new ils. lndepcndt:nt Contractor Agrt."t.!nlCnt 
hctw.:.:n it sci f und Dated 
fbr one (I) year ending nn ------------

\1/IT:-IESS: -----------------

HEAT! I CO:-<SUI.T,\NTS INCORPORATED 

llY: 

Signature 

:-<amc: ----------'--(Print) 

Title: ___________ (Print) 
Thereunto duly authorized 

Date: .. 

LIBERTY GAS COMPANY 

BY: 

Signature 

Title: i{ll(l iJV 
Thereunto duly authorized 

(f'rintl 

Dntc: --'0'-'l''-'/'"i"'.1"'-/'-'t "''"-------

.l}ft. 

b)· lllflil tu CrmtmrtJ Adminitltator. lltmli ('muu/MIIb lllr:tUporarrtl, 'JIIJII ,\Jnur'lf! Rd .. /Mtu/IJH, T.\' 77tJii/ ,, 
REV f)J.2XI6 



EXHIBIT A 

SCOPE OF WORK 

Leak Survey of Facilities, to include leakage inspection and leakage classification. The 
inspection will be performed with the use of a DP-IR™, or au RMLD-JS®. All leaks are 
classified with the use of a Combustible Gas IncJicator to GPTC Standards. All leakage and 
Abnormal Operating Conditions will be documented and reported to the client on Heath 
forms. 

Heath Consultants Incorporated will provide one fully trained and Operator Qualified 
Technician, along with transportation and all equipment required to perform the Leak 
Survey, including but not limited to; Heath Consultants Incorporated DP-IR™, RMLD
IS®, Combustible Gas Indicator, and. Plunger Bar. 

7 
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EXIDBITB 

PRICE SCHEDULE 

The price for this service will be $75 per hour per Technician and $75 per hour for 
drive time to and from the project (portal to po_rt.al). This price is inclusive of all 
technician, equipment, vehicle and administrative costs. -

See attached Proposal Letter 

g 
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EXHIBITC 

INSURANCE REQUIREMENTS 

PLEASE SEE A IT ACHED HEATH STANDARD CERTIFICATES. 

9 



• 
)\. HE:\lH 
f ffi'liUlJANTS 

Heath Consultants Incorporated 

June 3, 2016 

Bndgett Blake 
liberty Gas Company 
P.O. Box 127 
Liberty, KY 42539 

Ms. Blake. 

Heath Consultants Incorporated 1s pleased to submit the follow1ng proposal to 
perform a Natura l Gas Leakage Detection Survey for Liberty Gas Company in 
Liberty. Kentucky 

The survey will be conducted utilizing the latest leak survey equipment. All 
leakage detected will be classified according to hazard, and documented on a 
diagrammatic report. 

The pnce for this service will be $75 per hour per Technician and $75 per hour 
for drive time to and from the proJeCt (portal to portal). This price IS inclusive of all 
technician. equipment vehicle and admm1strat1ve costs. 

Ms. Blake, if you have any questions regarding this proposal please feel free to 
contact me at 615-361-8306. or by email at t kelley@heathus com . We at Heath 
Consultants Incorporated thank you for the opportun ity to submit this proposal. 

Sincerely , 

/~- ;;x;r7 

Todd Kelley 
Field Serv1ces Manager 

Cc: Jessie Spires 
William Luttrell 
Nashville Office File 

Corporate Headquarters 9030 Monroe Road Houston Texas 77061-5229 
To i Free (800)432-8487 · Phone (713)844-'300 · Fax (113) 844-1309 



CERTIFICATE OF LIABILITY INSURANCE 

Inc. 
Loop Soutb, 9th ~10or 

consul. tants Inc. 
!Mo<lroe Rd. 

TX 7?027 

'ZB2Z9145243603S : 
• 

I 
~ AS2Z9145243602.5 

! 

' ; 

'l'B7Z!I1452436065 

. EOCS932316 

OR ALTER THE COVERAGE AFFORDED BY THE POUCIES 
A CONTRACT BEtWEEN THE ISSUING INSURER(SJ, AUlliORIZED 

1/30/.2015 

7/30/2015 1/30/20l.6 : Agg~ats 

~ Eaehl.irril 

not to the 

$10 1 000 1 000 

$10,000,000 

OESCR1PT10N OFOPERAT10NSILOCA110NSIVEHICLES (ACORD 101, Addltlon~~l Rcmarb Schedlllo, IT!IYt.ll at:acllod If l'tiOfll!latols raqllln:d) 

CER11FICATE HOLDER 

Libm:ty Gas Company 
A'r'l'N: Bridgett Blake 
P.O. Box 127 
Liberty, 

ACORD 25 (2014101) 
INRO?J; 1?1\t.~nu 

KS 42539 

CANCELLA110N 

SHOULD ANY OF THE ABOVE DESCRIBED PliLICJES BE CANCELLED BEFORE 
lHE EXPIRATION DAlE THEREOF, NOTICE WILL BE DEUVEREO IN 
ACCORDANCE wrTH THE POUCV PROVISIONS. 

AUlHOIUZED REPRESENTATlVE 

Henry Hochman/JR02 <£-A:. ~ 
® 1988·2014 ACCRD CORPORA110N. All nghts reserved. 

The ACORD name and logo are registered marks of ACORD 

i 



CERTIFICATE OF LIABILITY INSURANCE 
THIS CERTIFICATE IS A MATTER OF INFORMATION ONLY ANO RIGHTS UPON 
CERTIFICATE DOES NOT AFFIRMATIVELY OR NEGATIVELY AMEND, EXTEND OR ALTER THE 
BELOW, THIS CERTIFICATE OF INSURANCE DOES NOT CONSTITUTE A CONTRACT BcTWccN THE 

AND THE CERTIFICATE HOLDER. 

pRODUCER 
commercial Unes 
WeUs Fargo Insurance Services USA, Inc. 

6100 Fairview Road 

Charlotte, NO 28210 

i 
I, 

WLRC48767448 

lliSllAER D ; 

03/0112016 . 03/0112017 

DESCRlfnON DF OPERAnONSILOCAnDNSI VEHICLES (ACORD101,Addlllgnal ffcm11•a S~hadulo. may be DUIIChcd 1f more space is mq11irad} 

5017913 

s 

Workers' Compensation Insurance Is limited to employees of Heath Consultants Incorporated through a co-emp!oyment contract with Strategic 
Outsourcing, Inc. 

Uberty Gas Company 

P.O. Box 127 

SHOULD A'MY OF TiieABOVE DESCRIBeD POUCIES BE CANCELLED BEFORE 
THE EXPIRAnON DATE THEREOF, NOTICE WJLL BE DEUVERED IN 
ACCORDANCE WITH TilE POUCY PROVISIONS. 

uberty, KY 42539 
ATTN: Bridgett Blake . 

ACORD 25 (2014101) 
The ACORD 

AUTHORIZED REPRESENTATIVE. _; ~ 

9t<-~.)1>.r~ 

reserved. 



Purging 

(1) Required Purging. Whenever a main;or service line is being put into 
service, it is necessary for all air or other non-combustible gas to be 
purged from the line. .-

; 

(2) Safety Precautions. If a polyethyle!J~• main is being purged, special 
precautions must be followed to prevent :Static electricity from discharging 
and igniting the escaping gas. Suchl precautions are described in 
"Prevention of Accidental Ignition Operatqr Qualification Task M-7." 

. I . 
Anytime air is being purged with gas, or gas is being purged with air, it is 
necessary to maintain a rapid flow rate. "this will ensure turbulence at the 
gas/air interface, minimizing the size of the combustible mixture zone. 

' \ 
Care must be taken to ensure that gas. is not discharged in an area in 
which it will accumulate and create a hazard. Potential ignition sources 
must be kept away. I 

·Leakage Survey 

(1) Frequency of Surveys. On distribution lines ·leakage· surieYs 
. must be conducted as often as needed to discover leaks, which could 
result in a hazard. Leakage survey with leak detector equipment must be 
conducted in business districts at intervals not exceeding 15 months, but 
at least once each calendar year. Outside business districts intervals must 
have a leakage survey as frequently as necessary but at intervals not 
exceed 3 years. · 

Additional surveys are necessary to assure that leaks have not developed 
following earthquake, major excavation activities, blasting, washout, 
landslide, or ground settlement near gas pipeline facilities. 

Additional survey may be required as a result of h1vestigation of a failure 
as covered in "Investigation of Failures.~· 

C_ify. of Libe~ 
Liberty; Ken!ul'fiY ·• 0&M- Pl.an 
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(2) Method of Performance of Leakage Survey. 
I 

Leakage survey may be conducted using either the surface or subsuiiace 
method. , 

I 
A surface gas detection survey is a continuous sampling of the 
atmosphere perfonned using either portable or mobile equip_ment. 
Sampling;-is conducted at ground level for buried gas facilities and 
adjacent fp above-ground facilities with a gas detector system capable of 
detecting a concentration of 50 ppm or gas in air at any sampling point. 

S ubsurfac:e gas detection survey shall consist of testing bar holes with a 
combustible gas indicator or other instrument capable of detecting 10% or 
less of the lower explosive limit. The bar holes should penetrate tq the 
depth of t~e main as close as practical to the main, ta~ing care to ~void 
damagingithe main. The sample should be drawn from near the bottom of 
each hole~ taking care to avoid drawing water into the instrument. jThe 
instrument used should be equipped with a device to prevent liquid from 
being dra.,Yn. 

Spacing of bar holes may be determined in accordance with the proximity 
to buildings ·and underground structures, such as sewers and manholes. 
In those areas where leaking gas would present the greatest hazard 
spacing should be closest. In all cases bar hole samples shall be taken 
near the service riser at the customer's meter. Areas in which service lines 
are near sewer lines or building foundations shall be sampled at intervals 
as close as necessary, but not to exceed 20 feet. Catch basins, 
manholes, arid other underground structures near mains and service lines 
should be tested near the bottom. 

Spacing of bar holes for surveying mains in close proximity to buildings or 
underground structures should be at intervals of twenty feet or less. 

Sewers, catch basins, ditch lines and other low areas in the proximity of 
mains and services shall be tested for gas as part of any leakage 

(3) Grading Leaks. Each leak discovered must be graded according to the 
following~ 

(a) Grade 1 ~ Hazardous Leak. Any leak that represents an existing 
or probable hazard to persons or property and requires immediate_ 
repair or continuous action until- conditions are no longer 
hazardous. A leak which results in a measurable quantity of gas 
migrating into any buildings used for human occupancy, or 
concentration of 50% or more of the lower explosive limit in a 
sewer, manhole, or other underground structure is Grade 1. 

City of Uberty 
Liberty, Kentucky • O&M Plan 
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(4) ' 

(b) Grade 2 - Non-hazardous Leak. Any leak that is recognized as 
being non-hazardous at the tirne of detection but justifies 
scheduled repair based on probable future hazard. · 

. . 
Generally an outdoor leak in ,a main or service line and in which 
gas is not migrating into or near a building or underground structure 
is Grade 2. A leak that resu,lts in a slight concentration of gas 
migrating into a sewer, man~ole or other underground structure · 
away from any building used for human occupancy may be a 

' Gmde2. , 

(c) .Grade 3 - Nuisance Leak. Any leak that is non-hazardous at the 
time of detection and can be reasonably expected to remain non
hazardous (less severe than a; Grade 2.) may be considered to be 
a Gmde 3 leak. i 
A very small leak, such as a fitting or valve on a meter loop, where 
the source of the leak is apparent and predictable may be Grade 3. 

. ! 

Disposition of Leaks. Any Grade 1'1eak must receive immediate action 
to control the escape of gas or otherwise eliminate likely hazards. 
Normally the source of gas to the leak will have to be shut off using 
valves. · 

A Grade 2 leak may be scheduled for repair in a timely manner. 
Anticipated cold weather should be considered when scheduling repairs. 
Freezing ground surface may stop the ventilation of gas· and force 
migration below ground. Also, interruption of service to customers 
presents greater hardship in cold weather. 

Any Grade 2 leak not repaired within 6 months should be rechecked to 
assure that it has not become more hazardous. 

A Grade 3 leak is not required to be repaired, but must be monitored 
annually to verify its classification. If the leak becomes severe enough to 
be classified as Grade 2, it must be scheduled for repair accordingly. 

Records must be maintained of each leakage survey to document the 
areas surveyed and results. Survey dates, description of survey area, 
addresses of locations of leaks and their grades, type of instruments 
used, survey method, and names of survey technicians should be 
included. 

Cjty ~f Ubeny 
Uberty, Kentucky • O&M Plan 
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(5) Leak Records. Records must be kept for all leaks reported to the 
company or discovered by the company or its employees. Records must 
be retained for at least ,5 years and must contain address or location, 
method of detection or r~ceipt of notice, date of detection, date of. repair, 
follow-up surveillance dates, grade, and description of cause and method 
of repair for each leak. 1 

: 

The leak records kept should contain information consistent with the 
annual reporting requirement of 49 CFR 191.11. 

Abandonment or Inactivation of Facilities 
I 

I : . I 
I : 

Each pipeline abandoned in plate must be disconnected from all sources of gas 
and purged if the volume of ga~ contained is sufficient to present a hazard. The 
open pipe ends are to be seale~ in a gas tight and water t ight manner t,Jsing an 
appropriate mechanical fitting, !heat fusion, expanded foam or other effective 
method. 

I 

Whenever service to a custom~r is discontinued one or more of the following 
actions must be taken: 

a. The valve that is Closed to prevent the flow of gas to the customer 
must be locked 

1 
or otherwise prevented from operation by 

unauthorized persons. 

b. A mechanical device or fitting must be installed in the service line 
or meter assembly to prevent the flow of gas. A disc installed 
between the meter inlet and swivel is sufficient for. this purpose. 

c. The customers piping must be disconnected from the supply of gas 
and the open pipe ends sealed. · 

If a customer is permanently disconnected or is expected to be discontinued for 
an extended time period, the service line should be disconnected either at the 
main or at the entrance to the customer's property. 

Records should be maintained of inactive facilities to show the locations, dates, 
methods of isolation from gas, and other information, which will be needed later 
to properly return to service. 

City of Uberty 
L:iberty; Ken!ucky • b &M Plan 
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 *Denotes Served by Email                                         Service List for Case 2017-00053

*City of Liberty Gas Company
Courthouse Square
P. O. Box 127
Liberty, KY  42539

*City of Liberty
City of Liberty
P. O. Box 127
Liberty, KY  42539


