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EAST KENTUCKY |2005/06 Winter LEEE-EKFC Base Case

12/26/2001 DWA

INCLUDES GILBERT #3 AND #4 GENERATION AND CONSTRUCTIO--UPDATED BASE CASE

Fower Cooperative| prouN ¢3 OFF; IMPORT 441 MW(CIN)

WITHOUT CRANSTON-ROWAN CO 138 KV
GODDARD-RODBURN 138 KV OUT;ALUTO CAP SWITCHING

goddpcskgs05. drw
0bwg34-3. sav
Rating = 4




