


KY AC Data Requests Set No. 2 
Case No. 2003-00252 
Date Received: September 10,2003 
Response Due Date: September 17,2003 

Ky AG-DR-02-001 

REQUEST: 

2- 1. Follow-up to KyAG-DR-01-55, This response did not include information on 
some of CG&E’s jointly owned units (Conesville, Killen, Stuart). Please provide 
the requested information for all CG&E jointly-owned units that were not 
included in this response. 

RESPONSE: 

CONFIDENTIAL AND PROPRIETARY TRADE SECRET 

See Attachment KyAG-DR-02-001. This will be provided to any party to this proceeding 
who has signed a confidentiality agreement. 

WITNESS RESPONSIBLE: John J. Roebel 





KY AG Data Requests Set No. 2 
Case No. 2003-00252 
Date Received: September 10,2003 
Response Due Date: September 17,2003 

KyAG-DR-02-002 

REQUEST: 

2-2. Follow-up to KyAG-DR-01-56, This response did not include information on 
some of CG&E’s jointly owned units (Conesville, Killen, Stuart). Please provide 
the requested information for all CG&E jointly-owned units that were not 
included in this response. 

RESPONSE: 

CONFIDENTIAL AND PROPRIETARY TRADE SECRET 

See Attachment KyAG-DR-02-002. This will be provided to any party to this proceeding 
who has signed a confidentiality agreement. 

WITNESS RESPONSIBLE: John J. Roebel 





KY AG Data Requests Set No. 2 
Case No. 2003-00252 
Date Received: Septembcr 10,2003 
Response Due Date: September 17,2003 

Ky AG-DR-02-003 

REQUEST: 

2-3. Follow-up to KyAG-DR-01-56d. This exhibit shows the availability of the East 
Bend unit decreasing from 2000 to 2001, and again decreasing from 2001 to 
2002. Please explain this downward trend and what effect this will have on the 
ability of ULH&P to meet its hture energy needs should the sale of this unit be 
approvcd by the Commission 

RESPONSE: 

The availability decrease from 2000 to 2001 was due to the tube leaks in the superheat 
and reheat sections in the boiler that was repaired in the 2002 major outage. The decrease 
kom 2001 to 2002 primarily relates to the major outage in 2002. The availability for East 
Bend U2 as of August 2003, year-to-date is 93.06%. 

WITNESS RESPONSIBLE: John J. Roebel 





KY AG Data Requests Set No. 2 
Case No. 2003-00252 
Date Received: September 10,2003 
Response Due Date: September 17,2003 

KyAGDR-02-004 

REQUEST: 

2-4. Follow-up to KyAG-DR-01-67, Please provide the source for the figures given in 
this response and how the figures were calculated. 

Purchased Power Load 
Requirement 

2004 3,982,976 267,239 

Year 

2005 4,065,712 356,678 
2006 4,160,857 330,820 

RESPONSE: 

During review of ULH&P’s original response to this question, an error with the query of 
this data was discovered. The correct estimates are: 

Purchased Power 
as a Percentage of 

Load 
Requirement 

6.7% 
8.8% 
8.0% 

This is a fractional improvement over the percentages originally quoted for 2004, 2005 
and 2006 of 7.0%, 9.2% and 8.3%, respectively. 

The source of the load requirement is Attachment RGS-1 fiom Dr. Stevie’s testimony. 
Netting the expected generation of the assets from the load requirement derives the 
purchased power. The purchased power as a percentage of load requirement is calculated 
by dividing the purchased power by the load requirement. This response supersedes 
ULH&P’s response to KyAG-DR-01-67, 

WITNESS RESPONSIBLE: M. Stephen Harkness 





KY AG Data Requests Set No. 2 
Case No. 2003-00252 
Date Received: September 10,2003 
Response Due Date: September 17,2003 

KyAG-DR-02-005 

REQUEST: 

2-5. Follow-up to KyAG-DR-01-68, Attachments KyAG-DR-01-068-A & B. Do the 
costs in line "f' of these exhibits contain the fixed costs in the back-up power 
agreement? 

RESPONSE: 

Yes. 

WITNESS RESPONSIBLE: Diane Jenner 






























































































































