
March 14,2013 

Mr. Jeff Derouen, Executive Director 
Kentucky Public Service Commission 
2 1 1 Sower Boulevard 
Frankfort, KY 40601 

RE: Sample Meter Test Plan - Annual Report 
Case No. 2004-00 12 1 

Dear Mr. Derouen: 

Atmos Energy Corporation (Company) herewith submits its 20 12 anriual repoi-t for the 
Sample Meter Testing Program to be in compliance with the Commission’s Order in the 
above referenced case. The Company continues to be pleased with the results of this 
program. 

Please contact myself at 270.685.8024 or Bruce Tucker and 270.685.8137 if the 
Commission or Staff has any questions regarding the enclosed repoi-t. 

Sincerely, 
I 

’ Mark A. Martin 
Vice President, Rates & Regulatory Affairs 

cc: Joel Grugin 
Ernie Napier 
Bruce Tucker 

Enclosures 

Atmos Energy Corporation 
3275 Highland Pointe Drive, Owensboio, KY 42303-21 14 

B 270-685-8000 F 270-685-8052 atmosenergy.com 

http://atmosenergy.com


March 14, 2013 

ATMOS ENERGY KENTUCKY DIVISION 
2012 METER SAMPLING ANNUAL REPORT 

Atmos Energy, I<entucky Division completed the 14‘” year of its statistical sampling 
of their meter population with following results: 

A total of 4,069 meters were sampled, as set forth in the Kentucky Public Service 
Conunission’s Order (Case Number 99-OS9), dated August 24, 1999. 

The meter sampling program continues to be excellent for both the company aiid our 
customers, identifying poor performing meters and allowing quality meters to remain 
in service for an extended length of time. 

Attached are tlie results of the 2012 meter sampling program. The results spreadsheet 
indicates that all meter groups passed. Additionally 1,637 obsolete meters were 
removed from service and retired along with the 2012 sampling program. 

Pease feel free to contact me if you have any additional questions. 

Respectfully, , 

Bruce Tuclter 
Manager, Compliance 

Atmos Energy Corporation 
3275 Highland Pointe Dr. Owensboro, Ky. 4230.3 
P 270.6853 137 F270.685-8025 george.tucker@atmosenergy.com 

mailto:george.tucker@atmosenergy.com


2012 METER SAMPLING PROGRAM 

I Grouo I Descriotion 
Family 

Meters Sampled I Meters Failed I Failures Allowed I Family I Status 
Total meters in 

AC25OC 
AC250D 
AC25OE 
AC250F 
AC250G 
AC250H 

I I 

1978-1988 125 3 14 2113 PASSED 
1989-1993 200 1 2 1  8804 PASSED 

PASSED 1994,1996,1997 200 4 2 1  8160 
PASSED 1995 200 4 2 1  8383 

1998 200 2 21 7133 PASSED 
1999-2002 200 6 2 1  4196 PASSED 

- _ _ ~  

AL175B 
AL175C 
AL175D, 
AL175E. 

AL425A 
AL425B 

1974-1979 200 4 2 1  4945 PASSED 
1980-1987 200 9 21 6072 PASSED 
1994-1998 200 3 2 1  6760 PASSED 
1999-2002 125 6 14 1609 PASSED 

1975-1988 80 1 10 721 PASSED 
1989-1994 32 0 5 156 PASSED 

R175 
R175’ 

I 

PASSED 
PASSED 

1969-1974 125 6 14 3156 
1975-2002 50 1 7 417 

~ _ _ ~ _  
R200A 1974-1980 125 8 14 2948 PASSED 

PASSED R2OOd 1981-1984 200 10 2 1  3723 

R275C 
R2750 
R275E 

AL800 

1996 125 2 14 2471 PASSED 
1997 200 10 21 7654 PASSED 

9737 PASSED 

All 32 5 5 168 PASSED 

1998-2002 200 5 21 

I I I I I I 

R275A I 1984-1988 125 8 I 14 I 2028 I PASSED I 

~ 

ALlOQO All 32 4 5 212 PASSED 

R750 AI I 13 1 2 70 PASSED 

R415 AI I 20 2 3 118 PASSED 

S250 All 125 2 14 1815 PASSED 

Obsoletes I ALL 1637 NIA NIA I 1637 N/A 


