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3.  ALL LINES SHOWN CROSSING GRAVELED AREAS CAN BE OPEN CUT.

 

2.  ALL LINES SHOWN CROSSING PAVED SURFACES SHALL BE PUNCHED UNDER, UNLESS NOTED OTHERWISE.

 

1.  CONTRACTOR TO FIELD LOCATE & VERIFY ALL EXISTING UTILITIES PRIOR TO BEGINNING CONSTRUCTION.

 

GENERAL NOTES:
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CLOYD WILLIAMS TANK

ELEVATED WATER STORAGE TANK

PROPOSED 600,000 GAL

4..........CLOYD WILLIAMS TANK SITE

3..........ELEVATED TANK

2..........LOCATION MAP & INDEX

1..........COVER SHEET
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GENERAL NOTES

1.)

 

 

 

2.)

 

 

 

3.)

 

 

 

4.)

 

 

5.)

 

ALL WORK SHALL BE DONE IN ACCORDANCE WITH THE LATEST

REVISIONS OF AWWA D-100 AND ALL FEDERAL, STATE & LOCAL

CODES.

 

THE TANK AND FOUNDATIONS DRAWINGS SUBMITTED BY MANUFACTURER

SHALL BE STAMPED BY A LICENCED ENGINEER FROM THE STATE

IN WHICH THE TANK IS TO BE BUILT.

 

(SEE SPEC.)

 

ALL LOCKS FOR FENCE GATE, LADDER GATES, MANWAYS, ETC.

TO BE KEYED ALIKE.
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SWAY

RODS

RISER
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DEVICE
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PER SPECS

PER SPECS

THE FOUNDATION SHALL BE DESIGNED PERTHE SOIL BEARING REPORT

PREPARED BY CONTRACTOR

THE CONTRACTOR SHALL MEET WITH THE OWNER AND ENGINEER TO PERFORM

AN 11th  MONTH INSPECTION.
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CAPPED REBAR

FOUND

CAPPED REBAR

FOUND

CAPPED REBAR

FOUND

CAPPED REBAR SET

ELEVATION OF (1007.76)

MAIL BOX

T.B.M.

MAIL BOX

CAPPED REBAR

FOUND

REFERENCE POINT #2

PK NAIL SET

N=1765769.8580

E=1669346.5910

UTILITIES/STRUCTURES.

CONTRACTOR TO MAINTAIN THE INTEGRITY OF ALL UNDERGROUND

UTILITIES/STRUCTURES.  IT IS THE RESPONSIBILITY OF THE

THE PROGRESS OF THIS SURVEY TO LOCATED UNDERGROUND

SHOWN ON THIS SURVEY.  NO EXCAVATIONS WERE MADE DURING

AND THEIR MAY BE ADDITIONAL UNDERGROUND UTILITIES NOT

UTILITIES/STRUCTURES MAY VARY FROM THE LOCATION SHOWN,

RESPECTIVE UTILITY COMPANIES.  LOCATIONS OF UNDERGROUND

ON ABOVE GROUND STRUCTURES AND LOCATION BY THE 

3.  THE LOCATIONS OF THE UNDERGROUND UTILITIES ARE BASED

2.  CONTOUR INTERVALS = 1 FOOT

1.  DATUM WAS TAKEN FROM A CAPPED REBAR

SET WITH AN ELEVATION OF 1007.76
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EROSION CONTROL

TYP.

EROSION CONTROL

TYP.

EROSION CONTROL

FILTERED RUNOFF

FLOW

STAKED AND ENTRENCHED

STRAW BALE

EXCAVTED TRENCH

WIDTH OF BALE

COMPACTED SOIL TO

PREVENT PIPING

STRAW BALE BARRIER

NOTE : WEDGE LOOSE STRAW BETWEEN BALES       

SCALE : 1/2" =1'-0"

FILTER CLOTH FABRIC

BOTTOM

OF

TRENCH

6" (MIN.)

(I) APPROVED

 BACKING

FILL SLOPE

EXIST. GROUND

FILTER CLOTH

FABRIC

EXTENSION OF FABRIC AND

WIRE INTO THE TRENCH

(I) APPROVED BACKING

DESIRABLE DETAIL

OF TRENCH AND

FILTER CLOTH

ELEVATION

SECTION

NOTE:

 

1) FILTER CLOTH SHALL MEET THE REQUIREMENTS OF

  SECTION 209 OF THE STANDARD SPECIFICATIONS. (TDOT)

 

2) A PREASSEMBLED SILT FENCE MEETING THE

  REQUIREMENTS OF THIS DRAWING IS ACCEPTABLE

  IN LIEU OF A FIELD CONSTRUCTED SILT FENCE.

6' - 0" TO 8' - 0" POST FACING
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" 
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"

6" MIN.

EXIST. GROUND

SILT FENCE DETAIL

SCALE : 1/2" =1'-0"

STEEL POST
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