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26. FOR EROSION CONTROL PURPOSES THE CONTRACTOR SHALL STOCKPILE FOR EROSION CONTROL PURPOSES THE CONTRACTOR SHALL STOCKPILE EXCAVATED TRENCH MATERIAL ON THE UPHILL SIDE (OPPOSITE OF STREAM) OF EXPOSED TRENCH. 27. ALL MANHOLES 4' DIAMETER UNLESS OTHERWISE NOTED. ALL MANHOLES 4' DIAMETER UNLESS OTHERWISE NOTED. 28. NEW SANITARY SEWERS WILL NOT BE ACCEPTED UNTIL ALL TESTING NEW SANITARY SEWERS WILL NOT BE ACCEPTED UNTIL ALL TESTING REQUIRED BY THE CONTRACT DOCUMENTS ARE COMPLETE. 29. CONTRACTOR SHALL ENSURE THAT ALL NEW AND REPAVED AREAS ALLOW CONTRACTOR SHALL ENSURE THAT ALL NEW AND REPAVED AREAS ALLOW THE FOLLOWING: -SLOPE DIRECTS RAINFALL TO CATCH BASINS OR GRASS AREAS. -SLOPE DIRECTS RAINFALL AWAY FROM ALL STRUCTURES. -PAVEMENT AND BACKFILL IS PLACED IN A MANNER WHICH PROHIBITS PONDING. 30. ALL FORCE MAINS SHALL BE MARKED BY USING DETECTABLE MYLAR SEWER ALL FORCE MAINS SHALL BE MARKED BY USING DETECTABLE MYLAR SEWER (GREEN) LINE TAPE APPROVED BY THE ENGINEER.  (A MINIMUM OF 18" BELOW GRADE). 31. SEPTIC TANK AND HOLDING TANK LOCATIONS (IF SHOWN) ARE SEPTIC TANK AND HOLDING TANK LOCATIONS (IF SHOWN) ARE APPROXIMATE.  CONTRACTOR SHALL VERY LOCATION OF TANKS AND DEPTH OF LATERAL FROM HOUSE PRIOR TO THE DEVELOPEMENT OF MANHOLE SHOP DRAWINGS AND PRIOR TO ANY OTHER EXCAVATION.  IF ANY LATERAL LINES ARE FOUND TO BE UNUSUALLY DEEP (MORE THAN 3 FEET OF COVER) THEN THE CONTRACTOR IS RESPONSIBLE TO BRING HIS/HER FINDINGS TO THE ENGINEER PRIOR TO BEGINING THE WORK. 
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23. ALL NON-PAVED DISTURBED AREAS SHALL BE REVEGETATED AFTER WORK ALL NON-PAVED DISTURBED AREAS SHALL BE REVEGETATED AFTER WORK IN THE IMMEDIATE VICINITY HAS BEEN COMPLETED IN ACCORDANCE WITH THE SPECIFICATIONS.  REVEGETATION SHALL BE COMPLETED NO LATER THAN TWO (2) WEEKS FOLLOWING COMPLETION OF WORK IN THE IMMEDIATE VICINITY. 24. ANY ADJUSTMENT OR RELOCATIONS OF EXISTING UTILITIES, OUTSIDE THE ANY ADJUSTMENT OR RELOCATIONS OF EXISTING UTILITIES, OUTSIDE THE SCOPE OF THIS WORK SHALL BE PERFORMED BY OTHERS.  THE CONTRACTOR SHALL TAKE SPECIAL CARE TO PROTECT EXISTING UTILITIES TO THE MAXIMUM EXTENT PRACTICABLE.  THE CONTRACTOR SHALL COORDINATE WORK WITH THE OWNER TO MINIMIZE DISRUPTION OF EXISTING SERVICES.  THE CONTRACTOR SHALL NOTIFY THE OWNER AND ENGINEER 2 DAYS IN ADVANCE OF ANY WORK WHICH REQUIRES EXISTING UTILITIES TO BE TAKEN OUT OF SERVICE. 25. MUD, SEDIMENT, AND OTHER CONSTRUCTION DEBRIS TRACKED FROM ACTIVE MUD, SEDIMENT, AND OTHER CONSTRUCTION DEBRIS TRACKED FROM ACTIVE CONSTRUCTION AREAS ONTO ROADWAYS ARE TO BE SWEPT FROM THE ROADWAY AT THE END OF EACH WORK DAY.
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15. MAPPING AND ELEVATION DATA IS BASED ON USGS MAPPING AND ELEVATION DATA IS BASED ON USGS CONTOURING AND/OR OBTAINED ELEVATIONS ON NAVD 88. 16. PROPERTY LINE AND RIGHT-OF-WAY INFORMATION WAS TAKEN PROPERTY LINE AND RIGHT-OF-WAY INFORMATION WAS TAKEN FROM THE COUNTY PVA. 17. EXCAVATION IS UNCLASSIFIED;  NO SEPARATE PAYMENT SHALL EXCAVATION IS UNCLASSIFIED;  NO SEPARATE PAYMENT SHALL BE MADE FOR ROCK REMOVAL. 18. THE CONTRACTOR SHALL MAINTAIN CONTINUOUS ACCESS TO THE CONTRACTOR SHALL MAINTAIN CONTINUOUS ACCESS TO ALL COMMERCIAL ESTABLISHMENTS AND RESIDENTIAL DWELLINGS. 19. BENCHMARKS/CONTROL POINTS ARE SHOWN ON THE PLANS.  BENCHMARKS/CONTROL POINTS ARE SHOWN ON THE PLANS.  THE CONTRACTOR SHALL USE THESE POINTS FOR LAYOUT OF THE PROPOSED WORK IN COORDINATION WITH THE ENGINEER. 20. NO SEPARATE PAY ITEM HAS BEEN ESTABLISHED FOR FITTINGS NO SEPARATE PAY ITEM HAS BEEN ESTABLISHED FOR FITTINGS AND NO DETERMINATION OF THE NUMBER OF FITTINGS REQUIRED ON THE JOB HAS BEEN MADE.  THE CONTRACTOR, DURING THE BIDDING PHASE, SHALL DETERMINE THE NUMBER OF FITTINGS REQUIRED ON THE JOB AND INCLUDE THE COST OF THE FITTINGS AND INSTALLATION IN THE CONTRACT UNIT PRICE PER LF OF PIPE. 21. SILT CHECKS/FENCES SHALL BE PROVIDED TO PREVENT SILT CHECKS/FENCES SHALL BE PROVIDED TO PREVENT SEDIMENT RUNOFF FROM ENTERING DRAINAGE SYSTEMS.  SILT CHECKS SHALL BE INSTALLED PER SPECS. 22. CONTRACTOR SHALL REPAIR OR REPLACE AREAS OF ROADS CONTRACTOR SHALL REPAIR OR REPLACE AREAS OF ROADS AND DRIVEWAYS DAMAGED DURING CONSTRUCTION.
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6. FITTINGS SHALL BE RESTRAINED JOINT (RJ) WHERE NOTED ON FITTINGS SHALL BE RESTRAINED JOINT (RJ) WHERE NOTED ON PLANS. 7. WHEREVER POSSIBLE, FIRE HYDRANTS SHALL BE LOCATED FOR WHEREVER POSSIBLE, FIRE HYDRANTS SHALL BE LOCATED FOR MINIMUM DEPTH OF BURY.  EXTENSIONS SHALL BE REQUIRED FOR DEEPER INSTALLATIONS. 8. ALL TIE-IN LOCATIONS SHALL BE UNCOVERED PRIOR TO ALL TIE-IN LOCATIONS SHALL BE UNCOVERED PRIOR TO CONSTRUCTION TO MAINTAIN PROPER ALIGNMENT AND ELEVATION OF NEW CONNECTIONS. 9. CONTRACTOR SHALL INVENTORY REQUIRED MATERIALS, TRENCH CONTRACTOR SHALL INVENTORY REQUIRED MATERIALS, TRENCH DEWATERING EQUIPMENT, AND ASSEMBLE IF NECESSARY ALL REQUIRED FITTINGS PRIOR TO CUT-INS SO TO ENSURE MINIMUM DOWN TIME FOR CONNECTION. 10. SURFACE DRAINAGE SHALL BE MAINTAINED ON A DAY-BY-DAY SURFACE DRAINAGE SHALL BE MAINTAINED ON A DAY-BY-DAY BASIS. 11. THE CONTRACTOR WILL BE REQUIRED TO DISPOSE OF OR REGRADE THE CONTRACTOR WILL BE REQUIRED TO DISPOSE OF OR REGRADE ALL EXCESS EXCAVATED MATERIAL FROM WATER LINE AND SERVICE LINE CONSTRUCTION THAT IS NOT PERMITTED TO BE BACKFILLED OVER THE PIPE. 12. EXCAVATION IN ALL STREETS, DRIVEWAYS AND PAVED PARKING EXCAVATION IN ALL STREETS, DRIVEWAYS AND PAVED PARKING AREAS SHALL BE BACKFILLED PER THE SPECIFIED TOP OF TRENCH SURFACE. 13. ALL ROCKS, EARTH CLODS AND OTHER LARGE MATERIAL SHALL BE ALL ROCKS, EARTH CLODS AND OTHER LARGE MATERIAL SHALL BE REMOVED FROM THE TRENCH BOTTOM PRIOR TO PLACEMENT OF THE BEDDING. 14. ALL CULVERTS AND CROSS DRAINS AT STREETS, DRIVES AND ALL CULVERTS AND CROSS DRAINS AT STREETS, DRIVES AND ENTRANCES NEAR THE WORK AREA SHALL BE PROTECTED.  IF IN THE PATH OF THE WORK, THE RESIDENT OBSERVER SHALL BE NOTIFIED, AND THE CONTRACTOR SHALL AVOID THESE UTILITIES WITH ADDITIONAL FITTINGS IF NECESSARY.
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1. MINIMUM COVER OVER PROPOSED WATER AND SANITARY SEWER MINIMUM COVER OVER PROPOSED WATER AND SANITARY SEWER LINES SHALL BE 42". 2. MINIMUM COVER OVER VALVE NUT TO BE 12".  MAXIMUM COVER MINIMUM COVER OVER VALVE NUT TO BE 12".  MAXIMUM COVER OVER VALVE NUTS TO BE 48".  WHERE VALVES ARE BURIED DEEPER THAN 48", A 3/4" OR 1" SOLID STEEL VALVE OPERATING NUT EXTENSION SHALL BE REQUIRED AND SECURED TO VALVE OPERATING NUT. 3. CONTRACTOR SHALL HAVE THE OWNER'S PERSONNEL ON SITE CONTRACTOR SHALL HAVE THE OWNER'S PERSONNEL ON SITE WHEN DIGGING OVER OR AROUND THE OWNER'S UTILITY LINES.  CONTRACTOR SHALL SCHEDULE EXCAVATION WITH RESIDENT OBSERVER. 4. EXACT SIZES, DEPTHS, MATERIALS AND LOCATIONS OF EXISTING EXACT SIZES, DEPTHS, MATERIALS AND LOCATIONS OF EXISTING UTILITIES ARE UNKNOWN.  IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE THE EXACT LOCATION OF THESE FAR ENOUGH IN ADVANCE OF THE PIPELINE OPERATION SO AS NOT TO CAUSE ANY UNNECESSARY DELAYS.  RELOCATION OF EXISTING UTILITIES FOUND TO BE IN DIRECT CONFLICT AND UNAVOIDABLE PER THE ENGINEER'S DISCRETION WITH THIS CONTRACT SHALL BE ACCOMPLISHED BY THE OWNER OF THE UTILITIES INVOLVED.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR NOTIFYING UTILITY COMPANIES HAVING UTILITIES IN THE AREA PRIOR TO EXCAVATION.  CONTINUOUS COMMUNICATIONS ON A DAY TO DAY BASIS WILL BE REQUIRED.  THE UTILITY COMPANIES ARE LISTED BELOW. 5. KENTUCKY STATUTES (KRS 367.4901 THRU 367.4917) REQUIRE KENTUCKY STATUTES (KRS 367.4901 THRU 367.4917) REQUIRE THAT ALL EXCAVATORS PLANNING EXCAVATION OR DEMOLITION WORK SHALL CALL ALL UTILITY COMPANIES IN THE AREA AND AN UNDERGROUND PROTECTION SERVICE SUCH AS "BUD" (1-800-752-6007) AT LEAST TWO (2) WORKING DAYS BEFORE COMMENCING WORK TO NOTIFY UTILITY COMPANIES IN THE AREA WITH UNDERGROUND UTILITIES OF THE PLANNED EXCAVATION OR DEMOLITION ACTIVITIES.
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