
 

Beech Grove Water System 

445 State Route 56 N 

Calhoun, KY 42327 

270-273-5738 

 

 

CASE #2022-00318 

 

Dear Public Service Commission, 
 

Beech Grove Water System would like to request approval to use money from the surcharge 

account to reimburse ourselves for the expenses from a water leak on Johnny Lee Road, 

Calhoun, Ky.  These expenses would include materials, labor and the cost of the water that was 

lost.  Please see below for a detailed list.   

 

Johnny Lee Road  

Residents in the Comer Elba/Johnny Lee Road area had been complaining of lower-than-

normal water pressure for a couple of months.  No problem could be located throughout 

this time.  Our area received 9”-11” of rainfall during the first week of April 2025.  This 

massive water flow caused a 4” water main to become exposed in a ditch and break on 

Johnny Lee Road.  This main break left several customers without water.  A temporary 

line was placed and water was restored to these customers. The customers in this entire 

area were put on a boil water advisory.   Materials were ordered and a creek bore was 

scheduled.  The process began to obtain proper utility markings through the 811 BUD 

system. Lots of ripple problems then began to occur.  The line developed a leak on the 

east side of the ditch.  A couple days after this repair was made it developed a leak on 

the west side of the ditch.  Once the creek bore was completed and a new 4” line was 

placed, the flushing valve broke and had to be replaced.  When work was completed, 

residents reported pressure was back up to regular normal levels.  It was believed the 

line was leaking in the ditch all along.  Estimated water loss was 2,198,000 gallons of 

water. 

CommonWealth Central Supply was the contractor hired to do all repairs.  Their invoices 

have detailed charges and are attached.   

G&C Supply Co., Inc. is the supplier of all materials used.  Their detailed invoices are also 

attached showing the job specific materials purchased.   



Creek bore was completed by Edward Fannon Construction.  Attached will be the check 

stub showing the payment for the work performed.   

Water loss was estimated at 2,198,000 gallons.  We have 2 water systems which we 

purchase water from.  The average purchase price between the two is $3.592 per 1,000 

gallons.  This would come to $7,895.22 in estimated water loss with this leak.   

Complete totals for this leak are as follows: 

 JOHNNY LEE ROAD      

       

     Labor  Parts 
Road 
Bore   

4/9/2025 Commonwealth  $                  495.00        

4/9/2025 Commonwealth  $               1,540.00        

4/11/2025 G&C   
 $        
300.36      

4/11/2025 G&C   
 $     
4,649.11      

4/11/2025 G&C   
 $        
140.00      

4/18/2025 Commonwealth  $                  260.00        

4/24/2025 Edward Fannon     
 $   
2,400.00    

4/28/2025 G&C   
 $        
441.00      

4/29/2025 Commonwealth  $                  960.00        

5/9/2025 Commonwealth  $                  315.00        

5/6/2025 G&C   
 $        
814.13      

     $               3,570.00  
 $     
6,344.60  

 $   
2,400.00    

            

  Water loss                 2,198,000  gallons     

     $                       3.59  
per 1,000 
gallons   

 $     
7,895.22  

            

  
LABOR/PARTS/BORE/WATER 
LOSS TOTAL         

     $             20,209.82        

Beech Grove Water System would like to be able to use $20,209.82 of money from the 

surcharge account for this specific leak. 

Please contact us at 270-273-5738 or at beechgrovewaters@bellsouth.net for any questions.   

Thank you,  

Jennifer Ferguson 

Jennifer Ferguson 

mailto:beechgrovewaters@bellsouth.net

