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Timberland WWTP and Lift Station



Housekeeping improvements 

should be made.



Lift station



Timberland WWTP



Housekeeping improvements 

should be made.













Leak in side of package plant 

should be repaired.









Lagoon that is used 

for extra aeration.



Creek surrounding lagoon with 

relatively clear water.



Disinfection chamber.



Previous inspection observed 

water discharging from the side of 

the chamber. 



Holes still present in disinfection 

chamber should be repaired to 

prevent future violations.



Outfall. Water effluent water 

is not very clear.


