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1. FURNISH AND INSTALL 30' WOOD RISER POLE, 600V 200A/3P, N/F, FURNISH AND INSTALL 30' WOOD RISER POLE, 600V 200A/3P, N/F, NEMA 4X STAINLESS STEEL LOAD BREAK DISCONNECT SWITCH, UTILITY METER BASE PER KENTUCKY UTILITIES REQUIREMENTS, ALONG WITH HARDWARE/SUPPORTS, CONDUITS/CONDUCTORS AND WEATHERHEAD. LOAD BREAK DISCONNECT SWITCH SHALL BE INSTALLED AHEAD OF UTILITY METER PER KENTUCKY UTILITIES REQUIREMENTS. SEE DETAIL ON SHEET E1.  2. S.E.R. 200A, 480/277V, 3-PHASE, 4 POLE AUTOMATIC TRANSFER S.E.R. 200A, 480/277V, 3-PHASE, 4 POLE AUTOMATIC TRANSFER SWITCH (ATS) WITH 200A/3P MAIN BREAKER IN NEMA 4 STAINLESS STEEL ENCLOSURE MOUNTED ON RISER POLE. 3. #2 BARE COPPER GROUNDING ELECTRODE. BOND TO BUILDING #2 BARE COPPER GROUNDING ELECTRODE. BOND TO BUILDING STRUCTURAL STEEL, METAL PIPING, PANELBOARDS (NOT ALL SHOWN ON PLAN). 4. GROUND DRIVEN ROD 3/4" X 10' (TYPICAL). GROUND DRIVEN ROD 3/4" X 10' (TYPICAL). 5. 4#3/0, 1#6 GND IN 2"C UNDERGROUND FROM ATS TO ELECTRICAL 4#3/0, 1#6 GND IN 2"C UNDERGROUND FROM ATS TO ELECTRICAL DISTRIBUTION PANEL (INSIDE BUILDING). 6. 1-2"C AND 1-3/4"C WITH PULLWIRE UNDERGROUND FROM ATS TO 1-2"C AND 1-3/4"C WITH PULLWIRE UNDERGROUND FROM ATS TO UNDERGROUND PULLBOX FOR FUTURE CONNECTION TO GENERATOR. 7. 1"C WITH PULLWIRE UNDERGROUND FROM 120/240V LIGHTING PANEL TO 1"C WITH PULLWIRE UNDERGROUND FROM 120/240V LIGHTING PANEL TO UNDERGROUND PULLBOX FOR GENERATOR BATTERY CHARGER. 8. 3/4"C WITH PULLWIRE UNDERGROUND FROM TELEMETRY PANEL TO 3/4"C WITH PULLWIRE UNDERGROUND FROM TELEMETRY PANEL TO UNDERGROUND PULLBOX. 9. 3/4"C WITH PULLWIRE UNDERGROUND FROM ATS TO TELEMETRY PANEL. 3/4"C WITH PULLWIRE UNDERGROUND FROM ATS TO TELEMETRY PANEL. 10. STUB UP AND CAP ALL CONDUITS ASSOCIATED WITH FUTURE STUB UP AND CAP ALL CONDUITS ASSOCIATED WITH FUTURE GENERATOR INSIDE UNDERGROUND PULLBOX. SEE DETAIL ON SHEET E1. 11. STUB UP AND CAP 3/4"C AT BUILDING FOR FUTURE CONNECTION TO STUB UP AND CAP 3/4"C AT BUILDING FOR FUTURE CONNECTION TO GENERATOR E-STOP. 12. 480/277V OVERHEAD SECONDARY SERVICE. CONDUCTORS SHALL BE 480/277V OVERHEAD SECONDARY SERVICE. CONDUCTORS SHALL BE FURNISHED AND INSTALLED BY KENTUCKY UTILITIES. CONTRACTOR  SHALL COORDINATE INSTALLATION.
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