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WATER LINE PLAN: STATION 67+00 TO 81+50

THE LOCATIONS OF EXISTING TOPOGRAPHIC FEATURES AND UTILITIES ARE APPROXIMATE.  THE CONTRACTOR SHALL
FAMILIARIZE HIMSELF WITH THE PROJECT SITE PRIOR TO CONSTRUCTION.  UNDER NO CIRCUMSTANCES SHALL THE
CONTRACTOR ASSUME THAT ALL FEATURES ARE IDENTIFIED AND INDICATED IN THEIR EXACT LOCATION.  THE
CONTRACTOR SHALL CONTACT 'KENTUCKY 811' OR 'TENNESSEE 811', AS WELL AS OTHER UTILITIES, PIPELINE
COMPANIES, ETC. POTENTIALLY HAVING UNDERGROUND LINES, UTILITIES, STRUCTURES, ETC.. IN THE AREA FOR
VERIFICATION AND LOCATION PRIOR TO EXCAVATION.

IF BAT OR OTHER ENDANGERED SPECIES ARE ENCOUNTERED, PROMPTLY CONTACT USF&W.
BE RESPONSIBLE FOR THE REPLACEMENT OF TREES, SHRUBS, ETC. UNNECESSARILY DAMAGED OR REMOVED. 
TREES MAY ONLY BE REMOVED DURING THE PERIOD BETWEEN AUGUST 1ST TO MAY 31ST.  THE CONTRACTOR WILL 
CUTTING OF, OR DAMAGE TO MATURE TREES (DBH>5"), AND TREES NOT IN THE CONSTRUCTION AREA.  MATURE 
ROOTS, AND WEEDS WITHIN THE CONSTRUCTION AREA AS REQUIRED FOR CONSTRUCTION OF THE PIPELINE.  AVOID
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, REMOVING AND DISPOSING OF TREES, BRUSH, STUMPS,
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WATER LINE PLAN: STATION 52+50 TO 67+00

PROPOSED 4" CLASS
200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

GRAVEL DRIVE
(PRIVATE)

EXISTING 18" CULVERT

EXISTING 12" CULVERT

LONG LANE

LONG LANE
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PROPOSED 90° BEND

PROPOSED 90° BEND

PROPOSED 35 LF CASED OPEN CUT
ROAD CROSSING; 8" CASING, 4" CARRIER
PER DETAIL 1, SHEET 1-D-2

(Christ Stoltzfus Property)
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WATER LINE PLAN: STATION 96+50 TO 109+40

THE LOCATIONS OF EXISTING TOPOGRAPHIC FEATURES AND UTILITIES ARE APPROXIMATE.  THE CONTRACTOR SHALL
FAMILIARIZE HIMSELF WITH THE PROJECT SITE PRIOR TO CONSTRUCTION.  UNDER NO CIRCUMSTANCES SHALL THE
CONTRACTOR ASSUME THAT ALL FEATURES ARE IDENTIFIED AND INDICATED IN THEIR EXACT LOCATION.  THE
CONTRACTOR SHALL CONTACT 'KENTUCKY 811' OR 'TENNESSEE 811', AS WELL AS OTHER UTILITIES, PIPELINE
COMPANIES, ETC. POTENTIALLY HAVING UNDERGROUND LINES, UTILITIES, STRUCTURES, ETC.. IN THE AREA FOR
VERIFICATION AND LOCATION PRIOR TO EXCAVATION.

IF BAT OR OTHER ENDANGERED SPECIES ARE ENCOUNTERED, PROMPTLY CONTACT USF&W.
BE RESPONSIBLE FOR THE REPLACEMENT OF TREES, SHRUBS, ETC. UNNECESSARILY DAMAGED OR REMOVED. 
TREES MAY ONLY BE REMOVED DURING THE PERIOD BETWEEN AUGUST 1ST TO MAY 31ST.  THE CONTRACTOR WILL 
CUTTING OF, OR DAMAGE TO MATURE TREES (DBH>5"), AND TREES NOT IN THE CONSTRUCTION AREA.  MATURE 
ROOTS, AND WEEDS WITHIN THE CONSTRUCTION AREA AS REQUIRED FOR CONSTRUCTION OF THE PIPELINE.  AVOID
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, REMOVING AND DISPOSING OF TREES, BRUSH, STUMPS,
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WATER LINE PLAN: STATION 81+50 TO 96+50
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PROPOSED 4" CLASS
200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

EXISTING 18" CULVERT

GRAVEL DRIVE
(PRIVATE)

LONG LANE

LONG LANE

PROPOSED 90° BEND

PROPOSED 45° BEND

PROPOSED 40 LF CASED OPEN CUT ROAD
CROSSING; 8"CASING 4" CARRER
PER DETAIL 1, SHEET 1-D-2

(Christ Stoltzfus Property)(John Stoltzfus Property)

(John Stoltzfus Property)

(Moses Stoltzfus Property)

(David Stoltzfus Property)

(David Stoltzfus Property)

(Moses Stoltzfus Property)

(Stephen Stoltzfus Property)

(Stephen Stoltzfus Property)
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WATER LINE PLAN: STATION 109+40 TO 115+95

THE LOCATIONS OF EXISTING TOPOGRAPHIC FEATURES AND UTILITIES ARE APPROXIMATE.  THE CONTRACTOR SHALL
FAMILIARIZE HIMSELF WITH THE PROJECT SITE PRIOR TO CONSTRUCTION.  UNDER NO CIRCUMSTANCES SHALL THE
CONTRACTOR ASSUME THAT ALL FEATURES ARE IDENTIFIED AND INDICATED IN THEIR EXACT LOCATION.  THE
CONTRACTOR SHALL CONTACT 'KENTUCKY 811' OR 'TENNESSEE 811', AS WELL AS OTHER UTILITIES, PIPELINE
COMPANIES, ETC. POTENTIALLY HAVING UNDERGROUND LINES, UTILITIES, STRUCTURES, ETC.. IN THE AREA FOR
VERIFICATION AND LOCATION PRIOR TO EXCAVATION.

IF BAT OR OTHER ENDANGERED SPECIES ARE ENCOUNTERED, PROMPTLY CONTACT USF&W.
BE RESPONSIBLE FOR THE REPLACEMENT OF TREES, SHRUBS, ETC. UNNECESSARILY DAMAGED OR REMOVED. 
TREES MAY ONLY BE REMOVED DURING THE PERIOD BETWEEN AUGUST 1ST TO MAY 31ST.  THE CONTRACTOR WILL 
CUTTING OF, OR DAMAGE TO MATURE TREES (DBH>5"), AND TREES NOT IN THE CONSTRUCTION AREA.  MATURE 
ROOTS, AND WEEDS WITHIN THE CONSTRUCTION AREA AS REQUIRED FOR CONSTRUCTION OF THE PIPELINE.  AVOID
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, REMOVING AND DISPOSING OF TREES, BRUSH, STUMPS,
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MATCH LINE - SEE SHEET 1-P-16

PROPOSED 4" CLASS
200 PVC WATERLINE

(Stephen Stoltzfus Property)

LONG LANE

(Stephen Stoltzfus Property)

(Stephen Stoltzfus Property)
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AD

PROPOSED 45° BENDPROPOSED 90° BEND

PROPOSED 90 LF CASED OPEN CUT ROAD
CROSSING; 8" CASING, 4" CARRIER
PER DETAIL 1, SHEET 1-D-2

PROPOSED 90 LF CASED OPEN CUT ROAD
CROSSING; 8" CASING, 4" CARRIER
PER DETAIL 1, SHEET 1-D-2

PROPOSED 4"x4" TAPPING
SLEEVE AND VALVE
PER DETAIL 6, SHEET 1-D-1

EXISTING 4" WATERLINE
(LOCATION APPROXIMATE)

EXISTING FLUSH HYDRANT

PROPOSED FLUSH HYDRANT
PER DETAIL 7, SHEET 1-D-2
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WATER LINE PLAN: STATION 10+50 TO 24+50

THE LOCATIONS OF EXISTING TOPOGRAPHIC FEATURES AND UTILITIES ARE APPROXIMATE.  THE CONTRACTOR SHALL
FAMILIARIZE HIMSELF WITH THE PROJECT SITE PRIOR TO CONSTRUCTION.  UNDER NO CIRCUMSTANCES SHALL THE
CONTRACTOR ASSUME THAT ALL FEATURES ARE IDENTIFIED AND INDICATED IN THEIR EXACT LOCATION.  THE
CONTRACTOR SHALL CONTACT 'KENTUCKY 811' OR 'TENNESSEE 811', AS WELL AS OTHER UTILITIES, PIPELINE
COMPANIES, ETC. POTENTIALLY HAVING UNDERGROUND LINES, UTILITIES, STRUCTURES, ETC.. IN THE AREA FOR
VERIFICATION AND LOCATION PRIOR TO EXCAVATION.

IF BAT OR OTHER ENDANGERED SPECIES ARE ENCOUNTERED, PROMPTLY CONTACT USF&W.
BE RESPONSIBLE FOR THE REPLACEMENT OF TREES, SHRUBS, ETC. UNNECESSARILY DAMAGED OR REMOVED. 
TREES MAY ONLY BE REMOVED DURING THE PERIOD BETWEEN AUGUST 1ST TO MAY 31ST.  THE CONTRACTOR WILL 
CUTTING OF, OR DAMAGE TO MATURE TREES (DBH>5"), AND TREES NOT IN THE CONSTRUCTION AREA.  MATURE 
ROOTS, AND WEEDS WITHIN THE CONSTRUCTION AREA AS REQUIRED FOR CONSTRUCTION OF THE PIPELINE.  AVOID
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, REMOVING AND DISPOSING OF TREES, BRUSH, STUMPS,
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WATER LINE PLAN: STATION 0+00 TO 10+50
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EXISTING 4" WATER LINE
(LOCATION APPROXIMATE)

OWEN WEST ROAD

OWEN WEST ROAD
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PROPOSED 4" CLASS
200 PVC WATERLINE PROPOSED 4" CLASS

200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

PROPOSED 4" CLASS
200 PVC WATERLINE

EXISTING FLUSHING
HYDRANT

PROPOSED 4"x4" TAPPING
SLEEVE AND VALVE PER
DETAIL 7, SHEET 1-D-2

PROPOSED FLUSH HYDRANT
AND VALVE PER DETAIL 7,
SHEET 1-D-2

PROPOSED 4" GATE VALVE
PER DETAIL X, SHEET X-X-X

EXISTING 12" CULVERT

EXISTING 12" CULVERT

EXISTING 12" CULVERT

(Cross Creek Farms Property)

(Cross Creek Farms Property)

(Cross Creek Farms Property)

(Cross Creek Farms Property)

25' 25'

25'

25'
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