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THE LOCATIONS OF EXISTING TOPOGRAPHIC FEATURES AND UTILITIES ARE APPROXIMATE.  THE CONTRACTOR SHALL
FAMILIARIZE HIMSELF WITH THE PROJECT SITE PRIOR TO CONSTRUCTION.  UNDER NO CIRCUMSTANCES SHALL THE
CONTRACTOR ASSUME THAT ALL FEATURES ARE IDENTIFIED AND INDICATED IN THEIR EXACT LOCATION.  THE
CONTRACTOR SHALL CONTACT 'KENTUCKY 811' OR 'TENNESSEE 811', AS WELL AS OTHER UTILITIES, PIPELINE
COMPANIES, ETC. POTENTIALLY HAVING UNDERGROUND LINES, UTILITIES, STRUCTURES, ETC.. IN THE AREA FOR
VERIFICATION AND LOCATION PRIOR TO EXCAVATION.

IF BAT OR OTHER ENDANGERED SPECIES ARE ENCOUNTERED, PROMPTLY CONTACT USF&W.
BE RESPONSIBLE FOR THE REPLACEMENT OF TREES, SHRUBS, ETC. UNNECESSARILY DAMAGED OR REMOVED. 
TREES MAY ONLY BE REMOVED DURING THE PERIOD BETWEEN AUGUST 1ST TO MAY 31ST.  THE CONTRACTOR WILL 
CUTTING OF, OR DAMAGE TO MATURE TREES (DBH>5"), AND TREES NOT IN THE CONSTRUCTION AREA.  MATURE 
ROOTS, AND WEEDS WITHIN THE CONSTRUCTION AREA AS REQUIRED FOR CONSTRUCTION OF THE PIPELINE.  AVOID
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, REMOVING AND DISPOSING OF TREES, BRUSH, STUMPS,
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WATER LINE PLAN: STATION 54+00 TO 60+70
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(LOCATION APPROXIMATE)

EXISTING FLUSH HYDRANT TO 
BE REMOVE AND CONNECT TO 
EXISTING 4" VALVE

PROPOSED FLUSH HYDRANT
PER DETAIL 7, SHEET 1-D-2

PRUITT LANE

(Henry King Property)

(P&M Garnett Property)

(Gary Pendleton Property)
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WATER LINE PLAN: STATION 13+20 TO 26+43

WATER LINE PLAN: STATION 0+00 TO 13+20

THE LOCATIONS OF EXISTING TOPOGRAPHIC FEATURES AND UTILITIES ARE APPROXIMATE.  THE CONTRACTOR SHALL
FAMILIARIZE HIMSELF WITH THE PROJECT SITE PRIOR TO CONSTRUCTION.  UNDER NO CIRCUMSTANCES SHALL THE
CONTRACTOR ASSUME THAT ALL FEATURES ARE IDENTIFIED AND INDICATED IN THEIR EXACT LOCATION.  THE
CONTRACTOR SHALL CONTACT 'KENTUCKY 811' OR 'TENNESSEE 811', AS WELL AS OTHER UTILITIES, PIPELINE
COMPANIES, ETC. POTENTIALLY HAVING UNDERGROUND LINES, UTILITIES, STRUCTURES, ETC.. IN THE AREA FOR
VERIFICATION AND LOCATION PRIOR TO EXCAVATION.

IF BAT OR OTHER ENDANGERED SPECIES ARE ENCOUNTERED, PROMPTLY CONTACT USF&W.
BE RESPONSIBLE FOR THE REPLACEMENT OF TREES, SHRUBS, ETC. UNNECESSARILY DAMAGED OR REMOVED. 
TREES MAY ONLY BE REMOVED DURING THE PERIOD BETWEEN AUGUST 1ST TO MAY 31ST.  THE CONTRACTOR WILL 
CUTTING OF, OR DAMAGE TO MATURE TREES (DBH>5"), AND TREES NOT IN THE CONSTRUCTION AREA.  MATURE 
ROOTS, AND WEEDS WITHIN THE CONSTRUCTION AREA AS REQUIRED FOR CONSTRUCTION OF THE PIPELINE.  AVOID
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, REMOVING AND DISPOSING OF TREES, BRUSH, STUMPS,
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PROPOSED 3" CLASS
200 PVC WATERLINE

PROPOSED 3" CLASS
200 PVC WATERLINE

PROPOSED 3" CLASS
200 PVC WATERLINE

PROPOSED 3" CLASS
200 PVC WATERLINE

EXISTING 24" CULVERT

EXISTING 12" CULVERT

EXISTING 18" CULVERT

EXISTING 3" WATER LINE
(LOCATION APPROXIMATE)

ROOT ROAD

ROOT ROAD

PROPOSED 3"x3" TAPPING
SLEEVE AND VALVE PER
DETAIL 6, SHEET 1-D-1

30'
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(Amanda Robertson Property)

(Amanda Robertson Property)

(Amanda Robertson Property)

(Amanda Robertson Property)
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WATER LINE PLAN: STATION 36+15 TO 42+40

THE LOCATIONS OF EXISTING TOPOGRAPHIC FEATURES AND UTILITIES ARE APPROXIMATE.  THE CONTRACTOR SHALL
FAMILIARIZE HIMSELF WITH THE PROJECT SITE PRIOR TO CONSTRUCTION.  UNDER NO CIRCUMSTANCES SHALL THE
CONTRACTOR ASSUME THAT ALL FEATURES ARE IDENTIFIED AND INDICATED IN THEIR EXACT LOCATION.  THE
CONTRACTOR SHALL CONTACT 'KENTUCKY 811' OR 'TENNESSEE 811', AS WELL AS OTHER UTILITIES, PIPELINE
COMPANIES, ETC. POTENTIALLY HAVING UNDERGROUND LINES, UTILITIES, STRUCTURES, ETC.. IN THE AREA FOR
VERIFICATION AND LOCATION PRIOR TO EXCAVATION.

IF BAT OR OTHER ENDANGERED SPECIES ARE ENCOUNTERED, PROMPTLY CONTACT USF&W.
BE RESPONSIBLE FOR THE REPLACEMENT OF TREES, SHRUBS, ETC. UNNECESSARILY DAMAGED OR REMOVED. 
TREES MAY ONLY BE REMOVED DURING THE PERIOD BETWEEN AUGUST 1ST TO MAY 31ST.  THE CONTRACTOR WILL 
CUTTING OF, OR DAMAGE TO MATURE TREES (DBH>5"), AND TREES NOT IN THE CONSTRUCTION AREA.  MATURE 
ROOTS, AND WEEDS WITHIN THE CONSTRUCTION AREA AS REQUIRED FOR CONSTRUCTION OF THE PIPELINE.  AVOID
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CUTTING, REMOVING AND DISPOSING OF TREES, BRUSH, STUMPS,
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WATER LINE PLAN: STATION 26+43 TO 36+15

M
AT

CH
 L

IN
E 

- S
EE

 T
HI

S 
SH

EE
T

M
ATC

H
 LIN

E - SEE TH
IS SH

EET

MATCH LINE - SEE SHEET 1-P-25
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(Amanda Robertson Property)

(Kim Combs Property)

(Kim Combs Property)

(Amanda Robertson Property)

(Amanda Robertson Property)

ROOT ROAD

ROOT ROAD

PROPOSED 3" CLASS
200 PVC WATERLINE
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200 PVC WATERLINE

PROPOSED FLUSH HYDRANT
PER DETAIL 7, SHEET 1-D-2

PROPOSED 20 LF UNCASED DRIVEWAY
BORE PER DETAIL 4, SHEET 1-D-2
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GRAVEL DRIVE
(PRIVATE)

AutoCAD SHX Text
27+00

AutoCAD SHX Text
28+00

AutoCAD SHX Text
29+00

AutoCAD SHX Text
30+00

AutoCAD SHX Text
31+00

AutoCAD SHX Text
32+00

AutoCAD SHX Text
33+00

AutoCAD SHX Text
34+00

AutoCAD SHX Text
35+00

AutoCAD SHX Text
36+00

AutoCAD SHX Text
37+00

AutoCAD SHX Text
38+00

AutoCAD SHX Text
39+00

AutoCAD SHX Text
40+00

AutoCAD SHX Text
41+00

AutoCAD SHX Text
42+00

AutoCAD SHX Text
ETH

AutoCAD SHX Text
By

AutoCAD SHX Text
Date

AutoCAD SHX Text
Revision

AutoCAD SHX Text
FOR KDOW REVIEW

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
No

AutoCAD SHX Text
0

AutoCAD SHX Text
By

AutoCAD SHX Text
05-01-23

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
Date

AutoCAD SHX Text
PROPOSED WATER LINE

AutoCAD SHX Text
EXISTING GAS MAIN

AutoCAD SHX Text
EXISTING MANHOLE 

AutoCAD SHX Text
PHONE PEDESTAL

AutoCAD SHX Text
EXISTING WATER LINE (OTHERS)

AutoCAD SHX Text
POWER/TELEPHONE POLE

AutoCAD SHX Text
RESIDENTIAL WATER METER

AutoCAD SHX Text
PROPERTY LINE

AutoCAD SHX Text
FIRE HYDRANT

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
FH

AutoCAD SHX Text
P/T

AutoCAD SHX Text
M

AutoCAD SHX Text
T

AutoCAD SHX Text
MH

AutoCAD SHX Text
GUY WIRE

AutoCAD SHX Text
BURIED ELECTRIC SERVICE

AutoCAD SHX Text
EXISTING SEWER LINE

AutoCAD SHX Text
%%uBASEMAP & SCALE NOTE:

AutoCAD SHX Text
%%uENVIRONMENTAL NOTE:

AutoCAD SHX Text
Eric T. Harris, P.E.

AutoCAD SHX Text
FH

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
P/T

AutoCAD SHX Text
30'

AutoCAD SHX Text
20'

AutoCAD SHX Text
22'

AutoCAD SHX Text
20'



St
an

da
rd

 D
et

ai
ls

SHEET 1-D-1

SC
AL

E:
  N

O
T 

TO
 S

C
AL

E

D
ES

 B
Y:

  E
TH

D
W

N
 B

Y:
 W

AC

FI
R

M
: M

cG
he

e 
En

gi
ne

er
in

g

PR
O

JE
C

T 
D

AT
E:

PR
IN

TE
D

:
M

c
G

h
e

e

C
H

K 
BY

: C
W

W
AP

P 
BY

:

(2
70

) 4
83

-9
98

5

20
2 

Ew
in

g 
St

re
et

E
n

g
in

e
e

r
in

g

G
ut

hr
ie

, K
Y 

 4
22

34

DRAWING NO.

O
N

 O
R

IG
IN

AL
 D

R
AW

IN
G

LE
N

G
TH

 O
F 

BA
R

 IS
 1

"

Ph
as

e 
IX

 - 
W

at
er

 S
ys

te
m

 U
pg

ra
de

C
hr

is
tia

n 
C

ou
nt

y 
W

at
er

 D
is

tri
ct

M
ay

 1
, 2

02
3

STATE
 O

F
 K

E
N

T UCKY

PROFESS
IO

NA
L

 E
NG

IN
EER

HA
RR

IS
ER

IC
 T

.

23
70

3
L

I C
E

N
S

E
D

AutoCAD SHX Text
30" MIN. COVER (SOIL)

AutoCAD SHX Text
12" MIN. COVER (ROCK)

AutoCAD SHX Text
SHALLOW CREEK/DITCH CROSSING

AutoCAD SHX Text
PAVEMENT

AutoCAD SHX Text
LENGTH FOR BORED & JACKED CASING (OPEN CUT TO OPEN CUT)

AutoCAD SHX Text
FOR FULL CASING LENGTH.  DO NOT ALLOW

AutoCAD SHX Text
STEEL CASING SPACERS STRAPPED TO PIPE

AutoCAD SHX Text
SUPPORT PIPE BARREL WITH STAINLESS

AutoCAD SHX Text
STEEL CASED ROAD/RAILROAD BORE

AutoCAD SHX Text
THAN DITCHLINE OR AS

AutoCAD SHX Text
DIRECTED BY KDOT OR CO.

AutoCAD SHX Text
OPEN TRENCH NO CLOSER

AutoCAD SHX Text
CREEK CROSSING MAY BE ACCOMPLISHED

AutoCAD SHX Text
BY DEFLECTING THE PIPE, OR WITH FITTINGS.

AutoCAD SHX Text
GRAVITY THRUST BLOCKS PER DETAILS.

AutoCAD SHX Text
WATER LINE

AutoCAD SHX Text
DEFLECTIONS SHALL NOT EXCEED MANUFACTURER'S

AutoCAD SHX Text
RECOMMENDED MAXIMUMS.  FITTINGS SHALL HAVE

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
BELL TO CONTACT CASING.

AutoCAD SHX Text
SHOULDER

AutoCAD SHX Text
5' MIN.

AutoCAD SHX Text
DITCHLINE

AutoCAD SHX Text
42" MIN.

AutoCAD SHX Text
CUT TRENCH

AutoCAD SHX Text
END OF OPEN

AutoCAD SHX Text
END OF OPEN

AutoCAD SHX Text
RUBBER CASING

AutoCAD SHX Text
CUT TRENCH

AutoCAD SHX Text
END SEAL (TYP)

AutoCAD SHX Text
STEEL ENCASEMENT PIPE.  0.25" MIN.

AutoCAD SHX Text
EXTENDING 2' BEYOND CONCRETE POURS.

AutoCAD SHX Text
THAN 30", ENCASE WITH CONCRETE WITH CASING PIPE

AutoCAD SHX Text
SPACERS TO SUPPORT THE CARRIER.  IF COVER IS LESS

AutoCAD SHX Text
%%UIN SOLID ROCK%%U, PLACE CARRIER PIPE WITHIN SDR 35 PVC

AutoCAD SHX Text
PAY LIMIT IS LENGTH OF CHANNEL LINING

AutoCAD SHX Text
%%UIN SOIL%%U, BACKFILL TOP 1' IN CREEK BOTTOM

AutoCAD SHX Text
AND BANKS WITH KDOT CHANNEL LINING

AutoCAD SHX Text
OUTSIDE DIAMETER OF CASING.

AutoCAD SHX Text
INSTALL IN BORE NO LARGER THAN

AutoCAD SHX Text
WALL THICKNESS, SOLID WELDED JOINTS

AutoCAD SHX Text
CREEK

AutoCAD SHX Text
L

AutoCAD SHX Text
c

AutoCAD SHX Text
D1

AutoCAD SHX Text
8

AutoCAD SHX Text
3

AutoCAD SHX Text
D1

AutoCAD SHX Text
42" MIN.

AutoCAD SHX Text
DITCHLINE

AutoCAD SHX Text
5' MIN.

AutoCAD SHX Text
AGAINST SOUND, UNDISTURBED EARTH.

AutoCAD SHX Text
CONCRETE THRUST BLOCKS SHALL BE CAST

AutoCAD SHX Text
%%UKEEP CONCRETE CLEAR OF JOINTS, GLAND

AutoCAD SHX Text
MAY REQUIRE LARGER THRUST BLOCKS.

AutoCAD SHX Text
SOIL BEARING CAPACITY.  WEAKER SOILS

AutoCAD SHX Text
BEARING AREAS ARE BASED ON 4,000 PSF

AutoCAD SHX Text
2' DIAM. x 4" THICK CONCRETE COLLAR

AutoCAD SHX Text
SET FLUSH WITH GRADE

AutoCAD SHX Text
%%uWITH COPPER LOCATOR TESTING PIN

AutoCAD SHX Text
VALVE SETTING DETAILS

AutoCAD SHX Text
CONCRETE THRUST BLOCKS

AutoCAD SHX Text
21.5

AutoCAD SHX Text
12.0

AutoCAD SHX Text
MINIMUM 28-DAY COMPRESSIVE STRENGTH OF

AutoCAD SHX Text
CONCRETE FOR THRUST BLOCKS SHALL HAVE A

AutoCAD SHX Text
90

AutoCAD SHX Text
8.5

AutoCAD SHX Text
5.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
3.0

AutoCAD SHX Text
BEND

AutoCAD SHX Text
%%UTHRUST BLOCKS (UNDISTURBED TRENCH WALL)

AutoCAD SHX Text
MINIMUM BEARING AREA ("A"x"B")

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
AND BACKFILL AT VALVES

AutoCAD SHX Text
No. 9 AGGREGATE BEDDING

AutoCAD SHX Text
TAMPED BACKFILL TO GRADE

AutoCAD SHX Text
%%UBOLTS, ETC.%%U *ABSOLUTELY NO EXCEPTIONS!*

AutoCAD SHX Text
D.

AutoCAD SHX Text
C.

AutoCAD SHX Text
B.

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
16"

AutoCAD SHX Text
A.

AutoCAD SHX Text
12"

AutoCAD SHX Text
15.0

AutoCAD SHX Text
8.5

AutoCAD SHX Text
2,500 PSI.

AutoCAD SHX Text
PIPE

AutoCAD SHX Text
10"

AutoCAD SHX Text
8"

AutoCAD SHX Text
2", 3" & 4"

AutoCAD SHX Text
6"

AutoCAD SHX Text
SIZE

AutoCAD SHX Text
TEE OR

AutoCAD SHX Text
6.0

AutoCAD SHX Text
4.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
2.5

AutoCAD SHX Text
DEAD END

AutoCAD SHX Text
"A"

AutoCAD SHX Text
%%UPLAN - TEE (POURED BLOCK)

AutoCAD SHX Text
JOINT TAPPING SLEEVE

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
PER DETAIL 1, THIS SHEET 

AutoCAD SHX Text
CONCRETE THRUST BLOCK

AutoCAD SHX Text
EXISTING WATER MAIN

AutoCAD SHX Text
CAST IRON MECHANICAL

AutoCAD SHX Text
COMPACTED SELECT BACKFILL

AutoCAD SHX Text
TAPPING SLEEVE & VALVE

AutoCAD SHX Text
D1

AutoCAD SHX Text
CUT & PLUG DETAIL

AutoCAD SHX Text
BEDDING & BACKFILL - ROCK

AutoCAD SHX Text
BEDDING & BACKFILL - SOIL

AutoCAD SHX Text
ROCK

AutoCAD SHX Text
SOIL

AutoCAD SHX Text
AREAS. TAMP TO TO GROUND LEVEL

AutoCAD SHX Text
SEED AND MULCH ALL DISTURBED

AutoCAD SHX Text
AREAS. TAMP TO TO GROUND LEVEL

AutoCAD SHX Text
SEED AND MULCH ALL DISTURBED

AutoCAD SHX Text
CONCRETE THRUST BLOCK

AutoCAD SHX Text
SEE DETAIL 1, THIS SHEET

AutoCAD SHX Text
N/A

AutoCAD SHX Text
BEARING CONDITIONS EXIST, NOTIFY ENGINEER

AutoCAD SHX Text
WHERE CONTRACTOR SUSPECTS THAT UNSUITABLE

AutoCAD SHX Text
REDUCED IN ROCK SUBJECT TO ENGINEER'S

AutoCAD SHX Text
THRUST BLOCK BEARING AREAS MAY BE

AutoCAD SHX Text
CAST IRON VALVE BOX

AutoCAD SHX Text
N/A

AutoCAD SHX Text
VALVES

AutoCAD SHX Text
& FTGS.

AutoCAD SHX Text
REBAR

AutoCAD SHX Text
GATE VALVE

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
24" (U-CHANNEL)

AutoCAD SHX Text
APPROVAL.

AutoCAD SHX Text
PRIOR TO CASTING THRUST BLOCK.

AutoCAD SHX Text
3.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
11 1/4

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
BEND

AutoCAD SHX Text
F.

AutoCAD SHX Text
E.

AutoCAD SHX Text
11.5

AutoCAD SHX Text
6.5

AutoCAD SHX Text
6.0

AutoCAD SHX Text
3.0

AutoCAD SHX Text
45

AutoCAD SHX Text
3.0

AutoCAD SHX Text
4.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
2.0

AutoCAD SHX Text
BEND

AutoCAD SHX Text
22 1/2

AutoCAD SHX Text
2.5

AutoCAD SHX Text
1.5

AutoCAD SHX Text
1.0

AutoCAD SHX Text
1.0

AutoCAD SHX Text
BEND

AutoCAD SHX Text
IN SQUARE FEET

AutoCAD SHX Text
21

AutoCAD SHX Text
32

AutoCAD SHX Text
18

AutoCAD SHX Text
12

AutoCAD SHX Text
13

AutoCAD SHX Text
8

AutoCAD SHX Text
ALL

AutoCAD SHX Text
VALVES

AutoCAD SHX Text
N/A

AutoCAD SHX Text
5

AutoCAD SHX Text
9

AutoCAD SHX Text
N/A

AutoCAD SHX Text
1.5

AutoCAD SHX Text
N/A

AutoCAD SHX Text
3

AutoCAD SHX Text
N/A

AutoCAD SHX Text
IN CUBIC FEET

AutoCAD SHX Text
MIN. CONC. VOLUME

AutoCAD SHX Text
%%UTYP. SECTION (POURED BLOCK)

AutoCAD SHX Text
SIZE

AutoCAD SHX Text
2

AutoCAD SHX Text
5

AutoCAD SHX Text
FTGS.

AutoCAD SHX Text
4

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
1

AutoCAD SHX Text
D1

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
IN YARDS.

AutoCAD SHX Text
30" MIN. COVER

AutoCAD SHX Text
(TYPICAL)

AutoCAD SHX Text
12" MIN.

AutoCAD SHX Text
%%UPLAN - 90  BEND (POURED BLOCK)

AutoCAD SHX Text
"A"

AutoCAD SHX Text
"B"

AutoCAD SHX Text
IN YARDS.

AutoCAD SHX Text
30" MIN. COVER

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
ROCKS LESS THAN 12" IN MAX.

AutoCAD SHX Text
PIPE BEDDING OR CLEAN EXCAVATED 

AutoCAD SHX Text
PVC WATER MAIN %%U(COLOR = BLUE)%%U:

AutoCAD SHX Text
OVEREXCAVATE ROCK BY 6" (MIN.)

AutoCAD SHX Text
AND BED PIPE ON KYDOT No. 9

AutoCAD SHX Text
EXCAVATED MATERIAL FREE OF ROCKS.

AutoCAD SHX Text
WITH KDOT No. 9 PIPE BEDDING OR CLEAN

AutoCAD SHX Text
DETECTOR WIRE - TAPE TO TOP OF PIPE

AutoCAD SHX Text
BACKFILL TO 8" (MIN.) ABOVE PIPE

AutoCAD SHX Text
DIMENSION ALLOWED.  MATERIAL

AutoCAD SHX Text
MAY BE PLACED LOOSE.

AutoCAD SHX Text
NO ROCK LARGER THAN 2" ALLOWED

AutoCAD SHX Text
IN TOP 6".  UNIFORMLY ROUND TOP

AutoCAD SHX Text
BACKFILL WITH EXCAVATED MATERIAL

AutoCAD SHX Text
PIPE DIAM. + 8"

AutoCAD SHX Text
MINIMUM

AutoCAD SHX Text
SOIL FREE OF ROCKS.

AutoCAD SHX Text
FOR SETTLEMENT.

AutoCAD SHX Text
D1

AutoCAD SHX Text
7

AutoCAD SHX Text
2

AutoCAD SHX Text
D1

AutoCAD SHX Text
REPLACE WITH UNIFORM EXCAVATED SOIL

AutoCAD SHX Text
6" & LARGER - OVEREXCAVATE 6" &

AutoCAD SHX Text
BOTTOM WITH SHAPED BELL HOLES

AutoCAD SHX Text
MAY BE PLACED LOOSE.

AutoCAD SHX Text
DIMENSION ALLOWED.  MATERIAL

AutoCAD SHX Text
ROCKS LESS THAN 12" IN MAX.

AutoCAD SHX Text
BACKFILL WITH EXCAVATED MATERIAL

AutoCAD SHX Text
COMPACT TO 90% MAX DENSITY.

AutoCAD SHX Text
WITH SELECT EXCAVATED MATERIAL.

AutoCAD SHX Text
BACKFILL TO 8" (MIN.) ABOVE PIPE

AutoCAD SHX Text
PVC WATER MAIN %%U(COLOR = BLUE)%%U:

AutoCAD SHX Text
DETECTOR WIRE - TAPE TO TOP OF PIPE

AutoCAD SHX Text
IN TOP 6".  UNIFORMLY ROUND TOP

AutoCAD SHX Text
NO ROCK LARGER THAN 2" ALLOWED

AutoCAD SHX Text
MAY BE BEDDED ON SOUND TRENCH

AutoCAD SHX Text
BED ON UNIFORM UNDISTURBED

AutoCAD SHX Text
SOIL FREE OF ROCKS.  4" & SMALLER

AutoCAD SHX Text
PIPE DIAM. + 8"

AutoCAD SHX Text
MINIMUM

AutoCAD SHX Text
FOR SETTLEMENT.

AutoCAD SHX Text
5

AutoCAD SHX Text
D1

AutoCAD SHX Text
D1

AutoCAD SHX Text
6

AutoCAD SHX Text
PIPE BEDDING & BACKFILL

AutoCAD SHX Text
PER DETAIL 2 & 5, THIS SHEET

AutoCAD SHX Text
PROPOSED WATER MAIN

AutoCAD SHX Text
CAST IRON VALVE BOX

AutoCAD SHX Text
RESILIENT SEAT TAPPING VALVE

AutoCAD SHX Text
SEE DETAIL 4, THIS SHEET

AutoCAD SHX Text
PLASTIC BLUE VALVE MARKER

AutoCAD SHX Text
ADJACENT TO VALVE

AutoCAD SHX Text
RHINO TRIVIEW FLEX MODEL

AutoCAD SHX Text
NUMBER IMPRINTED & LOCATED

AutoCAD SHX Text
WITH OWNERS NAME AND PHONE

AutoCAD SHX Text
ISOLATE AND DEPRESSURIZE

AutoCAD SHX Text
LINE, CUT AND REMOVE SECTION

AutoCAD SHX Text
FORM AND POUR CONCRETE

AutoCAD SHX Text
AS SHOWN TO PARTIALLY

AutoCAD SHX Text
ENCASE PIPE CAPS

AutoCAD SHX Text
OF PIPE AS REQUIRED TO

AutoCAD SHX Text
INSTALL END CAPS

AutoCAD SHX Text
RESTRAINED DUCTILE

AutoCAD SHX Text
IRON PIPE END CAP

AutoCAD SHX Text
END CAPS

AutoCAD SHX Text
EXPOSE LINE AND VERIFY

AutoCAD SHX Text
EXISTING PIPE OUTSIDE

AutoCAD SHX Text
DIAMETER BEFORE ORDERING

AutoCAD SHX Text
OR PVC PIPELINE

AutoCAD SHX Text
EXISTING DUCTILE IRON

AutoCAD SHX Text
PROVIDE 10 TON BOTTLE

AutoCAD SHX Text
JACK BETWEEN MJ CAPS

AutoCAD SHX Text
(EMBED IN CONCRETE)

AutoCAD SHX Text
%%U(MARKER & VALVE RING NOT SHOWN)

AutoCAD SHX Text
%%UNOTES

AutoCAD SHX Text
IN %%UUNDISTURBED%%U EXCAVATIONS WITH SUITABLE BEARING CONDITIONS, THE CONTRACTOR SHALL UTILIZE SOLID,

AutoCAD SHX Text
2.

AutoCAD SHX Text
4-INCH THICK MASONRY BLOCKS.  QUANTITY TO BE DETERMINED BY REQUIRED BEARING AREA & DISTANCE

AutoCAD SHX Text
TO REACH & BEAR ON UNDISTURBED TRENCH WALL.

AutoCAD SHX Text
IN %%UDISTURBED OR OVER%%U EXCAVATIONS WITHOUT SUITABLE BEARING CONDITIONS, THE CONTRACTOR SHALL %%UPOUR

AutoCAD SHX Text
3.

AutoCAD SHX Text
%%U& FORM CONCRETE THRUST BLOCKS%%U PER THE ABOVE TABLE AND THE FOLLOWING:

AutoCAD SHX Text
{FASTENED TO STEEL U-CHANNEL}

AutoCAD SHX Text
EACH VALVE EQUIPPED WITH

AutoCAD SHX Text
ROMAC GRIPRINGS FOR RESTRAINT

AutoCAD SHX Text
%%UEVERY INSTALLED FITTINGS SHALL BE EQUIPPED WITH ROMAC GRIPRINGS (OR EQUAL) FOR RESTRAINT

AutoCAD SHX Text
1.

AutoCAD SHX Text
EACH END CAP EQUIPPED WITH

AutoCAD SHX Text
ROMAC GRIPRINGS FOR RESTRAINT

AutoCAD SHX Text
PIPE CONNECTION EQUIPPED W/

AutoCAD SHX Text
ROMAC GRIPRINGS FOR RESTRAINT

AutoCAD SHX Text
CASING PIPE EQUIPPED WITH END SEALS AND CASING

AutoCAD SHX Text
BLOCKS (8"x4"x16")

AutoCAD SHX Text
PRECAST SOLID CONCRETE

AutoCAD SHX Text
REQUIRED TO BEAR ON

AutoCAD SHX Text
PROVIDE NUMBER OF BLOCKS

AutoCAD SHX Text
UNDISTURBED TRENCH WALL

AutoCAD SHX Text
INSERTION VALVE

AutoCAD SHX Text
EZ VALVE OR EQUAL

AutoCAD SHX Text
%%UTYPICAL INSTALLATION

AutoCAD SHX Text
%%UVALVE INSERTION METHOD

AutoCAD SHX Text
EXISTING WATER MAIN

AutoCAD SHX Text
By

AutoCAD SHX Text
Date

AutoCAD SHX Text
ETH

AutoCAD SHX Text
Revision

AutoCAD SHX Text
FOR KDOW REVIEW

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
No

AutoCAD SHX Text
0

AutoCAD SHX Text
By

AutoCAD SHX Text
05-01-23

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
Date

AutoCAD SHX Text
Eric T. Harris, P.E.



St
an

da
rd

 D
et

ai
ls

SHEET 1-D-2

SC
AL

E:
  N

O
T 

TO
 S

C
AL

E

D
ES

 B
Y:

  E
TH

D
W

N
 B

Y:
 W

AC

FI
R

M
: M

cG
he

e 
En

gi
ne

er
in

g

PR
O

JE
C

T 
D

AT
E:

PR
IN

TE
D

:
M

c
G

h
e

e

C
H

K 
BY

: C
W

W
AP

P 
BY

:

(2
70

) 4
83

-9
98

5

20
2 

Ew
in

g 
St

re
et

E
n

g
in

e
e

r
in

g

G
ut

hr
ie

, K
Y 

 4
22

34

DRAWING NO.

O
N

 O
R

IG
IN

AL
 D

R
AW

IN
G

LE
N

G
TH

 O
F 

BA
R

 IS
 1

"

Ph
as

e 
IX

 - 
W

at
er

 S
ys

te
m

 U
pg

ra
de

C
hr

is
tia

n 
C

ou
nt

y 
W

at
er

 D
is

tri
ct

M
ay

 1
, 2

02
3

STATE
 O

F
 K

E
N

T UCKY

PROFESS
IO

NA
L

 E
NG

IN
EER

HA
RR

IS
ER

IC
 T

.

23
70

3
L

I C
E

N
S

E
D

AutoCAD SHX Text
1

AutoCAD SHX Text
D2

AutoCAD SHX Text
CASED-OPEN CUT ROAD CROSSING

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
5'

AutoCAD SHX Text
CUT TRENCH

AutoCAD SHX Text
END OF OPEN

AutoCAD SHX Text
MAXIMUM PAYMENT LENGTH FOR CASED-OPEN CUT ROAD CROSSING

AutoCAD SHX Text
CASING SPACERS STRAPPED TO PIPE FOR

AutoCAD SHX Text
FULL CASING LENGTH.  DO NOT ALLOW

AutoCAD SHX Text
SUPPORT PIPE BARREL WITH

AutoCAD SHX Text
BELL TO CONTACT CASING.

AutoCAD SHX Text
42" MIN.

AutoCAD SHX Text
SHOULDER

AutoCAD SHX Text
DITCHLINE

AutoCAD SHX Text
BEDDING AND BACKFILL PER

AutoCAD SHX Text
WALL THICKNESS, SOLID WELDED JOINTS

AutoCAD SHX Text
STEEL ENCASEMENT PIPE.  0.25" MIN.

AutoCAD SHX Text
DETAILS 5, THIS SHEET

AutoCAD SHX Text
42" MIN.

AutoCAD SHX Text
DETAIL 5, THIS SHEET

AutoCAD SHX Text
REPAIR PAVEMENT PER

AutoCAD SHX Text
DITCHLINE

AutoCAD SHX Text
RUBBER CASING

AutoCAD SHX Text
END SEAL (TYP)

AutoCAD SHX Text
5' 

AutoCAD SHX Text
PAVEMENT BACKFILL & REPAIR

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
D2

AutoCAD SHX Text
5

AutoCAD SHX Text
D2

AutoCAD SHX Text
2

AutoCAD SHX Text
WIDE STREAM CROSSING DETAIL

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
8"

AutoCAD SHX Text
10"

AutoCAD SHX Text
CASING

AutoCAD SHX Text
CASING SIZE

AutoCAD SHX Text
4"

AutoCAD SHX Text
CARRIER

AutoCAD SHX Text
6"

AutoCAD SHX Text
OR AS DIRECTED BY THE ENGINEER

AutoCAD SHX Text
PAY LIMIT FOR WIDE STREAM CROSSING

AutoCAD SHX Text
EXTEND CASING FROM TOP OF BANK TO TOP OF BANK

AutoCAD SHX Text
YELOMINE CERTA-LOK PVC RETRAINED PIPE

AutoCAD SHX Text
OVER EXCAVATION FROM RIVER BOTTOM

AutoCAD SHX Text
30" MIN. COVER (SOIL)

AutoCAD SHX Text
12" MIN. COVER (ROCK)

AutoCAD SHX Text
CASING END SEAL

AutoCAD SHX Text
STEEL CASING

AutoCAD SHX Text
TO TOP OF BANK (EACH SIDE)

AutoCAD SHX Text
PLACE KDOT CHANNEL LINING ROCK

AutoCAD SHX Text
WHERE COVER IS LESS THAN 30".  

AutoCAD SHX Text
AND ENCASE PIPE IN CONCRETE (8" MIN.)

AutoCAD SHX Text
IN SOLID ROCK, DECREASE COVER TO 12"

AutoCAD SHX Text
BED CASING ON 6" MIN. No. 9

AutoCAD SHX Text
TRENCH WITH CONCRETE

AutoCAD SHX Text
PIPE BEDDING, BACKFILL

AutoCAD SHX Text
%%uNOTE:

AutoCAD SHX Text
WATER LEVEL

AutoCAD SHX Text
BENDS AS REQUIRED

AutoCAD SHX Text
BLOCKS PER DETAILS

AutoCAD SHX Text
WITH CONCRETE THRUST

AutoCAD SHX Text
MAXIMUM PAYMENT LENGTH FOR UNCASED DRIVEWAY BORE

AutoCAD SHX Text
BORING DIAMETER EQUAL TO PIPE

AutoCAD SHX Text
BELL DIAMETER PLUS 1" %%U(MAX.)

AutoCAD SHX Text
SHOULDER

AutoCAD SHX Text
42" MIN.

AutoCAD SHX Text
UNCASED DRIVEWAY BORE DETAIL

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
4

AutoCAD SHX Text
D2

AutoCAD SHX Text
1"%%C STEEL PIPE &

AutoCAD SHX Text
FITTINGS (TYP.)

AutoCAD SHX Text
VALVE

AutoCAD SHX Text
1" GATE

AutoCAD SHX Text
CORPORATION

AutoCAD SHX Text
AIR RELEASE VALVE DETAIL

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
SOLID CONCRETE

AutoCAD SHX Text
BLOCKS (TYP.)

AutoCAD SHX Text
STOP

AutoCAD SHX Text
CLAMP

AutoCAD SHX Text
BRONZE SERVICE

AutoCAD SHX Text
WATER MAIN

AutoCAD SHX Text
1" AIR RELEASE VALVE

AutoCAD SHX Text
24" CONTINENTAL

AutoCAD SHX Text
BOX

AutoCAD SHX Text
6" MIN.

AutoCAD SHX Text
D2

AutoCAD SHX Text
3

AutoCAD SHX Text
FILL TO BOTTOM

AutoCAD SHX Text
OF GATE VALVE

AutoCAD SHX Text
WITH No. 57 AGR.

AutoCAD SHX Text
FLUSHING HYDRANTS ARE INTENDED FOR WATER LINE FLUSHING ONLY AND

AutoCAD SHX Text
ARE NOT INTENDED OR SUITABLE FOR FIRE PROTECTION.

AutoCAD SHX Text
WITH TWO COATS HIGH GLOSS

AutoCAD SHX Text
POLYURETHANE AFTER INSTALLATION

AutoCAD SHX Text
FLUSH HYDRANT - MUELLER A-421

AutoCAD SHX Text
OR EQUAL.  PAINT BRIGHT RED

AutoCAD SHX Text
1.

AutoCAD SHX Text
NOTE:

AutoCAD SHX Text
18" MIN.

AutoCAD SHX Text
DIP SPOOL PER

AutoCAD SHX Text
CONSTRUCT THRUST

AutoCAD SHX Text
BLOCK PER DETAILS

AutoCAD SHX Text
DO NOT BLOCK

AutoCAD SHX Text
DRAIN HOLE

AutoCAD SHX Text
3 CU. FT. No. 57

AutoCAD SHX Text
AGGREGATE AROUND

AutoCAD SHX Text
DRAIN HOLE (MIN)

AutoCAD SHX Text
LINE SIZEx6" TEE {SEE NOTE}

AutoCAD SHX Text
12"

AutoCAD SHX Text
BLOCK

AutoCAD SHX Text
TIE RODS

AutoCAD SHX Text
THRUST

AutoCAD SHX Text
SHEET 1-D-1

AutoCAD SHX Text
PER PLANS; ALL PER DETAIL 4,

AutoCAD SHX Text
GATE VALVE & BOX, SIZED

AutoCAD SHX Text
FLUSHING HYDRANT DETAIL

AutoCAD SHX Text
D2

AutoCAD SHX Text
7

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
2' MIN.

AutoCAD SHX Text
2' MIN.

AutoCAD SHX Text
36" MIN.

AutoCAD SHX Text
PLASTIC SERVICE

AutoCAD SHX Text
COMPRESSION FITTING FOR

AutoCAD SHX Text
PROPERTY OWNER BEFORE SETTING.

AutoCAD SHX Text
COORDINATE METER LOCATION WITH

AutoCAD SHX Text
EQUAL INSTALLED WITH TANDEM SETTER.

AutoCAD SHX Text
No. N55BU-M1 BRASS MODEL OR APPROVED

AutoCAD SHX Text
WHERE PRV's ARE REQUIRED, PROVIDE WATTS 3/4" REGULATOR

AutoCAD SHX Text
3/4" METER SETTING

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
TUBING FOR ALL FAR SIDE METERS

AutoCAD SHX Text
PROVIDE 12 GA. INSULATED SOLID 

AutoCAD SHX Text
COPPER WIRE ON TOP OF SERVICE

AutoCAD SHX Text
CROSSES MAIN LINE ROAD , INSTALL

AutoCAD SHX Text
2" STEEL CASING FROM DITCH LINE

AutoCAD SHX Text
TO DITCH LINE AND MAINTAIN 42" MIN. COVER

AutoCAD SHX Text
OR APPROVED EQUAL

AutoCAD SHX Text
SERVICE CLAMP TO BE BRONZE WITH

AutoCAD SHX Text
NEOPRENE GASKET - FORD S70

AutoCAD SHX Text
45

AutoCAD SHX Text
OR No. 9 PIPE BEDDING

AutoCAD SHX Text
WHERE SERVICE TUBING

AutoCAD SHX Text
ENCASE TUBING IN TRENCH

AutoCAD SHX Text
IN SELECT BACKFILL

AutoCAD SHX Text
24" MIN.

AutoCAD SHX Text
FOR CTS PLASTIC SERVICE

AutoCAD SHX Text
INSTALL FORD SWIVEL L104-33S

AutoCAD SHX Text
FORD MODEL No. F1000-3-TW-Q

AutoCAD SHX Text
3/4" 250 PSI HIGH-DENSITY

AutoCAD SHX Text
POLYETHYLENE SERVICE TUBING

AutoCAD SHX Text
CORPORATION STOP

AutoCAD SHX Text
NOTES:

AutoCAD SHX Text
1.

AutoCAD SHX Text
2.

AutoCAD SHX Text
8

AutoCAD SHX Text
D2

AutoCAD SHX Text
ORION GALLONS/DATA PROFILE

AutoCAD SHX Text
PVC PIPE STABILIZER

AutoCAD SHX Text
12" BRASS NIPPLE

AutoCAD SHX Text
MODEL No. TVBHH72-7W-44-33-G

AutoCAD SHX Text
FORD TANDEM SETTER

AutoCAD SHX Text
EXTEND OUTSIDE BOX

AutoCAD SHX Text
ROUND METAL LID

AutoCAD SHX Text
BADGER METER M25 B81 ADE

AutoCAD SHX Text
24"x18" GREEN METER BOX w/

AutoCAD SHX Text
BACKFILL AND COMPACT

AutoCAD SHX Text
EXCAVATED SOIL

AutoCAD SHX Text
SET 1.5' DEEP

AutoCAD SHX Text
POSTS SHALL BE

AutoCAD SHX Text
SECTIONAL DETAIL

AutoCAD SHX Text
GEOTEXTILE FABRIC

AutoCAD SHX Text
6 IN.

AutoCAD SHX Text
SHEET FLOW

AutoCAD SHX Text
4 IN.

AutoCAD SHX Text
STEP NO. 3

AutoCAD SHX Text
SHEET FLOW

AutoCAD SHX Text
STEP NO. 4

AutoCAD SHX Text
AND ATTACH TO POSTS

AutoCAD SHX Text
LINE TRENCH WITH GEOTEXTILE FABRIC

AutoCAD SHX Text
STEP NO. 1

AutoCAD SHX Text
SHEET FLOW

AutoCAD SHX Text
POST

AutoCAD SHX Text
6 FEET O.C.

AutoCAD SHX Text
OR METAL T-POSTS

AutoCAD SHX Text
STEP NO. 2

AutoCAD SHX Text
SHEET FLOW

AutoCAD SHX Text
LINE OF POSTS

AutoCAD SHX Text
EXCAVATE TRENCH ALONG

AutoCAD SHX Text
4 IN.

AutoCAD SHX Text
6 IN.

AutoCAD SHX Text
POSTS MAY BE WOODEN

AutoCAD SHX Text
SILT FENCE DETAIL

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
6

AutoCAD SHX Text
D2

AutoCAD SHX Text
PROVIDE 24 MESH

AutoCAD SHX Text
ALUMINUM BUG

AutoCAD SHX Text
SCREEN

AutoCAD SHX Text
FOR VENT

AutoCAD SHX Text
(PAINT YELLOW)

AutoCAD SHX Text
UNION

AutoCAD SHX Text
SIDES PER KYTC APPROVAL

AutoCAD SHX Text
%%U*CRITICAL*%%U: NEATLY SAWCUT TRENCH

AutoCAD SHX Text
DETECTOR TAPE

AutoCAD SHX Text
PIPE DIAM. + 8"

AutoCAD SHX Text
MINIMUM

AutoCAD SHX Text
SEE TABLE

AutoCAD SHX Text
ASPHALT OR CONC.

AutoCAD SHX Text
EXISTING PAVEMENT:

AutoCAD SHX Text
12"

AutoCAD SHX Text
%%UBACKFILL: *SEE NOTES*

AutoCAD SHX Text
6" DGA SURFACE

AutoCAD SHX Text
SURFACE

AutoCAD SHX Text
EXISTING GRAVEL

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ROAD

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
DRIVEWAY

AutoCAD SHX Text
TYPE

AutoCAD SHX Text
PAVEMENT

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
2" HMAC

AutoCAD SHX Text
6" CONCRETE

AutoCAD SHX Text
2" HMAC

AutoCAD SHX Text
4" DGA

AutoCAD SHX Text
PAVEMENT

AutoCAD SHX Text
THICKNESS

AutoCAD SHX Text
MATCH EXIST.

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
& BASE

AutoCAD SHX Text
4" DGA

AutoCAD SHX Text
CONCRETE SLAB (6" CLASS C)

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
%%UAREAS

AutoCAD SHX Text
PAVED

AutoCAD SHX Text
%%UAREAS

AutoCAD SHX Text
FOR PIPE BEDDING & ENCASEMENT

AutoCAD SHX Text
SEE DETAIL 2 OR 5, SHEET D1

AutoCAD SHX Text
ROADWAY PAVEMENT

AutoCAD SHX Text
42" MIN COVER UNDER

AutoCAD SHX Text
12 GA. INSULATED SOLID COPPER WIRE TAPE TO PIPE

AutoCAD SHX Text
NOTES: 1.   @ EXISTING PAVED ROADWAYS: BACKFILL WITH FLOWABLE FILL TO @ EXISTING PAVED ROADWAYS: BACKFILL WITH FLOWABLE FILL TO THE BOTTOM OF EXISTING PAVEMENT SURFACE.  THE TOP SURFACE SHALL BE DONE IN ACCORDANCE WITH THE TABLE ABOVE.  TRENCHED AREAS ACROSS THE AFFECTED ROADWAYS SHALL BE PATCHED TO THEIR ORIGINAL GRADE ELEVATION TO CREATE POSITIVE DRAINAGE. 2. @ EXISTING GRAVEL ROADWAYS:  BACKFILL COMPLETELY WITH @ EXISTING GRAVEL ROADWAYS:  BACKFILL COMPLETELY WITH KYDOT No. 57 AGGREGATE.

AutoCAD SHX Text
16"

AutoCAD SHX Text
8"

AutoCAD SHX Text
FITTINGS.

AutoCAD SHX Text
2.

AutoCAD SHX Text
PLASTIC BLUE VALVE MARKERS

AutoCAD SHX Text
ADJACENT TO VALVE

AutoCAD SHX Text
RHINO TRIVIEW FLEX MODEL

AutoCAD SHX Text
NUMBER IMPRINTED & LOCATED

AutoCAD SHX Text
WITH OWNERS NAME AND PHONE

AutoCAD SHX Text
{FASTENED TO STEEL U-CHANNEL}

AutoCAD SHX Text
GRIPRINGS FOR RESTRAINT

AutoCAD SHX Text
GRIPRINGS FOR RESTRAINT

AutoCAD SHX Text
PROVIDE GRIP RINGS (ROMAC OR EQUAL) FOR ALL HYDRANTS, VALVE &

AutoCAD SHX Text
PLASTIC BLUE VALVE MARKERS

AutoCAD SHX Text
ADJACENT TO VALVE

AutoCAD SHX Text
RHINO TRIVIEW FLEX MODEL

AutoCAD SHX Text
NUMBER IMPRINTED & LOCATED

AutoCAD SHX Text
WITH OWNERS NAME AND PHONE

AutoCAD SHX Text
{FASTENED TO STEEL U-CHANNEL}

AutoCAD SHX Text
%%U**CRITICAL**

AutoCAD SHX Text
MINIMIZE EXCESS VOIDS ALONG PIPE.

AutoCAD SHX Text
%%UVALVE SIZE

AutoCAD SHX Text
By

AutoCAD SHX Text
Date

AutoCAD SHX Text
ETH

AutoCAD SHX Text
Revision

AutoCAD SHX Text
FOR KDOW REVIEW

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
No

AutoCAD SHX Text
0

AutoCAD SHX Text
By

AutoCAD SHX Text
05-01-23

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
Date

AutoCAD SHX Text
Eric T. Harris, P.E.


	003 A. Daniel Rd-Model
	Sheets and Views
	Model


	004 A. Daniel Rd-Model
	Sheets and Views
	Model


	005 Carneal Ln-Model
	Sheets and Views
	Model


	006 Carneal Ln-Model
	Sheets and Views
	Model


	008 Cerulean Springs Rd-Model
	Sheets and Views
	Model


	010 Cerulean Springs Rd-Model
	Sheets and Views
	Model


	011 Fentress Ln-Model
	Sheets and Views
	Model


	012 Fentress Ln-Model
	Sheets and Views
	Model


	013 Hoover Lane-Model
	Sheets and Views
	Model


	014 Hoover Lane-Model
	Sheets and Views
	Model


	015 Long Ln-Model
	Sheets and Views
	Model


	016 Long Ln-Model
	Sheets and Views
	Model


	017 Long Ln-Model
	Sheets and Views
	Model


	018 Long Ln-Model
	Sheets and Views
	Model


	019 Long Ln-Model
	Sheets and Views
	Model


	020 Owen West Rd-Model
	Sheets and Views
	Model


	021 Owen West Rd-Model
	Sheets and Views
	Model


	022 Pleasant Grove Rd-Model
	Sheets and Views
	Model


	023 Pleasant Grove Rd-Model
	Sheets and Views
	Model


	024 Pruitt Lane-Model
	Sheets and Views
	Model


	025 Pruitt Lane-Model
	Sheets and Views
	Model


	026 Pruitt Lane-Model
	Sheets and Views
	Model


	027 Root Rd-Model
	Sheets and Views
	Model


	028 Root Rd-Model
	Sheets and Views
	Model


	029 1-D-1 Waterline Details-Model
	Sheets and Views
	Model


	030 1-D-2 Waterline Details-Model
	Sheets and Views
	Model





