
NOTES:

1. THIS DRAWING REPRESENTS ONE PROPOSED
ARRANGEMENT AND IS SUBJECT TO CHANGE
BASED ON DETAILED DESIGN.

2. THIS DRAWING IS CONCEPTUAL IN NATURE
AND IS FOR PLANNING PURPOSES ONLY.

3. TRANSFORMERS SHALL MEET THE INVERTER
MANUFACTURER'S SPECIFICATIONS FOR
MEDIUM VOLTAGE TRANSFORMERS.

4. SECTIONALIZING CABINET QUANTITIES ARE
BASED ON THE NEED FOR (1) ONE CABINET
FOR EVERY THREE THOUSAND FIVE HUNDRED
(3,500) FEET OF CABLE IN THE HOMERUN TO
THE COLLECTOR SUBSTATION.

5. SURGE ARRESTOR RATING TO BE
DETERMINED DURING DETAILED DESIGN.

EQUIPMENT LIST
NO. QUANTITY DESCRIPTION

7 4,400  kVA, 34.5 kV:0.645 kV MV TRANSFORMER, Z = 8% (±10%),
SUNGROW INVERTER SKID ASSEMBLY

1 SECTIONALIZING CABINET, 35 KV, 600 A, 2-WAY
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SYSTEM DESCRIPTION

TOTAL CAPACITY @ POI
(AC) 120.00 MW

SOLAR NAMEPLATE
CAPACITY (AC) 127.60 MVA

SOLAR CAPACITY (DC) 151.33 MW
DC:AC RATIO @ POI 1.26
AC COLLECTION SYSTEM
VOLTAGE 34,500 kV

DC SYSTEM VOLTAGE 1,500 V

TOTAL MODULES 238,322

MODULES PER STRING 29
AVERAGE STRINGS PER
INVERTER 283

TOTAL INVERTERS 29

A 04/05/24 PSD SH ISSUED FOR REVIEW
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NOTES:

1. THIS DRAWING REPRESENTS ONE PROPOSED
ARRANGEMENT AND IS SUBJECT TO CHANGE
BASED ON DETAILED DESIGN.

2. THIS DRAWING IS CONCEPTUAL IN NATURE
AND IS FOR PLANNING PURPOSES ONLY.

3. TRANSFORMERS SHALL MEET THE INVERTER
MANUFACTURER'S SPECIFICATIONS FOR
MEDIUM VOLTAGE TRANSFORMERS.

4. SECTIONALIZING CABINET QUANTITIES ARE
BASED ON THE NEED FOR (1) ONE CABINET
FOR EVERY THREE THOUSAND FIVE HUNDRED
(3,500) FEET OF CABLE IN THE HOMERUN TO
THE COLLECTOR SUBSTATION.

5. SURGE ARRESTOR RATING TO BE
DETERMINED DURING DETAILED DESIGN.

EQUIPMENT LIST
NO. QUANTITY DESCRIPTION

7 4,400  kVA, 34.5 kV:0.645 kV MV TRANSFORMER, Z = 8% (±10%),
SUNGROW INVERTER SKID ASSEMBLY

1 SECTIONALIZING CABINET, 35 KV, 600 A, 2-WAY
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AC COLLECTION SYSTEM
VOLTAGE 34,500 kV

DC SYSTEM VOLTAGE 1,500 V

TOTAL MODULES 238,322

MODULES PER STRING 29
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NOTES:

1. THIS DRAWING REPRESENTS ONE PROPOSED
ARRANGEMENT AND IS SUBJECT TO CHANGE
BASED ON DETAILED DESIGN.

2. THIS DRAWING IS CONCEPTUAL IN NATURE
AND IS FOR PLANNING PURPOSES ONLY.

3. TRANSFORMERS SHALL MEET THE INVERTER
MANUFACTURER'S SPECIFICATIONS FOR
MEDIUM VOLTAGE TRANSFORMERS.

4. SURGE ARRESTOR RATING TO BE
DETERMINED DURING DETAILED DESIGN.

EQUIPMENT LIST
NO. QUANTITY DESCRIPTION

5 4,400  kVA, 34.5 kV:0.645 kV MV TRANSFORMER, Z = 8% (±10%),
SUNGROW INVERTER SKID ASSEMBLY1
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SYSTEM DESCRIPTION

TOTAL CAPACITY @ POI
(AC) 120.00 MW

SOLAR NAMEPLATE
CAPACITY (AC) 127.60 MVA

SOLAR CAPACITY (DC) 151.33 MW
DC:AC RATIO @ POI 1.26
AC COLLECTION SYSTEM
VOLTAGE 34,500 kV

DC SYSTEM VOLTAGE 1,500 V

TOTAL MODULES 238,322

MODULES PER STRING 29
AVERAGE STRINGS PER
INVERTER 283

TOTAL INVERTERS 29
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NOTES:

1. THIS DRAWING REPRESENTS ONE PROPOSED
ARRANGEMENT AND IS SUBJECT TO CHANGE
BASED ON DETAILED DESIGN.

2. THIS DRAWING IS CONCEPTUAL IN NATURE
AND IS FOR PLANNING PURPOSES ONLY.

3. TRANSFORMERS SHALL MEET THE INVERTER
MANUFACTURER'S SPECIFICATIONS FOR
MEDIUM VOLTAGE TRANSFORMERS.

4. SECTIONALIZING CABINET QUANTITIES ARE
BASED ON THE NEED FOR (1) ONE CABINET
FOR EVERY THREE THOUSAND FIVE HUNDRED
(3,500) FEET OF CABLE IN THE HOMERUN TO
THE COLLECTOR SUBSTATION.

5. SURGE ARRESTOR RATING TO BE
DETERMINED DURING DETAILED DESIGN.

EQUIPMENT LIST
NO. QUANTITY DESCRIPTION

5 4,400  kVA, 34.5 kV:0.645 kV MV TRANSFORMER, Z = 8% (±10%),
SUNGROW INVERTER SKID ASSEMBLY1
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SYSTEM DESCRIPTION

TOTAL CAPACITY @ POI
(AC) 120.00 MW

SOLAR NAMEPLATE
CAPACITY (AC) 127.60 MVA

SOLAR CAPACITY (DC) 151.33 MW
DC:AC RATIO @ POI 1.26
AC COLLECTION SYSTEM
VOLTAGE 34,500 kV

DC SYSTEM VOLTAGE 1,500 V

TOTAL MODULES 238,322

MODULES PER STRING 29
AVERAGE STRINGS PER
INVERTER 283

TOTAL INVERTERS 29
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NOTES:

1. THIS DRAWING REPRESENTS ONE PROPOSED
ARRANGEMENT AND IS SUBJECT TO CHANGE
BASED ON DETAILED DESIGN.

2. THIS DRAWING IS CONCEPTUAL IN NATURE
AND IS FOR PLANNING PURPOSES ONLY.

3. TRANSFORMERS SHALL MEET THE INVERTER
MANUFACTURER'S SPECIFICATIONS FOR
MEDIUM VOLTAGE TRANSFORMERS.

4. SECTIONALIZING CABINET QUANTITIES ARE
BASED ON THE NEED FOR (1) ONE CABINET
FOR EVERY THREE THOUSAND FIVE HUNDRED
(3,500) FEET OF CABLE IN THE HOMERUN TO
THE COLLECTOR SUBSTATION.

5. SURGE ARRESTOR RATING TO BE
DETERMINED DURING DETAILED DESIGN.

EQUIPMENT LIST
NO. QUANTITY DESCRIPTION

5 4,400  kVA, 34.5 kV:0.645 kV MV TRANSFORMER, Z = 8% (±10%),
SUNGROW INVERTER SKID ASSEMBLY1
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SYSTEM DESCRIPTION

TOTAL CAPACITY @ POI
(AC) 120.00 MW

SOLAR NAMEPLATE
CAPACITY (AC) 127.60 MVA

SOLAR CAPACITY (DC) 151.33 MW
DC:AC RATIO @ POI 1.26
AC COLLECTION SYSTEM
VOLTAGE 34,500 kV

DC SYSTEM VOLTAGE 1,500 V

TOTAL MODULES 238,322

MODULES PER STRING 29
AVERAGE STRINGS PER
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