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1. RELOCATED 200A, 240V, 3-PHASE, 3-POLE TRANSFER RELOCATED 200A, 240V, 3-PHASE, 3-POLE TRANSFER SWITCH WITH 200A CIRCUIT BREAKER ON UTILITY SIDE SUPPORTED FROM DOUBLE POST SUPPORT BRACKET ANCHORED TO BUILDING CONCRETE PAD. SEE DETAIL 2 ON SHEET 4. ASCO, CAT NO. D00300030200F100, SERIAL NO. 1042878 RE. 2. UTILITY METER BASE WITH LEVER BYPASS FURNISHED AND UTILITY METER BASE WITH LEVER BYPASS FURNISHED AND INSTALLED BY CONTRACTOR ON DOUBLE POST SUPPORT BRACKET WITH TRANSFER SWITCH. FIELD COORDINATE FINAL LOCATION OF METER TO BE MAXIMUM 75' FROM POLE. 3. RELOCATED DIESEL GENERATOR, 60KW, 120/240V, RELOCATED DIESEL GENERATOR, 60KW, 120/240V, 3-PHASE, 225A CIRCUIT BREAKER, 140 GAL SUBBASE FUEL TANK. MTU MODEL: DS00060D6SJAK0574. CONTRACTOR SHALL PROVIDE CONCRETE PAD PER DETAIL 1 ON SHEET 4. FIELD COORDINATE FINAL LOCATION OF GENERATOR KEEPING MINIMUM 4' FROM FENCE FOR WORKING CLEARANCE AND MINIMUM 5' FROM BUILDING. 4. #2 BARE COPPER GROUNDING ELECTRODE. BOND TO #2 BARE COPPER GROUNDING ELECTRODE. BOND TO BUILDING STRUCTURAL STEEL, METAL PIPING, PANELBOARDS (NOT ALL SHOWN ON PLAN) 5. 20' ROUND TAPERED ALUMINUM POLE LIGHT, PLATINUM 20' ROUND TAPERED ALUMINUM POLE LIGHT, PLATINUM SILVER PAINT COLOR WITH 4' ELLIPTICAL MAST ARM, WEATHERPROOF SWITCH AND PHOTOCELL. CONTRACTOR SHALL PROVIDE WEATHERPROOF-WHILE-IN-USE METAL COVER. SWITCH SHALL BE WIRED TO CONTROL PHOTOCELL. LIGHTING FIXTURE BY HUBBELL, RATIO SERIES, MODEL NO. RAR1-160L-100-4K7-4W-UNV-MAF-PSS-7PR-TL. POLE BY VERMONT, MODEL NO. R-1MA0432C-170840605T4-***-1VDA-LX222039. ***POLE PAINT COLOR SHALL MATCH SPECIFIED FIXTURE COLOR. FIELD COORDINATE FINAL LOCATION OF POLE LIGHT TO BE INSIDE THE FENCE NEAR THE GATE. 6. NEMA 4X MUSHROOM HEAD GENERATOR EMERGENCY STOP NEMA 4X MUSHROOM HEAD GENERATOR EMERGENCY STOP WALL-MOUNTED. 7. 4#4/0 IN 2 1/2"C FROM UTILITY METER TO TRANSFER 4#4/0 IN 2 1/2"C FROM UTILITY METER TO TRANSFER SWITCH. 8. UNDERGROUND 4#4/0, 1#4 GND IN 2 1/2"C FROM UNDERGROUND 4#4/0, 1#4 GND IN 2 1/2"C FROM TRANSFER SWITCH TO GENERATOR CIRCUIT BREAKER. 9. UNDERGROUND 4#4/0, 1#4 GND IN 2 1/2"C FROM UNDERGROUND 4#4/0, 1#4 GND IN 2 1/2"C FROM TRANSFER SWITCH TO DISTRIBUTION PANEL. 10. UNDERGROUND 2#14, 1#14 GND FROM GENERATOR UNDERGROUND 2#14, 1#14 GND FROM GENERATOR CONTROL PANEL TO E-STOP. 11. UNDERGROUND 2#12, 1#12 GND IN 3/4”C FROM LIGHTING UNDERGROUND 2#12, 1#12 GND IN 3/4”C FROM LIGHTING C FROM LIGHTING PANEL TO JACKET WATER HEATER AT GENERATOR. 12. UNDERGROUND 2#12, 1#12 GND IN 3/4”C FROM LIGHTING UNDERGROUND 2#12, 1#12 GND IN 3/4”C FROM LIGHTING C FROM LIGHTING PANEL TO BATTERY CHARGER AT GENERATOR. 13. UNDERGROUND 6#14, 1#14 GND IN 3/4”C FROM UNDERGROUND 6#14, 1#14 GND IN 3/4”C FROM C FROM GENERATOR CONTROL PANEL TO TELEMETRY PANEL. 14. UNDERGROUND 2#12, 1#12 GND IN 3/4”C FROM LIGHTING UNDERGROUND 2#12, 1#12 GND IN 3/4”C FROM LIGHTING C FROM LIGHTING PANEL TO POLE LIGHT. 15. UNDERGROUND 7#14, 1#14 GND FROM TRANSFER SWITCH UNDERGROUND 7#14, 1#14 GND FROM TRANSFER SWITCH TO GENERATOR CONTROL PANEL. 16. SECONDARY UNDERGROUND ONE 3" PVC SCH. 40 CONDUIT SECONDARY UNDERGROUND ONE 3" PVC SCH. 40 CONDUIT WITH PULLSTRING FROM RISER POLE TO UTILITY METER. SEE SHEET 4 FOR ADDITIONAL REQUIREMENTS. 17. GROUND DRIVEN ROD, 3/4” X 10' (TYPICAL).GROUND DRIVEN ROD, 3/4” X 10' (TYPICAL).X 10' (TYPICAL).
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