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TAB 9 – EFFECT ON THE ELECTRIC TRANSMISSION SYSTEM IN KENTUCKY 

Requirement: KRS 278.706(2)(i) An analysis of the proposed facility's projected effect on the 
electricity transmission system in Kentucky.

In order to interconnect new generation facilities to the electric transmission grid, a 

facility owner must obtain approval from PJM, which is a regional transmission organization that 

coordinates the movement of wholesale electricity in most of the eastern half of Kentucky and 

all or parts of nearby states. The interconnection process includes completion of studies by PJM 

that determine the transmission upgrades required for a project to reliably interconnect to the 

PJM grid. These studies are completed in a series. The Feasibility Phase I Study, the Phase II Study, 

and the Phase III Facilities Study are designed to provide developers with increasingly refined 

information regarding the scope of required upgrades, completion deadlines, and 

implementation costs. 

The Project will be capable of generating up to 45 MW of renewable energy and will 

interconnect with the EKPC transmission system. EKPC and its member cooperatives serve more 

than 1 million Kentuckians across 87 counties. 

The Project initiated a queue position with PJM on March 31, 2021, and was assigned the 

queue number AG2-298. The filing is part of PJM Transition Cycle 2, and the Phase I Study Report 

is included in Attachment F and available online via the following hyperlink: 

Phase 1 Study Results: AG2-298 Phase I Study Report1

1 https://www.pjm.com/pjmfiles/pub/planning/project-queues/TC2/PHASE_1/AG2-298/AG2-
298_imp_PHASE_1.htm#cost-summary 
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Attachment: 

 Attachment G: PJM Phase-I Study Report (50 pages) 


