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NOTES

FOR GENERAL NOTES, SYMBOLS
AND SYSTEM CODES SEE DRAWING
2-517000

ALL TAG NOS. ARE PREFIXED BY
PLANT CODE "BS".

ALL TAG NOS. HAVE UNIT TAG NO."2"
UNLESS OTHERWISE NOTED.

NOTE "A" (J2)
ALL EMERGENCY QUENCH WATER PUMP
SKID COMPONENTS BY PUMP VENDOR.

NOTE "B" (J7)(J8)

EMERGENCY QUENCH GRID ISOLATION
VALVES LOCATED AS CLOSE AS
POSSIBLE TO GRID CONNECTION POINT.
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"THIS DRAWING IS THE PROPERTY OF THE AMERICAN
ELECTRIC POWER SERVICE CORP. AND IS LOANED
UPON CONDITION THAT IT IS NOT TO BE REPRODUCED
OR COPIED, IN WHOLE OR IN PART, OR USED FOR FUR-
NISHING INFORMATION TO ANY PERSON WITHOUT THE
WRITTEN CONSENT oF THE AEP SERVICE CORP. ,o0Rr
FOR ANY PURPOSE DETRIMENTAL TO THEIR INTEREST,
AND IS TO BE RETURNED UPON REQUEST"
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