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"THIS DRAWING IS THE PROPERTY OF THE AMERICAN
ELECTRIC POWER SERVICE CORP. AND IS LOANED
UPON CONDITION THAT IT IS NOT TO BE REPRODUCED
8 OR COPIED, IN WHOLE OR IN PART, OR USED FOR FUR-
NISHING INFORMATION TO ANY PERSON WITHOUT THE
WRITTEN CONSENT OoF THE AEP SERVICE CORP. ,o0R
FOR ANY PURPOSE DETRIMENTAL TO THEIR INTEREST,
AND IS TO BE RETURNED UPON REQUEST"
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