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NOTES:
1. DCS ANALOG INPUTS 4-20mA.
2. ALL TAG NUMBERS AND BUS NUMBERS
ARE ON HOLD.
1 3. FP-2 RELAY IN COMPARTMENTS 2F3,

2F5 AND 2F8 ARE NEW.

LEGEND:

P SELECTIVE RELAY TYPE TP IS GE SR-745
PROTECTIVE TRIPS USED: 50, 51, 51G, 87.

Fp-7 SELECTIVE RELAY TYPE FP-2 IS GE SR-735
PROTECTIVE TRIPS USED: 50, 50GS, 5l.

PROTECTIVE RELAY USED:

RELAY TYPE H2F IS BASLESSI?EI-NB
(EXISTING AT 13.8KV BUS 2F)

13. 8KV BUS 2F, 2000A, 1000 MVA 12-EM-SWGR-2F
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3 DRAWING 2-12076
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POWER

H2F ®
13.8KV BUS "2F" DIFF 10 70 70

FP-2 —FP-2 60075
3MR-2000/5 3MR-2000/5 3MR-1200/5
CONN 250/5 CONN 250/5 CONN 100/5

2-12076  FGD & SCR PROJECT AUX ONELINE UNIT 2

2-121000 ELEC FGD PROJECT ONELINE LEGEND

2-121004 ELECTRICAL U2 FGD SWGR 31A & 31B
4.16KV AUX ONELINE DIAGRAM

EO EO EO E0 E0
/I\ /I\ /I\ 4\ 10 /I\ 2-121005 ELECTRICAL UNIT 2 FGD SWGR 31C & 31D

70
1200A OF3 1200 OF5 1200A oF8 1200A OF11 DCS 1200A OF 12 DCS 4. 16KV AUX ONELINE DIAGRAM

A 2-121006 ELECTRICAL UNIT 2 FGD SWOR 41A
N €1 NP €1 J A 280V AUX ONELINE DIAGRAM

FP=21— | 2-121008 ELECTRICAL UNIT 2 FGD SWGR 42A
_Fp-2 280V AUX ONELINE DIAGRAM

3-C.T.°S 3-C.T.°S 2-121010 ELECTRICAL UNIT 2 FGD SWGR 43A
250/5 600/5 480V AUX ONELINE DIAGRAM

2-121012 ELECTRICAL UNIT 2 FGD SWGR 44A & 44B

3-C.7.'S 3-C.7.'S 3-C.7.'S 3-C.T.'S 3-C.T.'S
2000/5 2000/5 2000/5 2000/5 2000/5 480V AUX ONELINE DIAGRAM
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4. 16KV FGD BUS 31C 4.16KV FGD BUS 31A
MAIN BREAKER MAIN BREAKER
SEE DRAWING 2-121005 SEE DRAWING 2-121004
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"THIS DRAWING IS THE PROPERTY OF THE AMERICAN
ELECTRIC POWER SERVICE CORP. AND IS LOANED
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