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MAIN PANEL 1 NOTES:
1 I ITEM DRILL.
NO. QUAN. DWG. DESCRIPTION 1. SIDE PANEL ITEMS TO BE LOCATED AND INSTALLED BY THE PANEL MANUFACTURER.
SEE THE SCHEMATICS FOR THE LETTER IDENTIFICATION OF EACH ITEM.
@ 1 1 - ANNUCIATOR - 2J WINDOWS INSTALL EACH ITEM ON THE SIDE PANEL, LEFT TO RIGHT IN ALPHABETICAL ORDER.
2 1 - BUS DIFFERENTIAL RELAY, *SEL-587Z
2. NAMEPLATES WITH WHITE LETTERS ON BLACK BACKGROUND SHALL BE PROVIDED FOR
3 1 - BUS DIFFERENTIAL RELAY, SEL-587 DEVICES AND MAIN PANEL IDENTITY. (LATER)
4 1 - INSTANT/TIME OVERCURRENT RELAY, SEL-501 3. EQUIPMENT MODEL NUMBERS ARE PRELIMINARY. PROVIDED FOR BID PURPOSES ONLY.
2 5 2 - LOCKOUT RELAY, GE, HEAB1B235 2
6 5 - TEST SWITCH, ABB FT-1 STYLE 774B430G24
7 2 - TEST SWITCH, ABB FT-1 STYLE 1586C42G20 REFERENCE DRAWING:
| @ | SEL-587Z | @ | SEL-587Z 8 ? - TEST SWITCH, ABB FT-1 STYLE 129A539G01 2-169401 FGD/SCR CONTROL ROOM LAYOQUT
SEL-501 | | SEL-501
+ o| | ® INTERNAL SIDE PANEL 1
IJgM QUAN. DESCRIPTION
| @ | SEL-587 | ©) | SEL-587 :
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MAIN PANEL 2

F1-1 F1-] F1-1 F1-] F1-1 F1-1 Il:lrg.M QUAN. Dg\']\:ll(_}l._. DESCRIPTION
r1-9 19 | £7-9 ) . i BUS DIFFERENTIAL RELAY, *SEL-587Z
3 1 - BUS DIFFERENTIAL RELAY, SEL-587
] _ q 1 - INSTANT/TIME OVERCURRENT RELAY, SEL-501
I w
5 &l &l 5 2 - LOCKOUT RELAY, GE, HEA61B235 5
Y Y
6 5 - TEST SWITCH, ABB FT-1 STYLE 774B430G24
} } 7 2 - TEST SWITCH, ABB FT-1 STYLE 158642620
. 28" _ . 28" ~ 8 2 - TEST SWITCH, ABB FT-1 STYLE 129A539G01
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“THIS DRAWING IS THE PROPERTY OF THE AMERICAN
ELECTRIC POWER SERVICE CORP. AND IS LOANED
UPON CONDITION THAT IT IS NOT TO BE REPRODUCED
8 OR COPIED, IN WHOLE OR IN PART, OR USED FOR FUR- I 8§
NISHING INFORMATION TO ANY PERSON WITHOUT THE
WRITTEN CONSENT OF THE AEP SERVICE CORP. ,0R
FOR ANY PURPOSE DETRIMENTAL TO THEIR INTEREST,
AND IS TO BE RETURNED UPON REQUEST"
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