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FOR western Fleming county 
community, Town or City 

P.S.C. KY. NO. __ 1 ____ _ 

~o~ri=gi=na=l __ SHEET N0 _ _,4=2 __ _ 
western Fleming co. Water District 

<Name of Utility> 
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CANCELLING P.S.C. KY. NO. _ _ _ 

_ _ ___ SHEET NO .. __ _ 

RULES AND REGULATIONS 

flow rate or pressure. The fire flow may cannot guarantee a water 
supply at any particular flow rate or pressure. The fire flow may vary 
depending upon other water demands on the system, various water 
facility limitations, or other circumstances. The customer will 
indemnify and hold harmless the utility and its employees from and 
against all claims, damages, losses, and expenses incurred as a result 
of insufficient water supply or deficient system facilities. 
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AB. Fire Hydrants: 

1. In accordance with 807 KAR 5:066 Section 10(2Hbl, a new fire hydrant 
will not be installed unless: 

al A professional engineer with a Kentucky registration has 
certified that the system can provide a minimum fire flow 
of 250 gallons per minute, and 

bl The system supporting this flow has the capability of 
providing this flow for a period of not less than two (2l 
hours plus consumption at the maximum daily rate. 
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